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INVITATION TO BID

Notice is hereby given that sealed bids will be received until 1:00 P.M., June 23, 2023, at the Town of Milton 
Offices Attention: Town Clerk, located at 503 Geyser Road, Ballston Spa, NY 12020; at which time bids will be 
publicly opened and read aloud for the Rowland Street Highway Facility – Cold Storage PEMB.

A pre-bid conference will be held for this project on Thursday, June 8, 2023 at 1:00 PM via zoom at the following 
link:

https://us02web.zoom.us/j/87110767969

Bidding contractors are strongly encouraged to have an authorized representative of their firm attend the pre-bid 
conference.

Bids will be received for the Single Prime Contract Project consisting of the following prime contract which covers 
the Rowland Street Highway Facility – Cold Storage PEMB:

Pre-Engineered Metal Building Design, Fabrication, & Delivery

Fabrication and Delivery of PEMB must be completed by December 26, 2023. 

Contract Documents, including Advertisement For Bids, Information For Bidders, Labor and Employment, Additional 
Instructions, Bid Documents, Agreement, General Conditions, General Requirements, Specifications, Contract 
Drawings and any Addenda, may be examined at no expense on-line at the following website: https://de.biddyhq.com 
or at the office of Delaware Engineering, D.P.C., 28 Madison Ave Extension Albany NY, 12203.

Digital copies of the Contract Documents may be obtained online as a download for a non-refundable fee of One 
Hundred Dollars ($100.00) from the website: https://de.biddyhq.com. Complete hardcopy sets of bidding documents 
may be obtained from REV, 330 Route 17A, Suite #2, Goshen, NY 10924, Tel: 1-877-272-0216, upon depositing the 
sum of 100.00 Dollars ($100.00) for each combined set of documents. Checks or money orders shall be made payable 
to Delaware Engineering, D.P.C.  Cash deposits will not be accepted. Any Bidder requiring documents to be shipped 
shall make arrangements with REV and pay for all packaging and shipping costs. 

Any Bidder who submitted completed Bid Forms to the Town of Milton, upon returning such set in good condition 
within thirty days following the award of the contract or rejection of the bids, will be refunded his full payment. 
Deposits will not be refunded to any non-bidder (including material suppliers, subcontractors, or those that provide 
quotes to Bidders). Questions should be sent to Cody Messier, PE via email at cmessier@delawareengineering.com.

Please note that https://de.biddyhq.com is the designated location and means for distributing and obtaining all bid 
package information. All Bidders are urged to register to ensure receipt of all necessary information including bid 
addenda. All bid addenda will be transmitted to registered plan holders via email and will be available at 
https://de.biddyhq.com. Plan holders who have paid for hard copies of the bid documents will need to make the 
determination if hard copies of the addenda are required for their use, and coordinate directly with REV for hard 
copies of addenda to be issued. There will be no charge for registered plan holders to obtain hard copies of the bid 
addenda. 

Each bid must be accompanied by security in an amount not less than five percent (5%) of the amount of the bid in the 
form and subject to the conditions provided in the Information for Bidders.  No Bidder may withdraw his bid within 
forty-five (45) days after the actual date of opening thereof.

This is an exempt capital improvement project, and Bidders shall not include taxes in the cost of materials which are 
to be incorporated into the work, and which are to be separately sold by the Contractor to the Town of Milton prior to 
incorporation into the work of the Contract.

Bids may be held by the Owner for a period not to exceed forty-five (45) days from the date of the opening of Bid for 
the purpose of reviewing the bids and investigating the qualifications of the bidder(s) and the subsequent approval of 
the bids and related documents by the Owner. The Owner reserves the right to reject any and all bids, or waive any 
informalities in the bidding, without explanation, and to select the Bid, the acceptance of which, in its judgement, will 
best assure the efficient performance of the work.

https://us02web.zoom.us/j/87110767969
https://de.biddyhq.com/
https://de.biddyhq.com/
https://de.biddyhq.com/
https://de.biddyhq.com/
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Delaware Engineering, D.P.C. ADVERTISEMENT FOR BIDS - Page 2

The contractors must also be aware that they must comply with the most recent State wage rates under New York 
State Department of Labor (www.labor.state.ny.us). In addition, the contractor must comply, if applicable, with Labor 
Law 220, section 220-h, which requires that on all public work projects of at least $250,000.00, all laborers, workers 
and mechanics on the site be certified as having successfully completed the OSHA 10-hour construction safety and 
health course. 

The right is reserved to waive any informalities in the Bid and to reject any or all Bids.

http://www.labor.state.ny.us/
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DOCUMENT 002113

INSTRUCTIONS TO BIDDERS

1.1 INSTRUCTIONS TO BIDDERS

A. AIA Document A701, "Instructions to Bidders," is hereby incorporated into the Procurement 

and Contracting Requirements by reference.

1. A copy of AIA Document A701, "Instructions to Bidders," is bound in this Project 

Manual.

END OF DOCUMENT 002113



   Document A701® – 2018
Instructions to Bidders

AIA Document A701 – 2018. Copyright © 1970, 1974, 1978, 1987, 1997 and 2018. All rights reserved. “The American Institute of Architects,” “American Institute 
of Architects,” “AIA,” the AIA Logo, and “AIA Contract Documents” are trademarks of The American Institute of Architects. This document was produced by AIA 
software at 14:55:47 ET on 05/18/2023 under Order No.4104238150 which expires on 12/07/2023, is not for resale, is licensed for one-time use only, and may 
only be used in accordance with the AIA Contract Documents® Terms of Service. To report copyright violations, e-mail docinfo@aiacontracts.com.
User Notes:  (3B9ADA47)
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ADDITIONS AND DELETIONS: 
The author of this document has 
added information needed for its 
completion. The author may also 
have revised the text of the original 
AIA standard form. An Additions and 
Deletions Report that notes added 
information as well as revisions to 
the standard form text is available 
from the author and should be 
reviewed. A vertical line in the left 
margin of this document indicates 
where the author has added 
necessary information and where 
the author has added to or deleted 
from the original AIA text.

This document has important legal 
consequences. Consultation with an 
attorney is encouraged with respect 
to its completion or modification.

FEDERAL, STATE, AND LOCAL 
LAWS MAY IMPOSE 
REQUIREMENTS ON PUBLIC 
PROCUREMENT CONTRACTS. 
CONSULT LOCAL AUTHORITIES 
OR AN ATTORNEY TO VERIFY 
REQUIREMENTS APPLICABLE TO 
THIS PROCUREMENT BEFORE 
COMPLETING THIS FORM.

         
It is intended that AIA Document 
G612™–2017, Owner’s Instructions 
to the Architect, Parts A and B will 
be completed prior to using this 
document.     

for the following Project:
(Name, location, and detailed description)

Town of Milton
Rowland Street Highway Facility - Cold Storage PEMB
  

THE OWNER:
(Name, legal status, address, and other information)

Town of Milton 
503 Geyser Road, Ballston Spa, NY 12020
 
 

THE ARCHITECT:
(Name, legal status, address, and other information)

Delaware Engineering, DPC 
28 Madison Ave Ext., Albany, NY 12203
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ARTICLE 1   DEFINITIONS
§ 1.1 Bidding Documents include the Bidding Requirements and the Proposed Contract Documents. The Bidding 
Requirements consist of the advertisement or invitation to bid, Instructions to Bidders, supplementary instructions to 
bidders, the bid form, and any other bidding forms. The Proposed Contract Documents consist of the unexecuted 
form of Agreement between the Owner and Contractor and that Agreement’s Exhibits, Conditions of the Contract 
(General, Supplementary and other Conditions), Drawings, Specifications, all Addenda, and all other documents 
enumerated in Article 8 of these Instructions.

§ 1.2 Definitions set forth in the General Conditions of the Contract for Construction, or in other Proposed Contract 
Documents apply to the Bidding Documents.

§ 1.3 Addenda are written or graphic instruments issued by the Architect, which, by additions, deletions, 
clarifications, or corrections, modify or interpret the Bidding Documents.

§ 1.4 A Bid is a complete and properly executed proposal to do the Work for the sums stipulated therein, submitted 
in accordance with the Bidding Documents.

§ 1.5 The Base Bid is the sum stated in the Bid for which the Bidder offers to perform the Work described in the 
Bidding Documents, to which Work may be added or deleted by sums stated in Alternate Bids.

§ 1.6 An Alternate Bid (or Alternate) is an amount stated in the Bid to be added to or deducted from, or that does not 
change, the Base Bid if the corresponding change in the Work, as described in the Bidding Documents, is accepted.

§ 1.7 A Unit Price is an amount stated in the Bid as a price per unit of measurement for materials, equipment, or 
services, or a portion of the Work, as described in the Bidding Documents.

§ 1.8 A Bidder is a person or entity who submits a Bid and who meets the requirements set forth in the Bidding 
Documents.

§ 1.9 A Sub-bidder is a person or entity who submits a bid to a Bidder for materials, equipment, or labor for a 
portion of the Work.

ARTICLE 2   BIDDER’S REPRESENTATIONS
§ 2.1 By submitting a Bid, the Bidder represents that:

.1    the Bidder has read and understands the Bidding Documents;

.2    the Bidder understands how the Bidding Documents relate to other portions of the Project, if any, being 
bid concurrently or presently under construction;

.3    the Bid complies with the Bidding Documents;

.4    the Bidder has visited the site, become familiar with local conditions under which the Work is to be 
performed, and has correlated the Bidder’s observations with the requirements of the Proposed 
Contract Documents;

.5    the Bid is based upon the materials, equipment, and systems required by the Bidding Documents 
without exception; and

.6    the Bidder has read and understands the provisions for liquidated damages, if any, set forth in the form 
of Agreement between the Owner and Contractor.

ARTICLE 3   BIDDING DOCUMENTS
§ 3.1 Distribution
§ 3.1.1 Bidders shall obtain complete Bidding Documents, as indicated below, from the issuing office designated in 
the advertisement or invitation to bid, for the deposit sum, if any, stated therein.
(Indicate how, such as by email, website, host site/platform, paper copy, or other method Bidders shall obtain 
Bidding Documents.)

Refer to Document 001113 - "Notice To Bidders"
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§ 3.1.2 Any required deposit shall be refunded to Bidders who submit a bona fide Bid and return the paper Bidding 
Documents in good condition within ten days after receipt of Bids. The cost to replace missing or damaged paper 
documents will be deducted from the deposit. A Bidder receiving a Contract award may retain the paper Bidding 
Documents, and the Bidder’s deposit will be refunded.

§ 3.1.3 Bidding Documents will not be issued directly to Sub-bidders unless specifically offered in the advertisement 
or invitation to bid, or in supplementary instructions to bidders.

§ 3.1.4 Bidders shall use complete Bidding Documents in preparing Bids. Neither the Owner nor Architect assumes 
responsibility for errors or misinterpretations resulting from the use of incomplete Bidding Documents.

§ 3.1.5 The Bidding Documents will be available for the sole purpose of obtaining Bids on the Work. No license or 
grant of use is conferred by distribution of the Bidding Documents.

§ 3.2 Modification or Interpretation of Bidding Documents
§ 3.2.1 The Bidder shall carefully study the Bidding Documents, shall examine the site and local conditions, and 
shall notify the Architect of errors, inconsistencies, or ambiguities discovered and request clarification or 
interpretation pursuant to Section 3.2.2.

§ 3.2.2 Requests for clarification or interpretation of the Bidding Documents shall be submitted by the Bidder in 
writing and shall be received by the Architect at least seven days prior to the date for receipt of Bids. 
(Indicate how, such as by email, website, host site/platform, paper copy, or other method Bidders shall submit 
requests for clarification and interpretation.)

Refer to Document 002213 - "Supplementary Instructions to Bidders"

§ 3.2.3 Modifications and interpretations of the Bidding Documents shall be made by Addendum. Modifications and 
interpretations of the Bidding Documents made in any other manner shall not be binding, and Bidders shall not rely 
upon them.

§ 3.3 Substitutions
§ 3.3.1 The materials, products, and equipment described in the Bidding Documents establish a standard of required 
function, dimension, appearance, and quality to be met by any proposed substitution.

§ 3.3.2 Substitution Process
§ 3.3.2.1 Written requests for substitutions shall be received by the Architect at least ten days prior to the date for 
receipt of Bids. Requests shall be submitted in the same manner as that established for submitting clarifications and 
interpretations in Section 3.2.2.

§ 3.3.2.2 Bidders shall submit substitution requests on a Substitution Request Form if one is provided in the Bidding 
Documents.

§ 3.3.2.3 If a Substitution Request Form is not provided, requests shall include (1) the name of the material or 
equipment specified in the Bidding Documents; (2) the reason for the requested substitution; (3) a complete 
description of the proposed substitution including the name of the material or equipment proposed as the substitute, 
performance and test data, and relevant drawings; and (4) any other information necessary for an evaluation. The 
request shall include a statement setting forth changes in other materials, equipment, or other portions of the Work, 
including changes in the work of other contracts or the impact on any Project Certifications (such as LEED), that 
will result from incorporation of the proposed substitution.

§ 3.3.3 The burden of proof of the merit of the proposed substitution is upon the proposer. The Architect’s decision 
of approval or disapproval of a proposed substitution shall be final.

§ 3.3.4 If the Architect approves a proposed substitution prior to receipt of Bids, such approval shall be set forth in 
an Addendum. Approvals made in any other manner shall not be binding, and Bidders shall not rely upon them.
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§ 3.3.5 No substitutions will be considered after the Contract award unless specifically provided for in the Contract 
Documents.

§ 3.4 Addenda
§ 3.4.1 Addenda will be transmitted to Bidders known by the issuing office to have received complete Bidding 
Documents.
(Indicate how, such as by email, website, host site/platform, paper copy, or other method Addenda will be 
transmitted.)

Addenda will be distributed to bidders via email

§ 3.4.2 Addenda will be available where Bidding Documents are on file.

§ 3.4.3 Addenda will be issued no later than four days prior to the date for receipt of Bids, except an Addendum 
withdrawing the request for Bids or one which includes postponement of the date for receipt of Bids.

§ 3.4.4 Prior to submitting a Bid, each Bidder shall ascertain that the Bidder has received all Addenda issued, and the 
Bidder shall acknowledge their receipt in the Bid.

ARTICLE 4   BIDDING PROCEDURES
§ 4.1 Preparation of Bids
§ 4.1.1 Bids shall be submitted on the forms included with or identified in the Bidding Documents.

§ 4.1.2 All blanks on the bid form shall be legibly executed. Paper bid forms shall be executed in a non-erasable 
medium.

§ 4.1.3 Sums shall be expressed in both words and numbers, unless noted otherwise on the bid form. In case of 
discrepancy, the amount entered in words shall govern.

§ 4.1.4 Edits to entries made on paper bid forms must be initialed by the signer of the Bid.

§ 4.1.5 All requested Alternates shall be bid. If no change in the Base Bid is required, enter “No Change” or as 
required by the bid form.

§ 4.1.6 Where two or more Bids for designated portions of the Work have been requested, the Bidder may, without 
forfeiture of the bid security, state the Bidder’s refusal to accept award of less than the combination of Bids 
stipulated by the Bidder. The Bidder shall neither make additional stipulations on the bid form nor qualify the Bid in 
any other manner.

§ 4.1.7 Each copy of the Bid shall state the legal name and legal status of the Bidder. As part of the documentation 
submitted with the Bid, the Bidder shall provide evidence of its legal authority to perform the Work in the 
jurisdiction where the Project is located. Each copy of the Bid shall be signed by the person or persons legally 
authorized to bind the Bidder to a contract. A Bid by a corporation shall further name the state of incorporation and 
have the corporate seal affixed. A Bid submitted by an agent shall have a current power of attorney attached, 
certifying the agent’s authority to bind the Bidder.

§ 4.1.8 A Bidder shall incur all costs associated with the preparation of its Bid.

§ 4.2 Bid Security
§ 4.2.1 Each Bid shall be accompanied by the following bid security:
(Insert the form and amount of bid security.)

Refer to Document 001113 - "Notice To Bidders"

§ 4.2.2 The Bidder pledges to enter into a Contract with the Owner on the terms stated in the Bid and shall, if 
required, furnish bonds covering the faithful performance of the Contract and payment of all obligations arising 
thereunder. Should the Bidder refuse to enter into such Contract or fail to furnish such bonds if required, the amount 
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of the bid security shall be forfeited to the Owner as liquidated damages, not as a penalty. In the event the Owner 
fails to comply with Section 6.2, the amount of the bid security shall not be forfeited to the Owner.

§ 4.2.3 If a surety bond is required as bid security, it shall be written on AIA Document A310™, Bid Bond, unless 
otherwise provided in the Bidding Documents. The attorney-in-fact who executes the bond on behalf of the surety 
shall affix to the bond a certified and current copy of an acceptable power of attorney. The Bidder shall provide 
surety bonds from a company or companies lawfully authorized to issue surety bonds in the jurisdiction where the 
Project is located.

§ 4.2.4 The Owner will have the right to retain the bid security of Bidders to whom an award is being considered 
until (a) the Contract has been executed and bonds, if required, have been furnished; (b) the specified time has 
elapsed so that Bids may be withdrawn; or (c) all Bids have been rejected. However, if no Contract has been 
awarded or a Bidder has not been notified of the acceptance of its Bid, a Bidder may, beginning  days after the 
opening of Bids, withdraw its Bid and request the return of its bid security.

§ 4.3 Submission of Bids
§ 4.3.1 A Bidder shall submit its Bid as indicated below:
(Indicate how, such as by website, host site/platform, paper copy, or other method Bidders shall submit their Bid.)

Refer to Document 001113 - "Notice To Bidders"

§ 4.3.2 Paper copies of the Bid, the bid security, and any other documents required to be submitted with the Bid shall 
be enclosed in a sealed opaque envelope. The envelope shall be addressed to the party receiving the Bids and shall 
be identified with the Project name, the Bidder’s name and address, and, if applicable, the designated portion of the 
Work for which the Bid is submitted. If the Bid is sent by mail, the sealed envelope shall be enclosed in a separate 
mailing envelope with the notation “SEALED BID ENCLOSED” on the face thereof.

§ 4.3.3 Bids shall be submitted by the date and time and at the place indicated in the invitation to bid. Bids submitted 
after the date and time for receipt of Bids, or at an incorrect place, will not be accepted.

§ 4.3.4 The Bidder shall assume full responsibility for timely delivery at the location designated for receipt of Bids.

§ 4.3.5 A Bid submitted by any method other than as provided in this Section 4.3 will not be accepted.

§ 4.4 Modification or Withdrawal of Bid
§ 4.4.1 Prior to the date and time designated for receipt of Bids, a Bidder may submit a new Bid to replace a Bid 
previously submitted, or withdraw its Bid entirely, by notice to the party designated to receive the Bids. Such notice 
shall be received and duly recorded by the receiving party on or before the date and time set for receipt of Bids. The 
receiving party shall verify that replaced or withdrawn Bids are removed from the other submitted Bids and not 
considered. Notice of submission of a replacement Bid or withdrawal of a Bid shall be worded so as not to reveal the 
amount of the original Bid.

§ 4.4.2 Withdrawn Bids may be resubmitted up to the date and time designated for the receipt of Bids in the same 
format as that established in Section 4.3, provided they fully conform with these Instructions to Bidders. Bid 
security shall be in an amount sufficient for the Bid as resubmitted.

§ 4.4.3 After the date and time designated for receipt of Bids, a Bidder who discovers that it made a clerical error in 
its Bid shall notify the Architect of such error within two days, or pursuant to a timeframe specified by the law of the 
jurisdiction where the Project is located, requesting withdrawal of its Bid. Upon providing evidence of such error to 
the reasonable satisfaction of the Architect, the Bid shall be withdrawn and not resubmitted. If a Bid is withdrawn 
pursuant to this Section 4.4.3, the bid security will be attended to as follows:
(State the terms and conditions, such as Bid rank, for returning or retaining the bid security.)

In the event of withdrawl, the Owneer may declare the amount of bid security forfeited.
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ARTICLE 5   CONSIDERATION OF BIDS
§ 5.1 Opening of Bids
If stipulated in an advertisement or invitation to bid, or when otherwise required by law, Bids properly identified and 
received within the specified time limits will be publicly opened and read aloud. A summary of the Bids may be 
made available to Bidders.

§ 5.2 Rejection of Bids
Unless otherwise prohibited by law, the Owner shall have the right to reject any or all Bids.

§ 5.3 Acceptance of Bid (Award)
§ 5.3.1 It is the intent of the Owner to award a Contract to the lowest responsive and responsible Bidder, provided 
the Bid has been submitted in accordance with the requirements of the Bidding Documents. Unless otherwise 
prohibited by law, the Owner shall have the right to waive informalities and irregularities in a Bid received and to 
accept the Bid which, in the Owner’s judgment, is in the Owner’s best interests.

§ 5.3.2 Unless otherwise prohibited by law, the Owner shall have the right to accept Alternates in any order or 
combination, unless otherwise specifically provided in the Bidding Documents, and to determine the lowest 
responsive and responsible Bidder on the basis of the sum of the Base Bid and Alternates accepted.

ARTICLE 6   POST-BID INFORMATION
§ 6.1 Contractor’s Qualification Statement
Bidders to whom award of a Contract is under consideration shall submit to the Architect, upon request and within 
the timeframe specified by the Architect, a properly executed AIA Document A305™, Contractor’s Qualification 
Statement, unless such a Statement has been previously required and submitted for this Bid.

§ 6.2 Owner’s Financial Capability
A Bidder to whom award of a Contract is under consideration may request in writing, fourteen days prior to the 
expiration of the time for withdrawal of Bids, that the Owner furnish to the Bidder reasonable evidence that financial 
arrangements have been made to fulfill the Owner’s obligations under the Contract. The Owner shall then furnish 
such reasonable evidence to the Bidder no later than seven days prior to the expiration of the time for withdrawal of 
Bids. Unless such reasonable evidence is furnished within the allotted time, the Bidder will not be required to 
execute the Agreement between the Owner and Contractor.

§ 6.3 Submittals
§ 6.3.1 After notification of selection for the award of the Contract, the Bidder shall, as soon as practicable or as 
stipulated in the Bidding Documents, submit in writing to the Owner through the Architect:

.1    a designation of the Work to be performed with the Bidder's own forces;

.2    names of the principal products and systems proposed for the Work and the manufacturers and 
suppliers of each; and

.3    names of persons or entities (including those who are to furnish materials or equipment fabricated to a 
special design) proposed for the principal portions of the Work.

§ 6.3.2 The Bidder will be required to establish to the satisfaction of the Architect and Owner the reliability and 
responsibility of the persons or entities proposed to furnish and perform the Work described in the Bidding 
Documents.

§ 6.3.3 Prior to the execution of the Contract, the Architect will notify the Bidder if either the Owner or Architect, 
after due investigation, has reasonable objection to a person or entity proposed by the Bidder. If the Owner or 
Architect has reasonable objection to a proposed person or entity, the Bidder may, at the Bidder’s option, withdraw 
the Bid or submit an acceptable substitute person or entity. The Bidder may also submit any required adjustment in 
the Base Bid or Alternate Bid to account for the difference in cost occasioned by such substitution. The Owner may 
accept the adjusted bid price or disqualify the Bidder. In the event of either withdrawal or disqualification, bid 
security will not be forfeited.

§ 6.3.4 Persons and entities proposed by the Bidder and to whom the Owner and Architect have made no reasonable 
objection must be used on the Work for which they were proposed and shall not be changed except with the written 
consent of the Owner and Architect.
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ARTICLE 7   PERFORMANCE BOND AND PAYMENT BOND
§ 7.1 Bond Requirements
§ 7.1.1 If stipulated in the Bidding Documents, the Bidder shall furnish bonds covering the faithful performance of 
the Contract and payment of all obligations arising thereunder.

§ 7.1.2 If the furnishing of such bonds is stipulated in the Bidding Documents, the cost shall be included in the Bid. 
If the furnishing of such bonds is required after receipt of bids and before execution of the Contract, the cost of such 
bonds shall be added to the Bid in determining the Contract Sum.

§ 7.1.3 The Bidder shall provide surety bonds from a company or companies lawfully authorized to issue surety 
bonds in the jurisdiction where the Project is located.

§ 7.1.4 Unless otherwise indicated below, the Penal Sum of the Payment and Performance Bonds shall be the amount 
of the Contract Sum.
(If Payment or Performance Bonds are to be in an amount other than 100% of the Contract Sum, indicate the dollar 
amount or percentage of the Contract Sum.)

  

§ 7.2 Time of Delivery and Form of Bonds
§ 7.2.1 The Bidder shall deliver the required bonds to the Owner not later than three days following the date of 
execution of the Contract. If the Work is to commence sooner in response to a letter of intent, the Bidder shall, prior 
to commencement of the Work, submit evidence satisfactory to the Owner that such bonds will be furnished and 
delivered in accordance with this Section 7.2.1.

§ 7.2.2 Unless otherwise provided, the bonds shall be written on AIA Document A312, Performance Bond and 
Payment Bond.

§ 7.2.3 The bonds shall be dated on or after the date of the Contract.

§ 7.2.4 The Bidder shall require the attorney-in-fact who executes the required bonds on behalf of the surety to affix 
to the bond a certified and current copy of the power of attorney.

ARTICLE 8   ENUMERATION OF THE PROPOSED CONTRACT DOCUMENTS
§ 8.1 Copies of the proposed Contract Documents have been made available to the Bidder and consist of the 
following documents:

.1    AIA Document A101™–2017, Standard Form of Agreement Between Owner and Contractor, unless 
otherwise stated below.
(Insert the complete AIA Document number, including year, and Document title.)

Not applicable to this project

.2    AIA Document A101™–2017, Exhibit A, Insurance and Bonds, unless otherwise stated below.
(Insert the complete AIA Document number, including year, and Document title.)

Not applicable to this project

.3    AIA Document A201™–2017, General Conditions of the Contract for Construction, unless otherwise 
stated below.
(Insert the complete AIA Document number, including year, and Document title.)
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.4    AIA Document A151™–2019, Standard Form of Agreement between Owner 
and Vendor for Furniture, Furnishings, and Equipment (FF&E), unless 
otherwise stated below.
(Insert the complete AIA Document number, including year, and Document title.)

 
   
 

 
.5    AIA Document E203™–2013, Building Information Modeling and Digital Data Exhibit, dated as 

indicated below:
(Insert the date of the E203-2013.)

Not applicable to this project  

.6    Drawings

Number Title Date
Per Drawings List on Coversheet   

.7    Specifications

Section Title Date Pages
Per Table of Conents    

.8    Addenda:

Number Date Pages
    

.9    Other Exhibits:
(Check all boxes that apply and include appropriate information identifying the exhibit where 
required.)

[    ]    AIA Document E204™–2017, Sustainable Projects Exhibit, dated as indicated below:
(Insert the date of the E204-2017.)

     

[    ]    The Sustainability Plan:

Title Date Pages
    

[    ]    Supplementary and other Conditions of the Contract:

Document Title Date Pages
     

.10    Other documents listed below:
(List here any additional documents that are intended to form part of the Proposed Contract 
Documents.)
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Addenda, if any, will be issued to only those persons whose name and address are on record with 
the Owner as having obtained the Contract Documents.

Contractors shall only obtain documents from the bidding service in order ensure to be placed on 
the official Plan Holder List, to receive Addenda and any other Bid correspondence. Bids received 
from Contractors other than those on the official Plan Holders List will not be accepted.

In order to be considered as a viable bidder, all prospective Prime Contractors are required, and 
subcontractors and suppliers are also encouraged, to be registered as a plan holder under this 
specific project on www.debiddocuments.com. This allows identification of plan holders and 
ensures there is a record of where addenda and clarifications are sent along with contractor contact 
information so that contact can be made to any prospective bidder if needed.

The successful bidder will be promptly notified and must be prepared to enter into a contract for 
the services requested in conformity with the information in the proposal.

No questions or inquiries regarding this bid will be accepted within three (3) business days prior 
to the bid opening.

Questions regarding the Contract Documents are to be directed to Cody Messier, P.E., Delaware 
Engineering, D.P.C., in writing via email, at: cmessier@delawareengineering.com.

Bidders shall promptly notify Cody Messier, P.E., Delaware Engineering, D.P.C., in writing by 
email, of any errors, omissions, conflicts or ambiguity within the Contract Documents, as soon as 
possible and ideally within 5 days prior to the bid, but not later than within 7 days of bid opening.

Cody Messier, P.E., Delaware Engineering, D.P.C. to Bidders listed on the official Plan Holders 
List. An emailed response from the Bidder, to the Addendum sent by Cody Messier, P.E., 
Delaware Engineering, D.P.C. will act as proof that the Bidder received the Addendum. In 
addition, to an emailed response, Bidders must acknowledge receipt of all Addenda by signing and 
dating each Addendum and the Acknowledgement of Receipt of Addenda, Failure of any Bidder 
to receive any such Addendum or interpretation shall not relive such Bidder from any obligation 
under this Bid submittal. All Addenda issued shall become part of the Contract Documents.

All bids must include the completed Bid Form, Non-Collusive Bidding and Disbarment 
Certifications, and Lobbying Certifications. No bidder may withdraw his/her bid within forty-five
(45) calendar days after the actual date of the opening thereof.

Bidders must provide prices for all items, including all alternates. The Town of Milton reserves 
the right to accept or reject any or all alternates. 

Each bid must be accompanied by security in an amount not less than five percent (5%) of the 
amount of the bid in the form and subject to the conditions provided in the Instructions to Bidders.

http://www.debiddocuments.com/
mailto:ahermann@delawareengineering.com
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The Bidders to whom the Contracts are awarded will be required to furnish Performance, Payment 
and Guarantee Bonds from an acceptable Surety Company for an amount not less than 100% of 
the accepted bid.

The successful Bidder will be required to comply with all provisions of the Federal Government 
Equal Employment Opportunity clauses issued by the Secretary of Labor on May 2, 1968 and 
published in the Federal Register (41 CFR Part 60-1, 33 F.2 7804).

This public work contract requires that not less than the minimum salaries and wages set forth in 
the Contract Documents (see Exhibits) must be paid on this project; that the Contractor must ensure 
that employees and applicants for employment are not discriminated against because of their race, 
creed, color, religion, sex or national origin. The Contractor(s) must comply with the State wage 
rates under New York State Department of Labor PRC# 2021012906. (www.labor.state.ny.us).

This public works contract requires that all Contractors comply with Labor Law 220, Section 220- 
h, which requires that on all public work projects of at least $25,000, all laborers, workers and 
mechanics on the site be certified as having successfully completed the OSHA 10-hour 
construction safety and health course.

The Contractor must also be aware that, in conformance with Workers’ Compensation Law §57, 
the contractor must provide either form CE-200 (Certificate of Attestation of Exemption from NYS 
Workers’ Compensation and/or Disability Benefits Coverage), or form C-105.2 (Certificate of 
Workers’ Compensation Insurance), or form SI-12 (Certificate of Workers’ Compensation Self- 
Insurance) http://www.wcb.state.ny.us/content/main/Employers/IM.pdf before the Notice to 
Proceed can be issued.

The Town of Milton reserves the right to consider the bids for forty-five (45) days after receipt 
before awarding any Contract, and to waive any minor informalities in, and to reject, any and all 
bids. All bids are subject to final review and approval by the Town of Milton before any award of 
contract may be made. Receipt of bids by the Town of Milton shall not be construed as authority to 
bind the Town of Milton.

The work shall be substantially completed 180 calendar days from Notice to Proceed and 
completed and ready for final payment on December 26, 2023.

END OF DOCUMENT 002213.10

http://www.labor.state.ny.us/
http://www.wcb.state.ny.us/content/main/Employers/IM.pdf
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DOCUMENT 002213

SUPPLEMENTARY INSTRUCTIONS TO BIDDERS

1.1 INSTRUCTIONS TO BIDDERS

A. Instructions to Bidders for Project consist of the following:

1. AIA Document A701, "Instructions to Bidders.”
2. The following Supplementary Instructions to Bidders that modify and add to the requirements of 

the Instructions to Bidders.

1.2 SUPPLEMENTARY INSTRUCTIONS TO BIDDERS, GENERAL

A. The following supplements modify AIA Document A701, "Instructions to Bidders." Where a portion of 
the Instructions to Bidders is modified or deleted by these Supplementary Instructions to Bidders, 
unaltered portions of the Instructions to Bidders shall remain in effect.

1.3 ARTICLE 2 - BIDDER'S REPRESENTATIONS

A. Add Section 2.1.3.1:

1. 2.1.3.1 - The Bidder has investigated all required fees, permits, and regulatory requirements of 
authorities having jurisdiction and has properly included in the submitted bid the cost of such fees, 
permits, and requirements not otherwise indicated as provided by Owner.

B. Add Section 2.1.5:

1. 2.1.5 - The Bidder is a properly licensed Contractor according to the laws and regulations of the 
State of New York and meets qualifications indicated in the Procurement and Contracting 
Documents.

C. Add Section 2.1.6:

1. 2.1.6 - The Bidder has incorporated into the Bid adequate sums for work performed by installers 
whose qualifications meet those indicated in the Procurement and Contracting Documents.

1.4 ARTICLE 3 - BIDDING DOCUMENTS

A. 3.2 - Interpretation or Correction of Procurement and Contracting Documents:

1. Add Section 3.2.2.1:

a. 3.2.2.1 - Submit Bidder's Requests for Interpretation using form bound in the Project 
Manual.
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B. 3.4 - Addenda:

1. Delete Section 3.4.3 and replace with the following:

a. 3.4.3 - Addenda may be issued at any time prior to the receipt of bids.

2. Add Section 3.4.4.1:

a. 3.4.4.1 - Owner may elect to waive the requirement for acknowledging receipt of 3.4.4 
Addenda as follows:

1) 3.4.4.1.1 - Information received as part of the Bid indicates that the Bid, as 
submitted, reflects modifications to the Procurement and Contracting Documents 
included in an unacknowledged Addendum.

2) 3.4.4.1.2 - Modifications to the Procurement and Contracting Documents in an 
unacknowledged Addendum do not, in the opinion of Owner, affect the Contract 
Sum or Contract Time.

1.5 ARTICLE 4 - BIDDING PROCEDURES

A. 4.1 - Preparation of Bids:

1. Add Section 4.1.1.1:

a. 4.1.1.1 - Printable electronic Bid Forms and related documents are available from 
Architect.

2. Add Section 4.1.8:

a. 4.1.8 - The Bid shall include unit prices when called for by the Procurement and 
Contracting Documents. Owner may elect to consider unit prices in the determination of 
award. Unit prices will be incorporated into the Contract.

3. Add Section 4.1.9:

a. 4.1.9 - Owner may elect to disqualify a bid due to failure to submit a bid in the form 
requested, failure to bid requested alternates or unit prices, failure to complete entries in all 
blanks in the Bid Form, or inclusion by the Bidder of any alternates, conditions, limitations 
or provisions not called for.

B. 4.3 - Submission of Bids:

1. Add Section 4.3.1.2:

a. 4.3.1.2 - Include Bidder's Contractor License Number applicable in Project jurisdiction on 
the face of the sealed bid envelope.

C. 4.4 - Modification or Withdrawal of Bids:

1. Add the following sections to 4.4.2:
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a. 4.4.2.1 - Such modifications to or withdrawal of a bid may only be made by persons 
authorized to act on behalf of the Bidder. Authorized persons are those so identified in the 
Bidder's corporate bylaws, specifically empowered by the Bidder's charter or similar 
legally binding document acceptable to Owner, or by a power of attorney, signed and 
dated, describing the scope and limitations of the power of attorney. Make such 
documentation available to Owner at the time of seeking modifications or withdrawal of 
the Bid.

b. 4.4.2.2 - Owner will consider modifications to a bid written on the sealed bid envelope by 
authorized persons when such modifications comply with the following: the modification 
is indicated by a percent or stated amount to be added to or deducted from the Bid; the 
amount of the Bid itself is not made known by the modification; a signature of the 
authorized person, along with the time and date of the modification, accompanies the 
modification. Completion of an unsealed bid form, awaiting final figures from the Bidder, 
does not require power of attorney due to the evidenced authorization of the Bidder implied 
by the circumstance of the completion and delivery of the Bid.

D. 4.5 - Break-Out Pricing Bid Supplement:

1. Add Section 4.5:

a. 4.5 - Provide detailed cost breakdowns no later than two business days following 
Architect's request.

E. 4.6 - Subcontractors, Suppliers, and Manufacturers List Bid Supplement:

1. Add Section 4.6:

a. 4.6 - Provide list of major subcontractors, suppliers, and manufacturers furnishing or 
installing products no later than two business days following Architect's request. Include 
those subcontractors, suppliers, and manufacturers providing work totaling three percent or 
more of the Bid amount. Do not change subcontractors, suppliers, and manufacturers from 
those submitted without approval of Architect.

1.6 ARTICLE 5 - CONSIDERATION OF BIDS

A. 5.2 - Rejection of Bids:

1. Add Section 5.2.1:

a. 5.2.1 - Owner reserves the right to reject a bid based on Owner's and Architect's evaluation 
of qualification information submitted following opening of bids. Owner's evaluation of the 
Bidder's qualifications will include: status of licensure and record of compliance with 
licensing requirements, record of quality of completed work, record of Project completion 
and ability to complete, record of financial management including financial resources 
available to complete Project and record of timely payment of obligations, record of 
Project site management including compliance with requirements of authorities having 
jurisdiction, record of and number of current claims and disputes and the status of their 
resolution, and qualifications of the Bidder's proposed Project staff and proposed 
subcontractors.
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1.7 ARTICLE 6 - POSTBID INFORMATION

A. 6.1 - Contractor's Qualification Statement:

1. Add Section 6.1.1:

a. 6.1.1 - Submit Contractor's Qualification Statement no later than two business days 
following Architect's request.

B. 6.3 - Submittals:

1. Add Section 6.3.1.4:

a. 6.3.1.4 - Submit information requested in Sections 6.3.1.1, 6.3.1.2, and 6.3.1.3 no later than 
two business days following Architect's request.

1.8 ARTICLE 7 - PERFORMANCE BOND AND PAYMENT BOND

A. 7.1 - Bond Requirements:

1. Add Section 7.1.1.1:

a. 7.1.1.1 - Both a Performance Bond and a Payment Bond will be required, each in an 
amount equal to 100 percent of the Contract Sum.

B. 7.2 - Time of Delivery and Form of Bonds:

1. Delete the first sentence of Section 7.2.1 and insert the following:

a. The Bidder shall deliver the required bonds to Owner no later than 10 days after the date of 
Notice of Intent to Award and no later than the date of execution of the Contract, 
whichever occurs first. Owner may deem the failure of the Bidder to deliver required bonds 
within the period of time allowed a default.

2. Delete Section 7.2.3 and insert the following:

a. 7.2.3 - Bonds shall be executed and be in force on the date of the execution of the Contract.

1.9 ARTICLE 9 - EXECUTION OF THE CONTRACT

A. Add Article 9:

1. 9.1.1 - Subsequent to the Notice of Intent to Award, and within 10 days after the prescribed Form 
of Agreement is presented to the Awardee for signature, the Awardee shall execute and deliver the 
Agreement to Owner through Architect, in such number of counterparts as Owner may require.

2. 9.1.2 - Owner may deem as a default the failure of the Awardee to execute the Contract and to 
supply the required bonds when the Agreement is presented for signature within the period of time 
allowed.
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3. 9.1.3 - Unless otherwise indicated in the Procurement and Contracting Documents or the executed 
Agreement, the date of commencement of the Work shall be the date of the executed Agreement.

4. 9.1.4 - In the event of a default, Owner may declare the amount of the Bid security forfeited and 
elect to either award the Contract to the next responsible bidder or re-advertise for bids.

1.10 ARTICLE 10 – START OF WORK AND TIME OF COMPLETION

A. Add Article 10:

1. 10.1.1 – Time is of the essence. Work of this Contract, specifically ordering of materials, shall be 
started within seven (7) days after receipt by the successful contractor of a Notice to Proceed from 
the Owner.

2. 10.1.2 – All bidders are advised that work is required to be coordinated to allow for Owner’s 
continued use of all facilities.

3. 10.1.3 – All work as indicated in the Contract Documents shall be substantially complete in 
accordance with the Contract. At that time, and upon the work of this Contract being substantially 
complete, the Owner’s Representative will issue a Certificate of Substantial Completion, which 
will establish the date of substantial completion. Within 30 days from the date of substantial 
completion, the Contractor shall have fully completed the work of the Contract, as specified.

1.11 ARTICLE 11 – EQUIVALENTS

A. Add Article 11:
1. 11.1.1 – Equivalent: A product or system, proposed for inclusion in the base bid, prior to the 

award of contract, whose components or characteristics are identical to, or exceed, the specified 
criteria for that product or system. If accepted, an equivalent results in no change to the contract 
amount. The Architect and/or Engineer’s decision is the final authority regarding whether a 
product is equivalent or not.

2. 11.1.2 – Substitution: A product or system proposed for substitution, after the award of contract, 
whose components or characteristics differ from the specified criteria for that product or system. If 
accepted, a substitution may result in a change to the contract amount. Substitutions will only be 
accepted in the event that products or systems are discontinued.

3. 11.1.3 – Prospective bidders are advised that whenever specific brands, manufacturers, materials, 
or equipment are referenced in the specifications, they are regarded as the required standard of 
quality and are presumed to be equal. The bidder may select one of the specified items or, if the 
bidder desires, he may use any type brand, manufacturer, material, or equipment other than those 
named in the specification that one feels is equivalent, unless otherwise stipulated in the specific 
section.

4. 11.1.4 – The successful bidders shall submit within ten (10) days after opening of bids, and prior 
to award of contract, what kind, type, brand, manufacturer, or equipment is included in the base 
bid for the specified items. When requested, successful bidder shall submit information describing 
in specific detail wherein the equivalent bid material differs from in appearance, quality and 
performance required by the base specification.
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5. 11.1.5 – The risk of whether bid equivalents will be accepted is borne by the Bidder.
6. 11.1.6 – No substitutions will be considered after the Contract award unless specifically provided 

in the Contract Documents. Refer to Section 012500 “Substitution Procedures” for additional 
information.

1.12 ARTICLE 12 – PERMITS, TAXES, AND ASSESSMENTS

A. Add Article 12:
1. 12.1.1 – The Contractor, in submitting a bid for this Contract, shall include in his Base Bid all 

costs and liabilities for permits. The General Construction Contractor shall apply to the County for 
a building permit at each site of which there shall be no charge. The General Construction 
Contractor shall submit the required written request, including application, drawings, etc., to the 
Owner for the building permit and the Owner shall provide at no cost. Written request shall 
include a letter with the address and description of the project to the County Code Officer along 
with two (2) sets of 24 x 36 drawings, one (1) set of 11 x 17 drawings and a USB drive with a 
PDF of all drawings. The Contractor shall also include within his Base Bid taxes and assessments 
upon the wages and salaries paid to employees of the Contractor and his subcontractors under the 
Contract, or any other taxes, which may be assessed by the Federal, State, or Local governments 
except as noted herein.
a. 12.1.1.1 – The General Construction Contractor shall obtain the building permit and the 

NYSDOT work permit. The Owner shall provide permits from DEC, ACOE, and Town (if 
applicable).

2. 12.1.2 – The Owner is exempt from payment of sales and compensating use taxes of the State of 
New York and of all cities and counties, and the Contractor shall notify all Subcontractors and 
material suppliers to this effect so the bid, the Contract Sum, and subsequent requisitions for 
payment will not include any amount for sales or use taxes.

3. 12.1.3 – In all operations connected with the work herein specified, all city and town ordinances 
and laws controlling or limiting in any way the action of those engaged in the work must be 
respected and strictly complied with.

1.13 ARTICLE 13 – LAWS AND REGULATIONS

A. Add Article 13:
1. 13.1.1 – The Bidder’s attention is directed to the fact that all applicable Federal, State, or other 

Laws, orders, Rules and Regulations of all Authorities having jurisdiction over construction work 
in the locality of the project shall apply to the Contract throughout, and they will be deemed to be 
included in the Contract the same as though herein written out in full.

2. 13.1.2 – These Construction Documents, and the joint and several phases of construction hereby 
contemplated are to be governed, at all times, by applicable provisions of the Federal law(s), 
including but not limited to the latest amendments of the following:
a. Williams Steiger Occupational Safety & Health Act of 1970, Public Law 910596;
b. Part 1910 Occupational Safety and Health Standards, Chapter XVII of Title 29, Code of 

Federal Regulations;
c. Page 1518 Safety and Health Regulations for Construction Chapter XIII of Title 29, Code 

of Federal Regulations.
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1.14 ARTICLE 14 – NON-COLLUSIVE BIDDING CERTIFICATION AND CORPORATE

A. Add Article 14:
1. 14.1.1 – Pursuant to the requirements of Section 103 d of the General Municipal Law, each 

proposal submitted shall be accompanied by a fully executed Non-Collusive Bidding Certification, 
a copy of which is attached to the bid form.

1.15 ARTICLE 15 – NON-SEGREGATED FACILITIES CERTIFICATION

A. Add Article 15:
1. 15.1.1 – Notice of Requirement for Certification of Non-Segregated Facilities Bidders are 

cautioned as follows: By signing this bid, the Bidder will be deemed to have agreed to the 
provisions of the “Certification of Non-Segregated Facilities”. The Certification provides that the 
Bidders does not maintain or provide for his employees’ facilities, which are segregated on a basis 
of race, creed, color, or national origin, whether such facilities are segregated by directive or on a 
de facto basis. The Certification also provides that he will not maintain such segregated facilities. 
Failure of a Bidder to agree to the Certification of Non-Segregated Facilities will render his bid 
nonresponsive to the terms of solicitation involving awards of contracts exceeding $10,000.00, 
which are not exempt from the provisions of the Equal Opportunity Clause.

1.16 ARTICLE 16 – ASSIGNMENT OF CONTRACT

A. Add Article 16:
1. 16.1.1 – The successful Bidder is prohibited from assigning, transferring, conveying, subletting, or 

otherwise disposing of the same, or his right, title, or interest therein, or of his power to execute 
such contract to any person or corporation without the previous consent in writing of the Owner. If 
such assignment, transfer conveyance, subletting, or otherwise, is made without the required 
consent of the Owner, the Contract herein shall be revoked, and annulled in accordance with 
Section 109 of the General Municipal Law, which is incorporated herein.

1.17 ARTICLE 17 – GENERAL COVERAGE CLAUSE

A. Add Article 17:
1. 17.1.1 – Each and every provision of law and clause required by law to be inserted in this contract 

shall be deemed to have been inserted herein, and if through mistake or otherwise, such provision 
is not inserted, then upon the application of either party, this Contract shall be physically amended 
forthwith to make such insertion.

1.18 ARTICLE 18 – NON-WAIVER

A. Add Article 18:
1. 18.1.1 – No waiver of any breach of any condition in this agreement shall be binding unless the 

same shall be in writing and signed by the party waiving the said breach. No such waiver shall in 
any way affect any other term or condition of this agreement of 
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constitute a cause or excuse for the repetition of such or any other breach unless the waiver shall 
include the same.

END OF DOCUMENT 002213
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DOCUMENT 002513

PREBID MEETINGS

1.1 PREBID MEETING

A. Architect will conduct a Prebid meeting as indicated below:

1. Meeting Date: June 8, 2023

2. Meeting Time: 1:00 p.m., local time.

3. Location: Via Zoom at the following link

a. https://us02web.zoom.us/j/87110767969 

B. Attendance:

1. Prime Bidders: Attendance at Prebid meeting is recommended.

2. Subcontractors: Attendance at Prebid meeting is recommended.

C. Bidder Questions: Submit written questions to be addressed at Prebid meeting minimum of two 

business days prior to meeting.

D. Agenda: Prebid meeting agenda will include review of topics that may affect proper preparation 

and submittal of bids, including the following:

1. Procurement and Contracting Requirements:

a. Advertisement for Bids.

b. Instructions to Bidders.

c. Bidder Qualifications.

d. Bonding.

e. Insurance.

f. Bid Security.

g. Bid Form and Attachments.

h. Bid Submittal Requirements.

i. Bid Submittal Checklist.

j. Notice of Award.

2. Communication during Bidding Period:

a. Obtaining documents.

b. Access to Project Web site.

c. Bidder's Requests for Information.

d. Bidder's Substitution Request/Prior Approval Request.

e. Addenda.

3. Contracting Requirements:

a. Agreement.

b. The General Conditions.

https://us02web.zoom.us/j/87110767969
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c. The Supplementary Conditions.

d. Other Owner requirements.

4. Construction Documents:

a. Scopes of Work.

b. Temporary Facilities.

c. Use of Site.

d. Work Restrictions.

e. Alternates, Allowances, and Unit Prices.

f. Substitutions following award.

5. Separate Contracts:

a. Work by Owner.

b. Work of Other Contracts.

6. Schedule:

a. Project Schedule.

b. Contract Time.

c. Liquidated Damages.

d. Other Bidder Questions.

7. Site/facility visit or walkthrough.

8. Post-Meeting Addendum.

E. Minutes: Entity responsible for conducting meeting will record and distribute meeting minutes 

to attendees. Minutes of meeting are issued as Available Information and do not constitute a 

modification to the Procurement and Contracting Documents. Modifications to the Procurement 

and Contracting Documents are issued by written Addendum only.

1. Sign-in Sheet: Minutes will include list of meeting attendees.

2. List of Planholders: Minutes will include list of planholders.

END OF DOCUMENT 002513
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TO:
     
Delaware Engineering, DPC
28 Madison Ave Ext., Albany, NY 12203

FROM:
     
     
     
ISSUE DATE:      RFI No. 001PROJECT: 

Town of Milton
Rowland Street Highway Facility - Cold Storage 
PEMB

REQUESTED REPLY DATE:      
PROJECT NUMBERS: 23-2654 /      COPIES TO:      

RFI DESCRIPTION: (Fully describe the question or type of information requested.)

     

REFERENCES/ATTACHMENTS: (List specific documents researched when seeking the information requested.)
SPECIFICATIONS: DRAWINGS: OTHER: 
               

SENDER’S RECOMMENDATION: (If RFI concerns a site or construction condition, the sender may provide a 
recommended solution, including cost and/or schedule considerations.)

     

RECEIVER’S REPLY: (Provide answer to RFI, including cost and/or schedule considerations.)

     

  
          

BY DATE COPIES TO

Note: This reply is not an authorization to proceed with work involving additional cost, time or both. If any reply requires a 
change to the Contract Documents, a Change Order, Construction Change Directive or a Minor Change in the work must be 
executed in accordance with the Contract Documents.
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DOCUMENT 002600

PROCUREMENT SUBSTITUTION PROCEDURES

1.1 DEFINITIONS

A. Procurement Substitution Requests: Requests for changes in products, materials, equipment, 

and methods of construction from those indicated in the Procurement and Contracting 

Documents, submitted prior to receipt of bids.

B. Substitution Requests: Requests for changes in products, materials, equipment, and methods of 

construction from those indicated in the Contract Documents, submitted following Contract 

award. See Section 012500 "Substitution Procedures" for conditions under which Substitution 

requests will be considered following Contract award.

1.2 QUALITY ASSURANCE

A. Compatibility of Substitutions: Investigate and document compatibility of proposed substitution 

with related products and materials. Engage a qualified testing agency to perform compatibility 

tests recommended by manufacturers.

1.3 PROCUREMENT SUBSTITUTIONS

A. Procurement Substitutions, General: By submitting a bid, the Bidder represents that its bid is 

based on materials and equipment described in the Procurement and Contracting Documents, 

including Addenda. Bidders are encouraged to request approval of qualifying substitute 

materials and equipment when the Specifications Sections list materials and equipment by 

product or manufacturer name.

B. Procurement Substitution Requests will be received and considered by Owner when the 

following conditions are satisfied, as determined by Architect; otherwise requests will be 

returned without action:

1. Extensive revisions to the Contract Documents are not required.

2. Proposed changes are in keeping with the general intent of the Contract Documents, 

including the level of quality of the Work represented by the requirements therein.

3. The request is fully documented and properly submitted.

1.4 SUBMITTALS

A. Procurement Substitution Request: Submit to Architect. Procurement Substitution Request 

must be made in writing in compliance with the following requirements:

1. Requests for substitution of materials and equipment will be considered if received no 

later than 10 days prior to date of bid opening.
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2. Submittal Format: Submit electronic copies of each written Procurement Substitution 

Request, using CSI Substitution Request Form 1.5C.

a. Identify the product or the fabrication or installation method to be replaced in each 

request. Include related Specifications Sections and drawing numbers.

b. Provide complete documentation on both the product specified and the proposed 

substitute, including the following information as appropriate:

1) Point-by-point comparison of specified and proposed substitute product 

data, fabrication drawings, and installation procedures.

2) Copies of current, independent third-party test data of salient product or 

system characteristics.

3) Samples where applicable or when requested by Architect.

4) Detailed comparison of significant qualities of the proposed substitute with 

those of the Work specified. Significant qualities may include attributes 

such as performance, weight, size, durability, visual effect, sustainable 

design characteristics, warranties, and specific features and requirements 

indicated. Indicate deviations, if any, from the Work specified.

5) Material test reports from a qualified testing agency indicating and 

interpreting test results for compliance with requirements indicated.

6) Research reports, where applicable, evidencing compliance with building 

code in effect for Project, from ICC-ES.

7) Coordination information, including a list of changes or modifications 

needed to other parts of the Work and to construction performed by Owner 

and separate contractors, which will become necessary to accommodate the 

proposed substitute.

c. Provide certification by manufacturer that the substitute proposed is equal to or 

superior to that required by the Procurement and Contracting Documents, and that 

its in-place performance will be equal to or superior to the product or equipment 

specified in the application indicated.

d. Bidder, in submitting the Procurement Substitution Request, waives the right to 

additional payment or an extension of Contract Time because of the failure of the 

substitute to perform as represented in the Procurement Substitution Request.

B. Architect's Action:

1. Architect may request additional information or documentation necessary for evaluation 

of the Procurement Substitution Request. Architect will notify all bidders of acceptance 

of the proposed substitute by means of an Addendum to the Procurement and Contracting 

Documents.

C. Architect's approval of a substitute during bidding does not relieve Contractor of the 

responsibility to submit required shop drawings and to comply with all other requirements of 

the Contract Documents.

END OF DOCUMENT 002600
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DOCUMENT 003113

PRELIMINARY SCHEDULES

1.1 PROJECT SCHEDULE

A. This Document with its referenced attachments is part of the Procurement and Contracting 

Requirements for Project. They provide Owner's information for Bidders' convenience and are 

intended to supplement rather than serve in lieu of Bidders' own investigations. They are made 

available for Bidders' convenience and information, but do not affect Contract Time 

requirements. This Document and its attachments are not part of the Contract Documents.

B. Available Project information includes the following:

1. Project Schedule.

a. Pre-Engineered Metal Building Bids Due: 06/23/2023

b. Town Board Action on Pre-Engineered Metal Building: 06/28/2023

c. Multiple Prime Construction (by others) Bids Due: 09/08/2023

d. Town Board Action on Multiple Prime Construction (by others): 09/27/2023

e. Pre-engineered Metal Building Delivery (by others) to Site: 12/26/2023

f. Construction Completion: 01/26/2024

C. Related Requirements:

1. Document 004113 "Bid Form - Stipulated Sum (Single-Prime Contract)" for Contract 

Time.

2. Section 011000 "Summary" for phased construction requirements.

3. Section 013200 "Construction Progress Documentation" for Contractor's construction 

schedule requirements.

END OF DOCUMENT 003113
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DOCUMENT 004113

BID FORM - STIPULATED SUM (SINGLE-PRIME CONTRACT)

1.1 BID INFORMATION

A. Bidder: ____________________________________________________.

B. Project Name: Rowland Street Highway Facility – Cold Storage PEMB

C. Project Location: Milton, NY. Latitude: 43.056274; Longitude: -73.850838

D. Owner: Town of Milton

E. Owner Project Number: None.

F. Architect: Delaware Engineering, DPC

G. Architect Project Number: 23-2654.

1.2 CERTIFICATIONS AND BASE BID

A. Base Bid, Single-Prime (All Trades) Contract: The undersigned Bidder, having carefully examined 
the Procurement and Contracting Requirements, Conditions of the Contract, Drawings, Specifications, 
and all subsequent Addenda, as prepared by Delaware Engineering, DPC, and Architect's consultants, 
having visited the site, and being familiar with all conditions and requirements of the Work, hereby 
agrees to furnish all material, labor, equipment and services, including all scheduled allowances, 
necessary to complete the construction of the above-named project, according to the requirements of 
the Procurement and Contracting Documents, for the stipulated sum of:

1. ________________________________________________ Dollars ($______________).
2. The above amount may be modified by amounts indicated by the Bidder on the attached 

Document 004322 "Unit Prices Form" and Document 004323 "Alternates Form."

1.3 BID GUARANTEE

A. The undersigned Bidder agrees to execute a contract for this Work in the above amount and to furnish 
surety as specified within 10 days after a written Notice of Award, if offered within 45 days after 
receipt of bids, and on failure to do so agrees to forfeit to Owner the attached cash, cashier's check, 
certified check, U.S. money order, or bid bond, as liquidated damages for such failure, in the 
following amount constituting five percent (5%) of the Base Bid amount above:

1. ________________________________________________ Dollars ($______________).

B. In the event Owner does not offer Notice of Award within the time limits stated above, Owner will 
return to the undersigned the cash, cashier's check, certified check, U.S. money order, or bid bond.
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1.4 ACCEPTANCE

A. This offer shall be open to acceptance and is irrevocable for forty-five (45) calendar days from the Bid 
closing date. Contract Award shall be determined by the Lowest Responsible Base Bid plus any 
combination of Alternates, and consideration of any Unit Prices, at the discretion of the Owner.

B. If this Bid is accepted by the Owner within the time period stated above, we will:
1. Execute the Agreement within seven days of receipt of Notice of Award.
2. Furnish the required bonds within seven (7) days of receipt of Notice of Award in the form 

described in Contract Documents. Commence Work within fifteen (15) days after written 
Notice to Proceed

C. If this Bid is accepted within the time stated, and we fail to commence the Work or we fail to provide 
the required bonds, the Bid security shall be forfeited as damages to the Owner by reason of our 
failure, limited in amount to the lesser of the face value of the Bid security or the difference between 
this Bid and the Bid upon which a Contract is signed. In the event our Bid is not accepted within the 
time stated above, the required Bid security will be returned to the undersigned, according to the 
provisions of the Instructions to Bidders, unless a mutually satisfactory arrangement is made for its 
retention and validity for an extended period of time.

D. The sum given in the Base Bid represents the entire cost of the Project. The sum given shall include 
any and all cost for insurance, including all insurance required by the Agreement, any and all fees for 
licenses and permits. The Undersigned agrees that no claim will be made for any additional costs 
regardless of any increases in costs such as higher wage scales or material prices. No amount is 
included in the Base Bid for sales or use taxes on materials and supplies to be incorporated in the 
work, except as specified.

E. The Undersigned has carefully checked all the figures used in compiling the sum given in the Base 
Bid and understands that the Owner will not be responsible for any errors or omissions incurred by the 
Undersigned in making up of this Bid. The Undersigned further understands that no modification or 
withdrawal of this proposal will be permitted after the time specified for the receipt of Bids.

F. The Undersigned has examined the location of the proposed Work, Drawings, Specifications and 
other Contract Documents and is familiar with local conditions at the place where Work is to be 
performed.

G. The Undersigned agrees to provide to the Owner with a detailed cost (material and labor) breakdown 
of each item per site, prior to award of Contract.

1.5 TIME OF COMPLETION

A. The undersigned Bidder proposes and agrees hereby to commence the Work of the Contract 
Documents on a date specified in a written Notice to Proceed to be issued by Architect, and shall fully 
complete the Work within 180 calendar days.
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1.6 ACKNOWLEDGEMENT OF ADDENDA

A. The undersigned Bidder acknowledges receipt of and use of the following Addenda in the preparation 
of this Bid:

1. Addendum No. 1, dated ____________________.
2. Addendum No. 2, dated ____________________.
3. Addendum No. 3, dated ____________________.
4. Addendum No. 4, dated ____________________.

1.7 BID SUPPLEMENTS

A. The following supplements are a part of this Bid Form and are attached hereto.

1. Bid Form Supplement – Bid Security Form AIA A310.
2. Bid Form Supplement – Non-Collusion Affidavit
3. Bid Form Supplement – Certification of Non-segregated Facilities
4. Bid Form Supplement – Certification of Prime Contractor Equal Employment Opportunity
5. Bid Form Supplement – Iranian Energy Sector Divestment Certification.

1.8 CONTRACTOR'S LICENSE

A. The undersigned further states that it is a duly licensed contractor, for the type of work proposed, in 
The State of New York, and that all fees, permits, etc., pursuant to submitting this proposal have been 
paid in full.

1.9 SUBMISSION OF BID

A. Respectfully submitted this ____ day of ____________, 20_________.

B. Submitted By:_______________________________________(Name of bidding firm or corporation).

C. Authorized Signature:___________________________________(Handwritten signature).

D. Signed By:______________________________________________(Type or print name).

E. Title:__________________________________(Owner/Partner/President/Vice President).

F. Witnessed By:___________________________________________(Handwritten signature).

G. Attest:_______________________________________________(Handwritten signature).

H. By:___________________________________________________(Type or print name).

I. Title:________________________________(Corporate Secretary or Assistant Secretary).

J. Street Address:___________________________________________________________.
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K. City, State, Zip:__________________________________________________________.

L. Phone:_________________________________________________________________.

M. License No.:____________________________________________________________.

N. Federal ID No.:____________________________________(Affix Corporate Seal Here).

END OF DOCUMENT 004113
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DOCUMENT 004313

BID SECURITY FORMS

1.1 BID FORM SUPPLEMENT

A. A completed bid bond form is required to be attached to the Bid Form.

1.2 BID BOND FORM

A. AIA Document A310-2010 "Bid Bond" is the recommended form for a bid bond. A bid bond 

acceptable to Owner, or other bid security as described in the Instructions to Bidders, is required 

to be attached to the Bid Form as a supplement.

B. Copies of AIA standard forms may be obtained from The American Institute of Architects; 

https://www.aiacontracts.org/; email: docspurchases@aia.org; (800) 942-7732.

END OF DOCUMENT 004313
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ADDITIONS AND DELETIONS: 
The author of this document has 
added information needed for its 
completion. The author may also 
have revised the text of the original 
AIA standard form. An Additions and 
Deletions Report that notes added 
information as well as revisions to 
the standard form text is available 
from the author and should be 
reviewed. A vertical line in the left 
margin of this document indicates 
where the author has added 
necessary information and where 
the author has added to or deleted 
from the original AIA text.

This document has important legal 
consequences. Consultation with an 
attorney is encouraged with respect 
to its completion or modification.

Any singular reference to 
Contractor, Surety, Owner or other 
party shall be considered plural 
where applicable.

CONTRACTOR:
(Name, legal status and address)

SURETY:
(Name,legal status and principal place of 
business)

    
  

    
  

OWNER:
(Name, legal status and address)
Town of Milton 
503 Geyser Road, Ballston Spa, NY 12020

BOND AMOUNT: $   

PROJECT:
(Name, location or address, and Project number, if any)
Town of Milton
Rowland Street Highway Facility - Cold Storage PEMB
  

The Contractor and Surety are bound to the Owner in the amount set forth above, for the 
payment of which the Contractor and Surety bind themselves, their heirs, executors, 
administrators, successors and assigns, jointly and severally, as provided herein. The 
conditions of this Bond are such that if the Owner accepts the bid of the Contractor 
within the time specified in the bid documents, or within such time period as may be 
agreed to by the Owner and Contractor, and the Contractor either (1) enters into a 
contract with the Owner in accordance with the terms of such bid, and gives such bond or 
bonds as may be specified in the bidding or Contract Documents, with a surety admitted 
in the jurisdiction of the Project and otherwise acceptable to the Owner, for the faithful 
performance of such Contract and for the prompt payment of labor and material furnished 
in the prosecution thereof; or (2) pays to the Owner the difference, not to exceed the 
amount of this Bond, between the amount specified in said bid and such larger amount 
for which the Owner may in good faith contract with another party to perform the work 
covered by said bid, then this obligation shall be null and void, otherwise to remain in full 
force and effect. The Surety hereby waives any notice of an agreement between the 
Owner and Contractor to extend the time in which the Owner may accept the bid. Waiver 
of notice by the Surety shall not apply to any extension exceeding sixty (60) days in the 
aggregate beyond the time for acceptance of bids specified in the bid documents, and the 
Owner and Contractor shall obtain the Surety’s consent for an extension beyond sixty 
(60) days. 

If this Bond is issued in connection with a subcontractor’s bid to a Contractor, the term 
Contractor in this Bond shall be deemed to be Subcontractor and the term Owner shall be 
deemed to be Contractor.

When this Bond has been furnished to comply with a statutory or other legal requirement 
in the location of the Project, any provision in this Bond conflicting with said statutory or 
legal requirement shall be deemed deleted herefrom and provisions conforming to such 
statutory or other legal requirement shall be deemed incorporated herein. When so 
furnished, the intent is that this Bond shall be construed as a statutory bond and not as a 
common law bond.
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Signed and sealed this    day of    ,   

    
  (Contractor as Principal) (Seal)

     
(Witness)  (Title)

    
  (Surety) (Seal)

     
(Witness)  (Title)
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NON-COLLUSION AFFIDAVIT OF BIDDER

State of_________________ )

)ss.

County of_______________ )

__________________________________________, being first duly sworn, deposes and says 

that:

(1) He is (owner, partner, officer, representative, or agent) of _________________________, 

the Bidder that has submitted the attached Bid;

(2) He is fully informed respecting the preparation and contents of the attached Bid and of all 

pertinent circumstances respecting such Bid;

(3) Such Bid is genuine and is not a collusive or sham Bid;

(4) a. By submission of this Bid, each Bidder and each person signing on behalf of any 

Bidder certifies, and in the case of a joint Bid each party thereto certifies as to its 

own organization, under penalty of perjury, that to the best of his knowledge and 

belief;

1. The prices in this Bid, have been arrived at independently without 

collusion, consultation, communication, or agreement, for the purpose of 

restricting competition, as to any matter relating to such prices with any 

other bidder or with any competitor;

2. Unless otherwise required by law, the prices which have been quoted in 

this bid have not been knowingly disclosed by the Bidder and will not 

knowingly be disclosed by the Bidder prior to opening, directly or 

indirectly, to any other bidder or to any competitor; and

3. No attempt has been made or will be made by the Bidder to induce any 

other person, partnership or corporation to submit or not to submit a Bid 

for the purpose of restricting competition.

b. A Bid shall not be considered for award nor shall any award be made where 

clauses (4)a, 1, 2 and 3 above have not been complied with; provided however, 

that if in any case the Bidder cannot make the foregoing certification, the Bidder 

shall so state and shall furnish with the Bid a signed statement which sets forth in 

detail the reasons therefore.  Where (4) a, 1, 2 and 3 above have not been 

complied with, the Bid shall not be considered for award nor shall any award be 

made unless the head of the purchasing unit of the state, public department or 
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agency to which the Bid is made, or his designee, determines that such disclosure 

was not made for the purpose of restricting competition.

The fact that a Bidder (i) has published price lists, rates, or tariffs covering items being procured, 

(ii) has informed prospective customers of proposed or pending publication of new or revised 

price lists for such items, or (iii) has sold the same items to other customers at the same prices 

being bid, does not constitute, without more, a disclosure within the meaning of clause (4) a, 2.

Any Bid hereafter made to the Municipality or any public department, agency or official thereof 

by a corporate Bidder for work or services performed or to be performed or goods sold or to be 

sold, where competitive bidding is required by statute, rule or regulation, and where such Bid 

contains the certification referred to in subparagraph (4) a, of this section, shall be deemed to 

have been authorized by the Board of Directors of the Bidder and such authorization shall be 

deemed to include the signing and submission of the Bid and the inclusion therein of the 

certificate as to non-collusion as the act and deed of the corporation.

(5) The price or prices quoted in the attached Bid are fair and proper and are not tainted by 

any collusion, conspiracy, connivance or unlawful agreement on the part of the Bidder or 

any of its agents, representatives, owners, employees, or parties in interest, including this 

affidavit.

Signed:___________________________________

_

Title:_____________________________________

_

Subscribed and sworn to before me this ____ day of __________________, 20___.

__________________________________

Notary Public

My Commission expires________________
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CERTIFICATION OF NONSEGREGATED FACILITIES

This Bidder certifies that he does not maintain or provide for his employees any segregated facilities at any 
of his establishments, and that he does not permit his employees to perform their services at any location, 
under his control, where segregated facilities are maintained. The Bidder certifies further that he will not 
maintain or provide for his employees any segregated facilities at any of his establishments, and that he 
will not permit his employees to perform their services at any location under his control where segregated 
facilities are maintained. The Bidder agrees that a breach of his certification will be a violation of the 
Equal Opportunity clause in any Contract resulting from acceptance of this Bid. As used in this 
certification, the term "segregated facilities": means any waiting rooms, work areas, restrooms and 
washrooms, restaurants and other eating areas, time clock, locker rooms and other storage or dressing 
areas, parking lots, drinking fountains, recreation or entertainment areas, transportation, and housing 
facilities provided for employees which are segregated by explicit directive or are, in fact, segregated on 
the basis of race, color, religion, or national origin, because of habit, local custom or otherwise.  The 
Bidder agrees that (except where he had obtained identical certification from proposed Subcontractors for 
specific time periods) he will obtain identical certifications from proposed Subcontractors prior to the 
award of Subcontracts exceeding $10,000 which are not exempt from the provisions of the Equal 
Opportunity clause, and that he will retain such certifications in his files.

Note:  The penalty for making false statements in offers is prescribed in 18 U.S.C. Paragraph 1001.

Date:____________________  

By: ___________________________ Title: ___________________________

Official Address: _____________________________________________

                            ______________________________________________

                            ______________________________________________

                           _______________________________________________
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CERTIFICATION OF PRIME CONTRACTOR

REGARDING EQUAL EMPLOYMENT OPPORTUNITY

_______________________________    ___________________________________

     NAME OF BIDDER                    PROJECT NUMBER

INSTRUCTIONS

This certification is required pursuant to Executive Order 11246, Part II, Section 203 (b), (30 F.R. 12319-

25). Each prospective contractor shall state in his bid proposal whether he has participated in any previous 

contract or subcontract subject to the Equal Opportunity Clause; and, if so, whether he has filed all 

compliance reports due under applicable filing requirements.

SUBCONTRACTOR'S CERTIFICATION

CONTRACTOR'S NAME: ______________________________________________________

                         ADDRESS: ______________________________________________________

Subcontractor has participated in a previous contract or subcontract subject to the Equal Opportunity 

Clause.

YES ____ NO ____

2. Compliance reports were required to be filed in connection with such contract or subcontract.

YES ____ NO ____

IF YES, state what reports were filed and with what agency.

3. Subcontractor has filed all compliance reports due under applicable instructions, including SF-100.

YES ____ NO ____

4. If answer to item 3 is "NO", please explain in detail on reverse side of this certification.

CERTIFICATION - THE INFORMATION ABOVE IS TRUE AND COMPLETE TO THE BEST OF MY 

KNOWLEDGE AND BELIEF.  A WILLFULLY FALSE STATEMENT IS PUNISHABLE BY LAW.  

(U.S. CODE, TITLE 18, SECTION 1001.)

_______________________________________________________________________________       

 NAME AND TITLE OF SIGNER (PLEASE TYPE)

_             _______________________________________________________________________

(SIGNATURE) (DATE)
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IRANIAN ENERGY SECTOR DIVESTMENT CERTIFICATION

1. Contractor/proposer hereby represents that said contractor/proposer is in compliance with 

New York State General Municipal Law Section 103-g entitled "Iranian Energy Sector 

Divestment", in that said contractor/proposer has not:

a) Provided goods or services of $20 million or more in the energy sector of Iran 

including but not limited to the provision of oil or liquefied natural gas tankers or 

products used to construct or maintain pipelines used to transport oil or liquefied 

natural gas for the energy sector of Iran; or

b) Acted as a financial institution and extended $20 million or more in credit to 

another person for forty-five (45) days or more, if that person's intent was to use 

the credit to provide goods or services in the energy sector in Iran.

2. Any contractor/proposer who has undertaken any of the above and is identified on a list 

created pursuant to Section 165-a (3) (b) of the New York State Finance Law as a person 

engaging in investment activities in Iran, shall not be deemed a responsible bidder pursuant 

to Section 103 of the New York State General Municipal Law.

3. Except as otherwise specifically provided herein, every contractor/ proposer submitting a 

bid/proposal in response to this request for bids/request for proposals must certify and affirm 

the following under penalties of perjury:

a) "By submission of this bid, each bidder and each person signing on behalf of any 

bidder certifies and in the case of a joint bid, each party thereto certifies as to its own 

organization, under penalty of perjury, that to the best of its knowledge and belief, 

that each bidder is not on the list created pursuant to NYS Finance Law Section 165-

a (3) (b)."

The Village will accept this statement electronically in accordance with the 

provisions of Section 103 of the General Municipal Law.

4. Except as otherwise specifically provided herein, any bid/proposal that is submitted without 

having complied with subdivision (a) above, shall not be, considered for award. In any case 

where the bidder/proposer cannot make the certification as set forth in subdivision (a) above, 

the bidder/proposer shall so state and shall furnish with the bid a signed statement setting 

forth in detail the reasons therefore.  The Village reserves its rights, in accordance with 

General Municipal Law Section 103-g to award the bid/proposal to any bidder/proposer who 

cannot make the certification, on a case-by-case basis under the following circumstances:
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a) The investment activities in Iran were made before April 12, 20 I 2, the investment 

activities in Iran have not been expanded or renewed after April 12, 2012 and the 

bidder/proposer has adopted, publicized and is implementing a formal plan to cease the 

investment activities in Iran and to refrain from engaging in any new investments in 

Iran; or

b) The Village has made a determination that the goods or services are necessary for the 

Village to perform its functions and that, absent such an exemption, the Village would 

be unable to obtain the goods or services for which the bid/proposal is offered.  Such 

determination shall be made by the Village in writing and shall be a public document.

Signature Title

Company Name Date

State of  )

)   
SS: County of  ,)

On this  day of  ___________    ________   _____________ , 20 , before me personally came 

and appeared to me known and known to me to be the person described in and who executed the 

foregoing instrument and acknowledged that he executed the same.

___
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SECTION 006000

PROJECT FORMS

1.1 FORM OF AGREEMENT AND GENERAL CONDITIONS

A. The following form of Owner/Contractor Agreement and form of the General Conditions shall 

be used for Project:

1. AIA Document A151-2019 "Standard Form of Agreement between Owner and Vendor 

for Furniture, Furnishings, and Equipment (FF&E)."

a. The General Conditions for Project are AIA Document A201-2017 "General 

Conditions of the Contract for Construction."

2. The Supplementary Conditions for Project are incorporated into a modified copy of the 

General Conditions included in the Project Manual.

3. Owner's document(s) bound following this Document.

1.2 ADMINISTRATIVE FORMS

A. Administrative Forms: Additional administrative forms are specified in Division 01 General 

Requirements.

B. Copies of AIA standard forms may be obtained from the American Institute of Architects; 

www.aiacontractdocsaiacontracts.org; (800) 942-7732.

C. Preconstruction Forms:

1. Form of Performance Bond and Labor and Material Bond: AIA Document A312-2010 

"Performance Bond and Payment Bond."

2. Form of Certificate of Insurance: AIA Document G715-2017 "Supplemental Attachment 

for ACORD Certificate of Insurance 25."

D. Information and Modification Forms:

1. Form for Requests for Information (RFIs): AIA Document G716-2004 "Request for 

Information (RFI)."

2. Form of Request for Proposal: AIA Document G709-2018 "Proposal Request."

3. Change Order Form: AIA Document G701-2017 "Change Order."

4. Form of Architect's Memorandum for Minor Changes in the Work: 

AIA Document G710-2017 "Architect's Supplemental Instructions."

5. Form of Change Directive: AIA Document G714-2017 "Construction Change Directive."

E. Payment Forms:

1. Schedule of Values Form: AIA Document G703-1992 "Continuation Sheet."

2. Payment Application: AIA Document G702-1992/703-1992 "Application and Certificate 

for Payment and Continuation Sheet."

https://www.aiacontracts.org/
https://www.aiacontracts.org/
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3. Form of Contractor's Affidavit: AIA Document G706-1994 "Contractor's Affidavit of 

Payment of Debts and Claims."

4. Form of Affidavit of Release of Liens: AIA Document G706A-1994 "Contractor's 

Affidavit of Payment of Release of Liens."

5. Form of Consent of Surety: AIA Document G707-1994 "Consent of Surety to Final 

Payment."

END OF SECTION 006000
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ADDITIONS AND DELETIONS: 
The author of this document has 
added information needed for its 
completion. The author may also 
have revised the text of the original 
AIA standard form. An Additions and 
Deletions Report that notes added 
information as well as revisions to 
the standard form text is available 
from the author and should be 
reviewed. A vertical line in the left 
margin of this document indicates 
where the author has added 
necessary information and where 
the author has added to or deleted 
from the original AIA text.

This document has important legal 
consequences. Consultation with an 
attorney is encouraged with respect 
to its completion or modification.

AGREEMENT made as of the    day of    in the year   
(In words, indicate day, month, and year.)

BETWEEN the Owner:
(Name, legal status, address, and other information)

Town of Milton 
503 Geyser Road, Ballston Spa, NY 12020
 
 

and the Vendor:
(Name, legal status, address, and other information)

    
  
  
  

for the following Project:
(Name, location, and detailed description)

Town of Milton
Rowland Street Highway Facility - Cold Storage PEMB
  

The Architect:
(Name, legal status, address, and other information)

Delaware Engineering, DPC 
28 Madison Ave Ext., Albany, NY 12203
 
 

The Owner and Vendor agree as follows.
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ARTICLE 1   GENERAL PROVISIONS
§ 1.1 Governing Law, including the Uniform Commercial Code
This Agreement is for the sale of goods, specifically furniture, furnishings, and equipment (FF&E), and shall be 
governed by the law of the place where the Project is located, excluding that jurisdiction’s choice of law rule and 
including the jurisdiction’s Uniform Commercial Code (UCC) as adopted. If this Agreement conflicts with terms 
provided by the UCC, the Agreement shall prevail. If the parties have selected arbitration as the method of binding 
dispute resolution, the Federal Arbitration Act shall govern Section 14.7.

§ 1.2 The Contract Documents
The Contract Documents are enumerated in Article 15 and consist of this Agreement (including, if applicable, 
Supplementary and other Conditions of the Contract), Drawings, Specifications, Addenda issued prior to the 
execution of this Agreement, other documents listed in this Agreement, and Modifications issued after execution of 
this Agreement. The intent of the Contract Documents is to include all items necessary for the proper execution and 
completion of the Work by the Vendor. The Contract Documents are complementary, and what is required by one 
shall be as binding as if required by all. Performance by the Vendor shall be required to the extent consistent with 
the Contract Documents and reasonably inferable from them as being necessary to produce the indicated results.

§ 1.3 The Contract
The Contract Documents form the Contract for the Work. The Contract represents the entire and integrated 
agreement between the parties hereto and supersedes all prior proposals, offers, terms and conditions, negotiations, 
representations, or agreements, either written or oral. The Contract may be amended or modified only by a 
Modification. The Contract Documents shall not be construed to create a contractual relationship of any kind 
between any persons or entities other than the Owner and the Vendor. The primary purpose of the Contract is the 
sale of goods, and any services provided are incidental to such primary purpose.
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§ 1.4 Modifications
A Modification is a written amendment to the Contract for changes in the Work signed by both parties or a written 
order for a minor change in the Work signed by the Architect. A minor change in the Work is a change that is 
consistent with the intent of the Contract Documents and does not involve an adjustment in the Contract Sum or an 
extension of the Contract Time.

§ 1.5 The Work
The Work means the Vendor’s performance, including the sale of FF&E and any incidental fabrication, shipping, 
warehousing, delivery, installation, and other items or services required by the Contract Documents and provided, or 
to be provided, by the Vendor. The Work includes all labor, materials, temporary protection, storage, and equipment 
necessary to fulfill the Vendor’s obligations, except as specifically indicated in the Contract Documents to be the 
responsibility of others. The Work may constitute the whole or a part of the Project.

§ 1.6 Instruments of Service
Instruments of Service are representations, in any medium of expression now known or later developed, of the 
tangible and intangible creative work performed by the Architect and the Architect’s consultants under their 
respective professional services agreements. Instruments of Service may include, without limitation, studies, 
surveys, models, sketches, drawings, specifications, and other similar materials.

§ 1.7 Ownership and Use of Drawings, Specifications, and Other Instruments of Service
§ 1.7.1 The Architect and the Architect’s consultants shall be deemed the authors and owners of their respective 
Instruments of Service, including the Drawings and Specifications, and will retain all common law, statutory, and 
other reserved rights in their Instruments of Service, including copyrights. The Vendor, sub-vendors, and suppliers 
shall not own or claim a copyright in the Instruments of Service. Submittal or distribution to meet official regulatory 
requirements or for other purposes in connection with the Project is not to be construed as publication in derogation 
of the Architect’s or Architect’s consultants’ reserved rights.

§ 1.7.2 The Vendor, sub-vendors, and suppliers are authorized to use and reproduce the Instruments of Service 
provided to them, subject to the protocols established pursuant to Sections 1.8 and 1.9, solely and exclusively for 
execution of the Work. All copies made under this authorization shall bear the copyright notice, if any, shown on the 
Instruments of Service. The Vendor, sub-vendors, and suppliers may not use the Instruments of Service on other 
projects, or in connection with additions to this Project outside the scope of the Work without the specific written 
consent of the Owner, Architect, and the Architect’s consultants.

§ 1.8 Digital Data Use and Transmission
The parties shall agree upon protocols governing the transmission and use of Instruments of Service or any other 
information or documentation in digital form. The parties will use AIA Document E203™–2013, Building 
Information Modeling and Digital Data Exhibit, to establish the protocols for the development, use, transmission, 
and exchange of digital data.

§ 1.9 Building Information Models Use and Reliance
Any use of, or reliance on, all or a portion of a building information model without agreement to protocols 
governing the use of, and reliance on, the information contained in the model and without having those protocols set 
forth in AIA Document E203™–2013, Building Information Modeling and Digital Data Exhibit, and the requisite 
AIA Document G202™–2013, Project Building Information Modeling Protocol Form, shall be at the using or 
relying party’s sole risk and without liability to the other party and its vendors or consultants, the authors of, or 
contributors to, the building information model, and each of their agents and employees.

§ 1.10 Severability
The invalidity of any provision of the Contract Documents shall not invalidate the Contract or its remaining 
provisions. If it is determined that any provision of the Contract Documents violates any law, or is otherwise invalid 
or unenforceable, then that provision shall be revised to the extent necessary to make that provision legal and 
enforceable. In such case the Contract Documents shall be construed, to the fullest extent permitted by law, to give 
effect to the parties' intentions and purposes in executing the Contract.
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§ 1.11 Notice
§ 1.11.1 Except as otherwise provided in Section 1.11.2, where the Contract Documents require one party to notify or 
give notice to the other party, such notice shall be provided in writing to the designated representative of the party to 
whom the notice is addressed and shall be deemed to have been duly served if delivered in person, by mail, by 
courier, or by electronic transmission in accordance with AIA Document E203™–2013, Building Information 
Modeling and Digital Data Exhibit, if completed, or as otherwise set forth below:
(If other than in accordance with AIA Document E203–2013, insert requirements for delivering Notice in electronic 
format such as name, title, and email address of the recipient and whether and how the system will be required to 
generate a read receipt for the transmission.)

  

§ 1.11.2 Notice of Claims shall be provided in writing and shall be deemed to have been duly served only if delivered 
to the designated representative of the party to whom the notice is addressed by certified or registered mail, or by 
courier providing proof of delivery.

§ 1.12 Assignment of Contract
Neither party to the Contract shall assign the Contract without written consent of the other, except that the Owner 
may, without consent of the Vendor, assign the Contract to a lender providing financing for the Project if the lender 
assumes the Owner’s rights and obligations under the Contract Documents. The Vendor shall execute all consents 
reasonably required to facilitate such assignment.

ARTICLE 2   CONTRACT SUM AND PAYMENTS
§ 2.1 Contract Sum
§ 2.1.1 The Owner shall pay the Vendor the Contract Sum in current funds for the Vendor’s performance of the 
Contract. The Contract Sum shall be    ($    ), subject to additions and deductions as provided in the Contract 
Documents.

§ 2.1.2 Alternates
§ 2.1.2.1 Alternates, if any, included in the Contract Sum:

Item Price
   

§ 2.1.2.2 Subject to the conditions noted below, the following alternates may be accepted by the Owner following 
execution of this Agreement. Upon acceptance, the Owner shall issue a Modification to this Agreement.
(Insert below each alternate and the conditions that must be met for the Owner to accept the alternate.)

Item Price Conditions for Acceptance
    

§ 2.1.3 Unit prices, if any:
(Identify the item and state the unit price and the quantity limitations, if any, to which the unit price will be 
applicable.)

Item Units and Limitations Price per Unit ($0.00)
    

§ 2.1.4 Allowances, if any, included in the Contract Sum:
(Identify each allowance.)

Item Price
   

§ 2.1.5 Liquidated damages, if any:
(Insert terms and conditions for liquidated damages, if any.)
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§ 2.1.6 Other:
(Insert provisions for bonus or other incentives, if any, that might result in a change to the Contract Sum.)

  

§ 2.2 Payments
§ 2.2.1 The Owner shall make payments to the Vendor in conformance with the following payment terms: 
(Insert payment terms, such as payment due dates, deposit requirements, and prompt payment discounts, if any.)

  

§ 2.2.2 When payment is due pursuant to the payment terms of Section 2.2.1, the Vendor shall submit to the Owner 
an itemized invoice, supported by data substantiating the Vendor’s right to payment.

§ 2.2.3 Except with the Owner’s knowledge and consent, the Vendor shall not engage in any activity, or offer any 
employment, interest, or contribution to the Owner’s employees or consultants, that would reasonably appear to 
compromise the Owner’s employees’ or consultants’ judgment with respect to this Project.

ARTICLE 3   TIME
§ 3.1 Contract Time
§ 3.1.1 Unless otherwise provided, Contract Time is the period of time, including authorized adjustments, allotted in 
the Contract Documents for completion of the Work. The Contract Time shall be measured from the date of 
commencement. The term “day” as used in the Contract Documents shall mean calendar day unless otherwise 
specifically defined.

§ 3.1.2 Time limits stated in the Contract Documents are of the essence of the Contract. By executing this 
Agreement, the Vendor confirms that the Contract Time is a reasonable period for performing the Work.

§ 3.1.3 If the Vendor is delayed at any time in the commencement or progress of the Work by (1) changes ordered in 
the Work; (2) labor disputes, fire, unusual delay in deliveries, abnormal adverse weather conditions not reasonably 
anticipatable, unavoidable casualties, or any causes beyond the Vendor’s control; or (3) other causes that the Vendor 
asserts, and the Architect determines, justify delay, then the Contract Time shall be extended for such reasonable 
time as the Architect may determine, subject to the provisions of Article 14.

§ 3.1.4 If the Vendor fails to achieve completion of the Work as provided in this Article 3, liquidated damages, if 
any, shall be assessed as set forth in Section 2.1.5.

§ 3.2 Date of Commencement
The date of commencement of the Work shall be:
(Check one of the following boxes.)

   [  ]    The date of this Agreement.

   [ X ]    A date set forth in a notice to proceed issued by the Owner.

   [  ]    Established as follows:
   (Insert a date or a means to determine the date of commencement of the Work.)

If a date of commencement of the Work is not selected, then the date of commencement shall be the date of this 
Agreement.



Init.

/

AIA Document A151 – 2019. Copyright © 2003, 2007, and 2019. All rights reserved. “The American Institute of Architects,” “American Institute of Architects,” 
“AIA,” the AIA Logo, and “AIA Contract Documents” are trademarks of The American Institute of Architects. This document was produced at 10:53:23 ET on 
05/24/2023 under Order No.4104238150 which expires on 12/07/2023, is not for resale, is licensed for one-time use only, and may only be used in accordance 
with the AIA Contract Documents® Terms of Service. To report copyright violations, e-mail docinfo@aiacontracts.com.
User Notes:  (3B9ADA38)

6

§ 3.3 Completion
§ 3.3.1 Completion of the Work occurs upon acceptance of all FF&E in the Contract Documents in accordance with 
Article 8.

§ 3.3.2 Subject to adjustments of the Contract Time as provided in the Contract Documents, the Vendor shall achieve 
completion of the entire Work:
(Check the appropriate box and complete the necessary information.)

   [  ]    Not later than  (  ) calendar days from the date of commencement of the Work.

   [ X ]    By the following date: January 26, 2024.

§ 3.3.3 Subject to adjustments of the Contract Time as provided in the Contract Documents, if portions of the Work 
are to be completed prior to completion of the entire Work, the Vendor shall achieve completion of such portions by 
the following dates:

Portion of Work Completion Date
   

ARTICLE 4   OWNER
§ 4.1 The Owner’s Representative
The Owner shall identify a representative authorized to act on behalf of the Owner with respect to the Project. The 
Owner’s representative shall not be changed without ten days’ prior notice to the Vendor. The Owner identifies the 
following representative:
(Name, address, email address, and other information)

Scott Ostrander
503 Geyser Road, Ballston Spa, NY 12020
 
 
 
 

§ 4.2 Information and Services Required of the Owner
§ 4.2.1 The Owner shall retain an architect lawfully licensed to practice architecture, or an entity lawfully practicing 
architecture, in the jurisdiction where the Project is located. That person or entity is identified as the Architect in the 
Agreement and is referred to throughout the Contract Documents as if singular in number.

§ 4.2.2 Unless otherwise provided in the Contract Documents, the Owner shall provide
.1    areas of the Project premises that the Vendor may use to perform the Work;
.2    access to the Project premises for the Vendor at reasonable times;
.3    information regarding any restrictions on the use of, or access to, the Project premises;
.4    suitable space for receipt, inspection, acceptance, and staging of materials and FF&E;
.5    utilities and facilities on the Project premises and vertical transportation necessary for progress and 

execution of the Work; and
.6    a secured premises for storage of FF&E until acceptance.

§ 4.2.3 The Owner shall furnish information or services required of the Owner by the Contract Documents with 
reasonable promptness. The Owner shall furnish any other information or services under the Owner’s control and 
relevant to the Vendor’s performance of the Work with reasonable promptness after receiving the Vendor's written 
request for such information or services.

ARTICLE 5   VENDOR
§ 5.1 The Vendor’s Representative
The Vendor shall identify a representative authorized to act on behalf of the Vendor with respect to the Project. The 
Vendor’s representative shall not be changed without ten days’ prior notice to the Owner and Architect. The Vendor 
identifies the following representative:
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(Name, address, email address, and other information)

  
  
  
  
  
  

§ 5.2 The Vendor shall not be relieved of its obligations to perform the Work in accordance with the Contract 
Documents by activities or duties of the Architect in the Architect’s administration of the Contract.

§ 5.3 The Vendor shall coordinate its Work with the work provided by the Owner and the Owner’s other vendors, 
consultants, and contractors. The Vendor may communicate with the Owner’s other vendors, consultants, and 
contractors, for the purposes of completing the Work. The Vendor shall keep the Owner reasonably informed of any 
such communications. The Vendor shall be entitled to rely on the accuracy and completeness of work and 
information furnished by the Owner and the Owner’s other vendors, consultants, and contractors. The Vendor shall 
provide prompt written notice to the Owner if the Vendor becomes aware of any error, omission, or inconsistency in 
such work or information.

§ 5.4 Review of Contract Documents and Inspection of Project Premises by Vendor
§ 5.4.1 Execution of the Contract by the Vendor is a representation that the Vendor has visited the Project premises, 
if required in the Contract Documents, and correlated personal observations with requirements of the Contract 
Documents.

§ 5.4.2 Before starting each portion of the Work, including placing orders for FF&E, the Vendor shall (1) carefully 
study and compare the various Contract Documents relative to that portion of the Work, as well as the information 
furnished by the Owner pursuant to Section 4.2; (2) visit and inspect the Project premises in order to gain an 
understanding of the conditions under which the Work is to be performed; (3) determine availability of facilities for 
access, delivery, transportation, and staging; (4) determine any restrictions imposed by the Owner and the Owner’s 
separate vendors and contractors; and (5) correlate observations with the requirements of the Contract Documents. 
The Vendor shall promptly report to the Owner and Architect conditions observed that would impede the Vendor’s 
performance of the Work. The Vendor’s obligations to review the Contract Documents are for the purpose of 
facilitating delivery and installation by the Vendor and are not for the purpose of discovering errors, omissions, or 
inconsistencies in the Contract Documents; however, the Vendor shall promptly report to the Architect any errors, 
inconsistencies, or omissions discovered by or made known to the Vendor as a request for information in such form 
as the Architect may require. It is recognized that the Vendor’s review is made in the Vendor’s capacity as a vendor 
and not as a licensed design professional, unless otherwise specifically provided for in the Contract Documents.

§ 5.4.3 The Vendor is not required to ascertain that the Contract Documents are in accordance with applicable laws, 
statutes, ordinances, codes, rules and regulations, or lawful orders of public authorities, but the Vendor shall 
promptly report to the Architect any nonconformity discovered by or made known to the Vendor as a request for 
information in such form as the Architect may require.

§ 5.4.4 If the Vendor believes that additional cost or time is involved because of clarifications or instructions the 
Architect issues in response to the Vendor’s notices or requests for information pursuant to Sections 5.4.2 or 5.4.3, 
the Vendor shall submit Claims as provided in Article 14. If the Vendor fails to perform the obligations of Sections 
5.4.2 or 5.4.3, the Vendor shall pay such costs and damages to the Owner, subject to Section 14.12, as would have 
been avoided if the Vendor had performed such obligations. If the Vendor performs those obligations, the Vendor 
shall not be liable to the Owner or Architect for damages resulting from errors, inconsistencies, or omissions in the 
Contract Documents, for differences between field measurements or conditions and the Contract Documents, or for 
nonconformities of the Contract Documents to applicable laws, statutes, ordinances, codes, rules and regulations, 
and lawful orders of public authorities.

§ 5.5 Supervision
§ 5.5.1 The Vendor shall supervise and direct the Work using the Vendor’s best skill and attention. The Vendor shall 
be solely responsible for and have control over the means, methods, techniques, sequences, and procedures of 
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fabrication, shipment, delivery, and installation, and for coordinating all portions of the Work under the Contract, 
unless the Contract Documents give other specific instructions concerning these matters.

§ 5.5.2 The Vendor shall be responsible to the Owner for acts and omissions of the Vendor’s employees, sub-
vendors, and their agents and employees, and other persons or entities performing portions of the Work for or on 
behalf of the Vendor or any of its sub-vendors.

§ 5.5.3 The Vendor shall be responsible for inspection of portions of the Work already performed to determine that 
such portions are in proper condition for subsequent Work.

§ 5.6 Labor and Materials
§ 5.6.1 Unless otherwise provided in the Contract Documents, the Vendor shall provide and pay for labor, materials, 
tools, installation equipment and machinery, delivery, and other facilities and services necessary for proper 
execution and completion of the Work whether temporary or permanent and whether or not incorporated or to be 
incorporated in the Work.

§ 5.6.2 The Vendor shall enforce strict discipline and good order among the Vendor’s employees and other persons 
carrying out the Work. The Vendor shall not permit employment of unfit persons or persons not skilled in tasks 
assigned to them.

§ 5.6.3 The Vendor shall make no substitution or change in the Contract Documents unless done in accordance with 
a Modification, and after providing the Architect notice and a reasonable opportunity to evaluate the proposed 
substitution or change and consult with the Owner.

§ 5.7 Taxes
The Vendor shall pay sales, consumer, use, and other similar taxes that are legally enacted when quotes are received 
or negotiations concluded, whether or not yet effective or merely scheduled to go into effect.

§ 5.8 Permits, Fees, Notices, and Compliance with Laws
§ 5.8.1 Unless otherwise provided in the Contract Documents, the Vendor shall secure and pay for permits, fees, 
licenses, and inspections by government agencies necessary for proper execution and completion of the Work that 
are customarily secured after execution of the Contract and legally required at the time bids are received or 
negotiations concluded.

§ 5.8.2 The Vendor shall comply with and give notices required by applicable laws, statutes, ordinances, codes, rules 
and regulations, and lawful orders of public authorities applicable to performance of the Work. If the Vendor 
performs Work knowing it to be contrary to applicable laws, statutes, ordinances, codes, rules and regulations, or 
lawful orders of public authorities, the Vendor shall assume appropriate responsibility for such Work and shall bear 
the costs attributable to correction.

§ 5.9 Allowances
The Vendor shall include in the Contract Sum all allowances stated in the Contract Documents. The Owner shall 
select items under allowances with reasonable promptness. Allowance amounts shall include the costs to the Vendor 
of items delivered at the Project premises and all required taxes, less applicable trade discounts. Vendor’s costs for 
unloading and handling at the Project premises, labor, installation, overhead, profit, and other expenses 
contemplated for stated allowance amounts shall be included in the Contract Sum but not in the allowance. 
Whenever costs are more than or less than allowances, the Contract Sum shall be adjusted accordingly by 
Modification. The amount of the Modification shall reflect the difference between actual costs and the allowances 
under Section 2.1.4.

§ 5.10 Vendor’s Schedules
§ 5.10.1 The Vendor, promptly after being awarded the Contract, shall submit for the Owner’s and Architect’s 
information a progress schedule for the Work. The schedule shall not exceed time limits current under the Contract 
Documents, shall be revised at appropriate intervals as required by the progress of the Work and Project, shall be 
related to the entire Project, and shall provide for expeditious and practicable execution of the Work.
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§ 5.10.2 The Vendor shall perform the Work in general accordance with the most recent schedule submitted to the 
Owner and Architect.

§ 5.10.3 The Vendor’s progress schedule shall indicate dates for commencement and completion of phases of the 
Work within the Contract Time, including dates for order placement, fabrication, shipping, delivery, and installation. 
The schedule shall indicate other critical dates, such as deadlines for approval of submittals of colors, finishes, and 
materials. The Vendor shall obtain and submit for the Owner’s and the Architect’s information written confirmation 
from sub-vendors of dates of fabrication and delivery.

§ 5.10.4 The Vendor shall cooperate with the Owner and Architect in coordinating the Vendor’s progress schedule 
with those of contractors and separate vendors and with the requirements of the Owner and Architect. The Vendor 
shall cooperate in determining mutually acceptable dates and times for delivery, installation, and inspection of the 
Work, and use of services and facilities provided to the Vendor, all to be confirmed in writing within a reasonable 
time in advance of such dates and times.

§ 5.11 Submittals
§ 5.11.1 The Vendor shall review for compliance with the Contract Documents and submit to the Architect shop 
drawings, product data, samples, and similar submittals required by the Contract Documents in coordination with 
the Vendor’s progress schedule and in such sequence as to allow the Architect reasonable time for review. By 
submitting shop drawings, product data, samples, and similar submittals, the Vendor represents to the Owner and 
Architect that the Vendor has (1) reviewed and approved them; (2) determined and verified materials, field 
measurements, and field installation criteria related thereto, or will do so; and (3) checked and coordinated the 
information contained within such submittals with the requirements of the Work and of the Contract Documents. 
The Work shall be in accordance with approved submittals. Shop drawings, product data, samples and similar 
submittals are not Contract Documents.

§ 5.11.2 The Vendor shall provide the Owner with available manufacturer’s warranty documents, product data, and 
material safety data sheets.

§ 5.12 Cleaning Up
The Vendor shall keep the Project premises and surrounding area free from accumulation of waste materials and 
rubbish caused by operations under the Contract. At completion of the Work, the Vendor shall remove waste 
materials, rubbish, the Vendor’s tools, construction equipment, machinery, and surplus material from and about the 
Project.

§ 5.13 Access to Work
The Vendor shall provide the Owner and Architect with reasonable access to the Work in preparation and progress 
wherever located.

§ 5.14 Indemnification
§ 5.14.1 To the fullest extent permitted by law, the Vendor shall indemnify and hold harmless the Owner, Architect, 
Architect’s consultants, and agents and employees of any of them from and against claims, damages, losses and 
expenses, including but not limited to attorneys’ fees, arising out of or resulting from performance of the Work, 
provided that such claim, damage, loss, or expense is attributable to bodily injury, sickness, disease or death, or to 
injury to or destruction of tangible property (other than the Work itself), but only to the extent caused by the 
negligent acts or omissions of the Vendor, a sub-vendor, anyone directly or indirectly employed by them, or anyone 
for whose acts they may be liable, regardless of whether or not such claim, damage, loss, or expense is caused in 
part by a party indemnified hereunder. Such obligation shall not be construed to negate, abridge, or reduce other 
rights or obligations of indemnity which would otherwise exist as to a party or person described in this Section 
5.14.1.

§ 5.14.2 In claims against any person or entity indemnified under Section 5.14.1 by an employee of the Vendor, a 
sub-vendor, anyone directly or indirectly employed by them, or anyone for whose acts they may be liable, the 
indemnification obligation under Section 5.14.1 shall not be limited by a limitation on amount or type of damages, 
compensation, or benefits payable by or for the Vendor or sub-vendor under workers’ compensation acts, disability 
benefit acts, or other employee benefit acts.
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§ 5.14.3 Provided the Owner has fulfilled its payment obligations under the Contract Documents, the Vendor shall 
defend and indemnify the Owner from all loss, liability, damage or expense, including reasonable attorney’s fees 
and litigation expenses, arising out of any lien claim or other claim for payment by any sub-vendor or supplier of 
any tier. Upon receipt of notice of a lien claim or other claim for payment, the Owner shall notify the Vendor. If 
approved by the applicable court, when required, the Vendor may substitute a surety bond for the property against 
which the lien or other claim for payment has been asserted.

ARTICLE 6   TITLE AND RISK OF LOSS
§ 6.1 Title to all FF&E shall be transferred to the Owner upon acceptance in accordance with Article 8.

§ 6.2 The risk of loss with respect to all FF&E provided by the Vendor shall remain with the Vendor, and the Owner 
has no obligation to insure such FF&E, until acceptance in accordance with Article 8.

ARTICLE 7   DELIVERY AND INSTALLATION
§ 7.1 The Vendor shall deliver FF&E in accordance with the Vendor’s progress schedule, or at a time agreed upon 
by the Owner and Architect, and in accordance with Article 5.

§ 7.2 Delivery and installation of all FF&E shall be made at the Project premises unless otherwise specified in the 
Contract Documents.

§ 7.3 The Vendor shall coordinate with the Owner regarding the logistics of the Vendor’s delivery and installation 
obligations at the Project premises.

ARTICLE 8   ACCEPTANCE
§ 8.1 The Owner and Architect may conduct a preliminary inspection of FF&E within seven days after its delivery to 
the Project premises for the purpose of verifying the delivery and quantities. Preliminary inspections shall not 
constitute acceptance of, taking charge over, or taking control of, such FF&E. The Architect shall report to the 
Vendor any defects, damage, deficiencies, or nonconformity observed during the preliminary inspection.

§ 8.2 When the Vendor considers the Work, or a portion thereof which the Owner agrees to accept separately, to be 
complete, the Vendor shall notify the Owner and Architect. The Vendor shall allow the Owner and Architect a 
reasonable amount of time to inspect the FF&E to determine, based on conformance with the Contract Documents, 
if it is accepted or rejected in whole or in part. Based on the Architect’s recommendation to the Owner and the 
Owner’s own inspection, if any, the Owner shall accept or reject the FF&E, in whole or in part.

§ 8.3 If the Owner rejects any of the FF&E, the Owner, or the Architect acting on behalf of the Owner, shall notify 
the Vendor within seven days of the date of inspection, specifying the basis for such rejection. Upon rejection, the 
Vendor shall provide a remedy and evidence of arrangements to accomplish such remedy. The Owner shall allow 
the Vendor a reasonable amount of time to remedy the rejected FF&E. When the Vendor considers the remedied 
FF&E to be complete, the parties shall follow the procedures set forth in Section 8.2. If the Owner rejects any of the 
FF&E for a second time, the Owner shall promptly notify the Vendor and the Vendor shall promptly remove the 
rejected FF&E from the Project premises and refund payments made for such rejected goods to the Owner. If the 
Vendor disagrees with an Owner’s rejection, the Vendor may make a claim.

§ 8.4 FF&E not inspected in accordance with Section 8.2 or rejected in accordance with Section 8.3 shall be deemed 
accepted.

§ 8.5 The Owner’s acceptance under this Article 8 cannot be revoked; however, the provisions of this Article 8 do 
not preclude recovery of damages as provided by law. The Owner’s acceptance, or failure to discover a Vendor’s 
breach after acceptance, shall not bar the Owner from making claims in accordance with Article 14 or from remedies 
and damages due to the Vendor’s breach of this Agreement, including the Vendor’s breach of warranties in Article 
9.

ARTICLE 9   WARRANTIES
§ 9.1 The Vendor warrants to the Owner that the FF&E furnished under the Contract will be of good quality and new 
unless the Contract Documents require or permit otherwise. The Vendor further warrants that the FF&E will 
conform to the requirements of the Contract Documents. FF&E not conforming to these requirements may be 
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considered defective. The Vendor’s warranty excludes remedy for damage or defect caused by abuse, alterations to 
the FF&E not executed by the Vendor, improper or insufficient maintenance, improper operation, or normal wear 
and tear and normal usage.

§ 9.2 The Vendor assigns to the Owner all FF&E manufacturers’ warranties and guarantees upon acceptance in 
accordance with Article 8.

§ 9.3 The Vendor hereby provides to the Owner all warranties relating to the FF&E implied by law, including the 
warranty of merchantability and warranty of fitness for a particular purpose.

§ 9.4 The Vendor acknowledges that no exclusion of, or limitation on, warranties contained in any proposal, product 
literature, or other submittal shall affect the warranties provided in this Article 9.

ARTICLE 10   ARCHITECT
§ 10.1 The Architect will provide administration of the Contract as described in the Contract Documents and will be 
an Owner’s representative during the Vendor’s performance, and until completion, of the Work. The Architect will 
have authority to act on behalf of the Owner only to the extent provided in the Contract Documents, unless 
otherwise modified in writing in accordance with other provisions of the Contract.

§ 10.2 Except as otherwise provided in the Contract Documents or when direct communications have been specially 
authorized, the Owner and Vendor shall endeavor to communicate with each other through the Architect about 
matters arising out of or relating to the Contract. Communications by and with the Architect’s consultants shall be 
through the Architect. Communications by and with sub-vendors and suppliers shall be through the Vendor. 
Communications by and with separate vendors shall be through the Owner. The Contract Documents may specify 
other communication protocols.

§ 10.3 The Architect will assist the Owner in coordinating schedules for fabrication, delivery, and installation of the 
Work, but will not be responsible for failure of the Vendor or a sub-vendor to meet schedules for completion or to 
perform their respective duties and responsibilities in conformance with applicable schedules.

§ 10.4 The Architect will visit the Project premises at intervals appropriate to the stage of the Work, or as otherwise 
agreed with the Owner, to become generally familiar with, and to keep the Owner informed about, the progress and 
quality of the portion of the Work completed, and to determine, in general, if the Work observed is being performed 
in a manner indicating that the Work, when fully completed, will be in accordance with the Contract Documents. 
The Architect will not have control over, charge of, or responsibility for, the means, methods, techniques, sequences, 
or procedures of fabrication, shipment, delivery, storage, or installation, or for the safety precautions and programs 
in connection with the Work, as these are solely the Vendor’s rights and responsibilities under the Contract 
Documents.

§ 10.5 The Architect may order minor changes in the Work. The Architect’s order for minor changes shall be in 
writing. If the Vendor believes that the proposed minor change in the Work will affect the Contract Sum or Contract 
Time, the Vendor shall notify the Architect and shall not proceed to implement the change in the Work. If the 
Vendor performs the Work set forth in the Architect’s order for a minor change without prior notice to the Architect 
that such change will affect the Contract Sum or Contract Time, the Vendor waives any adjustment to the Contract 
Sum or extension of the Contract Time.

§ 10.6 The Architect will conduct inspections of FF&E and provide recommendations as set forth in Article 8. 
Pursuant to Article 8, the Architect is only responsible for identifying defects, deficiencies, or nonconformities that 
the Architect actually observes, or reasonably should observe, during its inspections. The Architect is not required to 
make exhaustive or continuous inspections to fulfill its responsibilities in Article 8 and has no responsibility to 
discover latent defects.

§ 10.7 The Architect will review and approve or take other appropriate action upon the Vendor’s submittals such as 
shop drawings, product data, and samples, but only for the limited purpose of checking for conformance with 
information given and the design concept expressed in the Contract Documents.
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ARTICLE 11   RELATED ACTIVITIES OF OWNER OR OF SEPARATE VENDORS
§ 11.1 The Owner shall coordinate the activities of the Owner’s own forces and of each separate vendor or 
contractor, if any, with the Work.

§ 11.2 If the Work depends for proper execution or results upon activities by the Owner or a separate vendor or 
contractor, the Vendor shall, prior to proceeding with that portion of the Work, promptly report to the Owner and 
Architect apparent discrepancies or defects in, or arising from, the activities of the Owner or separate vendors or 
contractors, that would impede the Vendor in achieving proper execution and results. If the Vendor fails to report 
reasonably discoverable discrepancies or defects, it shall be responsible for deficiencies or defects in its Work due to 
such deficiencies or defects.

§ 11.3 The Vendor shall reimburse the Owner for costs the Owner incurs that are payable to a separate vendor or 
contractor because of the Vendor’s delays, improperly timed activities, or damage to the work of a separate vendor 
or contractor. The Owner shall be responsible to the Vendor for costs the Vendor incurs because of the delays, 
improperly timed activities, or damage to the Work caused by a separate vendor or contractor.

§ 11.4 If a dispute arises among the Vendor, separate vendors, or contractors, and the Owner as to the responsibility 
under their respective contracts for maintaining the Project premises and surrounding area free from waste materials 
and rubbish, the Owner may clean up and the Architect will allocate the cost among those responsible.

ARTICLE 12   PROTECTION OF PERSONS AND PROPERTY
§ 12.1 Safety Precautions and Programs
The Vendor shall be responsible for initiating, maintaining, and supervising all safety precautions and programs in 
connection with the performance of the Contract. The Vendor shall take reasonable precautions for safety of, and 
shall provide reasonable protection to prevent damage, injury, or loss to

.1    employees on the Work and other persons who may be affected thereby;

.2    the Work, and materials and FF&E to be incorporated therein, whether in storage on or off the Project 
premises, under care, custody, or control of the Vendor or sub-vendors; and

.3    other property at the Project premises or adjacent thereto.

The Vendor shall comply with, and give notices required by, applicable laws, statutes, ordinances, codes, rules and 
regulations, and lawful orders of public authorities bearing on safety of persons and property and their protection 
from damage, injury, or loss. The Vendor shall promptly remedy damage and loss to property caused in whole or in 
part by the Vendor, sub-vendors, or anyone directly or indirectly employed by any of them, or by anyone for whose 
acts they may be liable and for which the Vendor is responsible under Sections 12.1.2 and 12.1.3. The Vendor may 
make a claim for the cost to remedy the damage or loss to the extent such damage or loss is attributable to acts or 
omissions of the Owner or Architect, or of anyone for whose acts either of them may be liable, and not attributable 
to the fault or negligence of the Vendor. The foregoing obligations of the Vendor are in addition to the Vendor’s 
obligations under Section 5.14.

§ 12.2 Hazardous Materials and Substances
§ 12.2.1 The Vendor is responsible for compliance with the requirements of the Contract Documents regarding 
hazardous materials or substances. If the Vendor encounters a hazardous material or substance not addressed in the 
Contract Documents, and if reasonable precautions will be inadequate to prevent foreseeable bodily injury or death 
to persons resulting from a material or substance, including but not limited to asbestos or polychlorinated biphenyl 
(PCB), encountered on the Project premises by the Vendor, the Vendor shall, upon recognizing the condition, 
immediately stop Work in the affected area and notify the Owner and Architect of the condition. When the material 
or substance has been rendered harmless, Work in the affected area shall resume upon written agreement of the 
Owner and Vendor. By written agreement between the Owner and Vendor, the Contract Time shall be extended 
appropriately, and the Contract Sum shall be increased in the amount of the Vendor’s reasonable additional costs of 
shutdown, delay, and start-up.

§ 12.2.2 To the fullest extent permitted by law, the Owner shall indemnify and hold harmless the Vendor, sub-
vendors, Architect, Architect’s consultants, and agents and employees of any of them from and against claims, 
damages, losses, and expenses, including but not limited to attorneys’ fees, arising out of or resulting from 
performance of the Work in the affected area, if in fact, the material or substance presents the risk of bodily injury or 
death as described in Section 12.2.1 and has not been rendered harmless, provided that such claim, damage, loss, or 
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expense is attributable to bodily injury, sickness, disease or death, or to injury to or destruction of tangible property 
(other than the Work itself), except to the extent that such damage, loss, or expense is due to the fault or negligence 
of the party seeking indemnity.

§ 12.2.3 If, without negligence on the part of the Vendor, the Vendor is held liable by a government agency for the 
cost of remediation of a hazardous material or substance solely by reason of performing Work as required by the 
Contract Documents, the Owner shall indemnify the Vendor for all cost and expense thereby incurred.

ARTICLE 13   INSURANCE
§ 13.1 The Vendor shall purchase and maintain insurance of the types and limits of liability, containing the 
endorsements, and subject to the terms and conditions, as described in this Article 13 or elsewhere in the Contract 
Documents. The Vendor shall purchase and maintain the insurance required by this Agreement from an insurance 
company or insurance companies lawfully authorized to issue insurance in the jurisdiction where the Project is 
located. The Vendor shall maintain the required insurance from the date of commencement of the Work to the date 
of completion of the Work, unless a different duration is stated below.

§ 13.2 Commercial General Liability insurance for the Project written on an occurrence form with policy limits of 
not less than One Million  Dollars and Zero Cents ($ 1000000.00 ) each occurrence, Two Million  Dollars and Zero 
Cents ($ 2000000.00 ) general aggregate, and Two Million  Dollars and Zero Cents ($ 2000000.00 ) aggregate for 
products-completed operations hazard, providing coverage for claims including

.1    damages because of bodily injury, sickness or disease, including occupational sickness or disease, and 
death of any person;

.2    personal and advertising injury;

.3    damages because of physical damage to or destruction of tangible property, including the loss of use of 
such property;

.4    bodily injury or property damage arising out of completed operations; and

.5    the Vendor’s indemnity obligations under Section 5.14.

§ 13.3 Automobile Liability covering vehicles owned by the Vendor and non-owned vehicles used by the Vendor, 
with policy limits of not less than One Million  Dollars and Zero Cents ($ 1000000.00 ) per accident, for bodily 
injury, death of any person, and property damage arising out of the ownership, maintenance, and use of those motor 
vehicles along with any other statutorily required automobile coverage.

§ 13.4 The Vendor may achieve the required limits and coverage for Commercial General Liability and Automobile 
Liability through a combination of primary and excess or umbrella liability insurance, provided such primary and 
excess or umbrella insurance policies result in the same or greater coverage as those required under Sections 13.2 
and 13.3, and in no event shall any excess or umbrella liability insurance provide narrower coverage than the 
primary policy. The excess policy shall not require the exhaustion of the underlying limits only through the actual 
payment by the underlying insurers.

§ 13.5 Workers’ Compensation at statutory limits.

§ 13.6 Employers’ Liability with policy limits not less than One Million  Dollars and Zero Cents ($ 1000000.00 ) 
each accident, One Million  Dollars and Zero Cents ($ 1000000.00 ) each employee, and One Million  Dollars and 
Zero Cents ($ 1000000.00 ) policy limit.

§ 13.7 If the Vendor is required to furnish professional services as part of the Work, the Vendor shall procure 
Professional Liability insurance covering performance of the professional services, with policy limits of not less 
than    ($    ) per claim and    ($    ) in the aggregate.

§ 13.8 The Vendor shall provide certificates of insurance acceptable to the Owner evidencing compliance with the 
requirements in this Article 13 at the following times: (1) prior to commencement of the Work; (2) upon renewal or 
replacement of each required policy of insurance; and (3) upon the Owner’s written request. An additional certificate 
evidencing continuation of liability coverage, including coverage for completed operations, shall be submitted with 
the final invoice and thereafter upon renewal or replacement of such coverage until the expiration of the period 
required by Section 13.1. The certificates will show the Owner as an additional insured on the Vendor’s Commercial 
General Liability and excess or umbrella liability policy.
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§ 13.9 The Vendor shall disclose to the Owner any deductible or self- insured retentions applicable to any insurance 
required to be provided by the Vendor.

§ 13.10 To the fullest extent permitted by law, the Vendor shall cause the commercial liability coverage required by 
this Article 13 to include (1) the Owner, the Architect, and the Architect’s Consultants as additional insureds for 
claims caused in whole or in part by the Vendor’s negligent acts or omissions during the Vendor’s operations; and 
(2) the Owner as an additional insured for claims caused in whole or in part by the Vendor’s negligent acts or 
omissions for which loss occurs during completed operations. The additional insured coverage shall be primary and 
non-contributory to any of the Owner’s general liability insurance policies and shall apply to both ongoing and 
completed operations. To the extent commercially available, the additional insured coverage shall be no less than 
that provided by Insurance Services Office, Inc. (ISO) forms CG 20 10 07 04, CG 20 37 07 04, and, with respect to 
the Architect and the Architect’s Consultants, CG 20 32 07 04.

§ 13.11 Within three (3) business days of the date the Vendor becomes aware of an impending or actual cancellation 
or expiration of any insurance required by this Article 13, the Vendor shall provide notice to the Owner of such 
impending or actual cancellation or expiration. Upon receipt of notice from the Vendor, the Owner shall, unless the 
lapse in coverage arises from an act or omission of the Owner, have the right to stop the Work until the lapse in 
coverage has been cured by the procurement of replacement coverage by the Vendor. The furnishing of notice by the 
Vendor shall not relieve the Vendor of any contractual obligation to provide any required coverage.

§ 13.12 Other Insurance Provided by the Vendor
(List below any other insurance coverage to be provided by the Vendor and any applicable limits.)

Coverage Limits
 Umbrella Liability Policy
 
 
 
 
 
Polution Liability Policy

$3,000,000.00; to cover General Liability and Auto 
Liability; Name Town and Engineer as 
additional insured
 
$1,000,000.00; Name Town and Engineer as 
additional insured

§ 13.13 Waiver of Subrogation
§ 13.13.1 The Owner and Vendor waive all rights against (1) each other and any of their sub-vendors, agents, and 
employees, each of the other; (2) the Architect and Architect’s consultants; and (3) separate vendors or contractors, 
if any, and any of their sub-vendors, subcontractors, sub-subcontractors, agents, and employees, for damages caused 
by fire, or other causes of loss, to the extent those losses are covered by property insurance required by this 
Agreement or other property insurance applicable to the Project, except such rights as they have to proceeds of such 
insurance. The Owner or Vendor, as appropriate, shall require similar written waivers in favor of the individuals and 
entities identified above from the Architect, Architect’s consultants, separate vendors and contractors, and sub-
vendors, subcontractors, and sub-subcontractors. The policies of insurance purchased and maintained by each person 
or entity agreeing to waive claims pursuant to this Section 13.13.1 shall not prohibit this waiver of subrogation. This 
waiver of subrogation shall be effective as to a person or entity (1) even though that person or entity would 
otherwise have a duty of indemnification, contractual, or otherwise, (2) even though that person or entity did not pay 
the insurance premium directly or indirectly, or (3) whether or not the person or entity had an insurable interest in 
the damaged property.

§ 13.13.2 A loss insured under the Owner’s property insurance shall be adjusted by the Owner as fiduciary and made 
payable to the Owner as fiduciary for the insureds, as their interests may appear, subject to requirements of any 
applicable mortgagee clause. The Owner shall pay the Architect and Vendor their just shares of insurance proceeds 
received by the Owner, and by appropriate agreements, written where legally required for validity, the Architect and 
Vendor shall make payments to their consultants and sub-vendors in similar manner.
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ARTICLE 14   CLAIMS AND DISPUTES
§ 14.1 Binding Dispute Resolution
For any claim subject to, but not resolved by, mediation pursuant to Section 14.6, the method of binding dispute 
resolution shall be as follows:
(Check the appropriate box.)

   [  ]    Arbitration pursuant to Section 14.7 of this Agreement

   [ X ]    Litigation in a court of competent jurisdiction

   [  ]    Other (Specify)

If the Owner and Vendor do not select a method of binding dispute resolution, or do not subsequently agree in 
writing to a binding dispute resolution method other than litigation, claims will be resolved in a court of competent 
jurisdiction.

§ 14.2 Claims, disputes, and other matters in question arising out of or relating to this Contract, including those 
alleging an error or omission by the Architect but excluding those arising under Section 12.2, shall be referred 
initially to the Architect for decision. Such matters, except those waived as provided for in Section 14.12, shall, after 
initial decision by the Architect or 30 days after submission of the matter to the Architect, be subject to mediation as 
a condition precedent to binding dispute resolution.

§ 14.3 Notice of Claims
Claims by either the Owner or Vendor shall be initiated by notice to the other party in accordance with Section 
1.11.2.

§ 14.4 Time Limits on Claims
The Owner and Vendor shall commence all claims and causes of action against the other and arising out of or 
related to the Contract in accordance with the requirements of the final dispute resolution method selected in this 
Agreement, whether in contract, tort, breach of warranty, or otherwise, within the period specified by applicable 
law, but in any case not more than 10 years after the date of completion of the Work. The Owner and Vendor waive 
all claims and causes of action not commenced in accordance with this Section 14.4.

§ 14.5 If a claim, dispute, or other matter in question relates to or is the subject of a mechanic’s lien, the party 
asserting such matter may proceed in accordance with applicable law to comply with the lien procedures, including 
notice or filing deadlines.

§ 14.6 The parties shall endeavor to resolve their disputes by mediation which, unless the parties mutually agree 
otherwise, shall be administered by the American Arbitration Association in accordance with their Construction 
Industry Mediation Procedures in effect on the date of this Agreement. A request for mediation shall be made in 
writing, delivered to the other party to this Agreement, and filed with the person or entity administering the 
mediation. The request may be made concurrently with the binding dispute resolution proceedings but, in such 
event, mediation shall proceed in advance of binding dispute resolution proceedings, which shall be stayed pending 
mediation for a period of 60 days from the date of filing, unless stayed for a longer period by agreement of the 
parties or court order. If an arbitration is stayed pursuant to this Section, the parties may nonetheless proceed to the 
selection of the arbitrator(s) and agree upon a schedule for later proceedings.

§ 14.7 If the parties have selected arbitration as the method for binding dispute resolution in this Agreement, any 
claim, subject to, but not resolved by, mediation shall be subject to arbitration which, unless the parties mutually 
agree otherwise, shall be administered by the American Arbitration Association, in accordance with the 
Construction Industry Arbitration Rules in effect on the date of this Agreement. Demand for arbitration shall be 
made in writing, delivered to the other party to the Contract, and filed with the person or entity administering the 
arbitration. The award rendered by the arbitrator or arbitrators shall be final, and judgment may be entered upon it in 
accordance with applicable law in any court having jurisdiction thereof.
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§ 14.8 Subject to the rules of the American Arbitration Association or other applicable arbitration rules, either party, 
at its sole discretion, may consolidate an arbitration conducted under this Agreement with any other arbitration to 
which it is a party provided that (1) the arbitration agreement governing the other arbitration permits consolidation; 
(2) the arbitrations to be consolidated substantially involve common questions of law or fact; and (3) the arbitrations 
employ materially similar procedural rules and methods for selecting arbitrator(s).

§ 14.9 Subject to the rules of the American Arbitration Association or other applicable arbitration rules, any party to 
an arbitration may include by joinder persons or entities substantially involved in a common question of law or fact 
whose presence is required if complete relief is to be accorded in arbitration provided that the party sought to be 
joined consents in writing to such joinder. Consent to arbitration involving an additional person or entity shall not 
constitute consent to arbitration of a Claim not described in the written Consent.

§ 14.10 The foregoing agreement to arbitrate and other agreements to arbitrate with an additional person or entity 
duly consented to by parties to this Agreement shall be specifically enforceable under applicable law in any court 
having jurisdiction thereof.

§ 14.11 Continuing Contract Performance
Pending final resolution of a Claim, except as otherwise agreed in writing, the Vendor shall proceed diligently with 
performance of the Contract and the Owner shall continue to make payments in accordance with the Contract 
Documents.

§ 14.12 Waiver of Claims for Consequential Damages
The Vendor and Owner waive claims against each other for consequential damages arising out of or relating to this 
Contract. This mutual waiver includes

.1    damages incurred by the Owner for rental expenses, for losses of use, income, profit, financing, 
business and reputation, and for loss of management or employee productivity or of the services of 
such persons; and

.2    damages incurred by the Vendor for principal office expenses including the compensation of personnel 
stationed there, for losses of financing, business, and reputation, and for loss of profit except 
anticipated profit arising directly from the Work.

This mutual waiver is applicable, without limitation, to all consequential damages. Nothing contained in this Section 
14.12 shall be deemed to preclude an assessment of liquidated damages, when applicable, in accordance with the 
requirements of the Contract Documents.

ARTICLE 15   ENUMERATION OF CONTRACT DOCUMENTS
§ 15.1 The Contract Documents are defined in Article 1 and, except for Modifications issued after execution of this 
Agreement, are enumerated in the sections below.

§ 15.2 The Agreement is this executed AIA Document A151™–2019, Standard Form of Agreement Between Owner 
and Vendor for Furniture, Furnishings, and Equipment.

§ 15.3 AIA Document A201™–2017, General Conditions of the Contract for Construction.
 
§ 15.4 AIA Document E203™–2013, Building Information Modeling and Digital Data Exhibit, dated as indicated 
below:
(Insert the date of the E203–2013 incorporated into this Agreement.)

  

§ 15.4 The Specifications:
(Either list the Specifications here or refer to an exhibit attached to this Agreement.)

Title of Specifications exhibit: Rowland Street Highway Facility - Cold Storage Pre-Engineered Metal Building 
Specifications
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Section Title Date Pages
     

§ 15.5 The Drawings:
(Either list the Drawings here or refer to an exhibit attached to this Agreement.)

Title of Drawings exhibit: Rowland Street Highway Facility - Cold Storage Pre-Engineered Metal Building 
Drawings

Number Title Date
    

§ 15.6 The Addenda, if any:

Number Date Pages
    

Portions of Addenda relating to quotations or proposal requirements are not part of the Contract Documents unless 
the quotation or proposal requirements are enumerated in this Article 15.

§ 15.7 Additional documents, if any, forming part of the Contract Documents:
.1    Other Exhibits:

(Check all boxes that apply.)

[    ]    The Sustainability Plan:

Title Date Pages
    

[    ]    Supplementary and other Conditions of the Contract:

Document Title Date Pages
     

.2    Other documents, if any, listed below:
(List here any additional documents that are intended to form part of the Contract Documents.)

  

This Agreement entered into as of the day and year first written above.

     
OWNER (Signature)  VENDOR (Signature)

Scott Ostrander, Town Supervisor      
(Printed name and title)  (Printed name and title)
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ADDITIONS AND DELETIONS: 
The author of this document has 
added information needed for its 
completion. The author may also 
have revised the text of the original 
AIA standard form. An Additions and 
Deletions Report that notes added 
information as well as revisions to 
the standard form text is available 
from the author and should be 
reviewed. A vertical line in the left 
margin of this document indicates 
where the author has added 
necessary information and where 
the author has added to or deleted 
from the original AIA text.

This document has important legal 
consequences. Consultation with an 
attorney is encouraged with respect 
to its completion or modification.

For guidance in modifying this 
document to include supplementary 
conditions, see AIA Document 
A503™, Guide for Supplementary 
Conditions.

for the following PROJECT:
(Name and location or address)

Town of Milton
Rowland Street Highway Facility - Cold Storage PEMB

THE OWNER:
(Name, legal status and address)

Town of Milton 
503 Geyser Road, Ballston Spa, NY 12020

THE ARCHITECT:
(Name, legal status and address)

Delaware Engineering, DPC 
28 Madison Ave Ext., Albany, NY 12203

TABLE OF ARTICLES

1    GENERAL PROVISIONS

2    OWNER

3    CONTRACTOR

4    ARCHITECT

5    SUBCONTRACTORS

6    CONSTRUCTION BY OWNER OR BY SEPARATE CONTRACTORS

7    CHANGES IN THE WORK

8    TIME

9    PAYMENTS AND COMPLETION

10   PROTECTION OF PERSONS AND PROPERTY

11   INSURANCE AND BONDS

12   UNCOVERING AND CORRECTION OF WORK

13   MISCELLANEOUS PROVISIONS

14   TERMINATION OR SUSPENSION OF THE CONTRACT

15   CLAIMS AND DISPUTES
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7.3.4.4, 9.6.8, 9.10.2, 9.10.3
Bonds, Performance, and Payment
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8.1.2
Communications
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9.10, 12.2, 14.1.2, 15.1.2
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9
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13.1, 13.3, 13.4.1, 13.4.2, 13.5, 14.1.1, 14.2.1.3, 
15.2.8, 15.4.2, 15.4.3
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3.7.4, 4.2.8, 8.3.1, 10.3
Conditions of the Contract
1.1.1, 6.1.1, 6.1.4
Consent, Written
3.4.2, 3.14.2, 4.1.2, 9.8.5, 9.9.1, 9.10.2, 9.10.3, 13.2, 
15.4.4.2
Consolidation or Joinder
15.4.4
CONSTRUCTION BY OWNER OR BY 
SEPARATE CONTRACTORS
1.1.4, 6
Construction Change Directive, Definition of
7.3.1
Construction Change Directives
1.1.1, 3.4.2, 3.11, 3.12.8, 4.2.8, 7.1.1, 7.1.2, 7.1.3, 
7.3, 9.3.1.1
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3.10, 3.11, 3.12.1, 3.12.2, 6.1.3, 15.1.6.2
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Continuing Contract Performance
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Contract, Definition of
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12.3, 14.2.4, 14.3.2, 15.1.4.2, 15.1.5, 15.2.5
Contract Sum, Definition of
9.1
Contract Time
1.1.4, 2.2.1, 2.2.2, 3.7.4, 3.7.5, 3.10.2, 5.2.3, 6.1.5, 
7.2.1.3, 7.3.1, 7.3.5, 7.3.6, 7, 7, 7.3.10, 7.4, 8.1.1, 
8.2.1, 8.2.3, 8.3.1, 9.5.1, 9.7, 10.3.2, 12.1.1, 12.1.2, 
14.3.2, 15.1.4.2, 15.1.6.1, 15.2.5
Contract Time, Definition of
8.1.1
CONTRACTOR
3
Contractor, Definition of
3.1, 6.1.2
Contractor’s Construction and Submittal Schedules
3.10, 3.12.1, 3.12.2, 4.2.3, 6.1.3, 15.1.6.2
Contractor’s Employees
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2.2.4, 3.3.2, 3.4.3, 3.8.1, 3.9, 3.18.2, 4.2.3, 4.2.6, 
10.2, 10.3, 11.3, 14.1, 14.2.1.1
Contractor’s Liability Insurance
11.1
Contractor’s Relationship with Separate Contractors 
and Owner’s Forces
3.12.5, 3.14.2, 4.2.4, 6, 11.3, 12.2.4
Contractor’s Relationship with Subcontractors
1.2.2, 2.2.4, 3.3.2, 3.18.1, 3.18.2, 4.2.4, 5, 9.6.2, 
9.6.7, 9.10.2, 11.2, 11.3, 11.4
Contractor’s Relationship with the Architect
1.1.2, 1.5, 2.3.3, 3.1.3, 3.2.2, 3.2.3, 3.2.4, 3.3.1, 3.4.2, 
3.5.1, 3.7.4, 3.10, 3.11, 3.12, 3.16, 3.18, 4.2, 5.2, 
6.2.2, 7, 8.3.1, 9.2, 9.3, 9.4, 9.5, 9.7, 9.8, 9.9, 10.2.6, 
10.3, 11.3, 12, 13.4, 15.1.3, 15.2.1
Contractor’s Representations
3.2.1, 3.2.2, 3.5, 3.12.6, 6.2.2, 8.2.1, 9.3.3, 9.8.2
Contractor’s Responsibility for Those Performing the 
Work
3.3.2, 3.18, 5.3, 6.1.3, 6.2, 9.5.1, 10.2.8
Contractor’s Review of Contract Documents
3.2
Contractor’s Right to Stop the Work
2.2.2, 9.7
Contractor’s Right to Terminate the Contract
14.1
Contractor’s Submittals
3.10, 3.11, 3.12, 4.2.7, 5.2.1, 5.2.3, 9.2, 9.3, 9.8.2, 
9.8.3, 9.9.1, 9.10.2, 9.10.3
Contractor’s Superintendent
3.9, 10.2.6
Contractor’s Supervision and Construction 
Procedures
1.2.2, 3.3, 3.4, 3.12.10, 4.2.2, 4.2.7, 6.1.3, 6.2.4, 
7.1.3, 7.3.4, 7.3.6, 8.2, 10, 12, 14, 15.1.4
Coordination and Correlation
1.2, 3.2.1, 3.3.1, 3.10, 3.12.6, 6.1.3, 6.2.1
Copies Furnished of Drawings and Specifications
1.5, 2.3.6, 3.11
Copyrights
1.5, 3.17
Correction of Work
2.5, 3.7.3, 9.4.2, 9.8.2, 9.8.3, 9.9.1, 12.1.2, 12.2, 12.3, 
15.1.3.1, 15.1.3.2, 15.2.1
Correlation and Intent of the Contract Documents
1.2
Cost, Definition of
7.3.4
Costs
2.5, 3.2.4, 3.7.3, 3.8.2, 3.15.2, 5.4.2, 6.1.1, 6.2.3, 
7.3.3.3, 7.3.4, 7.3.8, 7.3.9, 9.10.2, 10.3.2, 10.3.6, 
11.2, 12.1.2, 12.2.1, 12.2.4, 13.4, 14
Cutting and Patching
3.14, 6.2.5 
Damage to Construction of Owner or Separate 
Contractors
3.14.2, 6.2.4, 10.2.1.2, 10.2.5, 10.4, 12.2.4

Damage to the Work
3.14.2, 9.9.1, 10.2.1.2, 10.2.5, 10.4, 12.2.4
Damages, Claims for
3.2.4, 3.18, 6.1.1, 8.3.3, 9.5.1, 9.6.7, 10.3.3, 11.3.2, 
11.3, 14.2.4, 15.1.7
Damages for Delay
6.2.3, 8.3.3, 9.5.1.6, 9.7, 10.3.2, 14.3.2
Date of Commencement of the Work, Definition of
8.1.2
Date of Substantial Completion, Definition of
8.1.3
Day, Definition of
8.1.4
Decisions of the Architect
3.7.4, 4.2.6, 4.2.7, 4.2.11, 4.2.12, 4.2.13, 6.3, 7.3.4, 
7.3.9, 8.1.3, 8.3.1, 9.2, 9.4, 9.5.1, 9.8.4, 9.9.1, 13.4.2, 
14.2.2, 14.2.4, 15.1, 15.2
Decisions to Withhold Certification
9.4.1, 9.5, 9.7, 14.1.1.3
Defective or Nonconforming Work, Acceptance, 
Rejection and Correction of
2.5, 3.5, 4.2.6, 6.2.3, 9.5.1, 9.5.3, 9.6.6, 9.8.2, 9.9.3, 
9.10.4, 12.2.1
Definitions
1.1, 2.1.1, 3.1.1, 3.5, 3.12.1, 3.12.2, 3.12.3, 4.1.1, 5.1, 
6.1.2, 7.2.1, 7.3.1, 8.1, 9.1, 9.8.1, 15.1.1
Delays and Extensions of Time
3.2, 3.7.4, 5.2.3, 7.2.1, 7.3.1, 7.4, 8.3, 9.5.1, 9.7, 
10.3.2, 10.4, 14.3.2, 15.1.6, 15.2.5
Digital Data Use and Transmission
1.7
Disputes
6.3, 7.3.9, 15.1, 15.2
Documents and Samples at the Site
3.11
Drawings, Definition of
1.1.5
Drawings and Specifications, Use and Ownership of
3.11
Effective Date of Insurance
8.2.2
Emergencies
10.4, 14.1.1.2, 15.1.5
Employees, Contractor’s
3.3.2, 3.4.3, 3.8.1, 3.9, 3.18.2, 4.2.3, 4.2.6, 10.2, 
10.3.3, 11.3, 14.1, 14.2.1.1
Equipment, Labor, or Materials
1.1.3, 1.1.6, 3.4, 3.5, 3.8.2, 3.8.3, 3.12, 3.13, 3.15.1, 
4.2.6, 4.2.7, 5.2.1, 6.2.1, 7.3.4, 9.3.2, 9.3.3, 9.5.1.3, 
9.10.2, 10.2.1, 10.2.4, 14.2.1.1, 14.2.1.2
Execution and Progress of the Work
1.1.3, 1.2.1, 1.2.2, 2.3.4, 2.3.6, 3.1, 3.3.1, 3.4.1, 3.7.1, 
3.10.1, 3.12, 3.14, 4.2, 6.2.2, 7.1.3, 7.3.6, 8.2, 9.5.1, 
9.9.1, 10.2, 10.3, 12.1, 12.2, 14.2, 14.3.1, 15.1.4
Extensions of Time
3.2.4, 3.7.4, 5.2.3, 7.2.1, 7.3, 7.4, 9.5.1, 9.7, 10.3.2, 
10.4, 14.3, 15.1.6, 15.2.5



Init.

/

AIA Document A201 – 2017. Copyright © 1911, 1915, 1918, 1925, 1937, 1951, 1958, 1961, 1963, 1966, 1970, 1976, 1987, 1997, 2007 and 2017. All rights 
reserved. “The American Institute of Architects,” “American Institute of Architects,” “AIA,” the AIA Logo, and “AIA Contract Documents” are trademarks of The 
American Institute of Architects. This document was produced at 14:57:08 ET on 05/18/2023 under Order No.4104238150 which expires on 12/07/2023, is not 
for resale, is licensed for one-time use only, and may only be used in accordance with the AIA Contract Documents® Terms of Service. To report copyright 
violations, e-mail docinfo@aiacontracts.com.
User Notes:  (3B9ADA40)

5

Failure of Payment
9.5.1.3, 9.7, 9.10.2, 13.5, 14.1.1.3, 14.2.1.2
Faulty Work
(See Defective or Nonconforming Work)
Final Completion and Final Payment
4.2.1, 4.2.9, 9.8.2, 9.10, 12.3, 14.2.4, 14.4.3
Financial Arrangements, Owner’s
2.2.1, 13.2.2, 14.1.1.4
GENERAL PROVISIONS
1
Governing Law
13.1
Guarantees (See Warranty)
Hazardous Materials and Substances
10.2.4, 10.3
Identification of Subcontractors and Suppliers
5.2.1
Indemnification
3.17, 3.18, 9.6.8, 9.10.2, 10.3.3, 11.3
Information and Services Required of the Owner
2.1.2, 2.2, 2.3, 3.2.2, 3.12.10.1, 6.1.3, 6.1.4, 6.2.5, 
9.6.1, 9.9.2, 9.10.3, 10.3.3, 11.2, 13.4.1, 13.4.2, 
14.1.1.4, 14.1.4, 15.1.4
Initial Decision
15.2
Initial Decision Maker, Definition of
1.1.8
Initial Decision Maker, Decisions
14.2.4, 15.1.4.2, 15.2.1, 15.2.2, 15.2.3, 15.2.4, 15.2.5
Initial Decision Maker, Extent of Authority
14.2.4, 15.1.4.2, 15.2.1, 15.2.2, 15.2.3, 15.2.4, 15.2.5
Injury or Damage to Person or Property
10.2.8, 10.4
Inspections
3.1.3, 3.3.3, 3.7.1, 4.2.2, 4.2.6, 4.2.9, 9.4.2, 9.8.3, 
9.9.2, 9.10.1, 12.2.1, 13.4
Instructions to Bidders
1.1.1
Instructions to the Contractor
3.2.4, 3.3.1, 3.8.1, 5.2.1, 7, 8.2.2, 12, 13.4.2
Instruments of Service, Definition of
1.1.7
Insurance
6.1.1, 7.3.4, 8.2.2, 9.3.2, 9.8.4, 9.9.1, 9.10.2, 10.2.5, 
11
Insurance, Notice of Cancellation or Expiration
11.1.4, 11.2.3
Insurance, Contractor’s Liability
11.1
Insurance, Effective Date of
8.2.2, 14.4.2
Insurance, Owner’s Liability
11.2
Insurance, Property
10.2.5, 11.2, 11.4, 11.5
Insurance, Stored Materials
9.3.2

INSURANCE AND BONDS
11
Insurance Companies, Consent to Partial Occupancy
9.9.1
Insured loss, Adjustment and Settlement of
11.5
Intent of the Contract Documents
1.2.1, 4.2.7, 4.2.12, 4.2.13
Interest
13.5
Interpretation
1.1.8, 1.2.3, 1.4, 4.1.1, 5.1, 6.1.2, 15.1.1
Interpretations, Written
4.2.11, 4.2.12
Judgment on Final Award
15.4.2
Labor and Materials, Equipment
1.1.3, 1.1.6, 3.4, 3.5, 3.8.2, 3.8.3, 3.12, 3.13, 3.15.1, 
5.2.1, 6.2.1, 7.3.4, 9.3.2, 9.3.3, 9.5.1.3, 9.10.2, 10.2.1, 
10.2.4, 14.2.1.1, 14.2.1.2
Labor Disputes
8.3.1
Laws and Regulations
1.5, 2.3.2, 3.2.3, 3.2.4, 3.6, 3.7, 3.12.10, 3.13, 9.6.4, 
9.9.1, 10.2.2, 13.1, 13.3.1, 13.4.2, 13.5, 14, 15.2.8, 
15.4
Liens
2.1.2, 9.3.1, 9.3.3, 9.6.8, 9.10.2, 9.10.4, 15.2.8
Limitations, Statutes of
12.2.5, 15.1.2, 15.4.1.1
Limitations of Liability
3.2.2, 3.5, 3.12.10, 3.12.10.1, 3.17, 3.18.1, 4.2.6, 
4.2.7, 6.2.2, 9.4.2, 9.6.4, 9.6.7, 9.6.8, 10.2.5, 10.3.3, 
11.3, 12.2.5, 13.3.1
Limitations of Time
2.1.2, 2.2, 2.5, 3.2.2, 3.10, 3.11, 3.12.5, 3.15.1, 4.2.7, 
5.2, 5.3, 5.4.1, 6.2.4, 7.3, 7.4, 8.2, 9.2, 9.3.1, 9.3.3, 
9.4.1, 9.5, 9.6, 9.7, 9.8, 9.9, 9.10, 12.2, 13.4, 14, 15, 
15.1.2, 15.1.3, 15.1.5
Materials, Hazardous
10.2.4, 10.3
Materials, Labor, Equipment and
1.1.3, 1.1.6, 3.4.1, 3.5, 3.8.2, 3.8.3, 3.12, 3.13, 3.15.1, 
5.2.1, 6.2.1, 7.3.4, 9.3.2, 9.3.3, 9.5.1.3, 9.10.2, 
10.2.1.2, 10.2.4, 14.2.1.1, 14.2.1.2
Means, Methods, Techniques, Sequences and 
Procedures of Construction
3.3.1, 3.12.10, 4.2.2, 4.2.7, 9.4.2
Mechanic’s Lien
2.1.2, 9.3.1, 9.3.3, 9.6.8, 9.10.2, 9.10.4, 15.2.8
Mediation
8.3.1, 15.1.3.2, 15.2.1, 15.2.5, 15.2.6, 15.3, 15.4.1, 
15.4.1.1
Minor Changes in the Work
1.1.1, 3.4.2, 3.12.8, 4.2.8, 7.1, 7.4
MISCELLANEOUS PROVISIONS
13
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Modifications, Definition of
1.1.1
Modifications to the Contract
1.1.1, 1.1.2, 2.5, 3.11, 4.1.2, 4.2.1, 5.2.3, 7, 8.3.1, 9.7, 
10.3.2
Mutual Responsibility
6.2
Nonconforming Work, Acceptance of
9.6.6, 9.9.3, 12.3
Nonconforming Work, Rejection and Correction of
2.4, 2.5, 3.5, 4.2.6, 6.2.4, 9.5.1, 9.8.2, 9.9.3, 9.10.4, 
12.2
Notice
1.6, 1.6.1, 1.6.2, 2.1.2, 2.2.2., 2.2.3, 2.2.4, 2.5, 3.2.4, 
3.3.1, 3.7.4, 3.7.5, 3.9.2, 3.12.9, 3.12.10, 5.2.1, 7.4, 
8.2.2 9.6.8, 9.7, 9.10.1, 10.2.8, 10.3.2, 11.5, 12.2.2.1, 
13.4.1, 13.4.2, 14.1, 14.2.2, 14.4.2, 15.1.3, 15.1.5, 
15.1.6, 15.4.1
Notice of Cancellation or Expiration of Insurance
11.1.4, 11.2.3
Notice of Claims
1.6.2, 2.1.2, 3.7.4, 9.6.8, 10.2.8, 15.1.3, 15.1.5, 
15.1.6, 15.2.8, 15.3.2, 15.4.1
Notice of Testing and Inspections
13.4.1, 13.4.2
Observations, Contractor’s
3.2, 3.7.4
Occupancy
2.3.1, 9.6.6, 9.8
Orders, Written
1.1.1, 2.4, 3.9.2, 7, 8.2.2, 11.5, 12.1, 12.2.2.1, 13.4.2, 
14.3.1
OWNER
2
Owner, Definition of
2.1.1
Owner, Evidence of Financial Arrangements
2.2, 13.2.2, 14.1.1.4
Owner, Information and Services Required of the
2.1.2, 2.2, 2.3, 3.2.2, 3.12.10, 6.1.3, 6.1.4, 6.2.5, 
9.3.2, 9.6.1, 9.6.4, 9.9.2, 9.10.3, 10.3.3, 11.2, 13.4.1, 
13.4.2, 14.1.1.4, 14.1.4, 15.1.4
Owner’s Authority
1.5, 2.1.1, 2.3.32.4, 2.5, 3.4.2, 3.8.1, 3.12.10, 3.14.2, 
4.1.2, 4.2.4, 4.2.9, 5.2.1, 5.2.4, 5.4.1, 6.1, 6.3, 7.2.1, 
7.3.1, 8.2.2, 8.3.1, 9.3.2, 9.5.1, 9.6.4, 9.9.1, 9.10.2, 
10.3.2, 11.4, 11.5, 12.2.2, 12.3, 13.2.2, 14.3, 14.4, 
15.2.7
Owner’s Insurance
11.2
Owner’s Relationship with Subcontractors
1.1.2, 5.2, 5.3, 5.4, 9.6.4, 9.10.2, 14.2.2
Owner’s Right to Carry Out the Work
2.5, 14.2.2
Owner’s Right to Clean Up
6.3
Owner’s Right to Perform Construction and to Award 

Separate Contracts
6.1
Owner’s Right to Stop the Work
2.4
Owner’s Right to Suspend the Work
14.3
Owner’s Right to Terminate the Contract
14.2, 14.4
Ownership and Use of Drawings, Specifications and 
Other Instruments of Service
1.1.1, 1.1.6, 1.1.7, 1.5, 2.3.6, 3.2.2, 3.11, 3.17, 4.2.12, 
5.3
Partial Occupancy or Use
9.6.6, 9.9
Patching, Cutting and
3.14, 6.2.5
Patents
3.17
Payment, Applications for
4.2.5, 7.3.9, 9.2, 9.3, 9.4, 9.5, 9.6.3, 9.7, 9.8.5, 9.10.1, 
14.2.3, 14.2.4, 14.4.3
Payment, Certificates for
4.2.5, 4.2.9, 9.3.3, 9.4, 9.5, 9.6.1, 9.6.6, 9.7, 9.10.1, 
9.10.3, 14.1.1.3, 14.2.4
Payment, Failure of
9.5.1.3, 9.7, 9.10.2, 13.5, 14.1.1.3, 14.2.1.2
Payment, Final
4.2.1, 4.2.9, 9.10, 12.3, 14.2.4, 14.4.3
Payment Bond, Performance Bond and
7.3.4.4, 9.6.7, 9.10.3, 11.1.2
Payments, Progress
9.3, 9.6, 9.8.5, 9.10.3, 14.2.3, 15.1.4
PAYMENTS AND COMPLETION
9
Payments to Subcontractors
5.4.2, 9.5.1.3, 9.6.2, 9.6.3, 9.6.4, 9.6.7, 14.2.1.2
PCB
10.3.1
Performance Bond and Payment Bond
7.3.4.4, 9.6.7, 9.10.3, 11.1.2
Permits, Fees, Notices and Compliance with Laws
2.3.1, 3.7, 3.13, 7.3.4.4, 10.2.2
PERSONS AND PROPERTY, PROTECTION OF
10
Polychlorinated Biphenyl
10.3.1
Product Data, Definition of
3.12.2
Product Data and Samples, Shop Drawings
3.11, 3.12, 4.2.7
Progress and Completion
4.2.2, 8.2, 9.8, 9.9.1, 14.1.4, 15.1.4
Progress Payments
9.3, 9.6, 9.8.5, 9.10.3, 14.2.3, 15.1.4
Project, Definition of
1.1.4
Project Representatives
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4.2.10
Property Insurance
10.2.5, 11.2
Proposal Requirements
1.1.1
PROTECTION OF PERSONS AND PROPERTY
10
Regulations and Laws
1.5, 2.3.2, 3.2.3, 3.6, 3.7, 3.12.10, 3.13, 9.6.4, 9.9.1, 
10.2.2, 13.1, 13.3, 13.4.1, 13.4.2, 13.5, 14, 15.2.8, 
15.4
Rejection of Work
4.2.6, 12.2.1
Releases and Waivers of Liens
9.3.1, 9.10.2
Representations
3.2.1, 3.5, 3.12.6, 8.2.1, 9.3.3, 9.4.2, 9.5.1, 9.10.1
Representatives
2.1.1, 3.1.1, 3.9, 4.1.1, 4.2.10, 13.2.1
Responsibility for Those Performing the Work
3.3.2, 3.18, 4.2.2, 4.2.3, 5.3, 6.1.3, 6.2, 6.3, 9.5.1, 10
Retainage
9.3.1, 9.6.2, 9.8.5, 9.9.1, 9.10.2, 9.10.3
Review of Contract Documents and Field Conditions 
by Contractor
3.2, 3.12.7, 6.1.3
Review of Contractor’s Submittals by Owner and 
Architect
3.10.1, 3.10.2, 3.11, 3.12, 4.2, 5.2, 6.1.3, 9.2, 9.8.2
Review of Shop Drawings, Product Data and 
Samples by Contractor
3.12
Rights and Remedies
1.1.2, 2.4, 2.5, 3.5, 3.7.4, 3.15.2, 4.2.6, 5.3, 5.4, 6.1, 
6.3, 7.3.1, 8.3, 9.5.1, 9.7, 10.2.5, 10.3, 12.2.1, 12.2.2, 
12.2.4, 13.3, 14, 15.4
Royalties, Patents and Copyrights
3.17
Rules and Notices for Arbitration
15.4.1
Safety of Persons and Property
10.2, 10.4
Safety Precautions and Programs
3.3.1, 4.2.2, 4.2.7, 5.3, 10.1, 10.2, 10.4
Samples, Definition of
3.12.3
Samples, Shop Drawings, Product Data and
3.11, 3.12, 4.2.7
Samples at the Site, Documents and
3.11
Schedule of Values
9.2, 9.3.1
Schedules, Construction
3.10, 3.12.1, 3.12.2, 6.1.3, 15.1.6.2
Separate Contracts and Contractors
1.1.4, 3.12.5, 3.14.2, 4.2.4, 4.2.7, 6, 8.3.1, 12.1.2
Separate Contractors, Definition of

6.1.1
Shop Drawings, Definition of
3.12.1
Shop Drawings, Product Data and Samples
3.11, 3.12, 4.2.7
Site, Use of
3.13, 6.1.1, 6.2.1
Site Inspections
3.2.2, 3.3.3, 3.7.1, 3.7.4, 4.2, 9.9.2, 9.4.2, 9.10.1, 13.4
Site Visits, Architect’s
3.7.4, 4.2.2, 4.2.9, 9.4.2, 9.5.1, 9.9.2, 9.10.1, 13.4
Special Inspections and Testing
4.2.6, 12.2.1, 13.4
Specifications, Definition of
1.1.6
Specifications
1.1.1, 1.1.6, 1.2.2, 1.5, 3.12.10, 3.17, 4.2.14
Statute of Limitations
15.1.2, 15.4.1.1
Stopping the Work
2.2.2, 2.4, 9.7, 10.3, 14.1
Stored Materials
6.2.1, 9.3.2, 10.2.1.2, 10.2.4
Subcontractor, Definition of
5.1.1
SUBCONTRACTORS
5
Subcontractors, Work by
1.2.2, 3.3.2, 3.12.1, 3.18, 4.2.3, 5.2.3, 5.3, 5.4, 
9.3.1.2, 9.6.7
Subcontractual Relations
5.3, 5.4, 9.3.1.2, 9.6, 9.10, 10.2.1, 14.1, 14.2.1
Submittals
3.10, 3.11, 3.12, 4.2.7, 5.2.1, 5.2.3, 7.3.4, 9.2, 9.3, 
9.8, 9.9.1, 9.10.2, 9.10.3
Submittal Schedule
3.10.2, 3.12.5, 4.2.7
Subrogation, Waivers of
6.1.1, 11.3
Substances, Hazardous
10.3
Substantial Completion
4.2.9, 8.1.1, 8.1.3, 8.2.3, 9.4.2, 9.8, 9.9.1, 9.10.3, 
12.2, 15.1.2
Substantial Completion, Definition of
9.8.1
Substitution of Subcontractors
5.2.3, 5.2.4
Substitution of Architect
2.3.3
Substitutions of Materials
3.4.2, 3.5, 7.3.8
Sub-subcontractor, Definition of
5.1.2
Subsurface Conditions
3.7.4
Successors and Assigns
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13.2
Superintendent
3.9, 10.2.6
Supervision and Construction Procedures
1.2.2, 3.3, 3.4, 3.12.10, 4.2.2, 4.2.7, 6.1.3, 6.2.4, 
7.1.3, 7.3.4, 8.2, 8.3.1, 9.4.2, 10, 12, 14, 15.1.4
Suppliers
1.5, 3.12.1, 4.2.4, 4.2.6, 5.2.1, 9.3, 9.4.2, 9.5.4, 9.6, 
9.10.5, 14.2.1
Surety
5.4.1.2, 9.6.8, 9.8.5, 9.10.2, 9.10.3, 11.1.2, 14.2.2, 
15.2.7
Surety, Consent of
9.8.5, 9.10.2, 9.10.3
Surveys
1.1.7, 2.3.4
Suspension by the Owner for Convenience
14.3
Suspension of the Work
3.7.5, 5.4.2, 14.3
Suspension or Termination of the Contract
5.4.1.1, 14
Taxes
3.6, 3.8.2.1, 7.3.4.4
Termination by the Contractor
14.1, 15.1.7
Termination by the Owner for Cause
5.4.1.1, 14.2, 15.1.7
Termination by the Owner for Convenience
14.4
Termination of the Architect
2.3.3
Termination of the Contractor Employment
14.2.2

TERMINATION OR SUSPENSION OF THE 
CONTRACT
14
Tests and Inspections
3.1.3, 3.3.3, 3.7.1, 4.2.2, 4.2.6, 4.2.9, 9.4.2, 9.8.3, 
9.9.2, 9.10.1, 10.3.2, 12.2.1, 13.4
TIME
8
Time, Delays and Extensions of
3.2.4, 3.7.4, 5.2.3, 7.2.1, 7.3.1, 7.4, 8.3, 9.5.1, 9.7, 
10.3.2, 10.4, 14.3.2, 15.1.6, 15.2.5
Time Limits

2.1.2, 2.2, 2.5, 3.2.2, 3.10, 3.11, 3.12.5, 3.15.1, 4.2, 
5.2, 5.3, 5.4, 6.2.4, 7.3, 7.4, 8.2, 9.2, 9.3.1, 9.3.3, 
9.4.1, 9.5, 9.6, 9.7, 9.8, 9.9, 9.10, 12.2, 13.4, 14, 
15.1.2, 15.1.3, 15.4
Time Limits on Claims
3.7.4, 10.2.8, 15.1.2, 15.1.3
Title to Work
9.3.2, 9.3.3
UNCOVERING AND CORRECTION OF WORK
12
Uncovering of Work
12.1
Unforeseen Conditions, Concealed or Unknown
3.7.4, 8.3.1, 10.3
Unit Prices
7.3.3.2, 9.1.2
Use of Documents
1.1.1, 1.5, 2.3.6, 3.12.6, 5.3
Use of Site
3.13, 6.1.1, 6.2.1
Values, Schedule of
9.2, 9.3.1
Waiver of Claims by the Architect
13.3.2
Waiver of Claims by the Contractor
9.10.5, 13.3.2, 15.1.7
Waiver of Claims by the Owner
9.9.3, 9.10.3, 9.10.4, 12.2.2.1, 13.3.2, 14.2.4, 15.1.7
Waiver of Consequential Damages
14.2.4, 15.1.7
Waiver of Liens
9.3, 9.10.2, 9.10.4
Waivers of Subrogation
6.1.1, 11.3
Warranty
3.5, 4.2.9, 9.3.3, 9.8.4, 9.9.1, 9.10.2, 9.10.4, 12.2.2, 
15.1.2
Weather Delays
8.3, 15.1.6.2
Work, Definition of
1.1.3
Written Consent
1.5.2, 3.4.2, 3.7.4, 3.12.8, 3.14.2, 4.1.2, 9.3.2, 9.10.3, 
13.2, 13.3.2, 15.4.4.2
Written Interpretations
4.2.11, 4.2.12
Written Orders
1.1.1, 2.4, 3.9, 7, 8.2.2, 12.1, 12.2, 13.4.2, 14.3.1
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ARTICLE 1   GENERAL PROVISIONS
§ 1.1 Basic Definitions
§ 1.1.1 The Contract Documents
The Contract Documents are enumerated in the Agreement between the Owner and Contractor (hereinafter the 
Agreement) and consist of the Agreement, Conditions of the Contract (General, Supplementary and other 
Conditions), Drawings, Specifications, Addenda issued prior to execution of the Contract, other documents listed in 
the Agreement, and Modifications issued after execution of the Contract. A Modification is (1) a written amendment 
to the Contract signed by both parties, (2) a Change Order, (3) a Construction Change Directive, or (4) a written 
order for a minor change in the Work issued by the Architect. Unless specifically enumerated in the Agreement, the 
Contract Documents do not include the advertisement or invitation to bid, Instructions to Bidders, sample forms, 
other information furnished by the Owner in anticipation of receiving bids or proposals, the Contractor’s bid or 
proposal, or portions of Addenda relating to bidding or proposal requirements.

§ 1.1.2 The Contract
The Contract Documents form the Contract for Construction. The Contract represents the entire and integrated 
agreement between the parties hereto and supersedes prior negotiations, representations, or agreements, either 
written or oral. The Contract may be amended or modified only by a Modification. The Contract Documents shall 
not be construed to create a contractual relationship of any kind (1) between the Contractor and the Architect or the 
Architect’s consultants, (2) between the Owner and a Subcontractor or a Sub-subcontractor, (3) between the Owner 
and the Architect or the Architect’s consultants, or (4) between any persons or entities other than the Owner and the 
Contractor. The Architect shall, however, be entitled to performance and enforcement of obligations under the 
Contract intended to facilitate performance of the Architect’s duties.

§ 1.1.3 The Work
The term “Work” means the construction and services required by the Contract Documents, whether completed or 
partially completed, and includes all other labor, materials, equipment, and services provided or to be provided by 
the Contractor to fulfill the Contractor’s obligations. The Work may constitute the whole or a part of the Project.

§ 1.1.4 The Project
The Project is the total construction of which the Work performed under the Contract Documents may be the whole 
or a part and which may include construction by the Owner and by Separate Contractors.

§ 1.1.5 The Drawings
The Drawings are the graphic and pictorial portions of the Contract Documents showing the design, location and 
dimensions of the Work, generally including plans, elevations, sections, details, schedules, and diagrams.

§ 1.1.6 The Specifications
The Specifications are that portion of the Contract Documents consisting of the written requirements for materials, 
equipment, systems, standards and workmanship for the Work, and performance of related services.

§ 1.1.7 Instruments of Service
Instruments of Service are representations, in any medium of expression now known or later developed, of the 
tangible and intangible creative work performed by the Architect and the Architect’s consultants under their 
respective professional services agreements. Instruments of Service may include, without limitation, studies, 
surveys, models, sketches, drawings, specifications, and other similar materials.

§ 1.1.8 Initial Decision Maker
The Initial Decision Maker is the person identified in the Agreement to render initial decisions on Claims in 
accordance with Section 15.2. The Initial Decision Maker shall not show partiality to the Owner or Contractor and 
shall not be liable for results of interpretations or decisions rendered in good faith.

§ 1.2 Correlation and Intent of the Contract Documents
§ 1.2.1 The intent of the Contract Documents is to include all items necessary for the proper execution and 
completion of the Work by the Contractor. The Contract Documents are complementary, and what is required by 
one shall be as binding as if required by all; performance by the Contractor shall be required only to the extent 
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consistent with the Contract Documents and reasonably inferable from them as being necessary to produce the 
indicated results.

§ 1.2.1.1 The invalidity of any provision of the Contract Documents shall not invalidate the Contract or its remaining 
provisions. If it is determined that any provision of the Contract Documents violates any law, or is otherwise invalid 
or unenforceable, then that provision shall be revised to the extent necessary to make that provision legal and 
enforceable. In such case the Contract Documents shall be construed, to the fullest extent permitted by law, to give 
effect to the parties’ intentions and purposes in executing the Contract.

§ 1.2.2 Organization of the Specifications into divisions, sections and articles, and arrangement of Drawings shall not 
control the Contractor in dividing the Work among Subcontractors or in establishing the extent of Work to be 
performed by any trade.

§ 1.2.3 Unless otherwise stated in the Contract Documents, words that have well-known technical or construction 
industry meanings are used in the Contract Documents in accordance with such recognized meanings.

§ 1.3 Capitalization
Terms capitalized in these General Conditions include those that are (1) specifically defined, (2) the titles of 
numbered articles, or (3) the titles of other documents published by the American Institute of Architects.

§ 1.4 Interpretation
In the interest of brevity the Contract Documents frequently omit modifying words such as “all” and “any” and 
articles such as “the” and “an,” but the fact that a modifier or an article is absent from one statement and appears in 
another is not intended to affect the interpretation of either statement.

§ 1.5 Ownership and Use of Drawings, Specifications, and Other Instruments of Service
§ 1.5.1 The Architect and the Architect’s consultants shall be deemed the authors and owners of their respective 
Instruments of Service, including the Drawings and Specifications, and retain all common law, statutory, and other 
reserved rights in their Instruments of Service, including copyrights. The Contractor, Subcontractors, Sub-
subcontractors, and suppliers shall not own or claim a copyright in the Instruments of Service. Submittal or 
distribution to meet official regulatory requirements or for other purposes in connection with the Project is not to be 
construed as publication in derogation of the Architect’s or Architect’s consultants’ reserved rights.

§ 1.5.2 The Contractor, Subcontractors, Sub-subcontractors, and suppliers are authorized to use and reproduce the 
Instruments of Service provided to them, subject to any protocols established pursuant to Sections 1.7 and 1.8, solely 
and exclusively for execution of the Work. All copies made under this authorization shall bear the copyright notice, 
if any, shown on the Instruments of Service. The Contractor, Subcontractors, Sub-subcontractors, and suppliers may 
not use the Instruments of Service on other projects or for additions to the Project outside the scope of the Work 
without the specific written consent of the Owner, Architect, and the Architect’s consultants.

§ 1.6 Notice
§ 1.6.1 Except as otherwise provided in Section 1.6.2, where the Contract Documents require one party to notify or 
give notice to the other party, such notice shall be provided in writing to the designated representative of the party to 
whom the notice is addressed and shall be deemed to have been duly served if delivered in person, by mail, by 
courier, or by electronic transmission if a method for electronic transmission is set forth in the Agreement.

§ 1.6.2 Notice of Claims as provided in Section 15.1.3 shall be provided in writing and shall be deemed to have been 
duly served only if delivered to the designated representative of the party to whom the notice is addressed by 
certified or registered mail, or by courier providing proof of delivery.

§ 1.7 Digital Data Use and Transmission
The parties shall agree upon protocols governing the transmission and use of Instruments of Service or any other 
information or documentation in digital form. The parties will use AIA Document E203™–2013, Building 
Information Modeling and Digital Data Exhibit, to establish the protocols for the development, use, transmission, 
and exchange of digital data.
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§ 1.8 Building Information Models Use and Reliance
Any use of, or reliance on, all or a portion of a building information model without agreement to protocols 
governing the use of, and reliance on, the information contained in the model and without having those protocols set 
forth in AIA Document E203™–2013, Building Information Modeling and Digital Data Exhibit, and the requisite 
AIA Document G202™–2013, Project Building Information Modeling Protocol Form, shall be at the using or 
relying party’s sole risk and without liability to the other party and its contractors or consultants, the authors of, or 
contributors to, the building information model, and each of their agents and employees.

ARTICLE 2   OWNER
§ 2.1 General
§ 2.1.1 The Owner is the person or entity identified as such in the Agreement and is referred to throughout the 
Contract Documents as if singular in number. The Owner shall designate in writing a representative who shall have 
express authority to bind the Owner with respect to all matters requiring the Owner’s approval or authorization. 
Except as otherwise provided in Section 4.2.1, the Architect does not have such authority. The term “Owner” means 
the Owner or the Owner’s authorized representative.

§ 2.1.2 The Owner shall furnish to the Contractor, within fifteen days after receipt of a written request, information 
necessary and relevant for the Contractor to evaluate, give notice of, or enforce mechanic’s lien rights. Such 
information shall include a correct statement of the record legal title to the property on which the Project is located, 
usually referred to as the site, and the Owner’s interest therein.

§ 2.2 Evidence of the Owner’s Financial Arrangements
§ 2.2.1 Prior to commencement of the Work and upon written request by the Contractor, the Owner shall furnish to 
the Contractor reasonable evidence that the Owner has made financial arrangements to fulfill the Owner’s 
obligations under the Contract. The Contractor shall have no obligation to commence the Work until the Owner 
provides such evidence. If commencement of the Work is delayed under this Section 2.2.1, the Contract Time shall 
be extended appropriately.

§ 2.2.2 Following commencement of the Work and upon written request by the Contractor, the Owner shall furnish 
to the Contractor reasonable evidence that the Owner has made financial arrangements to fulfill the Owner’s 
obligations under the Contract only if (1) the Owner fails to make payments to the Contractor as the Contract 
Documents require; (2) the Contractor identifies in writing a reasonable concern regarding the Owner’s ability to 
make payment when due; or (3) a change in the Work materially changes the Contract Sum. If the Owner fails to 
provide such evidence, as required, within fourteen days of the Contractor’s request, the Contractor may 
immediately stop the Work and, in that event, shall notify the Owner that the Work has stopped. However, if the 
request is made because a change in the Work materially changes the Contract Sum under (3) above, the Contractor 
may immediately stop only that portion of the Work affected by the change until reasonable evidence is provided. If 
the Work is stopped under this Section 2.2.2, the Contract Time shall be extended appropriately and the Contract 
Sum shall be increased by the amount of the Contractor’s reasonable costs of shutdown, delay and start-up, plus 
interest as provided in the Contract Documents.

§ 2.2.3 After the Owner furnishes evidence of financial arrangements under this Section 2.2, the Owner shall not 
materially vary such financial arrangements without prior notice to the Contractor.

§ 2.2.4 Where the Owner has designated information furnished under this Section 2.2 as “confidential,” the 
Contractor shall keep the information confidential and shall not disclose it to any other person. However, the 
Contractor may disclose “confidential” information, after seven (7) days’ notice to the Owner, where disclosure is 
required by law, including a subpoena or other form of compulsory legal process issued by a court or governmental 
entity, or by court or arbitrator(s) order. The Contractor may also disclose “confidential” information to its 
employees, consultants, sureties, Subcontractors and their employees, Sub-subcontractors, and others who need to 
know the content of such information solely and exclusively for the Project and who agree to maintain the 
confidentiality of such information.

§ 2.3 Information and Services Required of the Owner
§ 2.3.1 Except for permits and fees that are the responsibility of the Contractor under the Contract Documents, 
including those required under Section 3.7.1, the Owner shall secure and pay for necessary approvals, easements, 
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assessments and charges required for construction, use or occupancy of permanent structures or for permanent 
changes in existing facilities.

§ 2.3.2 The Owner shall retain an architect lawfully licensed to practice architecture, or an entity lawfully practicing 
architecture, in the jurisdiction where the Project is located. That person or entity is identified as the Architect in the 
Agreement and is referred to throughout the Contract Documents as if singular in number.

§ 2.3.3 If the employment of the Architect terminates, the Owner shall employ a successor to whom the Contractor 
has no reasonable objection and whose status under the Contract Documents shall be that of the Architect.

§ 2.3.4 The Owner shall furnish surveys describing physical characteristics, legal limitations and utility locations for 
the site of the Project, and a legal description of the site. The Contractor shall be entitled to rely on the accuracy of 
information furnished by the Owner but shall exercise proper precautions relating to the safe performance of the 
Work.

§ 2.3.5 The Owner shall furnish information or services required of the Owner by the Contract Documents with 
reasonable promptness. The Owner shall also furnish any other information or services under the Owner’s control 
and relevant to the Contractor’s performance of the Work with reasonable promptness after receiving the 
Contractor’s written request for such information or services.

§ 2.3.6 Unless otherwise provided in the Contract Documents, the Owner shall furnish to the Contractor one copy of 
the Contract Documents for purposes of making reproductions pursuant to Section 1.5.2.

§ 2.4 Owner’s Right to Stop the Work
If the Contractor fails to correct Work that is not in accordance with the requirements of the Contract Documents as 
required by Section 12.2 or repeatedly fails to carry out Work in accordance with the Contract Documents, the 
Owner may issue a written order to the Contractor to stop the Work, or any portion thereof, until the cause for such 
order has been eliminated; however, the right of the Owner to stop the Work shall not give rise to a duty on the part 
of the Owner to exercise this right for the benefit of the Contractor or any other person or entity, except to the extent 
required by Section 6.1.3.

§ 2.5 Owner’s Right to Carry Out the Work
If the Contractor defaults or neglects to carry out the Work in accordance with the Contract Documents and fails 
within a ten-day period after receipt of notice from the Owner to commence and continue correction of such default 
or neglect with diligence and promptness, the Owner may, without prejudice to other remedies the Owner may have, 
correct such default or neglect. Such action by the Owner and amounts charged to the Contractor are both subject to 
prior approval of the Architect and the Architect may, pursuant to Section 9.5.1, withhold or nullify a Certificate for 
Payment in whole or in part, to the extent reasonably necessary to reimburse the Owner for the reasonable cost of 
correcting such deficiencies, including Owner’s expenses and compensation for the Architect’s additional services 
made necessary by such default, neglect, or failure. If current and future payments are not sufficient to cover such 
amounts, the Contractor shall pay the difference to the Owner. If the Contractor disagrees with the actions of the 
Owner or the Architect, or the amounts claimed as costs to the Owner, the Contractor may file a Claim pursuant to 
Article 15.

ARTICLE 3   CONTRACTOR
§ 3.1 General
§ 3.1.1 The Contractor is the person or entity identified as such in the Agreement and is referred to throughout the 
Contract Documents as if singular in number. The Contractor shall be lawfully licensed, if required in the 
jurisdiction where the Project is located. The Contractor shall designate in writing a representative who shall have 
express authority to bind the Contractor with respect to all matters under this Contract. The term “Contractor” means 
the Contractor or the Contractor’s authorized representative.

§ 3.1.2 The Contractor shall perform the Work in accordance with the Contract Documents.

§ 3.1.3 The Contractor shall not be relieved of its obligations to perform the Work in accordance with the Contract 
Documents either by activities or duties of the Architect in the Architect’s administration of the Contract, or by tests, 
inspections or approvals required or performed by persons or entities other than the Contractor.
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§ 3.2 Review of Contract Documents and Field Conditions by Contractor
§ 3.2.1 Execution of the Contract by the Contractor is a representation that the Contractor has visited the site, 
become generally familiar with local conditions under which the Work is to be performed, and correlated personal 
observations with requirements of the Contract Documents.

§ 3.2.2 Because the Contract Documents are complementary, the Contractor shall, before starting each portion of the 
Work, carefully study and compare the various Contract Documents relative to that portion of the Work, as well as 
the information furnished by the Owner pursuant to Section 2.3.4, shall take field measurements of any existing 
conditions related to that portion of the Work, and shall observe any conditions at the site affecting it. These 
obligations are for the purpose of facilitating coordination and construction by the Contractor and are not for the 
purpose of discovering errors, omissions, or inconsistencies in the Contract Documents; however, the Contractor 
shall promptly report to the Architect any errors, inconsistencies or omissions discovered by or made known to the 
Contractor as a request for information in such form as the Architect may require. It is recognized that the 
Contractor’s review is made in the Contractor’s capacity as a contractor and not as a licensed design professional, 
unless otherwise specifically provided in the Contract Documents.

§ 3.2.3 The Contractor is not required to ascertain that the Contract Documents are in accordance with applicable 
laws, statutes, ordinances, codes, rules and regulations, or lawful orders of public authorities, but the Contractor 
shall promptly report to the Architect any nonconformity discovered by or made known to the Contractor as a 
request for information in such form as the Architect may require.

§ 3.2.4 If the Contractor believes that additional cost or time is involved because of clarifications or instructions the 
Architect issues in response to the Contractor’s notices or requests for information pursuant to Sections 3.2.2 or 
3.2.3, the Contractor shall submit Claims as provided in Article 15. If the Contractor fails to perform the obligations 
of Sections 3.2.2 or 3.2.3, the Contractor shall pay such costs and damages to the Owner, subject to Section 15.1.7, 
as would have been avoided if the Contractor had performed such obligations. If the Contractor performs those 
obligations, the Contractor shall not be liable to the Owner or Architect for damages resulting from errors, 
inconsistencies or omissions in the Contract Documents, for differences between field measurements or conditions 
and the Contract Documents, or for nonconformities of the Contract Documents to applicable laws, statutes, 
ordinances, codes, rules and regulations, and lawful orders of public authorities.

§ 3.3 Supervision and Construction Procedures
§ 3.3.1 The Contractor shall supervise and direct the Work, using the Contractor’s best skill and attention. The 
Contractor shall be solely responsible for, and have control over, construction means, methods, techniques, 
sequences, and procedures, and for coordinating all portions of the Work under the Contract. If the Contract 
Documents give specific instructions concerning construction means, methods, techniques, sequences, or 
procedures, the Contractor shall evaluate the jobsite safety thereof and shall be solely responsible for the jobsite 
safety of such means, methods, techniques, sequences, or procedures. If the Contractor determines that such means, 
methods, techniques, sequences or procedures may not be safe, the Contractor shall give timely notice to the Owner 
and Architect, and shall propose alternative means, methods, techniques, sequences, or procedures. The Architect 
shall evaluate the proposed alternative solely for conformance with the design intent for the completed construction. 
Unless the Architect objects to the Contractor’s proposed alternative, the Contractor shall perform the Work using 
its alternative means, methods, techniques, sequences, or procedures. 

§ 3.3.2 The Contractor shall be responsible to the Owner for acts and omissions of the Contractor’s employees, 
Subcontractors and their agents and employees, and other persons or entities performing portions of the Work for, or 
on behalf of, the Contractor or any of its Subcontractors.

§ 3.3.3 The Contractor shall be responsible for inspection of portions of Work already performed to determine that 
such portions are in proper condition to receive subsequent Work.

§ 3.4 Labor and Materials
§ 3.4.1 Unless otherwise provided in the Contract Documents, the Contractor shall provide and pay for labor, 
materials, equipment, tools, construction equipment and machinery, water, heat, utilities, transportation, and other 
facilities and services necessary for proper execution and completion of the Work, whether temporary or permanent 
and whether or not incorporated or to be incorporated in the Work.
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§ 3.4.2 Except in the case of minor changes in the Work approved by the Architect in accordance with Section 3.12.8 
or ordered by the Architect in accordance with Section 7.4, the Contractor may make substitutions only with the 
consent of the Owner, after evaluation by the Architect and in accordance with a Change Order or Construction 
Change Directive.

§ 3.4.3 The Contractor shall enforce strict discipline and good order among the Contractor’s employees and other 
persons carrying out the Work. The Contractor shall not permit employment of unfit persons or persons not properly 
skilled in tasks assigned to them.

§ 3.5 Warranty
§ 3.5.1 The Contractor warrants to the Owner and Architect that materials and equipment furnished under the 
Contract will be of good quality and new unless the Contract Documents require or permit otherwise. The 
Contractor further warrants that the Work will conform to the requirements of the Contract Documents and will be 
free from defects, except for those inherent in the quality of the Work the Contract Documents require or permit. 
Work, materials, or equipment not conforming to these requirements may be considered defective. The Contractor’s 
warranty excludes remedy for damage or defect caused by abuse, alterations to the Work not executed by the 
Contractor, improper or insufficient maintenance, improper operation, or normal wear and tear and normal usage. If 
required by the Architect, the Contractor shall furnish satisfactory evidence as to the kind and quality of materials 
and equipment.

§ 3.5.2 All material, equipment, or other special warranties required by the Contract Documents shall be issued in the 
name of the Owner, or shall be transferable to the Owner, and shall commence in accordance with Section 9.8.4.

§ 3.6 Taxes
The Contractor shall pay sales, consumer, use and similar taxes for the Work provided by the Contractor that are 
legally enacted when bids are received or negotiations concluded, whether or not yet effective or merely scheduled 
to go into effect.

§ 3.7 Permits, Fees, Notices and Compliance with Laws
§ 3.7.1 Unless otherwise provided in the Contract Documents, the Contractor shall secure and pay for the building 
permit as well as for other permits, fees, licenses, and inspections by government agencies necessary for proper 
execution and completion of the Work that are customarily secured after execution of the Contract and legally 
required at the time bids are received or negotiations concluded.

§ 3.7.2 The Contractor shall comply with and give notices required by applicable laws, statutes, ordinances, codes, 
rules and regulations, and lawful orders of public authorities applicable to performance of the Work.

§ 3.7.3 If the Contractor performs Work knowing it to be contrary to applicable laws, statutes, ordinances, codes, 
rules and regulations, or lawful orders of public authorities, the Contractor shall assume appropriate responsibility 
for such Work and shall bear the costs attributable to correction.

§ 3.7.4 Concealed or Unknown Conditions
If the Contractor encounters conditions at the site that are (1) subsurface or otherwise concealed physical conditions 
that differ materially from those indicated in the Contract Documents or (2) unknown physical conditions of an 
unusual nature that differ materially from those ordinarily found to exist and generally recognized as inherent in 
construction activities of the character provided for in the Contract Documents, the Contractor shall promptly 
provide notice to the Owner and the Architect before conditions are disturbed and in no event later than 14 days 
after first observance of the conditions. The Architect will promptly investigate such conditions and, if the Architect 
determines that they differ materially and cause an increase or decrease in the Contractor’s cost of, or time required 
for, performance of any part of the Work, will recommend that an equitable adjustment be made in the Contract Sum 
or Contract Time, or both. If the Architect determines that the conditions at the site are not materially different from 
those indicated in the Contract Documents and that no change in the terms of the Contract is justified, the Architect 
shall promptly notify the Owner and Contractor, stating the reasons. If either party disputes the Architect’s 
determination or recommendation, that party may submit a Claim as provided in Article 15.
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§ 3.7.5 If, in the course of the Work, the Contractor encounters human remains or recognizes the existence of burial 
markers, archaeological sites or wetlands not indicated in the Contract Documents, the Contractor shall immediately 
suspend any operations that would affect them and shall notify the Owner and Architect. Upon receipt of such 
notice, the Owner shall promptly take any action necessary to obtain governmental authorization required to resume 
the operations. The Contractor shall continue to suspend such operations until otherwise instructed by the Owner but 
shall continue with all other operations that do not affect those remains or features. Requests for adjustments in the 
Contract Sum and Contract Time arising from the existence of such remains or features may be made as provided in 
Article 15.

§ 3.8 Allowances
§ 3.8.1 The Contractor shall include in the Contract Sum all allowances stated in the Contract Documents. Items 
covered by allowances shall be supplied for such amounts and by such persons or entities as the Owner may direct, 
but the Contractor shall not be required to employ persons or entities to whom the Contractor has reasonable 
objection.

§ 3.8.2 Unless otherwise provided in the Contract Documents,
.1    allowances shall cover the cost to the Contractor of materials and equipment delivered at the site and 

all required taxes, less applicable trade discounts;
.2    Contractor’s costs for unloading and handling at the site, labor, installation costs, overhead, profit, and 

other expenses contemplated for stated allowance amounts shall be included in the Contract Sum but 
not in the allowances; and

.3    whenever costs are more than or less than allowances, the Contract Sum shall be adjusted accordingly 
by Change Order. The amount of the Change Order shall reflect (1) the difference between actual 
costs and the allowances under Section 3.8.2.1 and (2) changes in Contractor’s costs under Section 
3.8.2.2.

§ 3.8.3 Materials and equipment under an allowance shall be selected by the Owner with reasonable promptness.

§ 3.9 Superintendent
§ 3.9.1 The Contractor shall employ a competent superintendent and necessary assistants who shall be in attendance 
at the Project site during performance of the Work. The superintendent shall represent the Contractor, and 
communications given to the superintendent shall be as binding as if given to the Contractor.

§ 3.9.2 The Contractor, as soon as practicable after award of the Contract, shall notify the Owner and Architect of the 
name and qualifications of a proposed superintendent. Within 14 days of receipt of the information, the Architect 
may notify the Contractor, stating whether the Owner or the Architect (1) has reasonable objection to the proposed 
superintendent or (2) requires additional time for review. Failure of the Architect to provide notice within the 14-day 
period shall constitute notice of no reasonable objection.

§ 3.9.3 The Contractor shall not employ a proposed superintendent to whom the Owner or Architect has made 
reasonable and timely objection. The Contractor shall not change the superintendent without the Owner’s consent, 
which shall not unreasonably be withheld or delayed.

§ 3.10 Contractor’s Construction and Submittal Schedules
§ 3.10.1 The Contractor, promptly after being awarded the Contract, shall submit for the Owner’s and Architect’s 
information a Contractor’s construction schedule for the Work. The schedule shall contain detail appropriate for the 
Project, including (1) the date of commencement of the Work, interim schedule milestone dates, and the date of 
Substantial Completion; (2) an apportionment of the Work by construction activity; and (3) the time required for 
completion of each portion of the Work. The schedule shall provide for the orderly progression of the Work to 
completion and shall not exceed time limits current under the Contract Documents. The schedule shall be revised at 
appropriate intervals as required by the conditions of the Work and Project.

§ 3.10.2 The Contractor, promptly after being awarded the Contract and thereafter as necessary to maintain a current 
submittal schedule, shall submit a submittal schedule for the Architect’s approval. The Architect’s approval shall not 
be unreasonably delayed or withheld. The submittal schedule shall (1) be coordinated with the Contractor’s 
construction schedule, and (2) allow the Architect reasonable time to review submittals. If the Contractor fails to 
submit a submittal schedule, or fails to provide submittals in accordance with the approved submittal schedule, the 
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Contractor shall not be entitled to any increase in Contract Sum or extension of Contract Time based on the time 
required for review of submittals.

§ 3.10.3 The Contractor shall perform the Work in general accordance with the most recent schedules submitted to 
the Owner and Architect.

§ 3.11 Documents and Samples at the Site
The Contractor shall make available, at the Project site, the Contract Documents, including Change Orders, 
Construction Change Directives, and other Modifications, in good order and marked currently to indicate field 
changes and selections made during construction, and the approved Shop Drawings, Product Data, Samples, and 
similar required submittals. These shall be in electronic form or paper copy, available to the Architect and Owner, 
and delivered to the Architect for submittal to the Owner upon completion of the Work as a record of the Work as 
constructed.

§ 3.12 Shop Drawings, Product Data and Samples
§ 3.12.1 Shop Drawings are drawings, diagrams, schedules, and other data specially prepared for the Work by the 
Contractor or a Subcontractor, Sub-subcontractor, manufacturer, supplier, or distributor to illustrate some portion of 
the Work.

§ 3.12.2 Product Data are illustrations, standard schedules, performance charts, instructions, brochures, diagrams, 
and other information furnished by the Contractor to illustrate materials or equipment for some portion of the Work.

§ 3.12.3 Samples are physical examples that illustrate materials, equipment, or workmanship, and establish standards 
by which the Work will be judged.

§ 3.12.4 Shop Drawings, Product Data, Samples, and similar submittals are not Contract Documents. Their purpose 
is to demonstrate how the Contractor proposes to conform to the information given and the design concept expressed 
in the Contract Documents for those portions of the Work for which the Contract Documents require submittals. 
Review by the Architect is subject to the limitations of Section 4.2.7. Informational submittals upon which the 
Architect is not expected to take responsive action may be so identified in the Contract Documents. Submittals that 
are not required by the Contract Documents may be returned by the Architect without action.

§ 3.12.5 The Contractor shall review for compliance with the Contract Documents, approve, and submit to the 
Architect, Shop Drawings, Product Data, Samples, and similar submittals required by the Contract Documents, in 
accordance with the submittal schedule approved by the Architect or, in the absence of an approved submittal 
schedule, with reasonable promptness and in such sequence as to cause no delay in the Work or in the activities of 
the Owner or of Separate Contractors.

§ 3.12.6 By submitting Shop Drawings, Product Data, Samples, and similar submittals, the Contractor represents to 
the Owner and Architect that the Contractor has (1) reviewed and approved them, (2) determined and verified 
materials, field measurements and field construction criteria related thereto, or will do so, and (3) checked and 
coordinated the information contained within such submittals with the requirements of the Work and of the Contract 
Documents.

§ 3.12.7 The Contractor shall perform no portion of the Work for which the Contract Documents require submittal 
and review of Shop Drawings, Product Data, Samples, or similar submittals, until the respective submittal has been 
approved by the Architect.

§ 3.12.8 The Work shall be in accordance with approved submittals except that the Contractor shall not be relieved of 
responsibility for deviations from the requirements of the Contract Documents by the Architect’s approval of Shop 
Drawings, Product Data, Samples, or similar submittals, unless the Contractor has specifically notified the Architect 
of such deviation at the time of submittal and (1) the Architect has given written approval to the specific deviation as 
a minor change in the Work, or (2) a Change Order or Construction Change Directive has been issued authorizing 
the deviation. The Contractor shall not be relieved of responsibility for errors or omissions in Shop Drawings, 
Product Data, Samples, or similar submittals, by the Architect’s approval thereof.
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§ 3.12.9 The Contractor shall direct specific attention, in writing or on resubmitted Shop Drawings, Product Data, 
Samples, or similar submittals, to revisions other than those requested by the Architect on previous submittals. In the 
absence of such notice, the Architect’s approval of a resubmission shall not apply to such revisions.

§ 3.12.10 The Contractor shall not be required to provide professional services that constitute the practice of 
architecture or engineering unless such services are specifically required by the Contract Documents for a portion of 
the Work or unless the Contractor needs to provide such services in order to carry out the Contractor’s 
responsibilities for construction means, methods, techniques, sequences, and procedures. The Contractor shall not be 
required to provide professional services in violation of applicable law.

§ 3.12.10.1 If professional design services or certifications by a design professional related to systems, materials, or 
equipment are specifically required of the Contractor by the Contract Documents, the Owner and the Architect will 
specify all performance and design criteria that such services must satisfy. The Contractor shall be entitled to rely 
upon the adequacy and accuracy of the performance and design criteria provided in the Contract Documents. The 
Contractor shall cause such services or certifications to be provided by an appropriately licensed design 
professional, whose signature and seal shall appear on all drawings, calculations, specifications, certifications, Shop 
Drawings, and other submittals prepared by such professional. Shop Drawings, and other submittals related to the 
Work, designed or certified by such professional, if prepared by others, shall bear such professional’s written 
approval when submitted to the Architect. The Owner and the Architect shall be entitled to rely upon the adequacy 
and accuracy of the services, certifications, and approvals performed or provided by such design professionals, 
provided the Owner and Architect have specified to the Contractor the performance and design criteria that such 
services must satisfy. Pursuant to this Section 3.12.10, the Architect will review and approve or take other 
appropriate action on submittals only for the limited purpose of checking for conformance with information given 
and the design concept expressed in the Contract Documents.

§ 3.12.10.2 If the Contract Documents require the Contractor’s design professional to certify that the Work has been 
performed in accordance with the design criteria, the Contractor shall furnish such certifications to the Architect at 
the time and in the form specified by the Architect.

§ 3.13 Use of Site
The Contractor shall confine operations at the site to areas permitted by applicable laws, statutes, ordinances, codes, 
rules and regulations, lawful orders of public authorities, and the Contract Documents and shall not unreasonably 
encumber the site with materials or equipment.

§ 3.14 Cutting and Patching
§ 3.14.1 The Contractor shall be responsible for cutting, fitting, or patching required to complete the Work or to 
make its parts fit together properly. All areas requiring cutting, fitting, or patching shall be restored to the condition 
existing prior to the cutting, fitting, or patching, unless otherwise required by the Contract Documents.

§ 3.14.2 The Contractor shall not damage or endanger a portion of the Work or fully or partially completed 
construction of the Owner or Separate Contractors by cutting, patching, or otherwise altering such construction, or 
by excavation. The Contractor shall not cut or otherwise alter construction by the Owner or a Separate Contractor 
except with written consent of the Owner and of the Separate Contractor. Consent shall not be unreasonably 
withheld. The Contractor shall not unreasonably withhold, from the Owner or a Separate Contractor, its consent to 
cutting or otherwise altering the Work.

§ 3.15 Cleaning Up
§ 3.15.1 The Contractor shall keep the premises and surrounding area free from accumulation of waste materials and 
rubbish caused by operations under the Contract. At completion of the Work, the Contractor shall remove waste 
materials, rubbish, the Contractor’s tools, construction equipment, machinery, and surplus materials from and about 
the Project.

§ 3.15.2 If the Contractor fails to clean up as provided in the Contract Documents, the Owner may do so and the 
Owner shall be entitled to reimbursement from the Contractor.
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§ 3.16 Access to Work
The Contractor shall provide the Owner and Architect with access to the Work in preparation and progress wherever 
located.

§ 3.17 Royalties, Patents and Copyrights
The Contractor shall pay all royalties and license fees. The Contractor shall defend suits or claims for infringement 
of copyrights and patent rights and shall hold the Owner and Architect harmless from loss on account thereof, but 
shall not be responsible for defense or loss when a particular design, process, or product of a particular manufacturer 
or manufacturers is required by the Contract Documents, or where the copyright violations are contained in 
Drawings, Specifications, or other documents prepared by the Owner or Architect. However, if an infringement of a 
copyright or patent is discovered by, or made known to, the Contractor, the Contractor shall be responsible for the 
loss unless the information is promptly furnished to the Architect.

§ 3.18 Indemnification
§ 3.18.1 To the fullest extent permitted by law, the Contractor shall indemnify and hold harmless the Owner, 
Architect, Architect’s consultants, and agents and employees of any of them from and against claims, damages, 
losses, and expenses, including but not limited to attorneys’ fees, arising out of or resulting from performance of the 
Work, provided that such claim, damage, loss, or expense is attributable to bodily injury, sickness, disease or death, 
or to injury to or destruction of tangible property (other than the Work itself), but only to the extent caused by the 
negligent acts or omissions of the Contractor, a Subcontractor, anyone directly or indirectly employed by them, or 
anyone for whose acts they may be liable, regardless of whether or not such claim, damage, loss, or expense is 
caused in part by a party indemnified hereunder. Such obligation shall not be construed to negate, abridge, or reduce 
other rights or obligations of indemnity that would otherwise exist as to a party or person described in this Section 
3.18.

§ 3.18.2 In claims against any person or entity indemnified under this Section 3.18 by an employee of the Contractor, 
a Subcontractor, anyone directly or indirectly employed by them, or anyone for whose acts they may be liable, the 
indemnification obligation under Section 3.18.1 shall not be limited by a limitation on amount or type of damages, 
compensation, or benefits payable by or for the Contractor or a Subcontractor under workers’ compensation acts, 
disability benefit acts, or other employee benefit acts.

ARTICLE 4   ARCHITECT
§ 4.1 General
§ 4.1.1 The Architect is the person or entity retained by the Owner pursuant to Section 2.3.2 and identified as such in 
the Agreement.

§ 4.1.2 Duties, responsibilities, and limitations of authority of the Architect as set forth in the Contract Documents 
shall not be restricted, modified, or extended without written consent of the Owner, Contractor, and Architect. 
Consent shall not be unreasonably withheld.

§ 4.2 Administration of the Contract
§ 4.2.1 The Architect will provide administration of the Contract as described in the Contract Documents and will be 
an Owner’s representative during construction until the date the Architect issues the final Certificate for Payment. 
The Architect will have authority to act on behalf of the Owner only to the extent provided in the Contract 
Documents.

§ 4.2.2 The Architect will visit the site at intervals appropriate to the stage of construction, or as otherwise agreed 
with the Owner, to become generally familiar with the progress and quality of the portion of the Work completed, 
and to determine in general if the Work observed is being performed in a manner indicating that the Work, when 
fully completed, will be in accordance with the Contract Documents. However, the Architect will not be required to 
make exhaustive or continuous on-site inspections to check the quality or quantity of the Work. The Architect will 
not have control over, charge of, or responsibility for the construction means, methods, techniques, sequences or 
procedures, or for the safety precautions and programs in connection with the Work, since these are solely the 
Contractor’s rights and responsibilities under the Contract Documents.

§ 4.2.3 On the basis of the site visits, the Architect will keep the Owner reasonably informed about the progress and 
quality of the portion of the Work completed, and promptly report to the Owner (1) known deviations from the 
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Contract Documents, (2) known deviations from the most recent construction schedule submitted by the Contractor, 
and (3) defects and deficiencies observed in the Work. The Architect will not be responsible for the Contractor’s 
failure to perform the Work in accordance with the requirements of the Contract Documents. The Architect will not 
have control over or charge of, and will not be responsible for acts or omissions of, the Contractor, Subcontractors, 
or their agents or employees, or any other persons or entities performing portions of the Work.

§ 4.2.4 Communications 
The Owner and Contractor shall include the Architect in all communications that relate to or affect the Architect’s 
services or professional responsibilities. The Owner shall promptly notify the Architect of the substance of any 
direct communications between the Owner and the Contractor otherwise relating to the Project. Communications by 
and with the Architect’s consultants shall be through the Architect. Communications by and with Subcontractors and 
suppliers shall be through the Contractor. Communications by and with Separate Contractors shall be through the 
Owner. The Contract Documents may specify other communication protocols.

§ 4.2.5 Based on the Architect’s evaluations of the Contractor’s Applications for Payment, the Architect will review 
and certify the amounts due the Contractor and will issue Certificates for Payment in such amounts.

§ 4.2.6 The Architect has authority to reject Work that does not conform to the Contract Documents. Whenever the 
Architect considers it necessary or advisable, the Architect will have authority to require inspection or testing of the 
Work in accordance with Sections 13.4.2 and 13.4.3, whether or not the Work is fabricated, installed or completed. 
However, neither this authority of the Architect nor a decision made in good faith either to exercise or not to 
exercise such authority shall give rise to a duty or responsibility of the Architect to the Contractor, Subcontractors, 
suppliers, their agents or employees, or other persons or entities performing portions of the Work.

§ 4.2.7 The Architect will review and approve, or take other appropriate action upon, the Contractor’s submittals 
such as Shop Drawings, Product Data, and Samples, but only for the limited purpose of checking for conformance 
with information given and the design concept expressed in the Contract Documents. The Architect’s action will be 
taken in accordance with the submittal schedule approved by the Architect or, in the absence of an approved 
submittal schedule, with reasonable promptness while allowing sufficient time in the Architect’s professional 
judgment to permit adequate review. Review of such submittals is not conducted for the purpose of determining the 
accuracy and completeness of other details such as dimensions and quantities, or for substantiating instructions for 
installation or performance of equipment or systems, all of which remain the responsibility of the Contractor as 
required by the Contract Documents. The Architect’s review of the Contractor’s submittals shall not relieve the 
Contractor of the obligations under Sections 3.3, 3.5, and 3.12. The Architect’s review shall not constitute approval 
of safety precautions or of any construction means, methods, techniques, sequences, or procedures. The Architect’s 
approval of a specific item shall not indicate approval of an assembly of which the item is a component.

§ 4.2.8 The Architect will prepare Change Orders and Construction Change Directives, and may order minor changes 
in the Work as provided in Section 7.4. The Architect will investigate and make determinations and 
recommendations regarding concealed and unknown conditions as provided in Section 3.7.4.

§ 4.2.9 The Architect will conduct inspections to determine the date or dates of Substantial Completion and the date 
of final completion; issue Certificates of Substantial Completion pursuant to Section 9.8; receive and forward to the 
Owner, for the Owner’s review and records, written warranties and related documents required by the Contract and 
assembled by the Contractor pursuant to Section 9.10; and issue a final Certificate for Payment pursuant to Section 
9.10.

§ 4.2.10 If the Owner and Architect agree, the Architect will provide one or more Project representatives to assist in 
carrying out the Architect’s responsibilities at the site. The Owner shall notify the Contractor of any change in the 
duties, responsibilities and limitations of authority of the Project representatives.

§ 4.2.11 The Architect will interpret and decide matters concerning performance under, and requirements of, the 
Contract Documents on written request of either the Owner or Contractor. The Architect’s response to such requests 
will be made in writing within any time limits agreed upon or otherwise with reasonable promptness.

§ 4.2.12 Interpretations and decisions of the Architect will be consistent with the intent of, and reasonably inferable 
from, the Contract Documents and will be in writing or in the form of drawings. When making such interpretations 
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and decisions, the Architect will endeavor to secure faithful performance by both Owner and Contractor, will not 
show partiality to either, and will not be liable for results of interpretations or decisions rendered in good faith.

§ 4.2.13 The Architect’s decisions on matters relating to aesthetic effect will be final if consistent with the intent 
expressed in the Contract Documents.

§ 4.2.14 The Architect will review and respond to requests for information about the Contract Documents. The 
Architect’s response to such requests will be made in writing within any time limits agreed upon or otherwise with 
reasonable promptness. If appropriate, the Architect will prepare and issue supplemental Drawings and 
Specifications in response to the requests for information.

ARTICLE 5   SUBCONTRACTORS
§ 5.1 Definitions
§ 5.1.1 A Subcontractor is a person or entity who has a direct contract with the Contractor to perform a portion of the 
Work at the site. The term “Subcontractor” is referred to throughout the Contract Documents as if singular in 
number and means a Subcontractor or an authorized representative of the Subcontractor. The term “Subcontractor” 
does not include a Separate Contractor or the subcontractors of a Separate Contractor.

§ 5.1.2 A Sub-subcontractor is a person or entity who has a direct or indirect contract with a Subcontractor to 
perform a portion of the Work at the site. The term “Sub-subcontractor” is referred to throughout the Contract 
Documents as if singular in number and means a Sub-subcontractor or an authorized representative of the Sub-
subcontractor.

§ 5.2 Award of Subcontracts and Other Contracts for Portions of the Work
§ 5.2.1 Unless otherwise stated in the Contract Documents, the Contractor, as soon as practicable after award of the 
Contract, shall notify the Owner and Architect of the persons or entities proposed for each principal portion of the 
Work, including those who are to furnish materials or equipment fabricated to a special design. Within 14 days of 
receipt of the information, the Architect may notify the Contractor whether the Owner or the Architect (1) has 
reasonable objection to any such proposed person or entity or (2) requires additional time for review. Failure of the 
Architect to provide notice within the 14-day period shall constitute notice of no reasonable objection.

§ 5.2.2 The Contractor shall not contract with a proposed person or entity to whom the Owner or Architect has made 
reasonable and timely objection. The Contractor shall not be required to contract with anyone to whom the 
Contractor has made reasonable objection.

§ 5.2.3 If the Owner or Architect has reasonable objection to a person or entity proposed by the Contractor, the 
Contractor shall propose another to whom the Owner or Architect has no reasonable objection. If the proposed but 
rejected Subcontractor was reasonably capable of performing the Work, the Contract Sum and Contract Time shall 
be increased or decreased by the difference, if any, occasioned by such change, and an appropriate Change Order 
shall be issued before commencement of the substitute Subcontractor’s Work. However, no increase in the Contract 
Sum or Contract Time shall be allowed for such change unless the Contractor has acted promptly and responsively 
in submitting names as required.

§ 5.2.4 The Contractor shall not substitute a Subcontractor, person, or entity for one previously selected if the Owner 
or Architect makes reasonable objection to such substitution.

§ 5.3 Subcontractual Relations
By appropriate written agreement, the Contractor shall require each Subcontractor, to the extent of the Work to be 
performed by the Subcontractor, to be bound to the Contractor by terms of the Contract Documents, and to assume 
toward the Contractor all the obligations and responsibilities, including the responsibility for safety of the 
Subcontractor’s Work that the Contractor, by these Contract Documents, assumes toward the Owner and Architect. 
Each subcontract agreement shall preserve and protect the rights of the Owner and Architect under the Contract 
Documents with respect to the Work to be performed by the Subcontractor so that subcontracting thereof will not 
prejudice such rights, and shall allow to the Subcontractor, unless specifically provided otherwise in the subcontract 
agreement, the benefit of all rights, remedies, and redress against the Contractor that the Contractor, by the Contract 
Documents, has against the Owner. Where appropriate, the Contractor shall require each Subcontractor to enter into 
similar agreements with Sub-subcontractors. The Contractor shall make available to each proposed Subcontractor, 
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prior to the execution of the subcontract agreement, copies of the Contract Documents to which the Subcontractor 
will be bound, and, upon written request of the Subcontractor, identify to the Subcontractor terms and conditions of 
the proposed subcontract agreement that may be at variance with the Contract Documents. Subcontractors will 
similarly make copies of applicable portions of such documents available to their respective proposed Sub-
subcontractors.

§ 5.4 Contingent Assignment of Subcontracts
§ 5.4.1 Each subcontract agreement for a portion of the Work is assigned by the Contractor to the Owner, provided 
that

.1    assignment is effective only after termination of the Contract by the Owner for cause pursuant to 
Section 14.2 and only for those subcontract agreements that the Owner accepts by notifying the 
Subcontractor and Contractor; and

.2    assignment is subject to the prior rights of the surety, if any, obligated under bond relating to the 
Contract.

When the Owner accepts the assignment of a subcontract agreement, the Owner assumes the Contractor’s rights and 
obligations under the subcontract.

§ 5.4.2 Upon such assignment, if the Work has been suspended for more than 30 days, the Subcontractor’s 
compensation shall be equitably adjusted for increases in cost resulting from the suspension.

§ 5.4.3 Upon assignment to the Owner under this Section 5.4, the Owner may further assign the subcontract to a 
successor contractor or other entity. If the Owner assigns the subcontract to a successor contractor or other entity, 
the Owner shall nevertheless remain legally responsible for all of the successor contractor’s obligations under the 
subcontract.

ARTICLE 6   CONSTRUCTION BY OWNER OR BY SEPARATE CONTRACTORS
§ 6.1 Owner’s Right to Perform Construction and to Award Separate Contracts
§ 6.1.1 The term “Separate Contractor(s)” shall mean other contractors retained by the Owner under separate 
agreements. The Owner reserves the right to perform construction or operations related to the Project with the 
Owner’s own forces, and with Separate Contractors retained under Conditions of the Contract substantially similar 
to those of this Contract, including those provisions of the Conditions of the Contract related to insurance and 
waiver of subrogation.

§ 6.1.2 When separate contracts are awarded for different portions of the Project or other construction or operations 
on the site, the term “Contractor” in the Contract Documents in each case shall mean the Contractor who executes 
each separate Owner-Contractor Agreement.

§ 6.1.3 The Owner shall provide for coordination of the activities of the Owner’s own forces and of each Separate 
Contractor with the Work of the Contractor, who shall cooperate with them. The Contractor shall participate with 
any Separate Contractors and the Owner in reviewing their construction schedules. The Contractor shall make any 
revisions to its construction schedule deemed necessary after a joint review and mutual agreement. The construction 
schedules shall then constitute the schedules to be used by the Contractor, Separate Contractors, and the Owner until 
subsequently revised.

§ 6.1.4 Unless otherwise provided in the Contract Documents, when the Owner performs construction or operations 
related to the Project with the Owner’s own forces or with Separate Contractors, the Owner or its Separate 
Contractors shall have the same obligations and rights that the Contractor has under the Conditions of the Contract, 
including, without excluding others, those stated in Article 3, this Article 6, and Articles 10, 11, and 12.

§ 6.2 Mutual Responsibility
§ 6.2.1 The Contractor shall afford the Owner and Separate Contractors reasonable opportunity for introduction and 
storage of their materials and equipment and performance of their activities, and shall connect and coordinate the 
Contractor’s construction and operations with theirs as required by the Contract Documents.

§ 6.2.2 If part of the Contractor’s Work depends for proper execution or results upon construction or operations by 
the Owner or a Separate Contractor, the Contractor shall, prior to proceeding with that portion of the Work, 
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promptly notify the Architect of apparent discrepancies or defects in the construction or operations by the Owner or 
Separate Contractor that would render it unsuitable for proper execution and results of the Contractor’s Work. 
Failure of the Contractor to notify the Architect of apparent discrepancies or defects prior to proceeding with the 
Work shall constitute an acknowledgment that the Owner’s or Separate Contractor’s completed or partially 
completed construction is fit and proper to receive the Contractor’s Work. The Contractor shall not be responsible 
for discrepancies or defects in the construction or operations by the Owner or Separate Contractor that are not 
apparent.

§ 6.2.3 The Contractor shall reimburse the Owner for costs the Owner incurs that are payable to a Separate 
Contractor because of the Contractor’s delays, improperly timed activities or defective construction. The Owner 
shall be responsible to the Contractor for costs the Contractor incurs because of a Separate Contractor’s delays, 
improperly timed activities, damage to the Work or defective construction.

§ 6.2.4 The Contractor shall promptly remedy damage that the Contractor wrongfully causes to completed or 
partially completed construction or to property of the Owner or Separate Contractor as provided in Section 10.2.5.

§ 6.2.5 The Owner and each Separate Contractor shall have the same responsibilities for cutting and patching as are 
described for the Contractor in Section 3.14.

§ 6.3 Owner’s Right to Clean Up
If a dispute arises among the Contractor, Separate Contractors, and the Owner as to the responsibility under their 
respective contracts for maintaining the premises and surrounding area free from waste materials and rubbish, the 
Owner may clean up and the Architect will allocate the cost among those responsible.

ARTICLE 7   CHANGES IN THE WORK
§ 7.1 General
§ 7.1.1 Changes in the Work may be accomplished after execution of the Contract, and without invalidating the 
Contract, by Change Order, Construction Change Directive or order for a minor change in the Work, subject to the 
limitations stated in this Article 7 and elsewhere in the Contract Documents.

§ 7.1.2 A Change Order shall be based upon agreement among the Owner, Contractor, and Architect. A Construction 
Change Directive requires agreement by the Owner and Architect and may or may not be agreed to by the 
Contractor. An order for a minor change in the Work may be issued by the Architect alone.

§ 7.1.3 Changes in the Work shall be performed under applicable provisions of the Contract Documents. The 
Contractor shall proceed promptly with changes in the Work, unless otherwise provided in the Change Order, 
Construction Change Directive, or order for a minor change in the Work.

§ 7.2 Change Orders
§ 7.2.1 A Change Order is a written instrument prepared by the Architect and signed by the Owner, Contractor, and 
Architect stating their agreement upon all of the following:

.1    The change in the Work;

.2    The amount of the adjustment, if any, in the Contract Sum; and

.3    The extent of the adjustment, if any, in the Contract Time.

§ 7.3 Construction Change Directives
§ 7.3.1 A Construction Change Directive is a written order prepared by the Architect and signed by the Owner and 
Architect, directing a change in the Work prior to agreement on adjustment, if any, in the Contract Sum or Contract 
Time, or both. The Owner may by Construction Change Directive, without invalidating the Contract, order changes 
in the Work within the general scope of the Contract consisting of additions, deletions, or other revisions, the 
Contract Sum and Contract Time being adjusted accordingly.

§ 7.3.2 A Construction Change Directive shall be used in the absence of total agreement on the terms of a Change 
Order.

§ 7.3.3 If the Construction Change Directive provides for an adjustment to the Contract Sum, the adjustment shall be 
based on one of the following methods:
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.1    Mutual acceptance of a lump sum properly itemized and supported by sufficient substantiating data to 
permit evaluation;

.2    Unit prices stated in the Contract Documents or subsequently agreed upon;

.3    Cost to be determined in a manner agreed upon by the parties and a mutually acceptable fixed or 
percentage fee; or

.4    As provided in Section 7.3.4.

§ 7.3.4 If the Contractor does not respond promptly or disagrees with the method for adjustment in the Contract Sum, 
the Architect shall determine the adjustment on the basis of reasonable expenditures and savings of those performing 
the Work attributable to the change, including, in case of an increase in the Contract Sum, an amount for overhead 
and profit as set forth in the Agreement, or if no such amount is set forth in the Agreement, a reasonable amount. In 
such case, and also under Section 7.3.3.3, the Contractor shall keep and present, in such form as the Architect may 
prescribe, an itemized accounting together with appropriate supporting data. Unless otherwise provided in the 
Contract Documents, costs for the purposes of this Section 7.3.4 shall be limited to the following:

.1    Costs of labor, including applicable payroll taxes, fringe benefits required by agreement or custom, 
workers’ compensation insurance, and other employee costs approved by the Architect;

.2    Costs of materials, supplies, and equipment, including cost of transportation, whether incorporated or 
consumed;

.3    Rental costs of machinery and equipment, exclusive of hand tools, whether rented from the Contractor 
or others;

.4    Costs of premiums for all bonds and insurance, permit fees, and sales, use, or similar taxes, directly 
related to the change; and

.5    Costs of supervision and field office personnel directly attributable to the change.

§ 7.3.5 If the Contractor disagrees with the adjustment in the Contract Time, the Contractor may make a Claim in 
accordance with applicable provisions of Article 15.

§ 7.3.6 Upon receipt of a Construction Change Directive, the Contractor shall promptly proceed with the change in 
the Work involved and advise the Architect of the Contractor’s agreement or disagreement with the method, if any, 
provided in the Construction Change Directive for determining the proposed adjustment in the Contract Sum or 
Contract Time.

§ 7.3.7 A Construction Change Directive signed by the Contractor indicates the Contractor’s agreement therewith, 
including adjustment in Contract Sum and Contract Time or the method for determining them. Such agreement shall 
be effective immediately and shall be recorded as a Change Order.

§ 7.3.8 The amount of credit to be allowed by the Contractor to the Owner for a deletion or change that results in a 
net decrease in the Contract Sum shall be actual net cost as confirmed by the Architect. When both additions and 
credits covering related Work or substitutions are involved in a change, the allowance for overhead and profit shall 
be figured on the basis of net increase, if any, with respect to that change.

§ 7.3.9 Pending final determination of the total cost of a Construction Change Directive to the Owner, the Contractor 
may request payment for Work completed under the Construction Change Directive in Applications for Payment. 
The Architect will make an interim determination for purposes of monthly certification for payment for those costs 
and certify for payment the amount that the Architect determines, in the Architect’s professional judgment, to be 
reasonably justified. The Architect’s interim determination of cost shall adjust the Contract Sum on the same basis 
as a Change Order, subject to the right of either party to disagree and assert a Claim in accordance with Article 15.

§ 7.3.10 When the Owner and Contractor agree with a determination made by the Architect concerning the 
adjustments in the Contract Sum and Contract Time, or otherwise reach agreement upon the adjustments, such 
agreement shall be effective immediately and the Architect will prepare a Change Order. Change Orders may be 
issued for all or any part of a Construction Change Directive.

§ 7.4 Minor Changes in the Work
The Architect may order minor changes in the Work that are consistent with the intent of the Contract Documents 
and do not involve an adjustment in the Contract Sum or an extension of the Contract Time. The Architect’s order 
for minor changes shall be in writing. If the Contractor believes that the proposed minor change in the Work will 
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affect the Contract Sum or Contract Time, the Contractor shall notify the Architect and shall not proceed to 
implement the change in the Work. If the Contractor performs the Work set forth in the Architect’s order for a minor 
change without prior notice to the Architect that such change will affect the Contract Sum or Contract Time, the 
Contractor waives any adjustment to the Contract Sum or extension of the Contract Time.

ARTICLE 8   TIME
§ 8.1 Definitions
§ 8.1.1 Unless otherwise provided, Contract Time is the period of time, including authorized adjustments, allotted in 
the Contract Documents for Substantial Completion of the Work.

§ 8.1.2 The date of commencement of the Work is the date established in the Agreement.

§ 8.1.3 The date of Substantial Completion is the date certified by the Architect in accordance with Section 9.8.

§ 8.1.4 The term “day” as used in the Contract Documents shall mean calendar day unless otherwise specifically 
defined.

§ 8.2 Progress and Completion
§ 8.2.1 Time limits stated in the Contract Documents are of the essence of the Contract. By executing the Agreement, 
the Contractor confirms that the Contract Time is a reasonable period for performing the Work.

§ 8.2.2 The Contractor shall not knowingly, except by agreement or instruction of the Owner in writing, commence 
the Work prior to the effective date of insurance required to be furnished by the Contractor and Owner.

§ 8.2.3 The Contractor shall proceed expeditiously with adequate forces and shall achieve Substantial Completion 
within the Contract Time.

§ 8.3 Delays and Extensions of Time
§ 8.3.1 If the Contractor is delayed at any time in the commencement or progress of the Work by (1) an act or neglect 
of the Owner or Architect, of an employee of either, or of a Separate Contractor; (2) by changes ordered in the 
Work; (3) by labor disputes, fire, unusual delay in deliveries, unavoidable casualties, adverse weather conditions 
documented in accordance with Section 15.1.6.2, or other causes beyond the Contractor’s control; (4) by delay 
authorized by the Owner pending mediation and binding dispute resolution; or (5) by other causes that the 
Contractor asserts, and the Architect determines, justify delay, then the Contract Time shall be extended for such 
reasonable time as the Architect may determine.

§ 8.3.2 Claims relating to time shall be made in accordance with applicable provisions of Article 15.

§ 8.3.3 This Section 8.3 does not preclude recovery of damages for delay by either party under other provisions of 
the Contract Documents.

ARTICLE 9   PAYMENTS AND COMPLETION
§ 9.1 Contract Sum
§ 9.1.1 The Contract Sum is stated in the Agreement and, including authorized adjustments, is the total amount 
payable by the Owner to the Contractor for performance of the Work under the Contract Documents.

§ 9.1.2 If unit prices are stated in the Contract Documents or subsequently agreed upon, and if quantities originally 
contemplated are materially changed so that application of such unit prices to the actual quantities causes substantial 
inequity to the Owner or Contractor, the applicable unit prices shall be equitably adjusted.

§ 9.2 Schedule of Values
Where the Contract is based on a stipulated sum or Guaranteed Maximum Price, the Contractor shall submit a 
schedule of values to the Architect before the first Application for Payment, allocating the entire Contract Sum to 
the various portions of the Work. The schedule of values shall be prepared in the form, and supported by the data to 
substantiate its accuracy, required by the Architect. This schedule, unless objected to by the Architect, shall be used 
as a basis for reviewing the Contractor’s Applications for Payment. Any changes to the schedule of values shall be 
submitted to the Architect and supported by such data to substantiate its accuracy as the Architect may require, and 
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unless objected to by the Architect, shall be used as a basis for reviewing the Contractor’s subsequent Applications 
for Payment.

§ 9.3 Applications for Payment
§ 9.3.1 At least ten days before the date established for each progress payment, the Contractor shall submit to the 
Architect an itemized Application for Payment prepared in accordance with the schedule of values, if required under 
Section 9.2, for completed portions of the Work. The application shall be notarized, if required, and supported by all 
data substantiating the Contractor’s right to payment that the Owner or Architect require, such as copies of 
requisitions, and releases and waivers of liens from Subcontractors and suppliers, and shall reflect retainage if 
provided for in the Contract Documents.

§ 9.3.1.1 As provided in Section 7.3.9, such applications may include requests for payment on account of changes in 
the Work that have been properly authorized by Construction Change Directives, or by interim determinations of the 
Architect, but not yet included in Change Orders.

§ 9.3.1.2 Applications for Payment shall not include requests for payment for portions of the Work for which the 
Contractor does not intend to pay a Subcontractor or supplier, unless such Work has been performed by others 
whom the Contractor intends to pay.

§ 9.3.2 Unless otherwise provided in the Contract Documents, payments shall be made on account of materials and 
equipment delivered and suitably stored at the site for subsequent incorporation in the Work. If approved in advance 
by the Owner, payment may similarly be made for materials and equipment suitably stored off the site at a location 
agreed upon in writing. Payment for materials and equipment stored on or off the site shall be conditioned upon 
compliance by the Contractor with procedures satisfactory to the Owner to establish the Owner’s title to such 
materials and equipment or otherwise protect the Owner’s interest, and shall include the costs of applicable 
insurance, storage, and transportation to the site, for such materials and equipment stored off the site.

§ 9.3.3 The Contractor warrants that title to all Work covered by an Application for Payment will pass to the Owner 
no later than the time of payment. The Contractor further warrants that upon submittal of an Application for 
Payment all Work for which Certificates for Payment have been previously issued and payments received from the 
Owner shall, to the best of the Contractor’s knowledge, information, and belief, be free and clear of liens, claims, 
security interests, or encumbrances, in favor of the Contractor, Subcontractors, suppliers, or other persons or entities 
that provided labor, materials, and equipment relating to the Work.

§ 9.4 Certificates for Payment
§ 9.4.1 The Architect will, within seven days after receipt of the Contractor’s Application for Payment, either (1) 
issue to the Owner a Certificate for Payment in the full amount of the Application for Payment, with a copy to the 
Contractor; or (2) issue to the Owner a Certificate for Payment for such amount as the Architect determines is 
properly due, and notify the Contractor and Owner of the Architect’s reasons for withholding certification in part as 
provided in Section 9.5.1; or (3) withhold certification of the entire Application for Payment, and notify the 
Contractor and Owner of the Architect’s reason for withholding certification in whole as provided in Section 9.5.1.

§ 9.4.2 The issuance of a Certificate for Payment will constitute a representation by the Architect to the Owner, 
based on the Architect’s evaluation of the Work and the data in the Application for Payment, that, to the best of the 
Architect’s knowledge, information, and belief, the Work has progressed to the point indicated, the quality of the 
Work is in accordance with the Contract Documents, and that the Contractor is entitled to payment in the amount 
certified. The foregoing representations are subject to an evaluation of the Work for conformance with the Contract 
Documents upon Substantial Completion, to results of subsequent tests and inspections, to correction of minor 
deviations from the Contract Documents prior to completion, and to specific qualifications expressed by the 
Architect. However, the issuance of a Certificate for Payment will not be a representation that the Architect has (1) 
made exhaustive or continuous on-site inspections to check the quality or quantity of the Work; (2) reviewed 
construction means, methods, techniques, sequences, or procedures; (3) reviewed copies of requisitions received 
from Subcontractors and suppliers and other data requested by the Owner to substantiate the Contractor’s right to 
payment; or (4) made examination to ascertain how or for what purpose the Contractor has used money previously 
paid on account of the Contract Sum.
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§ 9.5 Decisions to Withhold Certification
§ 9.5.1 The Architect may withhold a Certificate for Payment in whole or in part, to the extent reasonably necessary 
to protect the Owner, if in the Architect’s opinion the representations to the Owner required by Section 9.4.2 cannot 
be made. If the Architect is unable to certify payment in the amount of the Application, the Architect will notify the 
Contractor and Owner as provided in Section 9.4.1. If the Contractor and Architect cannot agree on a revised 
amount, the Architect will promptly issue a Certificate for Payment for the amount for which the Architect is able to 
make such representations to the Owner. The Architect may also withhold a Certificate for Payment or, because of 
subsequently discovered evidence, may nullify the whole or a part of a Certificate for Payment previously issued, to 
such extent as may be necessary in the Architect’s opinion to protect the Owner from loss for which the Contractor 
is responsible, including loss resulting from acts and omissions described in Section 3.3.2, because of

.1    defective Work not remedied;

.2    third party claims filed or reasonable evidence indicating probable filing of such claims, unless security 
acceptable to the Owner is provided by the Contractor;

.3    failure of the Contractor to make payments properly to Subcontractors or suppliers for labor, materials 
or equipment;

.4    reasonable evidence that the Work cannot be completed for the unpaid balance of the Contract Sum;

.5    damage to the Owner or a Separate Contractor;

.6    reasonable evidence that the Work will not be completed within the Contract Time, and that the unpaid 
balance would not be adequate to cover actual or liquidated damages for the anticipated delay; or

.7    repeated failure to carry out the Work in accordance with the Contract Documents. 

§ 9.5.2 When either party disputes the Architect’s decision regarding a Certificate for Payment under Section 9.5.1, 
in whole or in part, that party may submit a Claim in accordance with Article 15.

§ 9.5.3 When the reasons for withholding certification are removed, certification will be made for amounts 
previously withheld.

§ 9.5.4 If the Architect withholds certification for payment under Section 9.5.1.3, the Owner may, at its sole option, 
issue joint checks to the Contractor and to any Subcontractor or supplier to whom the Contractor failed to make 
payment for Work properly performed or material or equipment suitably delivered. If the Owner makes payments by 
joint check, the Owner shall notify the Architect and the Contractor shall reflect such payment on its next 
Application for Payment.

§ 9.6 Progress Payments
§ 9.6.1 After the Architect has issued a Certificate for Payment, the Owner shall make payment in the manner and 
within the time provided in the Contract Documents, and shall so notify the Architect.

§ 9.6.2 The Contractor shall pay each Subcontractor, no later than seven days after receipt of payment from the 
Owner, the amount to which the Subcontractor is entitled, reflecting percentages actually retained from payments to 
the Contractor on account of the Subcontractor’s portion of the Work. The Contractor shall, by appropriate 
agreement with each Subcontractor, require each Subcontractor to make payments to Sub-subcontractors in a similar 
manner.

§ 9.6.3 The Architect will, on request, furnish to a Subcontractor, if practicable, information regarding percentages of 
completion or amounts applied for by the Contractor and action taken thereon by the Architect and Owner on 
account of portions of the Work done by such Subcontractor.

§ 9.6.4 The Owner has the right to request written evidence from the Contractor that the Contractor has properly paid 
Subcontractors and suppliers amounts paid by the Owner to the Contractor for subcontracted Work. If the Contractor 
fails to furnish such evidence within seven days, the Owner shall have the right to contact Subcontractors and 
suppliers to ascertain whether they have been properly paid. Neither the Owner nor Architect shall have an 
obligation to pay, or to see to the payment of money to, a Subcontractor or supplier, except as may otherwise be 
required by law.

§ 9.6.5 The Contractor’s payments to suppliers shall be treated in a manner similar to that provided in Sections 9.6.2, 
9.6.3 and 9.6.4.
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§ 9.6.6 A Certificate for Payment, a progress payment, or partial or entire use or occupancy of the Project by the 
Owner shall not constitute acceptance of Work not in accordance with the Contract Documents.

§ 9.6.7 Unless the Contractor provides the Owner with a payment bond in the full penal sum of the Contract Sum, 
payments received by the Contractor for Work properly performed by Subcontractors or provided by suppliers shall 
be held by the Contractor for those Subcontractors or suppliers who performed Work or furnished materials, or both, 
under contract with the Contractor for which payment was made by the Owner. Nothing contained herein shall 
require money to be placed in a separate account and not commingled with money of the Contractor, create any 
fiduciary liability or tort liability on the part of the Contractor for breach of trust, or entitle any person or entity to an 
award of punitive damages against the Contractor for breach of the requirements of this provision.

§ 9.6.8 Provided the Owner has fulfilled its payment obligations under the Contract Documents, the Contractor shall 
defend and indemnify the Owner from all loss, liability, damage or expense, including reasonable attorney’s fees 
and litigation expenses, arising out of any lien claim or other claim for payment by any Subcontractor or supplier of 
any tier. Upon receipt of notice of a lien claim or other claim for payment, the Owner shall notify the Contractor. If 
approved by the applicable court, when required, the Contractor may substitute a surety bond for the property 
against which the lien or other claim for payment has been asserted.

§ 9.7 Failure of Payment
If the Architect does not issue a Certificate for Payment, through no fault of the Contractor, within seven days after 
receipt of the Contractor’s Application for Payment, or if the Owner does not pay the Contractor within seven days 
after the date established in the Contract Documents, the amount certified by the Architect or awarded by binding 
dispute resolution, then the Contractor may, upon seven additional days’ notice to the Owner and Architect, stop the 
Work until payment of the amount owing has been received. The Contract Time shall be extended appropriately and 
the Contract Sum shall be increased by the amount of the Contractor’s reasonable costs of shutdown, delay and start-
up, plus interest as provided for in the Contract Documents.

§ 9.8 Substantial Completion
§ 9.8.1 Substantial Completion is the stage in the progress of the Work when the Work or designated portion thereof 
is sufficiently complete in accordance with the Contract Documents so that the Owner can occupy or utilize the 
Work for its intended use.

§ 9.8.2 When the Contractor considers that the Work, or a portion thereof which the Owner agrees to accept 
separately, is substantially complete, the Contractor shall prepare and submit to the Architect a comprehensive list of 
items to be completed or corrected prior to final payment. Failure to include an item on such list does not alter the 
responsibility of the Contractor to complete all Work in accordance with the Contract Documents.

§ 9.8.3 Upon receipt of the Contractor’s list, the Architect will make an inspection to determine whether the Work or 
designated portion thereof is substantially complete. If the Architect’s inspection discloses any item, whether or not 
included on the Contractor’s list, which is not sufficiently complete in accordance with the Contract Documents so 
that the Owner can occupy or utilize the Work or designated portion thereof for its intended use, the Contractor 
shall, before issuance of the Certificate of Substantial Completion, complete or correct such item upon notification 
by the Architect. In such case, the Contractor shall then submit a request for another inspection by the Architect to 
determine Substantial Completion.

§ 9.8.4 When the Work or designated portion thereof is substantially complete, the Architect will prepare a 
Certificate of Substantial Completion that shall establish the date of Substantial Completion; establish 
responsibilities of the Owner and Contractor for security, maintenance, heat, utilities, damage to the Work and 
insurance; and fix the time within which the Contractor shall finish all items on the list accompanying the 
Certificate. Warranties required by the Contract Documents shall commence on the date of Substantial Completion 
of the Work or designated portion thereof unless otherwise provided in the Certificate of Substantial Completion.

§ 9.8.5 The Certificate of Substantial Completion shall be submitted to the Owner and Contractor for their written 
acceptance of responsibilities assigned to them in the Certificate. Upon such acceptance, and consent of surety if 
any, the Owner shall make payment of retainage applying to the Work or designated portion thereof. Such payment 
shall be adjusted for Work that is incomplete or not in accordance with the requirements of the Contract Documents.
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§ 9.9 Partial Occupancy or Use
§ 9.9.1 The Owner may occupy or use any completed or partially completed portion of the Work at any stage when 
such portion is designated by separate agreement with the Contractor, provided such occupancy or use is consented 
to by the insurer and authorized by public authorities having jurisdiction over the Project. Such partial occupancy or 
use may commence whether or not the portion is substantially complete, provided the Owner and Contractor have 
accepted in writing the responsibilities assigned to each of them for payments, retainage, if any, security, 
maintenance, heat, utilities, damage to the Work and insurance, and have agreed in writing concerning the period for 
correction of the Work and commencement of warranties required by the Contract Documents. When the Contractor 
considers a portion substantially complete, the Contractor shall prepare and submit a list to the Architect as provided 
under Section 9.8.2. Consent of the Contractor to partial occupancy or use shall not be unreasonably withheld. The 
stage of the progress of the Work shall be determined by written agreement between the Owner and Contractor or, if 
no agreement is reached, by decision of the Architect.

§ 9.9.2 Immediately prior to such partial occupancy or use, the Owner, Contractor, and Architect shall jointly inspect 
the area to be occupied or portion of the Work to be used in order to determine and record the condition of the 
Work.

§ 9.9.3 Unless otherwise agreed upon, partial occupancy or use of a portion or portions of the Work shall not 
constitute acceptance of Work not complying with the requirements of the Contract Documents.

§ 9.10 Final Completion and Final Payment
§ 9.10.1 Upon receipt of the Contractor’s notice that the Work is ready for final inspection and acceptance and upon 
receipt of a final Application for Payment, the Architect will promptly make such inspection. When the Architect 
finds the Work acceptable under the Contract Documents and the Contract fully performed, the Architect will 
promptly issue a final Certificate for Payment stating that to the best of the Architect’s knowledge, information and 
belief, and on the basis of the Architect’s on-site visits and inspections, the Work has been completed in accordance 
with the Contract Documents and that the entire balance found to be due the Contractor and noted in the final 
Certificate is due and payable. The Architect’s final Certificate for Payment will constitute a further representation 
that conditions listed in Section 9.10.2 as precedent to the Contractor’s being entitled to final payment have been 
fulfilled.

§ 9.10.2 Neither final payment nor any remaining retained percentage shall become due until the Contractor submits 
to the Architect (1) an affidavit that payrolls, bills for materials and equipment, and other indebtedness connected 
with the Work for which the Owner or the Owner’s property might be responsible or encumbered (less amounts 
withheld by Owner) have been paid or otherwise satisfied, (2) a certificate evidencing that insurance required by the 
Contract Documents to remain in force after final payment is currently in effect, (3) a written statement that the 
Contractor knows of no reason that the insurance will not be renewable to cover the period required by the Contract 
Documents, (4) consent of surety, if any, to final payment, (5) documentation of any special warranties, such as 
manufacturers’ warranties or specific Subcontractor warranties, and (6) if required by the Owner, other data 
establishing payment or satisfaction of obligations, such as receipts and releases and waivers of liens, claims, 
security interests, or encumbrances arising out of the Contract, to the extent and in such form as may be designated 
by the Owner. If a Subcontractor refuses to furnish a release or waiver required by the Owner, the Contractor may 
furnish a bond satisfactory to the Owner to indemnify the Owner against such lien, claim, security interest, or 
encumbrance. If a lien, claim, security interest, or encumbrance remains unsatisfied after payments are made, the 
Contractor shall refund to the Owner all money that the Owner may be compelled to pay in discharging the lien, 
claim, security interest, or encumbrance, including all costs and reasonable attorneys’ fees.

§ 9.10.3 If, after Substantial Completion of the Work, final completion thereof is materially delayed through no fault 
of the Contractor or by issuance of Change Orders affecting final completion, and the Architect so confirms, the 
Owner shall, upon application by the Contractor and certification by the Architect, and without terminating the 
Contract, make payment of the balance due for that portion of the Work fully completed, corrected, and accepted. If 
the remaining balance for Work not fully completed or corrected is less than retainage stipulated in the Contract 
Documents, and if bonds have been furnished, the written consent of the surety to payment of the balance due for 
that portion of the Work fully completed and accepted shall be submitted by the Contractor to the Architect prior to 
certification of such payment. Such payment shall be made under terms and conditions governing final payment, 
except that it shall not constitute a waiver of Claims.
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§ 9.10.4 The making of final payment shall constitute a waiver of Claims by the Owner except those arising from
.1    liens, Claims, security interests, or encumbrances arising out of the Contract and unsettled;
.2    failure of the Work to comply with the requirements of the Contract Documents; 
.3     terms of special warranties required by the Contract Documents; or
.4    audits performed by the Owner, if permitted by the Contract Documents, after final payment.

§ 9.10.5 Acceptance of final payment by the Contractor, a Subcontractor, or a supplier, shall constitute a waiver of 
claims by that payee except those previously made in writing and identified by that payee as unsettled at the time of 
final Application for Payment.

ARTICLE 10   PROTECTION OF PERSONS AND PROPERTY
§ 10.1 Safety Precautions and Programs
The Contractor shall be responsible for initiating, maintaining, and supervising all safety precautions and programs 
in connection with the performance of the Contract.

§ 10.2 Safety of Persons and Property
§ 10.2.1 The Contractor shall take reasonable precautions for safety of, and shall provide reasonable protection to 
prevent damage, injury, or loss to

.1    employees on the Work and other persons who may be affected thereby;

.2    the Work and materials and equipment to be incorporated therein, whether in storage on or off the site, 
under care, custody, or control of the Contractor, a Subcontractor, or a Sub-subcontractor; and

.3    other property at the site or adjacent thereto, such as trees, shrubs, lawns, walks, pavements, roadways, 
structures, and utilities not designated for removal, relocation, or replacement in the course of 
construction.

§ 10.2.2 The Contractor shall comply with, and give notices required by applicable laws, statutes, ordinances, codes, 
rules and regulations, and lawful orders of public authorities, bearing on safety of persons or property or their 
protection from damage, injury, or loss.

§ 10.2.3 The Contractor shall implement, erect, and maintain, as required by existing conditions and performance of 
the Contract, reasonable safeguards for safety and protection, including posting danger signs and other warnings 
against hazards; promulgating safety regulations; and notifying the owners and users of adjacent sites and utilities of 
the safeguards.

§ 10.2.4 When use or storage of explosives or other hazardous materials or equipment, or unusual methods are 
necessary for execution of the Work, the Contractor shall exercise utmost care and carry on such activities under 
supervision of properly qualified personnel.

§ 10.2.5 The Contractor shall promptly remedy damage and loss (other than damage or loss insured under property 
insurance required by the Contract Documents) to property referred to in Sections 10.2.1.2 and 10.2.1.3 caused in 
whole or in part by the Contractor, a Subcontractor, a Sub-subcontractor, or anyone directly or indirectly employed 
by any of them, or by anyone for whose acts they may be liable and for which the Contractor is responsible under 
Sections 10.2.1.2 and 10.2.1.3. The Contractor may make a Claim for the cost to remedy the damage or loss to the 
extent such damage or loss is attributable to acts or omissions of the Owner or Architect or anyone directly or 
indirectly employed by either of them, or by anyone for whose acts either of them may be liable, and not attributable 
to the fault or negligence of the Contractor. The foregoing obligations of the Contractor are in addition to the 
Contractor’s obligations under Section 3.18.

§ 10.2.6 The Contractor shall designate a responsible member of the Contractor’s organization at the site whose duty 
shall be the prevention of accidents. This person shall be the Contractor’s superintendent unless otherwise 
designated by the Contractor in writing to the Owner and Architect.

§ 10.2.7 The Contractor shall not permit any part of the construction or site to be loaded so as to cause damage or 
create an unsafe condition.
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§ 10.2.8 Injury or Damage to Person or Property
If either party suffers injury or damage to person or property because of an act or omission of the other party, or of 
others for whose acts such party is legally responsible, notice of the injury or damage, whether or not insured, shall 
be given to the other party within a reasonable time not exceeding 21 days after discovery. The notice shall provide 
sufficient detail to enable the other party to investigate the matter.

§ 10.3 Hazardous Materials and Substances
§ 10.3.1 The Contractor is responsible for compliance with any requirements included in the Contract Documents 
regarding hazardous materials or substances. If the Contractor encounters a hazardous material or substance not 
addressed in the Contract Documents and if reasonable precautions will be inadequate to prevent foreseeable bodily 
injury or death to persons resulting from a material or substance, including but not limited to asbestos or 
polychlorinated biphenyl (PCB), encountered on the site by the Contractor, the Contractor shall, upon recognizing 
the condition, immediately stop Work in the affected area and notify the Owner and Architect of the condition.

§ 10.3.2 Upon receipt of the Contractor’s notice, the Owner shall obtain the services of a licensed laboratory to verify 
the presence or absence of the material or substance reported by the Contractor and, in the event such material or 
substance is found to be present, to cause it to be rendered harmless. Unless otherwise required by the Contract 
Documents, the Owner shall furnish in writing to the Contractor and Architect the names and qualifications of 
persons or entities who are to perform tests verifying the presence or absence of the material or substance or who are 
to perform the task of removal or safe containment of the material or substance. The Contractor and the Architect 
will promptly reply to the Owner in writing stating whether or not either has reasonable objection to the persons or 
entities proposed by the Owner. If either the Contractor or Architect has an objection to a person or entity proposed 
by the Owner, the Owner shall propose another to whom the Contractor and the Architect have no reasonable 
objection. When the material or substance has been rendered harmless, Work in the affected area shall resume upon 
written agreement of the Owner and Contractor. By Change Order, the Contract Time shall be extended 
appropriately and the Contract Sum shall be increased by the amount of the Contractor’s reasonable additional costs 
of shutdown, delay, and start-up.

§ 10.3.3 To the fullest extent permitted by law, the Owner shall indemnify and hold harmless the Contractor, 
Subcontractors, Architect, Architect’s consultants, and agents and employees of any of them from and against 
claims, damages, losses, and expenses, including but not limited to attorneys’ fees, arising out of or resulting from 
performance of the Work in the affected area if in fact the material or substance presents the risk of bodily injury or 
death as described in Section 10.3.1 and has not been rendered harmless, provided that such claim, damage, loss, or 
expense is attributable to bodily injury, sickness, disease or death, or to injury to or destruction of tangible property 
(other than the Work itself), except to the extent that such damage, loss, or expense is due to the fault or negligence 
of the party seeking indemnity.

§ 10.3.4 The Owner shall not be responsible under this Section 10.3 for hazardous materials or substances the 
Contractor brings to the site unless such materials or substances are required by the Contract Documents. The 
Owner shall be responsible for hazardous materials or substances required by the Contract Documents, except to the 
extent of the Contractor’s fault or negligence in the use and handling of such materials or substances.

§ 10.3.5 The Contractor shall reimburse the Owner for the cost and expense the Owner incurs (1) for remediation of 
hazardous materials or substances the Contractor brings to the site and negligently handles, or (2) where the 
Contractor fails to perform its obligations under Section 10.3.1, except to the extent that the cost and expense are 
due to the Owner’s fault or negligence.

§ 10.3.6 If, without negligence on the part of the Contractor, the Contractor is held liable by a government agency for 
the cost of remediation of a hazardous material or substance solely by reason of performing Work as required by the 
Contract Documents, the Owner shall reimburse the Contractor for all cost and expense thereby incurred.

§ 10.4 Emergencies
In an emergency affecting safety of persons or property, the Contractor shall act, at the Contractor’s discretion, to 
prevent threatened damage, injury, or loss. Additional compensation or extension of time claimed by the Contractor 
on account of an emergency shall be determined as provided in Article 15 and Article 7.
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ARTICLE 11   INSURANCE AND BONDS
§ 11.1 Contractor’s Insurance and Bonds
§ 11.1.1 The Contractor shall purchase and maintain insurance of the types and limits of liability, containing the 
endorsements, and subject to the terms and conditions, as described in the Agreement or elsewhere in the Contract 
Documents. The Contractor shall purchase and maintain the required insurance from an insurance company or 
insurance companies lawfully authorized to issue insurance in the jurisdiction where the Project is located. The 
Owner, Architect, and Architect’s consultants shall be named as additional insureds under the Contractor’s 
commercial general liability policy or as otherwise described in the Contract Documents.

§ 11.1.2 The Contractor shall provide surety bonds of the types, for such penal sums, and subject to such terms and 
conditions as required by the Contract Documents. The Contractor shall purchase and maintain the required bonds 
from a company or companies lawfully authorized to issue surety bonds in the jurisdiction where the Project is 
located.

§ 11.1.3 Upon the request of any person or entity appearing to be a potential beneficiary of bonds covering payment 
of obligations arising under the Contract, the Contractor shall promptly furnish a copy of the bonds or shall 
authorize a copy to be furnished.

§ 11.1.4 Notice of Cancellation or Expiration of Contractor’s Required Insurance. Within three (3) business days of the 
date the Contractor becomes aware of an impending or actual cancellation or expiration of any insurance required by 
the Contract Documents, the Contractor shall provide notice to the Owner of such impending or actual cancellation 
or expiration. Upon receipt of notice from the Contractor, the Owner shall, unless the lapse in coverage arises from 
an act or omission of the Owner, have the right to stop the Work until the lapse in coverage has been cured by the 
procurement of replacement coverage by the Contractor. The furnishing of notice by the Contractor shall not relieve 
the Contractor of any contractual obligation to provide any required coverage.

§ 11.2 Owner’s Insurance
§ 11.2.1 The Owner shall purchase and maintain insurance of the types and limits of liability, containing the 
endorsements, and subject to the terms and conditions, as described in the Agreement or elsewhere in the Contract 
Documents. The Owner shall purchase and maintain the required insurance from an insurance company or insurance 
companies lawfully authorized to issue insurance in the jurisdiction where the Project is located. 

§ 11.2.2 Failure to Purchase Required Property Insurance. If the Owner fails to purchase and maintain the required 
property insurance, with all of the coverages and in the amounts described in the Agreement or elsewhere in the 
Contract Documents, the Owner shall inform the Contractor in writing prior to commencement of the Work. Upon 
receipt of notice from the Owner, the Contractor may delay commencement of the Work and may obtain insurance 
that will protect the interests of the Contractor, Subcontractors, and Sub-Subcontractors in the Work. When the 
failure to provide coverage has been cured or resolved, the Contract Sum and Contract Time shall be equitably 
adjusted. In the event the Owner fails to procure coverage, the Owner waives all rights against the Contractor, 
Subcontractors, and Sub-subcontractors to the extent the loss to the Owner would have been covered by the 
insurance to have been procured by the Owner. The cost of the insurance shall be charged to the Owner by a Change 
Order. If the Owner does not provide written notice, and the Contractor is damaged by the failure or neglect of the 
Owner to purchase or maintain the required insurance, the Owner shall reimburse the Contractor for all reasonable 
costs and damages attributable thereto.

§ 11.2.3 Notice of Cancellation or Expiration of Owner’s Required Property Insurance. Within three (3) business days of 
the date the Owner becomes aware of an impending or actual cancellation or expiration of any property insurance 
required by the Contract Documents, the Owner shall provide notice to the Contractor of such impending or actual 
cancellation or expiration. Unless the lapse in coverage arises from an act or omission of the Contractor: (1) the 
Contractor, upon receipt of notice from the Owner, shall have the right to stop the Work until the lapse in coverage 
has been cured by the procurement of replacement coverage by either the Owner or the Contractor; (2) the Contract 
Time and Contract Sum shall be equitably adjusted; and (3) the Owner waives all rights against the Contractor, 
Subcontractors, and Sub-subcontractors to the extent any loss to the Owner would have been covered by the 
insurance had it not expired or been cancelled. If the Contractor purchases replacement coverage, the cost of the 
insurance shall be charged to the Owner by an appropriate Change Order. The furnishing of notice by the Owner 
shall not relieve the Owner of any contractual obligation to provide required insurance.
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§ 11.3 Waivers of Subrogation
§ 11.3.1 The Owner and Contractor waive all rights against (1) each other and any of their subcontractors, sub-
subcontractors, agents, and employees, each of the other; (2) the Architect and Architect’s consultants; and (3) 
Separate Contractors, if any, and any of their subcontractors, sub-subcontractors, agents, and employees, for 
damages caused by fire, or other causes of loss, to the extent those losses are covered by property insurance required 
by the Agreement or other property insurance applicable to the Project, except such rights as they have to proceeds 
of such insurance. The Owner or Contractor, as appropriate, shall require similar written waivers in favor of the 
individuals and entities identified above from the Architect, Architect’s consultants, Separate Contractors, 
subcontractors, and sub-subcontractors. The policies of insurance purchased and maintained by each person or entity 
agreeing to waive claims pursuant to this section 11.3.1 shall not prohibit this waiver of subrogation. This waiver of 
subrogation shall be effective as to a person or entity (1) even though that person or entity would otherwise have a 
duty of indemnification, contractual or otherwise, (2) even though that person or entity did not pay the insurance 
premium directly or indirectly, or (3) whether or not the person or entity had an insurable interest in the damaged 
property.

§ 11.3.2 If during the Project construction period the Owner insures properties, real or personal or both, at or adjacent 
to the site by property insurance under policies separate from those insuring the Project, or if after final payment 
property insurance is to be provided on the completed Project through a policy or policies other than those insuring 
the Project during the construction period, to the extent permissible by such policies, the Owner waives all rights in 
accordance with the terms of Section 11.3.1 for damages caused by fire or other causes of loss covered by this 
separate property insurance.

§ 11.4 Loss of Use, Business Interruption, and Delay in Completion Insurance
The Owner, at the Owner’s option, may purchase and maintain insurance that will protect the Owner against loss of 
use of the Owner’s property, or the inability to conduct normal operations, due to fire or other causes of loss. The 
Owner waives all rights of action against the Contractor and Architect for loss of use of the Owner’s property, due to 
fire or other hazards however caused.

§11.5 Adjustment and Settlement of Insured Loss
§ 11.5.1 A loss insured under the property insurance required by the Agreement shall be adjusted by the Owner as 
fiduciary and made payable to the Owner as fiduciary for the insureds, as their interests may appear, subject to 
requirements of any applicable mortgagee clause and of Section 11.5.2. The Owner shall pay the Architect and 
Contractor their just shares of insurance proceeds received by the Owner, and by appropriate agreements the 
Architect and Contractor shall make payments to their consultants and Subcontractors in similar manner.

§ 11.5.2 Prior to settlement of an insured loss, the Owner shall notify the Contractor of the terms of the proposed 
settlement as well as the proposed allocation of the insurance proceeds. The Contractor shall have 14 days from 
receipt of notice to object to the proposed settlement or allocation of the proceeds. If the Contractor does not object, 
the Owner shall settle the loss and the Contractor shall be bound by the settlement and allocation. Upon receipt, the 
Owner shall deposit the insurance proceeds in a separate account and make the appropriate distributions. Thereafter, 
if no other agreement is made or the Owner does not terminate the Contract for convenience, the Owner and 
Contractor shall execute a Change Order for reconstruction of the damaged or destroyed Work in the amount 
allocated for that purpose. If the Contractor timely objects to either the terms of the proposed settlement or the 
allocation of the proceeds, the Owner may proceed to settle the insured loss, and any dispute between the Owner and 
Contractor arising out of the settlement or allocation of the proceeds shall be resolved pursuant to Article 15. 
Pending resolution of any dispute, the Owner may issue a Construction Change Directive for the reconstruction of 
the damaged or destroyed Work.

ARTICLE 12   UNCOVERING AND CORRECTION OF WORK
§ 12.1 Uncovering of Work
§ 12.1.1 If a portion of the Work is covered contrary to the Architect’s request or to requirements specifically 
expressed in the Contract Documents, it must, if requested in writing by the Architect, be uncovered for the 
Architect’s examination and be replaced at the Contractor’s expense without change in the Contract Time.

§ 12.1.2 If a portion of the Work has been covered that the Architect has not specifically requested to examine prior 
to its being covered, the Architect may request to see such Work and it shall be uncovered by the Contractor. If such 
Work is in accordance with the Contract Documents, the Contractor shall be entitled to an equitable adjustment to 
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the Contract Sum and Contract Time as may be appropriate. If such Work is not in accordance with the Contract 
Documents, the costs of uncovering the Work, and the cost of correction, shall be at the Contractor’s expense.

§ 12.2 Correction of Work
§ 12.2.1 Before Substantial Completion
The Contractor shall promptly correct Work rejected by the Architect or failing to conform to the requirements of 
the Contract Documents, discovered before Substantial Completion and whether or not fabricated, installed or 
completed. Costs of correcting such rejected Work, including additional testing and inspections, the cost of 
uncovering and replacement, and compensation for the Architect’s services and expenses made necessary thereby, 
shall be at the Contractor’s expense.

§ 12.2.2 After Substantial Completion
§ 12.2.2.1 In addition to the Contractor’s obligations under Section 3.5, if, within one year after the date of 
Substantial Completion of the Work or designated portion thereof or after the date for commencement of warranties 
established under Section 9.9.1, or by terms of any applicable special warranty required by the Contract Documents, 
any of the Work is found to be not in accordance with the requirements of the Contract Documents, the Contractor 
shall correct it promptly after receipt of notice from the Owner to do so, unless the Owner has previously given the 
Contractor a written acceptance of such condition. The Owner shall give such notice promptly after discovery of the 
condition. During the one-year period for correction of Work, if the Owner fails to notify the Contractor and give the 
Contractor an opportunity to make the correction, the Owner waives the rights to require correction by the 
Contractor and to make a claim for breach of warranty. If the Contractor fails to correct nonconforming Work within 
a reasonable time during that period after receipt of notice from the Owner or Architect, the Owner may correct it in 
accordance with Section 2.5.

§ 12.2.2.2 The one-year period for correction of Work shall be extended with respect to portions of Work first 
performed after Substantial Completion by the period of time between Substantial Completion and the actual 
completion of that portion of the Work.

§ 12.2.2.3 The one-year period for correction of Work shall not be extended by corrective Work performed by the 
Contractor pursuant to this Section 12.2.

§ 12.2.3 The Contractor shall remove from the site portions of the Work that are not in accordance with the 
requirements of the Contract Documents and are neither corrected by the Contractor nor accepted by the Owner.

§ 12.2.4 The Contractor shall bear the cost of correcting destroyed or damaged construction of the Owner or Separate 
Contractors, whether completed or partially completed, caused by the Contractor’s correction or removal of Work 
that is not in accordance with the requirements of the Contract Documents.

§ 12.2.5 Nothing contained in this Section 12.2 shall be construed to establish a period of limitation with respect to 
other obligations the Contractor has under the Contract Documents. Establishment of the one-year period for 
correction of Work as described in Section 12.2.2 relates only to the specific obligation of the Contractor to correct 
the Work, and has no relationship to the time within which the obligation to comply with the Contract Documents 
may be sought to be enforced, nor to the time within which proceedings may be commenced to establish the 
Contractor’s liability with respect to the Contractor’s obligations other than specifically to correct the Work.

§ 12.3 Acceptance of Nonconforming Work
If the Owner prefers to accept Work that is not in accordance with the requirements of the Contract Documents, the 
Owner may do so instead of requiring its removal and correction, in which case the Contract Sum will be reduced as 
appropriate and equitable. Such adjustment shall be effected whether or not final payment has been made.

ARTICLE 13   MISCELLANEOUS PROVISIONS
§ 13.1 Governing Law
The Contract shall be governed by the law of the place where the Project is located, excluding that jurisdiction’s 
choice of law rules. If the parties have selected arbitration as the method of binding dispute resolution, the Federal 
Arbitration Act shall govern Section 15.4.
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§ 13.2 Successors and Assigns
§ 13.2.1 The Owner and Contractor respectively bind themselves, their partners, successors, assigns, and legal 
representatives to covenants, agreements, and obligations contained in the Contract Documents. Except as provided 
in Section 13.2.2, neither party to the Contract shall assign the Contract as a whole without written consent of the 
other. If either party attempts to make an assignment without such consent, that party shall nevertheless remain 
legally responsible for all obligations under the Contract.

§ 13.2.2 The Owner may, without consent of the Contractor, assign the Contract to a lender providing construction 
financing for the Project, if the lender assumes the Owner’s rights and obligations under the Contract Documents. 
The Contractor shall execute all consents reasonably required to facilitate the assignment.

§ 13.3 Rights and Remedies
§ 13.3.1 Duties and obligations imposed by the Contract Documents and rights and remedies available thereunder 
shall be in addition to and not a limitation of duties, obligations, rights, and remedies otherwise imposed or available 
by law.

§ 13.3.2 No action or failure to act by the Owner, Architect, or Contractor shall constitute a waiver of a right or duty 
afforded them under the Contract, nor shall such action or failure to act constitute approval of or acquiescence in a 
breach thereunder, except as may be specifically agreed upon in writing.

§ 13.4 Tests and Inspections
§ 13.4.1 Tests, inspections, and approvals of portions of the Work shall be made as required by the Contract 
Documents and by applicable laws, statutes, ordinances, codes, rules, and regulations or lawful orders of public 
authorities. Unless otherwise provided, the Contractor shall make arrangements for such tests, inspections, and 
approvals with an independent testing laboratory or entity acceptable to the Owner, or with the appropriate public 
authority, and shall bear all related costs of tests, inspections, and approvals. The Contractor shall give the Architect 
timely notice of when and where tests and inspections are to be made so that the Architect may be present for such 
procedures. The Owner shall bear costs of tests, inspections, or approvals that do not become requirements until 
after bids are received or negotiations concluded. The Owner shall directly arrange and pay for tests, inspections, or 
approvals where building codes or applicable laws or regulations so require.

§ 13.4.2 If the Architect, Owner, or public authorities having jurisdiction determine that portions of the Work require 
additional testing, inspection, or approval not included under Section 13.4.1, the Architect will, upon written 
authorization from the Owner, instruct the Contractor to make arrangements for such additional testing, inspection, 
or approval, by an entity acceptable to the Owner, and the Contractor shall give timely notice to the Architect of 
when and where tests and inspections are to be made so that the Architect may be present for such procedures. Such 
costs, except as provided in Section 13.4.3, shall be at the Owner’s expense.

§ 13.4.3 If procedures for testing, inspection, or approval under Sections 13.4.1 and 13.4.2 reveal failure of the 
portions of the Work to comply with requirements established by the Contract Documents, all costs made necessary 
by such failure, including those of repeated procedures and compensation for the Architect’s services and expenses, 
shall be at the Contractor’s expense.

§ 13.4.4 Required certificates of testing, inspection, or approval shall, unless otherwise required by the Contract 
Documents, be secured by the Contractor and promptly delivered to the Architect.

§ 13.4.5 If the Architect is to observe tests, inspections, or approvals required by the Contract Documents, the 
Architect will do so promptly and, where practicable, at the normal place of testing.

§ 13.4.6 Tests or inspections conducted pursuant to the Contract Documents shall be made promptly to avoid 
unreasonable delay in the Work.

§ 13.5 Interest
Payments due and unpaid under the Contract Documents shall bear interest from the date payment is due at the rate 
the parties agree upon in writing or, in the absence thereof, at the legal rate prevailing from time to time at the place 
where the Project is located.
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ARTICLE 14   TERMINATION OR SUSPENSION OF THE CONTRACT
§ 14.1 Termination by the Contractor
§ 14.1.1 The Contractor may terminate the Contract if the Work is stopped for a period of 30 consecutive days 
through no act or fault of the Contractor, a Subcontractor, a Sub-subcontractor, their agents or employees, or any 
other persons or entities performing portions of the Work, for any of the following reasons:

.1    Issuance of an order of a court or other public authority having jurisdiction that requires all Work to be 
stopped;

.2    An act of government, such as a declaration of national emergency, that requires all Work to be 
stopped;

.3    Because the Architect has not issued a Certificate for Payment and has not notified the Contractor of 
the reason for withholding certification as provided in Section 9.4.1, or because the Owner has not 
made payment on a Certificate for Payment within the time stated in the Contract Documents; or

.4    The Owner has failed to furnish to the Contractor reasonable evidence as required by Section 2.2.

§ 14.1.2 The Contractor may terminate the Contract if, through no act or fault of the Contractor, a Subcontractor, a 
Sub-subcontractor, their agents or employees, or any other persons or entities performing portions of the Work, 
repeated suspensions, delays, or interruptions of the entire Work by the Owner as described in Section 14.3, 
constitute in the aggregate more than 100 percent of the total number of days scheduled for completion, or 120 days 
in any 365-day period, whichever is less.

§ 14.1.3 If one of the reasons described in Section 14.1.1 or 14.1.2 exists, the Contractor may, upon seven days’ 
notice to the Owner and Architect, terminate the Contract and recover from the Owner payment for Work executed, 
as well as reasonable overhead and profit on Work not executed, and costs incurred by reason of such termination. 

§ 14.1.4 If the Work is stopped for a period of 60 consecutive days through no act or fault of the Contractor, a 
Subcontractor, a Sub-subcontractor, or their agents or employees or any other persons or entities performing 
portions of the Work because the Owner has repeatedly failed to fulfill the Owner’s obligations under the Contract 
Documents with respect to matters important to the progress of the Work, the Contractor may, upon seven additional 
days’ notice to the Owner and the Architect, terminate the Contract and recover from the Owner as provided in 
Section 14.1.3.

§ 14.2 Termination by the Owner for Cause
§ 14.2.1 The Owner may terminate the Contract if the Contractor

.1    repeatedly refuses or fails to supply enough properly skilled workers or proper materials;

.2    fails to make payment to Subcontractors or suppliers in accordance with the respective agreements 
between the Contractor and the Subcontractors or suppliers;

.3    repeatedly disregards applicable laws, statutes, ordinances, codes, rules and regulations, or lawful 
orders of a public authority; or

.4    otherwise is guilty of substantial breach of a provision of the Contract Documents.

§ 14.2.2 When any of the reasons described in Section 14.2.1 exist, and upon certification by the Architect that 
sufficient cause exists to justify such action, the Owner may, without prejudice to any other rights or remedies of the 
Owner and after giving the Contractor and the Contractor’s surety, if any, seven days’ notice, terminate employment 
of the Contractor and may, subject to any prior rights of the surety:

.1    Exclude the Contractor from the site and take possession of all materials, equipment, tools, and 
construction equipment and machinery thereon owned by the Contractor;

.2    Accept assignment of subcontracts pursuant to Section 5.4; and

.3    Finish the Work by whatever reasonable method the Owner may deem expedient. Upon written request 
of the Contractor, the Owner shall furnish to the Contractor a detailed accounting of the costs 
incurred by the Owner in finishing the Work.

§ 14.2.3 When the Owner terminates the Contract for one of the reasons stated in Section 14.2.1, the Contractor shall 
not be entitled to receive further payment until the Work is finished.

§ 14.2.4 If the unpaid balance of the Contract Sum exceeds costs of finishing the Work, including compensation for 
the Architect’s services and expenses made necessary thereby, and other damages incurred by the Owner and not 
expressly waived, such excess shall be paid to the Contractor. If such costs and damages exceed the unpaid balance, 
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the Contractor shall pay the difference to the Owner. The amount to be paid to the Contractor or Owner, as the case 
may be, shall be certified by the Initial Decision Maker, upon application, and this obligation for payment shall 
survive termination of the Contract.

§ 14.3 Suspension by the Owner for Convenience
§ 14.3.1 The Owner may, without cause, order the Contractor in writing to suspend, delay or interrupt the Work, in 
whole or in part for such period of time as the Owner may determine.

§ 14.3.2 The Contract Sum and Contract Time shall be adjusted for increases in the cost and time caused by 
suspension, delay, or interruption under Section 14.3.1. Adjustment of the Contract Sum shall include profit. No 
adjustment shall be made to the extent

.1    that performance is, was, or would have been, so suspended, delayed, or interrupted, by another cause 
for which the Contractor is responsible; or

.2    that an equitable adjustment is made or denied under another provision of the Contract.

§ 14.4 Termination by the Owner for Convenience
§ 14.4.1 The Owner may, at any time, terminate the Contract for the Owner’s convenience and without cause.

§ 14.4.2 Upon receipt of notice from the Owner of such termination for the Owner’s convenience, the Contractor 
shall

.1    cease operations as directed by the Owner in the notice;

.2    take actions necessary, or that the Owner may direct, for the protection and preservation of the Work; 
and

.3    except for Work directed to be performed prior to the effective date of termination stated in the notice, 
terminate all existing subcontracts and purchase orders and enter into no further subcontracts and 
purchase orders.

§ 14.4.3 In case of such termination for the Owner’s convenience, the Owner shall pay the Contractor for Work 
properly executed; costs incurred by reason of the termination, including costs attributable to termination of 
Subcontracts; and the termination fee, if any, set forth in the Agreement.

ARTICLE 15   CLAIMS AND DISPUTES
§ 15.1 Claims 
§ 15.1.1 Definition
A Claim is a demand or assertion by one of the parties seeking, as a matter of right, payment of money, a change in 
the Contract Time, or other relief with respect to the terms of the Contract. The term “Claim” also includes other 
disputes and matters in question between the Owner and Contractor arising out of or relating to the Contract. The 
responsibility to substantiate Claims shall rest with the party making the Claim. This Section 15.1.1 does not require 
the Owner to file a Claim in order to impose liquidated damages in accordance with the Contract Documents.

§ 15.1.2 Time Limits on Claims
The Owner and Contractor shall commence all Claims and causes of action against the other and arising out of or 
related to the Contract, whether in contract, tort, breach of warranty or otherwise, in accordance with the 
requirements of the binding dispute resolution method selected in the Agreement and within the period specified by 
applicable law, but in any case not more than 10 years after the date of Substantial Completion of the Work. The 
Owner and Contractor waive all Claims and causes of action not commenced in accordance with this Section 15.1.2.

§ 15.1.3 Notice of Claims
§ 15.1.3.1 Claims by either the Owner or Contractor, where the condition giving rise to the Claim is first discovered 
prior to expiration of the period for correction of the Work set forth in Section 12.2.2, shall be initiated by notice to 
the other party and to the Initial Decision Maker with a copy sent to the Architect, if the Architect is not serving as 
the Initial Decision Maker. Claims by either party under this Section 15.1.3.1 shall be initiated within 21 days after 
occurrence of the event giving rise to such Claim or within 21 days after the claimant first recognizes the condition 
giving rise to the Claim, whichever is later.
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§ 15.1.3.2 Claims by either the Owner or Contractor, where the condition giving rise to the Claim is first discovered 
after expiration of the period for correction of the Work set forth in Section 12.2.2, shall be initiated by notice to the 
other party. In such event, no decision by the Initial Decision Maker is required.

§ 15.1.4 Continuing Contract Performance
§ 15.1.4.1 Pending final resolution of a Claim, except as otherwise agreed in writing or as provided in Section 9.7 
and Article 14, the Contractor shall proceed diligently with performance of the Contract and the Owner shall 
continue to make payments in accordance with the Contract Documents. 

§ 15.1.4.2 The Contract Sum and Contract Time shall be adjusted in accordance with the Initial Decision Maker’s 
decision, subject to the right of either party to proceed in accordance with this Article 15. The Architect will issue 
Certificates for Payment in accordance with the decision of the Initial Decision Maker.

§ 15.1.5 Claims for Additional Cost
If the Contractor wishes to make a Claim for an increase in the Contract Sum, notice as provided in Section 15.1.3 
shall be given before proceeding to execute the portion of the Work that is the subject of the Claim. Prior notice is 
not required for Claims relating to an emergency endangering life or property arising under Section 10.4.

§ 15.1.6 Claims for Additional Time
§ 15.1.6.1 If the Contractor wishes to make a Claim for an increase in the Contract Time, notice as provided in 
Section 15.1.3 shall be given. The Contractor’s Claim shall include an estimate of cost and of probable effect of 
delay on progress of the Work. In the case of a continuing delay, only one Claim is necessary.

§ 15.1.6.2 If adverse weather conditions are the basis for a Claim for additional time, such Claim shall be 
documented by data substantiating that weather conditions were abnormal for the period of time, could not have 
been reasonably anticipated, and had an adverse effect on the scheduled construction.

§ 15.1.7 Waiver of Claims for Consequential Damages
The Contractor and Owner waive Claims against each other for consequential damages arising out of or relating to 
this Contract. This mutual waiver includes

.1    damages incurred by the Owner for rental expenses, for losses of use, income, profit, financing, 
business and reputation, and for loss of management or employee productivity or of the services of 
such persons; and

.2    damages incurred by the Contractor for principal office expenses including the compensation of 
personnel stationed there, for losses of financing, business and reputation, and for loss of profit, 
except anticipated profit arising directly from the Work.

This mutual waiver is applicable, without limitation, to all consequential damages due to either party’s termination 
in accordance with Article 14. Nothing contained in this Section 15.1.7 shall be deemed to preclude assessment of 
liquidated damages, when applicable, in accordance with the requirements of the Contract Documents.

§ 15.2 Initial Decision
§ 15.2.1 Claims, excluding those where the condition giving rise to the Claim is first discovered after expiration of 
the period for correction of the Work set forth in Section 12.2.2 or arising under Sections 10.3, 10.4, and 11.5, shall 
be referred to the Initial Decision Maker for initial decision. The Architect will serve as the Initial Decision Maker, 
unless otherwise indicated in the Agreement. Except for those Claims excluded by this Section 15.2.1, an initial 
decision shall be required as a condition precedent to mediation of any Claim. If an initial decision has not been 
rendered within 30 days after the Claim has been referred to the Initial Decision Maker, the party asserting the 
Claim may demand mediation and binding dispute resolution without a decision having been rendered. Unless the 
Initial Decision Maker and all affected parties agree, the Initial Decision Maker will not decide disputes between the 
Contractor and persons or entities other than the Owner.

§ 15.2.2 The Initial Decision Maker will review Claims and within ten days of the receipt of a Claim take one or 
more of the following actions: (1) request additional supporting data from the claimant or a response with supporting 
data from the other party, (2) reject the Claim in whole or in part, (3) approve the Claim, (4) suggest a compromise, 
or (5) advise the parties that the Initial Decision Maker is unable to resolve the Claim if the Initial Decision Maker 
lacks sufficient information to evaluate the merits of the Claim or if the Initial Decision Maker concludes that, in the 



Init.

/

AIA Document A201 – 2017. Copyright © 1911, 1915, 1918, 1925, 1937, 1951, 1958, 1961, 1963, 1966, 1970, 1976, 1987, 1997, 2007 and 2017. All rights 
reserved. “The American Institute of Architects,” “American Institute of Architects,” “AIA,” the AIA Logo, and “AIA Contract Documents” are trademarks of The 
American Institute of Architects. This document was produced at 14:57:08 ET on 05/18/2023 under Order No.4104238150 which expires on 12/07/2023, is not 
for resale, is licensed for one-time use only, and may only be used in accordance with the AIA Contract Documents® Terms of Service. To report copyright 
violations, e-mail docinfo@aiacontracts.com.
User Notes:  (3B9ADA40)

38

Initial Decision Maker’s sole discretion, it would be inappropriate for the Initial Decision Maker to resolve the 
Claim.

§ 15.2.3 In evaluating Claims, the Initial Decision Maker may, but shall not be obligated to, consult with or seek 
information from either party or from persons with special knowledge or expertise who may assist the Initial 
Decision Maker in rendering a decision. The Initial Decision Maker may request the Owner to authorize retention of 
such persons at the Owner’s expense.

§ 15.2.4 If the Initial Decision Maker requests a party to provide a response to a Claim or to furnish additional 
supporting data, such party shall respond, within ten days after receipt of the request, and shall either (1) provide a 
response on the requested supporting data, (2) advise the Initial Decision Maker when the response or supporting 
data will be furnished, or (3) advise the Initial Decision Maker that no supporting data will be furnished. Upon 
receipt of the response or supporting data, if any, the Initial Decision Maker will either reject or approve the Claim 
in whole or in part.

§ 15.2.5 The Initial Decision Maker will render an initial decision approving or rejecting the Claim, or indicating that 
the Initial Decision Maker is unable to resolve the Claim. This initial decision shall (1) be in writing; (2) state the 
reasons therefor; and (3) notify the parties and the Architect, if the Architect is not serving as the Initial Decision 
Maker, of any change in the Contract Sum or Contract Time or both. The initial decision shall be final and binding 
on the parties but subject to mediation and, if the parties fail to resolve their dispute through mediation, to binding 
dispute resolution.

§ 15.2.6 Either party may file for mediation of an initial decision at any time, subject to the terms of Section 15.2.6.1.

§ 15.2.6.1 Either party may, within 30 days from the date of receipt of an initial decision, demand in writing that the 
other party file for mediation. If such a demand is made and the party receiving the demand fails to file for 
mediation within 30 days after receipt thereof, then both parties waive their rights to mediate or pursue binding 
dispute resolution proceedings with respect to the initial decision.

§ 15.2.7 In the event of a Claim against the Contractor, the Owner may, but is not obligated to, notify the surety, if 
any, of the nature and amount of the Claim. If the Claim relates to a possibility of a Contractor’s default, the Owner 
may, but is not obligated to, notify the surety and request the surety’s assistance in resolving the controversy.

§ 15.2.8 If a Claim relates to or is the subject of a mechanic’s lien, the party asserting such Claim may proceed in 
accordance with applicable law to comply with the lien notice or filing deadlines.

§ 15.3 Mediation
§ 15.3.1 Claims, disputes, or other matters in controversy arising out of or related to the Contract, except those 
waived as provided for in Sections 9.10.4, 9.10.5, and 15.1.7, shall be subject to mediation as a condition precedent 
to binding dispute resolution.

§ 15.3.2 The parties shall endeavor to resolve their Claims by mediation which, unless the parties mutually agree 
otherwise, shall be administered by the American Arbitration Association in accordance with its Construction 
Industry Mediation Procedures in effect on the date of the Agreement. A request for mediation shall be made in 
writing, delivered to the other party to the Contract, and filed with the person or entity administering the mediation. 
The request may be made concurrently with the filing of binding dispute resolution proceedings but, in such event, 
mediation shall proceed in advance of binding dispute resolution proceedings, which shall be stayed pending 
mediation for a period of 60 days from the date of filing, unless stayed for a longer period by agreement of the 
parties or court order. If an arbitration is stayed pursuant to this Section 15.3.2, the parties may nonetheless proceed 
to the selection of the arbitrator(s) and agree upon a schedule for later proceedings.

§ 15.3.3 Either party may, within 30 days from the date that mediation has been concluded without resolution of the 
dispute or 60 days after mediation has been demanded without resolution of the dispute, demand in writing that the 
other party file for binding dispute resolution.  If such a demand is made and the party receiving the demand fails to 
file for binding dispute resolution within 60 days after receipt thereof, then both parties waive their rights to binding 
dispute resolution proceedings with respect to the initial decision.
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§ 15.3.4 The parties shall share the mediator’s fee and any filing fees equally. The mediation shall be held in the 
place where the Project is located, unless another location is mutually agreed upon. Agreements reached in 
mediation shall be enforceable as settlement agreements in any court having jurisdiction thereof.

§ 15.4 Arbitration
§ 15.4.1 If the parties have selected arbitration as the method for binding dispute resolution in the Agreement, any 
Claim subject to, but not resolved by, mediation shall be subject to arbitration which, unless the parties mutually 
agree otherwise, shall be administered by the American Arbitration Association in accordance with its Construction 
Industry Arbitration Rules in effect on the date of the Agreement. The Arbitration shall be conducted in the place 
where the Project is located, unless another location is mutually agreed upon. A demand for arbitration shall be 
made in writing, delivered to the other party to the Contract, and filed with the person or entity administering the 
arbitration. The party filing a notice of demand for arbitration must assert in the demand all Claims then known to 
that party on which arbitration is permitted to be demanded.

§ 15.4.1.1 A demand for arbitration shall be made no earlier than concurrently with the filing of a request for 
mediation, but in no event shall it be made after the date when the institution of legal or equitable proceedings based 
on the Claim would be barred by the applicable statute of limitations. For statute of limitations purposes, receipt of a 
written demand for arbitration by the person or entity administering the arbitration shall constitute the institution of 
legal or equitable proceedings based on the Claim.

§ 15.4.2 The award rendered by the arbitrator or arbitrators shall be final, and judgment may be entered upon it in 
accordance with applicable law in any court having jurisdiction thereof.

§ 15.4.3 The foregoing agreement to arbitrate and other agreements to arbitrate with an additional person or entity 
duly consented to by parties to the Agreement, shall be specifically enforceable under applicable law in any court 
having jurisdiction thereof.

§ 15.4.4 Consolidation or Joinder 
§ 15.4.4.1 Subject to the rules of the American Arbitration Association or other applicable arbitration rules, either 
party may consolidate an arbitration conducted under this Agreement with any other arbitration to which it is a party 
provided that (1) the arbitration agreement governing the other arbitration permits consolidation, (2) the arbitrations 
to be consolidated substantially involve common questions of law or fact, and (3) the arbitrations employ materially 
similar procedural rules and methods for selecting arbitrator(s).

§ 15.4.4.2 Subject to the rules of the American Arbitration Association or other applicable arbitration rules, either 
party may include by joinder persons or entities substantially involved in a common question of law or fact whose 
presence is required if complete relief is to be accorded in arbitration, provided that the party sought to be joined 
consents in writing to such joinder. Consent to arbitration involving an additional person or entity shall not 
constitute consent to arbitration of any claim, dispute or other matter in question not described in the written 
consent.

§ 15.4.4.3 The Owner and Contractor grant to any person or entity made a party to an arbitration conducted under 
this Section 15.4, whether by joinder or consolidation, the same rights of joinder and consolidation as those of the 
Owner and Contractor under this Agreement.
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ADDITIONS AND DELETIONS: 
The author of this document has 
added information needed for its 
completion. The author may also 
have revised the text of the original 
AIA standard form. An Additions and 
Deletions Report that notes added 
information as well as revisions to 
the standard form text is available 
from the author and should be 
reviewed. A vertical line in the left 
margin of this document indicates 
where the author has added 
necessary information and where 
the author has added to or deleted 
from the original AIA text.

This document has important legal 
consequences. Consultation with an 
attorney is encouraged with respect 
to its completion or modification.

Any singular reference to 
Contractor, Surety, Owner or other 
party shall be considered plural 
where applicable.

 
CONTRACTOR:
(Name, legal status and address)

SURETY:
(Name, legal status and principal place of 
business)

    
  

    
  

OWNER:
(Name, legal status and address)
Town of Milton
503 Geyser Road, Ballston Spa, NY 12020

CONSTRUCTION CONTRACT
Date:   
Amount: $ 0.00
Description:
(Name and location)
Town of Milton
Rowland Street Highway Facility - Cold Storage PEMB

BOND
Date: 
(Notearlier than Construction Contract Date)
  
Amount: $   
Modifications to this Bond:   None   See Section 18

CONTRACTOR AS PRINCIPAL  SURETY
Company: (Corporate Seal)  Company: (Corporate Seal)
Signature:    Signature:   

Name and 
Title:

     Name and 
Title:

    

(Any additional signatures appear on the last page of this Payment Bond.)

(FOR INFORMATION ONLY — Name, address and telephone)
AGENT or BROKER:
 

OWNER’S REPRESENTATIVE:
(Architect, Engineer or other party:)

  
  
  

Scott Ostrander
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§ 1 The Contractor and Surety, jointly and severally, bind themselves, their heirs, executors, administrators, 
successors and assigns to the Owner to pay for labor, materials and equipment furnished for use in the performance 
of the Construction Contract, which is incorporated herein by reference, subject to the following terms.

§ 2 If the Contractor promptly makes payment of all sums due to Claimants, and defends, indemnifies and holds 
harmless the Owner from claims, demands, liens or suits by any person or entity seeking payment for labor, 
materials or equipment furnished for use in the performance of the Construction Contract, then the Surety and the 
Contractor shall have no obligation under this Bond. 

§ 3 If there is no Owner Default under the Construction Contract, the Surety’s obligation to the Owner under this 
Bond shall arise after the Owner has promptly notified the Contractor and the Surety (at the address described in 
Section 13) of claims, demands, liens or suits against the Owner or the Owner’s property by any person or entity 
seeking payment for labor, materials or equipment furnished for use in the performance of the Construction Contract 
and tendered defense of such claims, demands, liens or suits to the Contractor and the Surety. 

§ 4 When the Owner has satisfied the conditions in Section 3, the Surety shall promptly and at the Surety’s expense 
defend, indemnify and hold harmless the Owner against a duly tendered claim, demand, lien or suit.

§ 5 The Surety’s obligations to a Claimant under this Bond shall arise after the following: 

§ 5.1 Claimants, who do not have a direct contract with the Contractor, 
.1     have furnished a written notice of non-payment to the Contractor, stating with substantial accuracy the 

amount claimed and the name of the party to whom the materials were, or equipment was, furnished 
or supplied or for whom the labor was done or performed, within ninety (90) days after having last 
performed labor or last furnished materials or equipment included in the Claim; and

.2    have sent a Claim to the Surety (at the address described in Section 13).

§ 5.2 Claimants, who are employed by or have a direct contract with the Contractor, have sent a Claim to the Surety 
(at the address described in Section 13).

§ 6 If a notice of non-payment required by Section 5.1.1 is given by the Owner to the Contractor, that is sufficient to 
satisfy a Claimant’s obligation to furnish a written notice of non-payment under Section 5.1.1.

§ 7 When a Claimant has satisfied the conditions of Sections 5.1 or 5.2, whichever is applicable, the Surety shall 
promptly and at the Surety’s expense take the following actions:

§ 7.1 Send an answer to the Claimant, with a copy to the Owner, within sixty (60) days after receipt of the Claim, 
stating the amounts that are undisputed and the basis for challenging any amounts that are disputed; and

§ 7.2 Pay or arrange for payment of any undisputed amounts.

§ 7.3 The Surety’s failure to discharge its obligations under Section 7.1 or Section 7.2 shall not be deemed to 
constitute a waiver of defenses the Surety or Contractor may have or acquire as to a Claim, except as to undisputed 
amounts for which the Surety and Claimant have reached agreement. If, however, the Surety fails to discharge its 
obligations under Section 7.1 or Section 7.2, the Surety shall indemnify the Claimant for the reasonable attorney’s 
fees the Claimant incurs thereafter to recover any sums found to be due and owing to the Claimant.

§ 8 The Surety’s total obligation shall not exceed the amount of this Bond, plus the amount of reasonable attorney’s 
fees provided under Section 7.3, and the amount of this Bond shall be credited for any payments made in good faith 
by the Surety. 

§ 9 Amounts owed by the Owner to the Contractor under the Construction Contract shall be used for the 
performance of the Construction Contract and to satisfy claims, if any, under any construction performance bond. 
By the Contractor furnishing and the Owner accepting this Bond, they agree that all funds earned by the Contractor 
in the performance of the Construction Contract are dedicated to satisfy obligations of the Contractor and Surety 
under this Bond, subject to the Owner’s priority to use the funds for the completion of the work.
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§ 10 The Surety shall not be liable to the Owner, Claimants or others for obligations of the Contractor that are 
unrelated to the Construction Contract. The Owner shall not be liable for the payment of any costs or expenses of 
any Claimant under this Bond, and shall have under this Bond no obligation to make payments to, or give notice on 
behalf of, Claimants or otherwise have any obligations to Claimants under this Bond. 

§ 11 The Surety hereby waives notice of any change, including changes of time, to the Construction Contract or to 
related subcontracts, purchase orders and other obligations.

§ 12 No suit or action shall be commenced by a Claimant under this Bond other than in a court of competent 
jurisdiction in the state in which the project that is the subject of the Construction Contract is located or after the 
expiration of one year from the date (1) on which the Claimant sent a Claim to the Surety pursuant to Section 5.1.2 
or 5.2, or (2) on which the last labor or service was performed by anyone or the last materials or equipment were 
furnished by anyone under the Construction Contract, whichever of (1) or (2) first occurs. If the provisions of this 
Paragraph are void or prohibited by law, the minimum period of limitation available to sureties as a defense in the 
jurisdiction of the suit shall be applicable. 

§ 13 Notice and Claims to the Surety, the Owner or the Contractor shall be mailed or delivered to the address shown 
on the page on which their signature appears. Actual receipt of notice or Claims, however accomplished, shall be 
sufficient compliance as of the date received.

§ 14 When this Bond has been furnished to comply with a statutory or other legal requirement in the location where 
the construction was to be performed, any provision in this Bond conflicting with said statutory or legal requirement 
shall be deemed deleted herefrom and provisions conforming to such statutory or other legal requirement shall be 
deemed incorporated herein. When so furnished, the intent is that this Bond shall be construed as a statutory bond 
and not as a common law bond.

§ 15 Upon request by any person or entity appearing to be a potential beneficiary of this Bond, the Contractor and 
Owner shall promptly furnish a copy of this Bond or shall permit a copy to be made.

§ 16 Definitions
§ 16.1 Claim. A written statement by the Claimant including at a minimum:

.1    the name of the Claimant;

.2    the name of the person for whom the labor was done, or materials or equipment furnished;

.3    a copy of the agreement or purchase order pursuant to which labor, materials or equipment was 
furnished for use in the performance of the Construction Contract;

.4    a brief description of the labor, materials or equipment furnished;

.5    the date on which the Claimant last performed labor or last furnished materials or equipment for use in 
the performance of the Construction Contract;

.6    the total amount earned by the Claimant for labor, materials or equipment furnished as of the date of 
the Claim; 

.7     the total amount of previous payments received by the Claimant; and

.8    the total amount due and unpaid to the Claimant for labor, materials or equipment furnished as of the 
date of the Claim.

§ 16.2 Claimant. An individual or entity having a direct contract with the Contractor or with a subcontractor of the 
Contractor to furnish labor, materials or equipment for use in the performance of the Construction Contract. The 
term Claimant also includes any individual or entity that has rightfully asserted a claim under an applicable 
mechanic’s lien or similar statute against the real property upon which the Project is located. The intent of this Bond 
shall be to include without limitation in the terms “labor, materials or equipment” that part of water, gas, power, 
light, heat, oil, gasoline, telephone service or rental equipment used in the Construction Contract, architectural and 
engineering services required for performance of the work of the Contractor and the Contractor’s subcontractors, 
and all other items for which a mechanic's lien may be asserted in the jurisdiction where the labor, materials or 
equipment were furnished.

§ 16.3 Construction Contract. The agreement between the Owner and Contractor identified on the cover page, 
including all Contract Documents and all changes made to the agreement and the Contract Documents.
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§ 16.4 Owner Default. Failure of the Owner, which has not been remedied or waived, to pay the Contractor as 
required under the Construction Contract or to perform and complete or comply with the other material terms of the 
Construction Contract.

§ 16.5 Contract Documents. All the documents that comprise the agreement between the Owner and Contractor.

§ 17 If this Bond is issued for an agreement between a Contractor and subcontractor, the term Contractor in this 
Bond shall be deemed to be Subcontractor and the term Owner shall be deemed to be Contractor.

§ 18 Modifications to this bond are as follows:

  

(Space is provided below for additional signatures of added parties, other than those appearing on the cover page.)
CONTRACTOR AS PRINCIPAL  SURETY
Company: (Corporate Seal)  Company: (Corporate Seal)
Signature:    Signature:   

Name and Title:      Name and Title:     
Address:    Address:   
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ADDITIONS AND DELETIONS: 
The author of this document has 
added information needed for its 
completion. The author may also 
have revised the text of the original 
AIA standard form. An Additions and 
Deletions Report that notes added 
information as well as revisions to 
the standard form text is available 
from the author and should be 
reviewed. A vertical line in the left 
margin of this document indicates 
where the author has added 
necessary information and where 
the author has added to or deleted 
from the original AIA text.

This document has important legal 
consequences. Consultation with an 
attorney is encouraged with respect 
to its completion or modification.

Any singular reference to 
Contractor, Surety, Owner or other 
party shall be considered plural 
where applicable.

 
CONTRACTOR:
(Name, legal status and address)

SURETY:
(Name, legal status and principal place of 
business)

    
  

    
  

OWNER:
(Name, legal status and address)
Town of Milton
503 Geyser Road, Ballston Spa, NY 12020

CONSTRUCTION CONTRACT
Date:   
Amount: $ 0.00
Description:
(Name and location)
Town of Milton
Rowland Street Highway Facility - Cold Storage PEMB

BOND
Date: 
(Notearlier than Construction Contract Date)
  
Amount: $   
Modifications to this Bond:   None   See Section 16

CONTRACTOR AS PRINCIPAL  SURETY
Company: (Corporate Seal)  Company: (Corporate Seal)
Signature:    Signature:   

Name and 
Title:

     Name and 
Title:

    

(Any additional signatures appear on the last page of this Performance Bond.)

(FOR INFORMATION ONLY — Name, address and telephone)
AGENT or BROKER:
 

OWNER’S REPRESENTATIVE:
(Architect, Engineer or other party:)

  
  
  

Scott Ostrander
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§ 1 The Contractor and Surety, jointly and severally, bind themselves, their heirs, executors, administrators, 
successors and assigns to the Owner for the performance of the Construction Contract, which is incorporated herein 
by reference.

§ 2 If the Contractor performs the Construction Contract, the Surety and the Contractor shall have no obligation 
under this Bond, except when applicable to participate in a conference as provided in Section 3.

§ 3 If there is no Owner Default under the Construction Contract, the Surety’s obligation under this Bond shall arise 
after

.1    the Owner first provides notice to the Contractor and the Surety that the Owner is considering declaring 
a Contractor Default. Such notice shall indicate whether the Owner is requesting a conference among 
the Owner, Contractor and Surety to discuss the Contractor’s performance. If the Owner does not 
request a conference, the Surety may, within five (5) business days after receipt of the Owner’s 
notice, request such a conference. If the Surety timely requests a conference, the Owner shall attend. 
Unless the Owner agrees otherwise, any conference requested under this Section 3.1 shall be held 
within ten (10) business days of the Surety’s receipt of the Owner’s notice. If the Owner, the 
Contractor and the Surety agree, the Contractor shall be allowed a reasonable time to perform the 
Construction Contract, but such an agreement shall not waive the Owner’s right, if any, subsequently 
to declare a Contractor Default; 

.2     the Owner declares a Contractor Default, terminates the Construction Contract and notifies the Surety; 
and 

.3     the Owner has agreed to pay the Balance of the Contract Price in accordance with the terms of the 
Construction Contract to the Surety or to a contractor selected to perform the Construction Contract.

§ 4 Failure on the part of the Owner to comply with the notice requirement in Section 3.1 shall not constitute a 
failure to comply with a condition precedent to the Surety’s obligations, or release the Surety from its obligations, 
except to the extent the Surety demonstrates actual prejudice.

§ 5 When the Owner has satisfied the conditions of Section 3, the Surety shall promptly and at the Surety’s expense 
take one of the following actions:

§ 5.1 Arrange for the Contractor, with the consent of the Owner, to perform and complete the Construction Contract;

§ 5.2 Undertake to perform and complete the Construction Contract itself, through its agents or independent 
contractors;

§ 5.3 Obtain bids or negotiated proposals from qualified contractors acceptable to the Owner for a contract for 
performance and completion of the Construction Contract, arrange for a contract to be prepared for execution by the 
Owner and a contractor selected with the Owner’s concurrence, to be secured with performance and payment bonds 
executed by a qualified surety equivalent to the bonds issued on the Construction Contract, and pay to the Owner the 
amount of damages as described in Section 7 in excess of the Balance of the Contract Price incurred by the Owner 
as a result of the Contractor Default; or

§ 5.4 Waive its right to perform and complete, arrange for completion, or obtain a new contractor and with 
reasonable promptness under the circumstances:

.1    After investigation, determine the amount for which it may be liable to the Owner and, as soon as 
practicable after the amount is determined, make payment to the Owner; or

.2    Deny liability in whole or in part and notify the Owner, citing the reasons for denial.

§ 6 If the Surety does not proceed as provided in Section 5 with reasonable promptness, the Surety shall be deemed 
to be in default on this Bond seven days after receipt of an additional written notice from the Owner to the Surety 
demanding that the Surety perform its obligations under this Bond, and the Owner shall be entitled to enforce any 
remedy available to the Owner. If the Surety proceeds as provided in Section 5.4, and the Owner refuses the 
payment or the Surety has denied liability, in whole or in part, without further notice the Owner shall be entitled to 
enforce any remedy available to the Owner.
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§ 7 If the Surety elects to act under Section 5.1, 5.2 or 5.3, then the responsibilities of the Surety to the Owner shall 
not be greater than those of the Contractor under the Construction Contract, and the responsibilities of the Owner to 
the Surety shall not be greater than those of the Owner under the Construction Contract. Subject to the commitment 
by the Owner to pay the Balance of the Contract Price, the Surety is obligated, without duplication, for

.1    the responsibilities of the Contractor for correction of defective work and completion of the 
Construction Contract;

.2    additional legal, design professional and delay costs resulting from the Contractor’s Default, and 
resulting from the actions or failure to act of the Surety under Section 5; and 

.3     liquidated damages, or if no liquidated damages are specified in the Construction Contract, actual 
damages caused by delayed performance or non-performance of the Contractor. 

§ 8 If the Surety elects to act under Section 5.1, 5.3 or 5.4, the Surety’s liability is limited to the amount of this 
Bond.

§ 9 The Surety shall not be liable to the Owner or others for obligations of the Contractor that are unrelated to the 
Construction Contract, and the Balance of the Contract Price shall not be reduced or set off on account of any such 
unrelated obligations. No right of action shall accrue on this Bond to any person or entity other than the Owner or its 
heirs, executors, administrators, successors and assigns.

§ 10 The Surety hereby waives notice of any change, including changes of time, to the Construction Contract or to 
related subcontracts, purchase orders and other obligations.

§ 11 Any proceeding, legal or equitable, under this Bond may be instituted in any court of competent jurisdiction in 
the location in which the work or part of the work is located and shall be instituted within two years after a 
declaration of Contractor Default or within two years after the Contractor ceased working or within two years after 
the Surety refuses or fails to perform its obligations under this Bond, whichever occurs first. If the provisions of this 
Paragraph are void or prohibited by law, the minimum period of limitation available to sureties as a defense in the 
jurisdiction of the suit shall be applicable.

§ 12 Notice to the Surety, the Owner or the Contractor shall be mailed or delivered to the address shown on the page 
on which their signature appears.

§ 13 When this Bond has been furnished to comply with a statutory or other legal requirement in the location where 
the construction was to be performed, any provision in this Bond conflicting with said statutory or legal requirement 
shall be deemed deleted herefrom and provisions conforming to such statutory or other legal requirement shall be 
deemed incorporated herein. When so furnished, the intent is that this Bond shall be construed as a statutory bond 
and not as a common law bond.

§ 14 Definitions
§ 14.1 Balance of the Contract Price. The total amount payable by the Owner to the Contractor under the Construction 
Contract after all proper adjustments have been made, including allowance to the Contractor of any amounts 
received or to be received by the Owner in settlement of insurance or other claims for damages to which the 
Contractor is entitled, reduced by all valid and proper payments made to or on behalf of the Contractor under the 
Construction Contract.

§ 14.2 Construction Contract. The agreement between the Owner and Contractor identified on the cover page, 
including all Contract Documents and changes made to the agreement and the Contract Documents. 

§ 14.3 Contractor Default. Failure of the Contractor, which has not been remedied or waived, to perform or otherwise 
to comply with a material term of the Construction Contract.

§ 14.4 Owner Default. Failure of the Owner, which has not been remedied or waived, to pay the Contractor as 
required under the Construction Contract or to perform and complete or comply with the other material terms of the 
Construction Contract. 

§ 14.5 Contract Documents. All the documents that comprise the agreement between the Owner and Contractor.
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§ 15 If this Bond is issued for an agreement between a Contractor and subcontractor, the term Contractor in this 
Bond shall be deemed to be Subcontractor and the term Owner shall be deemed to be Contractor.

§ 16 Modifications to this bond are as follows:

  

(Space is provided below for additional signatures of added parties, other than those appearing on the cover page.)
CONTRACTOR AS PRINCIPAL  SURETY
Company: (Corporate Seal)  Company: (Corporate Seal)
Signature:    Signature:   

Name and Title:      Name and Title:     
Address:    Address:   
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TO:
     
Delaware Engineering, DPC
28 Madison Ave Ext., Albany, NY 12203

FROM:
     
     
     
ISSUE DATE:      RFI No. 001PROJECT: 

Town of Milton
Rowland Street Highway Facility - Cold Storage 
PEMB

REQUESTED REPLY DATE:      
PROJECT NUMBERS: 23-2654 /      COPIES TO:      

RFI DESCRIPTION: (Fully describe the question or type of information requested.)

     

REFERENCES/ATTACHMENTS: (List specific documents researched when seeking the information requested.)
SPECIFICATIONS: DRAWINGS: OTHER: 
               

SENDER’S RECOMMENDATION: (If RFI concerns a site or construction condition, the sender may provide a 
recommended solution, including cost and/or schedule considerations.)

     

RECEIVER’S REPLY: (Provide answer to RFI, including cost and/or schedule considerations.)

     

  
          

BY DATE COPIES TO

Note: This reply is not an authorization to proceed with work involving additional cost, time or both. If any reply requires a 
change to the Contract Documents, a Change Order, Construction Change Directive or a Minor Change in the work must be 
executed in accordance with the Contract Documents.



CERTIFICATE HOLDER

© 1988-2009 ACORD CORPORATION.  All rights reserved.
ACORD 25 (2009/09)

AUTHORIZED REPRESENTATIVE

CANCELLATION

DATE (MM/DD/YYYY)CERTIFICATE OF LIABILITY INSURANCE

LOCJECT
PRO-POLICY

GEN'L AGGREGATE LIMIT APPLIES PER:

OCCURCLAIMS-MADE

COMMERCIAL GENERAL LIABILITY

GENERAL LIABILITY

PREMISES (Ea occurrence) $
DAMAGE TO RENTED
EACH OCCURRENCE $

MED EXP (Any one person) $

PERSONAL & ADV INJURY $

GENERAL AGGREGATE $

PRODUCTS - COMP/OP AGG $

$RETENTION

DEDUCTIBLE

CLAIMS-MADE

OCCUR

$

$

AGGREGATE $

EACH OCCURRENCE $UMBRELLA LIAB

EXCESS LIAB

DESCRIPTION OF OPERATIONS / LOCATIONS / VEHICLES  (Attach ACORD 101, Additional Remarks Schedule, if more space is required)

INSR
LTR TYPE OF INSURANCE POLICY NUMBER

POLICY EFF
(MM/DD/YYYY)

POLICY EXP
(MM/DD/YYYY) LIMITS

WC STATU-
TORY LIMITS

OTH-
ER

E.L. EACH ACCIDENT

E.L. DISEASE - EA EMPLOYEE

E.L. DISEASE - POLICY LIMIT

$

$

$

ANY PROPRIETOR/PARTNER/EXECUTIVE

If yes, describe under
DESCRIPTION OF OPERATIONS below

(Mandatory in NH)
OFFICER/MEMBER EXCLUDED?

WORKERS COMPENSATION
AND EMPLOYERS' LIABILITY Y / N

AUTOMOBILE LIABILITY

ANY AUTO

ALL OWNED AUTOS

SCHEDULED AUTOS

HIRED AUTOS

NON-OWNED AUTOS

$

COMBINED SINGLE LIMIT
(Ea accident)

BODILY INJURY (Per person)

BODILY INJURY (Per accident)

PROPERTY DAMAGE
(Per accident) $

$

$

$

THIS IS TO CERTIFY THAT THE POLICIES OF INSURANCE LISTED BELOW HAVE BEEN ISSUED TO THE INSURED NAMED ABOVE FOR THE POLICY PERIOD
INDICATED.  NOTWITHSTANDING ANY REQUIREMENT, TERM OR CONDITION OF ANY CONTRACT OR OTHER DOCUMENT WITH RESPECT TO WHICH THIS
CERTIFICATE MAY BE ISSUED OR MAY PERTAIN, THE INSURANCE AFFORDED BY THE POLICIES DESCRIBED HEREIN IS SUBJECT TO ALL THE TERMS,
EXCLUSIONS AND CONDITIONS OF SUCH POLICIES. LIMITS SHOWN MAY HAVE BEEN REDUCED BY PAID CLAIMS.

INSR
ADDL

WVD
SUBR

N / A

$

$

THIS CERTIFICATE IS ISSUED AS A MATTER OF INFORMATION ONLY AND CONFERS NO RIGHTS UPON THE CERTIFICATE HOLDER. THIS
CERTIFICATE DOES NOT AFFIRMATIVELY OR NEGATIVELY AMEND, EXTEND OR ALTER THE COVERAGE AFFORDED BY THE POLICIES
BELOW.  THIS CERTIFICATE OF INSURANCE DOES NOT CONSTITUTE A CONTRACT BETWEEN THE ISSUING INSURER(S), AUTHORIZED
REPRESENTATIVE OR PRODUCER, AND THE CERTIFICATE HOLDER.
IMPORTANT:  If the certificate holder is an ADDITIONAL INSURED, the policy(ies) must be endorsed.  If SUBROGATION IS WAIVED, subject to
the terms and conditions of the policy, certain policies may require an endorsement.  A statement on this certificate does not confer rights to the
certificate holder in lieu of such endorsement(s).

The ACORD name and logo are registered marks of ACORD

COVERAGES CERTIFICATE NUMBER: REVISION NUMBER:

INSURED

PHONE
(A/C, No, Ext):

PRODUCER

PRODUCER
CUSTOMER ID #:

ADDRESS:
E-MAIL

FAX
(A/C, No):

CONTACT
NAME:

NAIC #

INSURER A :

INSURER B :

INSURER C :

INSURER D :

INSURER E :

INSURER F :

INSURER(S) AFFORDING COVERAGE

SHOULD ANY OF THE ABOVE DESCRIBED POLICIES BE CANCELLED BEFORE
THE EXPIRATION DATE THEREOF, NOTICE WILL BE DELIVERED IN
ACCORDANCE WITH THE POLICY PROVISIONS.
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Keystone Associates Architects, Engineers and Surveyors, LLC, Their Officers, Directors, Employees, Consultants are added as Additional Insureds on primary and non-contributing basis.  
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PROJECT: (name and address) CONTRACT INFORMATION: CERTIFICATE INFORMATION:
     Contract For:      Producer: 
     Date:      Insured:       

Date:       
OWNER: (name and address) ARCHITECT: (name and address) CONTRACTOR: (name and address)

A. General Liability Yes No N/A
1. Does this policy include coverage for: 

a Damages because of bodily injury, sickness, or disease, including occupational 
sickness or disease, and death of any person?

b Personal injury and advertising injury?
c Damages because of physical damage to or destruction of tangible property, 

including the loss of use of such property?
d Bodily injury or property damage arising out of completed operations?
e The Contractor’s indemnity obligations included in the Contract Documents?

2. Does this policy contain an exclusion or restriction of coverage for:
a Claims by one insured against another insured, where the exclusion or 

restrictions is based solely on the fact that the claimant is an insured, and there 
would otherwise be coverage for the claim?

b Claims for property damage to the Contractor’s Work arising out of the 
products-completed operations hazard where the damaged Work or the Work 
out of which the damage arises was performed by a Subcontractor?

c Claims for bodily injury other than to employees of the insured?
d Claims for the Contractor’s indemnity obligations included in the Contract 

Documents arising out of injury to employees of the insured?
e Claims for loss excluded under a prior work endorsement or other similar 

exclusionary language?   
f Claims or loss due to physical damage under a prior injury endorsement or 

similar exclusionary language?
g Claims related to residential, multi-family, or other habitational projects?
h Claims related to roofing?
i Claims related to exterior insulation finish systems, synthetic stucco, or similar 

exterior coatings or surfaces?
j Claims related to earth subsistence or movement?
k Claims related to explosion, collapse, and underground hazards?  

B. Other Insurance Coverage Yes No N/A
1. Indicate whether the Contractor has the following insurance coverages and, if so, 

indicate the coverage limits for each.  
a Professional liability insurance

Coverage limits:      
b Pollution liability insurance

Coverage limits:      
c Insurance for maritime liability risks associated with the operation of a vessel

Coverage limits:      
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d Insurance for the use or operation of manned or unmanned aircraft
Coverage limits:      

e Property insurance
Coverage limits:      

f Railroad protective liability insurance
Coverage limits:      

g Asbestos abatement liability insurance
Coverage limits:      

h Insurance for physical damage to property while it is in storage and in transit to 
the construction site

Coverage limits:      
i Other:

(Authorized Representative)

(Date of Issue)
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C-105.2 (09-07) Page 1 of 2 

STATE OF NEW YORK 
WORKERS’ COMPENSATION BOARD

CERTIFICATE OF NYS WORKERS’ COMPENSATION INSURANCE COVERAGE 

1b. Business Telephone Number of Insured 

1c. NYS Unemployment Insurance Employer Registration 
Number of Insured 

1d. Federal Employer Identification Number of Insured or 
Social Security Number 

1a. Legal Name and address of Insured (Use street address only) 

Work Location of Insured (Only required if coverage is specifically
limited to certain locations in New York State, i.e. a Wrap-Up Policy)

3a. Name of Insurance Carrier 
SELECTIVE INSURANCE COMPANY OF AMERICA 

 SELECTIVE WAY INSURANCE COMPANY 
SELECTIVE INSURANCE COMPANY OF SOUTH CAROLINA 

 SELECTIVE INSURANCE COMPANY OF NEW YORK 

3b. Policy Number of entity listed in box “a”: 

3c. Policy effective period: 

to

3d. The Proprietor, Partners or Executive Offices are: 
 included. (Only check box if all partners/officers included)
 all excluded or certain partners/officers excluded.

2. Name and Address of the Entity Requesting Proof of Coverage 
(Entity Being Listed as the Certificate Holder) 

This certifies that the insurance carrier indicated above in box “3” insures the business referenced above in box “1a” for workers’ compensation under the 
New York State Workers’ Compensation Law.  (To use this form, New York (NY) must be listed under Item 3.A. on the INFORMATION PAGE of 
the workers’ compensation insurance policy).  The Insurance Carrier or its licensed agent will send this Certificate of Insurance to the entity listed 
above as the certificate holder in box “2”. 

The Insurance Carrier will also notify the above certificate holder within 10 days IF a policy is canceled due to nonpayment of premiums or within 30 
days IF there are reasons other than nonpayment of premiums that cancel the policy or eliminate the insured from the coverage indicated on this 
Certificate.  (These notices may be sent by regular mail.)  Otherwise, this Certificate is valid for one year after this form is approved by the insurance 
carrier or its licensed agent or until the policy expiration date listed in box “3c”, whichever is earlier.

Please Note: Upon the cancellation of  the workers’ compensation policy indicated on this form, if the business continues to be named on a permit, license or 
contract issued by a certificate holder, the business must provide that certificate holder with a new Certificate of Workers’ Compensation Coverage or other 
authorized proof that the business is complying with the mandatory coverage requirements of the New York State Workers’ Compensation Law. 

Under penalty of perjury, I certify that I am an authorized representative or licensed agent of the insurance carrier referenced above and that 
the named insured has the coverage as depicted on this form. 

Approved by:                         
(Print name of authorized representative or licensed agent of insurance carrier) 

Approved by:                         
(Signature) (Date)

 Title:                        

Telephone Number of authorized representative or licensed agent of insurance carrier:            

Please Note:  Only insurance carriers and their licensed agents are authorized to issue the C-105.2 form.  Insurance brokers are NOT authorized to issue 
it.
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C-105.2 (09-07) Page 2 of 2 

Workers’ Compensation Law 

Section 57.  Restriction on issue of permits and the entering into contracts unless compensation is secured. 

1. The head of a state or municipal department, board, commission or office authorized or required by law to issue any permit for or in connection 
with any work involving the employment of employees in a hazardous employment defined by this chapter, and notwithstanding any general or 
special statute requiring or authorizing the issue of such permits, shall not issue such permit unless proof duly subscribed by an insurance carrier is 
produced in a form satisfactory to the chair, that compensation for all employees has been secured as provided by this chapter.  Nothing herein, 
however, shall be construed as creating any liability on the part of such state or municipal department, board, commission or office to pay any 
compensation to any such employee if so employed. 

2. The head of a state or municipal department, board, commission or office authorized or required by law to enter into any contract for or in 
connection with any work involving the employment of employees in a hazardous employment defined by this chapter, notwithstanding any general 
or special statute requiring or authorizing any such contract, shall not enter into any such contract unless proof duly subscribed by an insurance 
carrier is produced in a form satisfactory to the chair, that compensation for all employees has been secured as provided by this chapter. 
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PROJECT: (name and address) CONTRACT INFORMATION: CERTIFICATE INFORMATION:
Town of Milton Contract For:  Cold Storage PEMB Producer:       
Rowland Street Highway Facility - 
Cold Storage PEMB

Date:       Insured:       
Date:       

OWNER: (name and address) ARCHITECT: (name and address) CONTRACTOR: (name and address)
Town of Milton Delaware Engineering, DPC      
503 Geyser Road, Ballston Spa, NY 
12020

28 Madison Ave Ext., Albany, NY 
12203

     

A. General Liability Yes No N/A
1. Does this policy include coverage for: 

a Damages because of bodily injury, sickness, or disease, including occupational 
sickness or disease, and death of any person?

b Personal injury and advertising injury?
c Damages because of physical damage to or destruction of tangible property, 

including the loss of use of such property?
d Bodily injury or property damage arising out of completed operations?
e The Contractor’s indemnity obligations included in the Contract Documents?

2. Does this policy contain an exclusion or restriction of coverage for:
a Claims by one insured against another insured, where the exclusion or 

restrictions is based solely on the fact that the claimant is an insured, and there 
would otherwise be coverage for the claim?

b Claims for property damage to the Contractor’s Work arising out of the 
products-completed operations hazard where the damaged Work or the Work 
out of which the damage arises was performed by a Subcontractor?

c Claims for bodily injury other than to employees of the insured?
d Claims for the Contractor’s indemnity obligations included in the Contract 

Documents arising out of injury to employees of the insured?
e Claims for loss excluded under a prior work endorsement or other similar 

exclusionary language?   
f Claims or loss due to physical damage under a prior injury endorsement or 

similar exclusionary language?
g Claims related to residential, multi-family, or other habitational projects?
h Claims related to roofing?
i Claims related to exterior insulation finish systems, synthetic stucco, or similar 

exterior coatings or surfaces?
j Claims related to earth subsistence or movement?
k Claims related to explosion, collapse, and underground hazards?  

B. Other Insurance Coverage Yes No N/A
1. Indicate whether the Contractor has the following insurance coverages and, if so, 

indicate the coverage limits for each.  
a Professional liability insurance

Coverage limits:      
b Pollution liability insurance

Coverage limits:      
c Insurance for maritime liability risks associated with the operation of a vessel
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Coverage limits:      
d Insurance for the use or operation of manned or unmanned aircraft

Coverage limits:      
e Property insurance

Coverage limits:      
f Railroad protective liability insurance

Coverage limits:      
g Asbestos abatement liability insurance

Coverage limits:      
h Insurance for physical damage to property while it is in storage and in transit to 

the construction site
Coverage limits:      

i Other:
     

     
(Authorized Representative)

     
(Date of Issue)



Only required if coverage is specifically
limited to certain locations in New York State, i.e. a Wrap-Up Policy

The Insurance Carrier will also notify the above certificate holder within 10 days IF a policy is canceled due to nonpayment of premiums or within 30 
days IF there are reasons other than nonpayment of premiums that cancel the policy or eliminate the insured from the coverage indicated on this 
Certificate.  (These notices may be sent by regular mail.)  Otherwise, this Certificate is valid for one year after this form is approved by the insurance 
carrier or its licensed agent or until the policy expiration date listed in box “3c”, whichever is earlier.

Please Note: Only insurance carriers and their licensed agents are authorized to issue the C-105.2 form.  Insurance brokers are NOT authorized to issue 
it.
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PROJECT: (Name and address) ARCHITECT’S PROJECT NUMBER:
Town of Milton 23-2654
Rowland Street Highway Facility - 
Cold Storage PEMB

CONTRACT FOR: Cold Storage 
PEMB

TO OWNER: (Name and address) CONTRACT DATED:      
Town of Milton
503 Geyser Road, Ballston Spa, NY 
12020

OWNER: 
ARCHITECT: 

CONTRACTOR: 
SURETY: 
OTHER: 

STATE OF:      
COUNTY OF:      

The undersigned hereby certifies that to the best of the undersigned's knowledge, information and belief, except as listed 
below, the Releases or Waivers of Lien attached hereto include the Contractor, all Subcontractors, all suppliers of materials 
and equipment, and all performers of Work, labor or services who have or may have liens or encumbrances or the right to 
assert liens or encumbrances against any property of the Owner arising in any manner out of the performance of the Contract 
referenced above.

EXCEPTIONS:
     

SUPPORTING DOCUMENTS ATTACHED HERETO: CONTRACTOR:  (Name and address)
1. Contractor's Release or Waiver of Liens, 

conditional upon receipt of final payment.
     
     

BY:   
(Signature of authorized 
representative)

2. Separate Releases or Waivers of Liens from 
Subcontractors and material and equipment 
suppliers, to the extent required by the Owner, 
accompanied by a list thereof.           

(Printed name and title)

Subscribed and sworn to before me on this date:      

Notary Public:      
My Commission Expires:      



Town of Milton                                                                        Rowland Street Highway Facility – Cold Storage PEMB

DOCUMENT 007343

WAGE RATE REQUIREMENTS

007343-1
Delaware Engineering, D.P.C. 

1.01 PREVAILING WAGE RATES

A. Prospective bidders shall note that the applicable prevailing wage rates, as determined by the 
New York State Bureau of Public Works Labor Department, are applicable for all phases of 
the work on this project.

B. The Prevailing Wage Rates attached are hereby made a part of this contract, in accordance 
with Section 220 of the Labor Law. All prospective bidders shall adhere to this documentation 
when preparing their bids.

C. All prospective bidders shall adhere to this documentation when preparing their bids.

1.02 LABOR LAW 220-H – OSHA – 10 COMPLIANCE

A. All laborers, workers, and mechanics working on a public works project valued at $250,000 
or more must be certified as having successfully completed the OSHA 10-hour Construction 
Safety and Health Course. Only those people working under the Prevailing Wage Standards 
are required to have the training.

B. DOL requires all contractors and subcontractors to attach a copy of proof of completion of 
the OSHA 10-hour course with the first certified payroll submitted to the contracting agency 
and on each succeeding payroll where any new or additional employee is first listed.

a. Proof of completion may include but not limited to:
i. Copies of bona fide course completion card;

ii. Training roster, attendance record, or other documentation from the certified 
trainer pending the issuance of the card;

iii. Other valid proof (although, no example of other valid proof was offered).
b. A certification by the employer attesting that all employees have completed such a 

course is not sufficient proof that the course has been completed.

END OF DOCUMENT 007343
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SECTION 011000

SUMMARY

PART 1 - GENERAL

1.1 RELATED DOCUMENTS

A. Drawings and general provisions of the Contract, including General and Supplementary Conditions 

and other Division 01 Specification Sections, apply to this Section.

1.2 SUMMARY

A. Section Includes:

1. Project information.

2. Work covered by Contract Documents.

3. Phased construction.

4. Work under Owner's separate contracts.

5. Contractor's use of site and premises.

6. Coordination with occupants.

7. Work restrictions.

B. Related Requirements:

1. Section 015000 "Temporary Facilities and Controls" for limitations and procedures 

governing temporary use of Owner's facilities.

1.3 PROJECT INFORMATION

A. Project Identification: Rowland Street Highway Facility – Cold Storage PEMB

1. Project Location: Rowland Street, Milton NY

a. Latitude: 43.056301

b. Longitude: -73.850701

B. Owner: Town of Milton

1. Owner's Representative: Scott Ostrander, Town Supervisor

C. Architect/Engineer: Delaware Engineering, D.P.C

1. Architect's/Engineer’s Representative: Cody Messier, PE

a. Address: 28 Madison Ave Ext., Albany, NY 12203

b. Phone: 518-452-1290
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D. Project Coordinator for Multiple Contracts: Delaware Engineering has been engaged by Owner to 

serve as Project coordinator.

1.4 WORK COVERED BY CONTRACT DOCUMENTS

A. The Work of Project is defined by the Contract Documents and includes, but is not limited to, the 

following:

1. Design, fabrication, and delivery of a pre-engineered metal building for the construction of a 

new cold storage building and other Work indicated in the Contract Documents.

2. Procurement, fabrication, and delivery of insulated metal wall panels and metal roof panels.

B. Type of Contract:

1. Project will be constructed under a single prime contract.

1.5 PHASED CONSTRUCTION

A. Construction of the Work will be in phases, with each phase substantially complete as indicated  

below.

1. Phase 1: Pre-engineered metal building design & fabrication

a. Commencement of Construction:

1) Notice to Proceed: Work of this phase shall commence within 7 after the 

Notice to Proceed.

2) Start Date: Work of this phase shall commence by June 29, 2023.

b. Substantial Completion (Delivery to Site):

1) By December 26, 2023.

2. Phase 2 (by others): Sitework & Foundation Preparation to Receive Pre-engineered metal 

building

a. Commencement of Construction:

1) Notice to Proceed: Work of this phase shall commence within 7 after the 

Notice to Proceed.

2) Start Date: Work of this phase shall commence by September 28, 2023.

b. Substantial Completion (Building foundation set to receive Pre-Engineered Metal 

Building):

1) By December 26, 2023.

3. Phase 3 (by others): Erection of Pre-engineered metal building 

a. Commencement of Construction:
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1) Start Date: Work of this phase shall commence by December 27, 2023.

b. Substantial Completion:

1) By January 26, 2023.

1.6 WORK UNDER OWNER'S SEPARATE CONTRACTS

A. Work with Separate Contractors: Cooperate fully with Owner's separate contractors, so work on 

those contracts may be carried out smoothly, without interfering with or delaying Work under this 

Contract or other contracts. Coordinate the Work of this Contract with work performed under 

Owner's separate contracts.

B. Concurrent Work: Owner will award separate contract(s) for the following construction operations 

at Project site. Those operations will be conducted simultaneously with Work under this Contract.

1. Rowland Street Facility Site Development & Foundation Construction: General site work 

including but not limited to electrical service, sewer service, water service, grading, concrete 

foundations, concrete foundation walls, concrete slab-on-grade, erection of PEMB, 

installation of metal wall panels, installation of metal roof panels, and procurement and 

installation of doors, including overhead coiling doors.

1.7 CONTRACTOR'S USE OF SITE AND PREMISES

A. Unrestricted Use of Site: Each Contractor shall have full use of Project site for construction 

operations during construction period. Contractor's use of Project site is limited only by Owner's 

right to perform work or to retain other contractors on portions of Project.

B. Limits on Use of Site: Limit use of Project site to Work in areas indicated. Do not disturb portions 

of Project site beyond areas in which the Work is indicated.

1.8 COORDINATION WITH OCCUPANTS

A. Full Owner Occupancy: Owner will occupy Project site and existing adjacent building(s) during 

entire construction period. Cooperate with Owner during construction operations to minimize 

conflicts and facilitate Owner usage. Perform the Work so as not to interfere with Owner's day-to-

day operations. Maintain existing exits unless otherwise indicated.

1. Maintain access to existing walkways, corridors, and other adjacent occupied or used 

facilities. Do not close or obstruct walkways, corridors, or other occupied or used facilities 

without written permission from Owner and approval of authorities having jurisdiction.

2. Notify Owner not less than 72 hours in advance of activities that will affect Owner's 

operations.



Town of Milton                                                       Rowland Street Highway Facility – Cold Storage PEMB

011000-4
Delaware Engineering, D.P.C. 

1.9 WORK RESTRICTIONS

A. Comply with restrictions on construction operations.

1. Comply with limitations on use of public streets, work on public streets, rights of way, and 

other requirements of authorities having jurisdiction.

B. Smoking and Controlled Substance Restrictions: Use of tobacco products, alcoholic beverages, and 

other controlled substances on Owner's property is not permitted.

C. Employee Identification: Provide identification tags for Contractor personnel working on Project 

site. Require personnel to use identification tags at all times.

PART 2 - PRODUCTS (Not Used)

PART 3 - EXECUTION (Not Used)

END OF SECTION 011000
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SECTION 012500

SUBSTITUTION PROCEDURES

PART 1 - GENERAL

1.1 RELATED DOCUMENTS

A. Drawings and general provisions of the Contract, including General and Supplementary 

Conditions and other Division 01 Specification Sections, apply to this Section.

1.2 SUMMARY

A. Section includes administrative and procedural requirements for substitutions.

B. Related Requirements:

1. Section 016000 "Product Requirements" for requirements for submitting comparable 

product submittals for products by listed manufacturers.

1.3 DEFINITIONS

A. Substitutions: Changes in products, materials, equipment, and methods of construction from 

those required by the Contract Documents.

1. Substitutions for Cause: Changes proposed by Contractor that are required due to 

changed Project conditions, such as unavailability of product, regulatory changes, or 

unavailability of required warranty terms.

2. Substitutions for Convenience: Changes proposed by Contractor or Owner that are not 

required to meet other Project requirements but may offer advantage to Contractor or 

Owner.

1.4 ACTION SUBMITTALS

A. Substitution Requests: Submit documentation identifying product or fabrication or installation 

method to be replaced. Include Specification Section number and title and Drawing numbers 

and titles.

1. Substitution Request Form: Use form acceptable to Architect.

2. Documentation: Show compliance with requirements for substitutions and the following, 

as applicable:

a. Statement indicating why specified product or fabrication or installation method 

cannot be provided, if applicable.

b. Coordination of information, including a list of changes or revisions needed to 

other parts of the Work and to construction performed by Owner and separate 

contractors that will be necessary to accommodate proposed substitution.
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c. Detailed comparison of significant qualities of proposed substitutions with those of 

the Work specified. Include annotated copy of applicable Specification Section. 

Significant qualities may include attributes, such as performance, weight, size, 

durability, visual effect, sustainable design characteristics, warranties, and specific 

features and requirements indicated. Indicate deviations, if any, from the Work 

specified.

d. Product Data, including drawings and descriptions of products and fabrication and 

installation procedures.

e. Samples, where applicable or requested.

f. Certificates and qualification data, where applicable or requested.

g. List of similar installations for completed projects, with project names and 

addresses as well as names and addresses of architects and owners.

h. Material test reports from a qualified testing agency, indicating and interpreting 

test results for compliance with requirements indicated.

i. Research reports evidencing compliance with building code in effect for Project, 

from ICC-ES.

j. Detailed comparison of Contractor's construction schedule using proposed 

substitutions with products specified for the Work, including effect on the overall 

Contract Time. If specified product or method of construction cannot be provided 

within the Contract Time, include letter from manufacturer, on manufacturer's 

letterhead, stating date of receipt of purchase order, lack of availability, or delays 

in delivery.

k. Cost information, including a proposal of change, if any, in the Contract Sum.

l. Contractor's certification that proposed substitution complies with requirements in 

the Contract Documents, except as indicated in substitution request, is compatible 

with related materials and is appropriate for applications indicated.

m. Contractor's waiver of rights to additional payment or time that may subsequently 

become necessary because of failure of proposed substitution to produce indicated 

results.

3. Architect's Action: If necessary, Architect will request additional information or 

documentation for evaluation within 7 days of receipt of a request for substitution. 

Architect will notify Contractor of acceptance or rejection of proposed substitution within 

15 days of receipt of request, or 7days of receipt of additional information or 

documentation, whichever is later.

a. Forms of Acceptance: Change Order, Construction Change Directive, or 

Architect's Supplemental Instructions for minor changes in the Work.

b. Use product specified if Architect does not issue a decision on use of a proposed 

substitution within time allocated.

1.5 QUALITY ASSURANCE

A. Compatibility of Substitutions: Investigate and document compatibility of proposed substitution 

with related products and materials. Engage a qualified testing agency to perform compatibility 

tests recommended by manufacturers.
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1.6 PROCEDURES

A. Coordination: Revise or adjust affected work as necessary to integrate work of the approved 

substitutions.

1.7 SUBSTITUTIONS

A. Substitutions for Cause: Submit requests for substitution immediately on discovery of need for 

change, but not later than 15 days prior to time required for preparation and review of related 

submittals.

1. Conditions: Architect will consider Contractor's request for substitution when the 

following conditions are satisfied. If the following conditions are not satisfied, Architect 

will return requests without action, except to record noncompliance with these 

requirements:

a. Requested substitution is consistent with the Contract Documents and will produce 

indicated results.

b. Substitution request is fully documented and properly submitted.

c. Requested substitution will not adversely affect Contractor's construction schedule.

d. Requested substitution has received necessary approvals of authorities having 

jurisdiction.

e. Requested substitution is compatible with other portions of the Work.

f. Requested substitution has been coordinated with other portions of the Work.

g. Requested substitution provides specified warranty.

h. If requested substitution involves more than one contractor, requested substitution 

has been coordinated with other portions of the Work, is uniform and consistent, is 

compatible with other products, and is acceptable to all contractors involved.

i. The requested substitution offers the Owner a substantial advantage in cost, time, 

energy conservation, or other considerations, after deducting additional 

responsibilities the Owner must assume. The Owner’s additional responsibilities 

may include compensation to Engineer for redesign and evaluation services, 

increased cost of other construction by Owner, and similar considerations.

B. Substitutions for Convenience: Not allowed.

PART 2 - PRODUCTS (Not Used)

PART 3 - EXECUTION (Not Used)

END OF SECTION 012500
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SECTION 012600

CONTRACT MODIFICATION PROCEDURES

PART 1 - GENERAL

1.1 RELATED DOCUMENTS

A. Drawings and general provisions of the Contract, including General and Supplementary 

Conditions and other Division 01 Specification Sections, apply to this Section.

1.2 SUMMARY

A. Section includes administrative and procedural requirements for handling and processing 

Contract modifications.

B. Related Requirements:

1. Section 012500 "Substitution Procedures" for administrative procedures for handling 

requests for substitutions made after the Contract award.

2. Section 013100 "Project Management and Coordination" for requirements for forms for 

contract modifications provided as part of web-based Project management software.

1.3 MINOR CHANGES IN THE WORK

A. Architect will issue supplemental instructions authorizing minor changes in the Work, not 

involving adjustment to the Contract Sum or the Contract Time, on AIA Document G710.

1.4 PROPOSAL REQUESTS

A. Owner-Initiated Proposal Requests: Architect will issue a detailed description of proposed 

changes in the Work that may require adjustment to the Contract Sum or the Contract Time. If 

necessary, the description will include supplemental or revised Drawings and Specifications.

1. Work Change Proposal Requests issued by Architect are not instructions either to stop 

work in progress or to execute the proposed change.

2. Within 15 days after receipt of Proposal Request, submit a quotation estimating cost 

adjustments to the Contract Sum and the Contract Time necessary to execute the change.

a. Include a list of quantities of products required or eliminated and unit costs, with 

total amount of purchases and credits to be made. If requested, furnish survey data 

to substantiate quantities.

b. Indicate applicable taxes, delivery charges, equipment rental, and amounts of trade 

discounts.

c. Include costs of labor and supervision directly attributable to the change.
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d. Include an updated Contractor's construction schedule that indicates the effect of 

the change, including, but not limited to, changes in activity duration, start and 

finish times, and activity relationship. Use available total float before requesting an 

extension of the Contract Time.

e. Quotation Form: Use forms acceptable to Architect.

B. Contractor-Initiated Proposals: If latent or changed conditions require modifications to the 

Contract, Contractor may initiate a claim by submitting a request for a change to Architect.

1. Include a statement outlining reasons for the change and the effect of the change on the 

Work. Provide a complete description of the proposed change. Indicate the effect of the 

proposed change on the Contract Sum and the Contract Time.

2. Include a list of quantities of products required or eliminated and unit costs, with total 

amount of purchases and credits to be made. If requested, furnish survey data to 

substantiate quantities.

3. Indicate applicable taxes, delivery charges, equipment rental, and amounts of trade 

discounts.

4. Include costs of labor and supervision directly attributable to the change.

5. Include an updated Contractor's construction schedule that indicates the effect of the 

change, including, but not limited to, changes in activity duration, start and finish times, 

and activity relationship. Use available total float before requesting an extension of the 

Contract Time.

6. Comply with requirements in Section 012500 "Substitution Procedures" if the proposed 

change requires substitution of one product or system for product or system specified.

7. Proposal Request Form: Use form acceptable to Architect.

1.5 CHANGE ORDER PROCEDURES

A. On Owner's approval of a Work Change Proposal Request, Architect will issue a Change Order 

for signatures of Owner and Contractor on AIA Document G701.

1.6 CONSTRUCTION CHANGE DIRECTIVE

A. Construction Change Directive: Architect may issue a Construction Change Directive on 

AIA Document G714. Construction Change Directive instructs Contractor to proceed with a 

change in the Work, for subsequent inclusion in a Change Order.

1. Construction Change Directive contains a complete description of change in the Work. It 

also designates method to be followed to determine change in the Contract Sum or the 

Contract Time.

B. Documentation: Maintain detailed records on a time and material basis of work required by the 

Construction Change Directive.

1. After completion of change, submit an itemized account and supporting data necessary to 

substantiate cost and time adjustments to the Contract.
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PART 2 - PRODUCTS (Not Used)

PART 3 - EXECUTION (Not Used)

END OF SECTION 012600
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SECTION 012900

PAYMENT PROCEDURES

PART 1 - GENERAL

1.1 RELATED DOCUMENTS

A. Drawings and general provisions of the Contract, including General and Supplementary 

Conditions and other Division 01 Specification Sections, apply to this Section.

1.2 SUMMARY

A. Section includes administrative and procedural requirements necessary to prepare and process 

Applications for Payment.

B. Related Requirements:

1. Section 012600 "Contract Modification Procedures" for administrative procedures for 

handling changes to the Contract.

2. Section 013200 "Construction Progress Documentation" for administrative requirements 

governing the preparation and submittal of the Contractor's construction schedule.

1.3 DEFINITIONS

A. Schedule of Values: A statement furnished by Contractor allocating portions of the Contract 

Sum to various portions of the Work and used as the basis for reviewing Contractor's 

Applications for Payment.

1.4 SCHEDULE OF VALUES

A. Coordination: Coordinate preparation of the schedule of values with preparation of Contractor's 

construction schedule.

1. Coordinate line items in the schedule of values with items required to be indicated as 

separate activities in Contractor's construction schedule.

2. Submit the schedule of values to Architect at earliest possible date, but no later than 

seven days before the date scheduled for submittal of initial Applications for Payment.

B. Format and Content: Use Project Manual table of contents as a guide to establish line items for 

the schedule of values. Provide at least one line item for each Specification Section.

1. Identification: Include the following Project identification on the schedule of values:

a. Project name and location.

b. Owner's name.

c. Owner's Project number.
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d. Name of Architect.

e. Architect's Project number.

f. Contractor's name and address.

g. Date of submittal.

2. Arrange schedule of values consistent with format of AIA Document G703.

3. Arrange the schedule of values in tabular form, with separate columns to indicate the 

following for each item listed:

a. Related Specification Section or division.

b. Description of the Work.

c. Name of subcontractor.

d. Name of manufacturer or fabricator.

e. Name of supplier.

f. Change Orders (numbers) that affect value.

g. Dollar value of the following, as a percentage of the Contract Sum to nearest one-

hundredth percent, adjusted to total 100 percent. Round dollar amounts to whole 

dollars, with total equal to Contract Sum.

1) Labor.

2) Materials.

3) Equipment.

4. Provide a breakdown of the Contract Sum in enough detail to facilitate continued 

evaluation of Applications for Payment and progress reports. Provide multiple line items 

for principal subcontract amounts in excess of five percent of the Contract Sum.

5. Provide a separate line item in the schedule of values for each part of the Work where 

Applications for Payment may include materials or equipment purchased or fabricated 

and stored, but not yet installed.

a. Differentiate between items stored on-site and items stored off-site.

6. Overhead Costs, Proportional Distribution: Include total cost and proportionate share of 

general overhead and profit for each line item.

7. Closeout Costs. Include separate line items under Contractor and principal subcontracts 

for Project closeout requirements in an amount totaling five percent of the Contract Sum 

and subcontract amount.

8. Schedule of Values Revisions: Revise the schedule of values when Change Orders or 

Construction Change Directives result in a change in the Contract Sum. Include at least 

one separate line item for each Change Order and Construction Change Directive.

1.5 APPLICATIONS FOR PAYMENT

A. Each Application for Payment following the initial Application for Payment shall be consistent 

with previous applications and payments, as certified by Architect and paid for by Owner.

B. Payment Application Times: The date for each progress payment is indicated in the 

Owner/Contractor Agreement. The period of construction work covered by each Application for 

Payment is the period indicated in the Agreement.
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C. Application for Payment Forms: Use AIA Document G702 and AIA Document G703 as form 

for Applications for Payment.

D. Application Preparation: Complete every entry on form. Notarize and execute by a person 

authorized to sign legal documents on behalf of Contractor. Architect will return incomplete 

applications without action.

1. Entries shall match data on the schedule of values and Contractor's construction schedule. 

Use updated schedules if revisions were made.

2. Include amounts for work completed following previous Application for Payment, 

whether or not payment has been received. Include only amounts for work completed at 

time of Application for Payment.

3. Include amounts of Change Orders and Construction Change Directives issued before last 

day of construction period covered by application.

4. Indicate separate amounts for work being carried out under Owner-requested project 

acceleration.

E. Stored Materials: Include in Application for Payment amounts applied for materials or 

equipment purchased or fabricated and stored, but not yet installed. Differentiate between items 

stored on-site and items stored off-site.

1. Provide certificate of insurance, evidence of transfer of title to Owner, and consent of 

surety to payment for stored materials.

2. Provide supporting documentation that verifies amount requested, such as paid invoices. 

Match amount requested with amounts indicated on documentation; do not include 

overhead and profit on stored materials.

3. Provide summary documentation for stored materials indicating the following:

a. Value of materials previously stored and remaining stored as of date of previous 

Applications for Payment.

b. Value of previously stored materials put in place after date of previous Application 

for Payment and on or before date of current Application for Payment.

c. Value of materials stored since date of previous Application for Payment and 

remaining stored as of date of current Application for Payment.

F. Transmittal: Submit three signed and notarized original copies of each Application for Payment 

to Architect] by a method ensuring receipt within 24 hours. One copy shall include waivers of 

lien and similar attachments if required.

1. Transmit each copy with a transmittal form listing attachments and recording appropriate 

information about application.

G. Waivers of Mechanic's Lien: With each Application for Payment, submit waivers of mechanic's 

lien from entities lawfully entitled to file a mechanic's lien arising out of the Contract and 

related to the Work covered by the payment.

1. Submit partial waivers on each item for amount requested in previous application, after 

deduction for retainage, on each item.

2. When an application shows completion of an item, submit conditional final or full 

waivers.
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3. Owner reserves the right to designate which entities involved in the Work must submit 

waivers.

4. Submit final Application for Payment with or preceded by conditional final waivers from 

every entity involved with performance of the Work covered by the application who is 

lawfully entitled to a lien.

5. Waiver Forms: Submit executed waivers of lien on forms acceptable to Owner.

H. Initial Application for Payment: Administrative actions and submittals that must precede or 

coincide with submittal of first Application for Payment include the following:

1. List of subcontractors.

2. Schedule of values.

3. Contractor's construction schedule (preliminary if not final).

4. Products list (preliminary if not final).

5. Sustainable design action plans, including preliminary project materials cost data.

6. Schedule of unit prices.

7. Submittal schedule (preliminary if not final).

8. List of Contractor's staff assignments.

9. List of Contractor's principal consultants.

10. Copies of building permits.

11. Copies of authorizations and licenses from authorities having jurisdiction for 

performance of the Work.

12. Initial progress report.

13. Report of preconstruction conference.

I. Application for Payment at Substantial Completion: After Architect issues the Certificate of 

Substantial Completion, submit an Application for Payment showing 100 percent completion 

for portion of the Work claimed as substantially complete.

1. Include documentation supporting claim that the Work is substantially complete and a 

statement showing an accounting of changes to the Contract Sum.

a. Complete administrative actions, submittals, and Work preceding this application, 

as described in Section 017700 "Closeout Procedures."

2. This application shall reflect Certificate(s) of Substantial Completion issued previously 

for Owner occupancy of designated portions of the Work.

J. Final Payment Application: After completing Project closeout requirements, submit final 

Application for Payment with releases and supporting documentation not previously submitted 

and accepted, including, but not limited, to the following:

1. Evidence of completion of Project closeout requirements.

2. Certification of completion of final punch list items.

3. Insurance certificates for products and completed operations where required and proof 

that taxes, fees, and similar obligations were paid.

4. Updated final statement, accounting for final changes to the Contract Sum.

5. AIA Document G706.

6. AIA Document G706A.

7. AIA Document G707.

8. Evidence that claims have been settled.
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9. Final meter readings for utilities, a measured record of stored fuel, and similar data as of 

date of Substantial Completion or when Owner took possession of and assumed 

responsibility for corresponding elements of the Work.

10. Final liquidated damages settlement statement.

11. Proof that taxes, fees, and similar obligations are paid.

12. Waivers and releases.

PART 2 - PRODUCTS (Not Used)

PART 3 - EXECUTION (Not Used)

END OF SECTION 012900
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SECTION 013100

PROJECT MANAGEMENT AND COORDINATION

PART 1 - GENERAL

1.1 RELATED DOCUMENTS

A. Drawings and general provisions of the Contract, including General and Supplementary 

Conditions and other Division 01 Specification Sections, apply to this Section.

1.2 SUMMARY

A. Section includes administrative provisions for coordinating construction operations on Project, 

including, but not limited to, the following:

1. General coordination procedures.

2. Coordination drawings.

3. RFIs.

4. Digital project management procedures.

5. Project meetings.

B. Related Requirements:

1. Section 013200 "Construction Progress Documentation" for preparing and submitting 

Contractor's construction schedule.

2. Section 017300 "Execution" for procedures for coordinating general installation and field-

engineering services, including establishment of benchmarks and control points.

3. Section 017700 "Closeout Procedures" for coordinating closeout of the Contract.

1.3 DEFINITIONS

A. RFI: Request for Information. Request from Owner, Architect, or Contractor seeking information 

required by or clarifications of the Contract Documents.

1.4 INFORMATIONAL SUBMITTALS

A. Subcontract List: Prepare a written summary identifying individuals or firms proposed for each 

portion of the Work, including those who are to furnish products or equipment fabricated to a 

special design. Include the following information in tabular form:

1. Name, address, telephone number, and email address of entity performing subcontract or 

supplying products.

2. Number and title of related Specification Section(s) covered by subcontract.

3. Drawing number and detail references, as appropriate, covered by subcontract.
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B. Key Personnel Names: Within 15 days of starting construction operations, submit a list of key 

personnel assignments, including superintendent and other personnel in attendance at Project site. 

Identify individuals and their duties and responsibilities; list addresses, cellular telephone 

numbers, and e-mail addresses. Provide names, addresses, and telephone numbers of individuals 

assigned as alternates in the absence of individuals assigned to Project.

1.5 GENERAL COORDINATION PROCEDURES

A. Coordination: Coordinate construction operations included in different Sections of the 

Specifications to ensure efficient and orderly installation of each part of the Work. Coordinate 

construction operations included in different Sections that depend on each other for proper 

installation, connection, and operation.

1. Schedule construction operations in sequence required to obtain the best results, where 

installation of one part of the Work depends on installation of other components, before or 

after its own installation.

2. Coordinate installation of different components to ensure maximum performance and 

accessibility for required maintenance, service, and repair.

3. Make adequate provisions to accommodate items scheduled for later installation.

B. Prepare memoranda for distribution to each party involved, outlining special procedures required 

for coordination. Include such items as required notices, reports, and list of attendees at meetings.

1. Prepare similar memoranda for Owner and separate contractors if coordination of their 

Work is required.

C. Administrative Procedures: Coordinate scheduling and timing of required administrative 

procedures with other construction activities and direction of Project coordinator to avoid 

conflicts and to ensure orderly progress of the Work. Such administrative activities include, but 

are not limited to, the following:

1. Preparation of Contractor's construction schedule.

2. Preparation of the schedule of values.

3. Installation and removal of temporary facilities and controls.

4. Delivery and processing of submittals.

5. Progress meetings.

6. Preinstallation conferences.

7. Project closeout activities.

8. Startup and adjustment of systems.

1.6 REQUEST FOR INFORMATION (RFI)

A. General: Immediately on discovery of the need for additional information, clarification, or 

interpretation of the Contract Documents, Contractor shall prepare and submit an RFI in the form 

specified.

1. Architect will return without response those RFIs submitted to Architect by other entities 

controlled by Contractor.
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2. Coordinate and submit RFIs in a prompt manner to avoid delays in Contractor's work or 

work of subcontractors.

B. Content of the RFI: Include a detailed, legible description of item needing information or 

interpretation and the following:

1. Project name.

2. Owner name.

3. Owner's Project number.

4. Name of Architect.

5. Architect's Project number.

6. Date.

7. Name of Contractor.

8. RFI number, numbered sequentially.

9. RFI subject.

10. Specification Section number and title and related paragraphs, as appropriate.

11. Drawing number and detail references, as appropriate.

12. Field dimensions and conditions, as appropriate.

13. Contractor's suggested resolution. If Contractor's suggested resolution impacts the Contract 

Time or the Contract Sum, Contractor shall state impact in the RFI.

14. Contractor's signature.

15. Attachments: Include sketches, descriptions, measurements, photos, Product Data, Shop 

Drawings, coordination drawings, and other information necessary to fully describe items 

needing interpretation.

a. Include dimensions, thicknesses, structural grid references, and details of affected 

materials, assemblies, and attachments on attached sketches.

C. RFI Forms: AIA Document G716.

1. Attachments shall be electronic files in PDF format.

D. Architect's Action: Architect will review each RFI, determine action required, and respond. Allow 

five days for Architect's response for each RFI. RFIs received by Architect 1:00 p.m. will be 

considered as received the following working day.

1. The following Contractor-generated RFIs will be returned without action:

a. Requests for approval of submittals.

b. Requests for approval of substitutions.

c. Requests for approval of Contractor's means and methods.

d. Requests for coordination information already indicated in the Contract Documents.

e. Requests for adjustments in the Contract Time or the Contract Sum.

f. Requests for interpretation of Architect's actions on submittals.

g. Incomplete RFIs or inaccurately prepared RFIs.

2. Architect's action may include a request for additional information, in which case 

Architect's time for response will date from time of receipt by Architect of additional 

information.
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3. Architect's action on RFIs that may result in a change to the Contract Time or the Contract 

Sum may be eligible for Contractor to submit Change Proposal according to 

Section 012600 "Contract Modification Procedures."

a. If Contractor believes the RFI response warrants change in the Contract Time or the 

Contract Sum, notify Architect in writing within 5 days of receipt of the RFI 

response.

E. RFI Log: Prepare, maintain, and submit a tabular log of RFIs organized by the RFI number. 

Submit log weekly and include the following:

1. Project name.

2. Name and address of Contractor.

3. Name and address of Architect

4. RFI number, including RFIs that were returned without action or withdrawn.

5. RFI description.

6. Date the RFI was submitted.

7. Date Architect's response was received.

8. Identification of related Minor Change in the Work, Construction Change Directive, and 

Proposal Request, as appropriate.

F. On receipt of Architect's action, update the RFI log and immediately distribute the RFI response 

to affected parties. Review response and notify Architect within three days if Contractor disagrees 

with response.

PART 2 - PRODUCTS (Not Used)

PART 3 - EXECUTION (Not Used)

END OF SECTION 013100
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SECTION 013200

CONSTRUCTION PROGRESS DOCUMENTATION

PART 1 - GENERAL

1.1 SUMMARY

A. Section includes administrative and procedural requirements for documenting the progress of construction 

during performance of the Work, including the following:

1. Contractor's Construction Schedule.

2. Material location reports.

B. Related Requirements:

1. Section 012900 "Payment Procedures" for schedule of values and requirements for use of cost-loaded 

schedule for Applications for Payment.

2. Section 014000 "Quality Requirements" for schedule of tests and inspections.

1.2 DEFINITIONS

A. Activity: A discrete part of a project that can be identified for planning, scheduling, monitoring, and controlling 

the construction Project. Activities included in a construction schedule consume time and resources.

1. Critical Activity: An activity on the critical path that must start and finish on the planned early start and 

finish times.

2. Predecessor Activity: An activity that precedes another activity in the network.

3. Successor Activity: An activity that follows another activity in the network.

B. Critical Path: The longest connected chain of interdependent activities through the network schedule that 

establishes the minimum overall Project duration and contains no float.

C. Event: The starting or ending point of an activity.

1.3 INFORMATIONAL SUBMITTALS

A. Format for Submittals: Submit required submittals in the following format:

1. Working electronic copy of schedule file.

2. PDF file.

B. Contractor's Construction Schedule: Initial schedule, of size required to display entire schedule for entire 

construction period.
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1.4 CONTRACTOR'S CONSTRUCTION SCHEDULE

A. Computer Scheduling Software: Prepare schedules using current version of a program that has been developed 

specifically to manage construction schedules.

B. Time Frame: Extend schedule from date established for the Notice of Award to date of Substantial Completion.

1. Contract completion date to not be changed by submission of a schedule that shows an early completion 

date, unless specifically authorized by Change Order.

C. Activities: Treat each floor or separate area as a separate numbered activity for each main element of the Work. 

Comply with the following:

1. Activity Duration: Define activities so no activity is longer than 20 days, unless specifically allowed by 

Architect.

2. Procurement Activities: Include procurement process activities for the following long lead-time items 

and major items, requiring a cycle of more than 60 days, as separate activities in schedule. Procurement 

cycle activities include, but are not limited to, submittals, approvals, purchasing, fabrication, and 

delivery.

3. Submittal Review Time: Include review and resubmittal times indicated in Section 013300 "Submittal 

Procedures" in schedule. Coordinate submittal review times in Contractor's Construction Schedule with 

submittal schedule.

4. Startup and Testing Time: Include no fewer than 15 days for startup and testing.

5. Commissioning Time: Include no fewer than 15 days for commissioning.

6. Substantial Completion: Indicate completion in advance of date established for Substantial Completion, 

and allow time for Architect's administrative procedures necessary for certification of Substantial 

Completion.

7. Punch List and Final Completion: Include not more than 7 days for completion of punch list items and 

Final Completion.

D. Constraints: Include constraints and work restrictions indicated in the Contract Documents and as follows in 

schedule, and show how the sequence of the Work is affected.

1. Work by Owner: Include a separate activity for each portion of the Work performed by Owner.

2. Products Ordered in Advance: Include a separate activity for each product. Include delivery date 

indicated in Section 011000 "Summary." Delivery dates indicated stipulate the earliest possible delivery 

date.

3. Owner-Furnished Products: Include a separate activity for each product. Include delivery date indicated 

in Section 011000 "Summary." Delivery dates indicated stipulate the earliest possible delivery date.

4. Work Stages: Indicate important stages of construction for each major portion of the Work, including, 

but not limited to, the following:

a. Subcontract awards.

b. Submittals.

c. Purchases.

d. Fabrication.
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e. Deliveries.

f. Installation.

g. Tests and inspections.

h. Adjusting.

i. Startup and placement into final use and operation.

j. Commissioning.

E. Milestones: Include milestones indicated in the Contract Documents in schedule, including, but not limited to, 

the Notice to Proceed, Substantial Completion, and Final Completion.

F. Upcoming Work Summary: Prepare summary report indicating activities scheduled to occur or commence prior 

to submittal of next schedule update. Summarize the following issues:

1. Unresolved issues.

2. Unanswered Requests for Information.

3. Rejected or unreturned submittals.

4. Notations on returned submittals.

5. Pending modifications affecting the Work and the Contract Time.

G. Contractor's Construction Schedule Updating: At monthly intervals, update schedule to reflect actual 

construction progress and activities. 

1. Include a report with updated schedule that indicates every change, including, but not limited to, 

changes in logic, durations, actual starts and finishes, and activity durations.

2. As the Work progresses, indicate Final Completion percentage for each activity.

H. Distribution: Distribute copies of approved schedule to Architect, Owner, separate contractors, testing and 

inspecting agencies, and other parties identified by Contractor with a need-to-know schedule responsibility.

1. When revisions are made, distribute updated schedules to the same parties and post in the same 

locations. Delete parties from distribution when they have completed their assigned portion of the Work 

and are no longer involved in performance of construction activities.

1.5 GANTT-CHART SCHEDULE REQUIREMENTS

A. Gantt-Chart Schedule: Submit a comprehensive, fully developed, horizontal, Gantt-chart-type, Contractor's 

Construction Schedule within 30 days of date established for Notice of Award.

B. Preparation: Indicate each significant construction activity separately. Identify first workday of each week with 

a continuous vertical line.

1. For construction activities that require three months or longer to complete, indicate an estimated 

completion percentage in 10 percent increments within time bar.

1.6 REPORTS

A. Material Location Reports: At monthly intervals, prepare and submit a comprehensive list of materials 

delivered to and stored at Project site. List to be cumulative, showing materials previously reported plus items 

recently delivered. Include with list a statement of progress on 
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and delivery dates for materials or items of equipment fabricated or stored away from Project site. Indicate the 

following categories for stored materials:

1. Material stored prior to previous report and remaining in storage.

2. Material stored prior to previous report and since removed from storage and installed.

3. Material stored following previous report and remaining in storage.

PART 2 - PRODUCTS (Not Used)

PART 3 - EXECUTION (Not Used)

END OF SECTION 013200
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SECTION 013300

SUBMITTAL PROCEDURES

PART 1 - GENERAL

1.1 SUMMARY

A. Section Includes:

1. Submittal schedule requirements.

2. Administrative and procedural requirements for submittals.

B. Related Requirements:

1. Section 012900 "Payment Procedures" for submitting Applications for Payment and the 

schedule of values.

2. Section 013100 "Project Management and Coordination" for submitting coordination 

drawings and subcontract list and for requirements for web-based Project software.

3. Section 013200 "Construction Progress Documentation" for submitting schedules and reports, 

including Contractor's construction schedule.

4. Section 014000 "Quality Requirements" for submitting test and inspection reports, and 

schedule of tests and inspections.

5. Section 017700 "Closeout Procedures" for submitting closeout submittals and maintenance 

material submittals.

6. Section 017823 "Operation and Maintenance Data" for submitting operation and maintenance 

manuals.

7. Section 017839 "Project Record Documents" for submitting record Drawings, record 

Specifications, and record Product Data.

1.2 DEFINITIONS

A. Action Submittals: Written and graphic information and physical samples that require Architect's 

responsive action. Action submittals are those submittals indicated in individual Specification 

Sections as "action submittals."

B. Informational Submittals: Written and graphic information and physical samples that do not require 

Architect's responsive action. Submittals may be rejected for not complying with requirements. 

Informational submittals are those submittals indicated in individual Specification Sections as 

"informational submittals."

1.3 SUBMITTAL SCHEDULE

A. Submittal Schedule: Submit, as an action submittal, a list of submittals, arranged in chronological 

order by dates required by construction schedule. Include time required for review, ordering, 

manufacturing, fabrication, and delivery when establishing dates. Include 
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additional time required for making corrections or revisions to submittals noted by Architect and 

additional time for handling and reviewing submittals required by those corrections.

1. Coordinate submittal schedule with list of subcontracts, the schedule of values, and 

Contractor's construction schedule.

2. Final Submittal Schedule: Submit concurrently with the first complete submittal of 

Contractor's construction schedule.

a. Submit revised submittal schedule as required to reflect changes in current status and 

timing for submittals.

3. Format: Arrange the following information in a tabular format:

a. Scheduled date for first submittal.

b. Specification Section number and title.

c. Submittal Category: Action; informational.

d. Name of subcontractor.

e. Description of the Work covered.

f. Scheduled date for Architect's final release or approval.

1.4 SUBMITTAL FORMATS

A. Submittal Information: Include the following information in each submittal:

1. Project name.

2. Date.

3. Name of Architect.

4. Name of Contractor.

5. Name of firm or entity that prepared submittal.

6. Names of subcontractor, manufacturer, and supplier.

7. Unique submittal number, including revision identifier. Include Specification Section number 

with sequential alphanumeric identifier and alphanumeric suffix for resubmittals.

8. Category and type of submittal.

9. Submittal purpose and description.

10. Number and title of Specification Section, with paragraph number and generic name for each 

of multiple items.

11. Drawing number and detail references, as appropriate.

12. Indication of full or partial submittal.

13. Location(s) where product is to be installed, as appropriate.

14. Other necessary identification.

15. Remarks.

16. Signature of transmitter.

B. Options: Identify options requiring selection by Architect.

C. Deviations and Additional Information: On each submittal, clearly indicate deviations from 

requirements in the Contract Documents, including minor variations and limitations; include relevant 

additional information and revisions, other than those requested by Architect on previous submittals. 

Indicate by highlighting on each submittal or noting on attached separate sheet.
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D. Electronic Submittals: Prepare submittals as PDF package, incorporating complete information into 

each PDF file. Name PDF file with submittal number.

1.5 SUBMITTAL PROCEDURES

A. Prepare and submit submittals required by individual Specification Sections. Types of submittals are 

indicated in individual Specification Sections.

1. Email: Prepare submittals as PDF package and transmit to Architect by sending via email. 

Include PDF transmittal form. Include information in email subject line as requested by 

Architect.

a. Architect will return annotated file. Annotate and retain one copy of file as a digital 

Project Record Document file.

B. Coordination: Coordinate preparation and processing of submittals with performance of construction 

activities.

1. Coordinate each submittal with fabrication, purchasing, testing, delivery, other submittals, and 

related activities that require sequential activity.

2. Submit all submittal items required for each Specification Section concurrently unless partial 

submittals for portions of the Work are indicated on approved submittal schedule.

3. Submit action submittals and informational submittals required by the same Specification 

Section as separate packages under separate transmittals.

4. Coordinate transmittal of submittals for related parts of the Work specified in different 

Sections, so processing will not be delayed because of need to review submittals concurrently 

for coordination.

a. Architect reserves the right to withhold action on a submittal requiring coordination 

with other submittals until related submittals are received.

C. Processing Time: Allow time for submittal review, including time for resubmittals, as follows. Time 

for review shall commence on Architect's receipt of submittal. No extension of the Contract Time 

will be authorized because of failure to transmit submittals enough in advance of the Work to permit 

processing, including resubmittals.

1. Initial Review: Allow 15 days for initial review of each submittal. Allow additional time if 

coordination with subsequent submittals is required. Architect will advise Contractor when a 

submittal being processed must be delayed for coordination.

2. Intermediate Review: If intermediate submittal is necessary, process it in same manner as 

initial submittal.

3. Resubmittal Review: Allow 15 days for review of each resubmittal.

a.

D. Resubmittals: Make resubmittals in same form and number of copies as initial submittal.

1. Note date and content of previous submittal.

2. Note date and content of revision in label or title block, and clearly indicate extent of revision.
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3. Resubmit submittals until they are marked with approval notation from Architect's action 

stamp.

E. Distribution: Furnish copies of final submittals to manufacturers, subcontractors, suppliers, 

fabricators, installers, authorities having jurisdiction, and others as necessary for performance of 

construction activities. Show distribution on transmittal forms.

F. Use for Construction: Retain complete copies of submittals on Project site. Use only final action 

submittals that are marked with approval notation from Architect's action stamp.

1.6 SUBMITTAL REQUIREMENTS

A. Product Data: Collect information into a single submittal for each element of construction and type 

of product or equipment.

1. If information must be specially prepared for submittal because standard published data are 

unsuitable for use, submit as Shop Drawings, not as Product Data.

2. Mark each copy of each submittal to show which products and options are applicable.

3. Include the following information, as applicable:

a. Manufacturer's catalog cuts.

b. Manufacturer's product specifications.

c. Standard color charts.

d. Statement of compliance with specified referenced standards.

e. Testing by recognized testing agency.

f. Application of testing agency labels and seals.

g. Notation of coordination requirements.

h. Availability and delivery time information.

4. For equipment, include the following in addition to the above, as applicable:

a. Wiring diagrams that show factory-installed wiring.

b. Printed performance curves.

c. Operational range diagrams.

d. Clearances required to other construction, if not indicated on accompanying Shop 

Drawings.

5. Submit Product Data before Shop Drawings, and before or concurrently with Samples.

B. Shop Drawings: Prepare Project-specific information, drawn accurately to scale. Do not base Shop 

Drawings on reproductions of the Contract Documents or standard printed data.

1. Preparation: Fully illustrate requirements in the Contract Documents. Include the following 

information, as applicable:

a. Identification of products.

b. Schedules.

c. Compliance with specified standards.

d. Notation of coordination requirements.

e. Notation of dimensions established by field measurement.
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f. Relationship and attachment to adjoining construction clearly indicated.

g. Seal and signature of professional engineer if specified.

C. Samples: Submit Samples for review of type, color, pattern, and texture for a check of these 

characteristics with other materials.

1. Transmit Samples that contain multiple, related components, such as accessories together in 

one submittal package.

2. Identification: Permanently attach label on unexposed side of Samples that includes the 

following:

a. Project name and submittal number.

b. Generic description of Sample.

c. Product name and name of manufacturer.

d. Sample source.

e. Number and title of applicable Specification Section.

f. Specification paragraph number and generic name of each item.

3. Email Transmittal: Provide PDF transmittal. Include digital image file illustrating Sample 

characteristics and identification information for record.

D. Product Schedule: As required in individual Specification Sections, prepare a written summary 

indicating types of products required for the Work and their intended location. Include the following 

information in tabular form:

1. Type of product. Include unique identifier for each product indicated in the Contract 

Documents or assigned by Contractor if none is indicated.

2. Manufacturer and product name, and model number if applicable.

3. Number and name of room or space.

4. Location within room or space.

E. Qualification Data: Prepare written information that demonstrates capabilities and experience of firm 

or person. Include lists of completed projects with project names and addresses, contact information 

of architects and owners, and other information specified.

F. Design Data: Prepare and submit written and graphic information indicating compliance with 

indicated performance and design criteria in individual Specification Sections. Include list of 

assumptions and summary of loads. Include load diagrams if applicable. Provide name and version 

of software, if any, used for calculations. Number each page of submittal.

G. Certificates:

1. Certificates and Certifications Submittals: Submit a statement that includes signature of entity 

responsible for preparing certification. Certificates and certifications shall be signed by an 

officer or other individual authorized to sign documents on behalf of that entity. Provide a 

notarized signature where indicated.

2. Installer Certificates: Submit written statements on manufacturer's letterhead, certifying that 

Installer complies with requirements in the Contract Documents and, where required, is 

authorized by manufacturer for this specific Project.
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3. Manufacturer Certificates: Submit written statements on manufacturer's letterhead, certifying 

that manufacturer complies with requirements in the Contract Documents. Include evidence of 

manufacturing experience where required.

4. Material Certificates: Submit written statements on manufacturer's letterhead, certifying that 

material complies with requirements in the Contract Documents.

5. Product Certificates: Submit written statements on manufacturer's letterhead, certifying that 

product complies with requirements in the Contract Documents.

6. Welding Certificates: Prepare written certification that welding procedures and personnel 

comply with requirements in the Contract Documents. Submit record of AWS B2.1/B2.1M on 

AWS forms. Include names of firms and personnel certified.

H. Test and Research Reports:

1. Compatibility Test Reports: Submit reports written by a qualified testing agency, on testing 

agency's standard form, indicating and interpreting results of compatibility tests performed 

before installation of product. Include written recommendations for substrate preparation and 

primers required.

2. Field Test Reports: Submit written reports indicating and interpreting results of field tests 

performed either during installation of product or after product is installed in its final location, 

for compliance with requirements in the Contract Documents.

3. Material Test Reports: Submit reports written by a qualified testing agency, on testing 

agency's standard form, indicating and interpreting test results of material for compliance with 

requirements in the Contract Documents.

4. Preconstruction Test Reports: Submit reports written by a qualified testing agency, on testing 

agency's standard form, indicating and interpreting results of tests performed before 

installation of product, for compliance with performance requirements in the Contract 

Documents.

5. Product Test Reports: Submit written reports indicating that current product produced by 

manufacturer complies with requirements in the Contract Documents. Base reports on 

evaluation of tests performed by manufacturer and witnessed by a qualified testing agency, or 

on comprehensive tests performed by a qualified testing agency.

6. Research Reports: Submit written evidence, from a model code organization acceptable to 

authorities having jurisdiction, that product complies with building code in effect for Project. 

Include the following information:

a. Name of evaluation organization.

b. Date of evaluation.

c. Time period when report is in effect.

d. Product and manufacturers' names.

e. Description of product.

f. Test procedures and results.

g. Limitations of use.

1.7 DELEGATED DESIGN SERVICES

A. Performance and Design Criteria: Where professional design services or certifications by a design 

professional are specifically required of Contractor by the Contract Documents, provide products and 

systems complying with specific performance and design criteria indicated.



Town of Milton                                                       Rowland Street Highway Facility – Cold Storage PEMB

013300-7
Delaware Engineering, D.P.C. 

1. If criteria indicated are insufficient to perform services or certification required, submit a 

written request for additional information to Architect.

B. Delegated Design Services Certification: In addition to Shop Drawings, Product Data, and other 

required submittals, submit digitally signed PDF file, signed and sealed by the responsible design 

professional, for each product and system specifically assigned to Contractor to be designed or 

certified by a design professional.

1. Indicate that products and systems comply with performance and design criteria in the 

Contract Documents. Include list of codes, loads, and other factors used in performing these 

services.

1.8 ARCHITECT'S REVIEW

A. Action Submittals: Architect will review each submittal, indicate corrections or revisions 

required, and return.

1. PDF Submittals: Architect will indicate, via markup on each submittal, the appropriate action.

B. Informational Submittals: Architect will review each submittal and will not return it, or will return it 

if it does not comply with requirements. Architect will forward each submittal to appropriate party.

C. Partial submittals prepared for a portion of the Work will be reviewed when use of partial submittals 

has received prior approval from Architect.

D. Incomplete submittals are unacceptable, will be considered nonresponsive, and will be returned for 

resubmittal without review.

E. Architect will return without review submittals received from sources other than Contractor.

F. Submittals not required by the Contract Documents will be returned by Architect without action.

PART 2 - PRODUCTS (Not Used)

PART 3 - EXECUTION (Not Used)

END OF SECTION 013300
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SECTION 014000

QUALITY REQUIREMENTS

PART 1 - GENERAL

1.1 SUMMARY

A. Section includes administrative and procedural requirements for quality assurance and quality 

control.

B. Testing and inspection services are required to verify compliance with requirements specified or 

indicated. These services do not relieve Contractor of responsibility for compliance with the Contract 

Document requirements.

1. Specific quality-assurance and quality-control requirements for individual work results are 

specified in their respective Specification Sections. Requirements in individual Sections may 

also cover production of standard products.

2. Specified tests, inspections, and related actions do not limit Contractor's other quality-

assurance and quality-control procedures that facilitate compliance with the Contract 

Document requirements.

3. Requirements for Contractor to provide quality-assurance and quality-control services 

required by Architect, Owner, Commissioning Authority, or authorities having jurisdiction are 

not limited by provisions of this Section.

1.2 DEFINITIONS

A. Experienced: When used with an entity or individual, "experienced," unless otherwise further 

described, means having successfully completed a minimum of five previous projects similar in 

nature, size, and extent to this Project; being familiar with special requirements indicated; and having 

complied with requirements of authorities having jurisdiction.

B. Field Quality-Control Tests and Inspections: Tests and inspections that are performed on-site for 

installation of the Work and for completed Work.

C. Installer/Applicator/Erector: Contractor or another entity engaged by Contractor as an employee, 

subcontractor, or sub-subcontractor, to perform a particular construction operation, including 

installation, erection, application, assembly, and similar operations.

1. Use of trade-specific terminology in referring to a Work result does not require that certain 

construction activities specified apply exclusively to specific trade(s).

D. Preconstruction Testing: Tests and inspections performed specifically for Project before products and 

materials are incorporated into the Work, to verify performance or compliance with specified criteria. 

Unless otherwise indicated, copies of reports of tests or inspections performed for other than the 

Project do not meet this definition.
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E. Product Tests: Tests and inspections that are performed by a nationally recognized testing laboratory 

(NRTL) in accordance with 29 CFR 1910.7, by a testing agency accredited in accordance with 

NIST's National Voluntary Laboratory Accreditation Program (NVLAP), or by a testing agency 

qualified to conduct product testing and acceptable to authorities having jurisdiction, to establish 

product performance and compliance with specified requirements.

F. Source Quality-Control Tests and Inspections: Tests and inspections that are performed at the source 

(e.g., plant, mill, factory, or shop).

G. Testing Agency: An entity engaged to perform specific tests, inspections, or both. The term "testing 

laboratory" has the same meaning as the term "testing agency."

H. Quality-Assurance Services: Activities, actions, and procedures performed before and during 

execution of the Work, to guard against defects and deficiencies and substantiate that proposed 

construction will comply with requirements.

I. Quality-Control Services: Tests, inspections, procedures, and related actions during and after 

execution of the Work, to evaluate that actual products incorporated into the Work and completed 

construction comply with requirements. Contractor's quality-control services do not include contract 

administration activities performed by Architect or Construction Manager.

1.3 DELEGATED DESIGN SERVICES

A. Performance and Design Criteria: Where professional design services or certifications by a design 

professional are specifically required of Contractor by the Contract Documents, provide products and 

systems complying with specific performance and design criteria indicated.

1. If criteria indicated are not sufficient to perform services or certification required, submit a 

written request for additional information to Architect.

B. Delegated Design Services Statement: Submit a statement signed and sealed by the responsible 

design professional, for each product and system specifically assigned to Contractor to be designed 

or certified by a design professional, indicating that the products and systems are in compliance with 

performance and design criteria indicated. Include list of codes, loads, and other factors used in 

performing these services.

1.4 CONFLICTING REQUIREMENTS

A. Conflicting Standards and Other Requirements: If compliance with two or more standards or 

requirements is specified and the standards or requirements establish different or conflicting 

requirements for minimum quantities or quality levels, inform the Architect regarding the conflict 

and obtain clarification prior to proceeding with the Work. Refer conflicting requirements that are 

different, but apparently equal, to Architect for clarification before proceeding.

B. Minimum Quantity or Quality Levels: The quantity or quality level shown or specified is the 

minimum provided or performed. The actual installation may comply exactly with the minimum 

quantity or quality specified, or it may exceed the minimum within reasonable limits. To comply 

with these requirements, indicated numeric values are minimum or maximum, as 
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appropriate, for the context of requirements. Refer uncertainties to Architect for a decision before 

proceeding.

1.5 INFORMATIONAL SUBMITTALS

A. Contractor's Quality-Control Plan: For quality-assurance and quality-control activities and 

responsibilities.

B. Qualification Data: For Contractor's quality-control personnel.

C. Testing Agency Qualifications: For testing agencies specified in "Quality Assurance" Article to 

demonstrate their capabilities and experience. Include proof of qualifications in the form of a recent 

report on the inspection of the testing agency by a recognized authority.

D. Schedule of Tests and Inspections: Prepare in tabular form and include the following:

1. Specification Section number and title.

2. Entity responsible for performing tests and inspections.

3. Description of test and inspection.

4. Identification of applicable standards.

5. Identification of test and inspection methods.

6. Number of tests and inspections required.

7. Time schedule or time span for tests and inspections.

8. Requirements for obtaining samples.

9. Unique characteristics of each quality-control service.

E. Reports: Prepare and submit certified written reports and documents as specified.

F. Permits, Licenses, and Certificates: For Owner's record, submit copies of permits, licenses, 

certifications, inspection reports, releases, jurisdictional settlements, notices, receipts for fee 

payments, judgments, correspondence, records, and similar documents established for compliance 

with standards and regulations bearing on performance of the Work.

1.6 CONTRACTOR'S QUALITY-CONTROL PLAN

A. Quality-Control Plan, General: Submit quality-control plan within 10 days of Notice to Proceed. 

Submit in format acceptable to Architect. Identify personnel, procedures, controls, instructions, tests, 

records, and forms to be used to carry out Contractor's quality-assurance and quality-control 

responsibilities and to coordinate Owner's quality-assurance and quality-control activities. 

Coordinate with Contractor's Construction Schedule.

B. Quality-Control Personnel Qualifications: Engage qualified personnel trained and experienced in 

managing and executing quality-assurance and quality-control procedures similar in nature and 

extent to those required for Project.

C. Submittal Procedure: Describe procedures for ensuring compliance with requirements through 

review and management of submittal process. Indicate qualifications of personnel responsible for 

submittal review.
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D. Testing and Inspection: In quality-control plan, include a comprehensive schedule of Work requiring 

testing or inspection, including the following:

1. Contractor-performed tests and inspections, including subcontractor-performed tests and 

inspections. Include required tests and inspections and Contractor-elected tests and 

inspections. Distinguish source quality-control tests and inspections from field quality-control 

tests and inspections.

2. Special inspections required by authorities having jurisdiction and indicated on the Statement 

of Special Inspections.

3. Owner-performed tests and inspections indicated in the Contract Documents, including tests 

and inspections indicated to be performed by Commissioning Authority.

E. Continuous Inspection of Workmanship: Describe process for continuous inspection during 

construction to identify and correct deficiencies in workmanship in addition to testing and inspection 

specified. Indicate types of corrective actions to be required to bring the Work into compliance with 

standards of workmanship established by Contract requirements and approved mockups.

F. Monitoring and Documentation: Maintain testing and inspection reports, including log of approved 

and rejected results. Include Work Architect has indicated as nonconforming or defective. Indicate 

corrective actions taken to bring nonconforming Work into compliance with requirements. Comply 

with requirements of authorities having jurisdiction.

1.7 REPORTS AND DOCUMENTS

A. Test and Inspection Reports: Prepare and submit certified written reports specified in other Sections. 

Include the following:

1. Date of issue.

2. Project title and number.

3. Name, address, telephone number, and email address of testing agency.

4. Dates and locations of samples and tests or inspections.

5. Names of individuals making tests and inspections.

6. Description of the Work and test and inspection method.

7. Identification of product and Specification Section.

8. Complete test or inspection data.

9. Test and inspection results and an interpretation of test results.

10. Record of temperature and weather conditions at time of sample-taking and testing and 

inspection.

11. Comments or professional opinion on whether tested or inspected Work complies with the 

Contract Document requirements.

12. Name and signature of laboratory inspector.

13. Recommendations on retesting and reinspecting.

B. Manufacturer's Technical Representative's Field Reports: Prepare written information documenting 

manufacturer's technical representative's tests and inspections specified in other Sections. Include the 

following:

1. Name, address, telephone number, and email address of technical representative making 

report.
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2. Statement on condition of substrates and their acceptability for installation of product.

3. Statement that products at Project site comply with requirements.

4. Summary of installation procedures being followed, whether they comply with requirements 

and, if not, what corrective action was taken.

5. Results of operational and other tests and a statement of whether observed performance 

complies with requirements.

6. Statement of whether conditions, products, and installation will affect warranty.

7. Other required items indicated in individual Specification Sections.

C. Factory-Authorized Service Representative's Reports: Prepare written information documenting 

manufacturer's factory-authorized service representative's tests and inspections specified in other 

Sections. Include the following:

1. Name, address, telephone number, and email address of factory-authorized service 

representative making report.

2. Statement that equipment complies with requirements.

3. Results of operational and other tests and a statement of whether observed performance 

complies with requirements.

4. Statement of whether conditions, products, and installation will affect warranty.

5. Other required items indicated in individual Specification Sections.

1.8 QUALITY ASSURANCE

A. Qualifications paragraphs in this article establish the minimum qualification levels required; 

individual Specification Sections specify additional requirements.

B. Manufacturer Qualifications: A firm experienced in manufacturing products or systems similar to 

those indicated for this Project and with a record of successful in-service performance, as well as 

sufficient production capacity to produce required units. As applicable, procure products from 

manufacturers able to meet qualification requirements, warranty requirements, and technical or 

factory-authorized service representative requirements.

C. Fabricator Qualifications: A firm experienced in producing products similar to those indicated for 

this Project and with a record of successful in-service performance, as well as sufficient production 

capacity to produce required units.

D. Installer Qualifications: A firm or individual experienced in installing, erecting, applying, or 

assembling work similar in material, design, and extent to that indicated for this Project, whose work 

has resulted in construction with a record of successful in-service performance.

E. Professional Engineer Qualifications: A professional engineer who is legally qualified to practice in 

jurisdiction where Project is located and who is experienced in providing engineering services of the 

kind indicated. Engineering services are defined as those performed for installations of the system, 

assembly, or product that is similar in material, design, and extent to those indicated for this Project.

F. Specialists: Certain Specification Sections require that specific construction activities be performed 

by entities who are recognized experts in those operations. Specialists will satisfy qualification 

requirements indicated and engage in the activities indicated.
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1. Requirements of authorities having jurisdiction supersede requirements for specialists.

G. Testing and Inspecting Agency Qualifications: An NRTL, an NVLAP, or an independent agency 

with the experience and capability to conduct testing and inspection indicated, as documented in 

accordance with ASTM E329, and with additional qualifications specified in individual Sections; 

and, where required by authorities having jurisdiction, that is acceptable to authorities.

H. Manufacturer's Technical Representative Qualifications: An authorized representative of 

manufacturer who is trained and approved by manufacturer to observe and inspect installation of 

manufacturer's products that are similar in material, design, and extent to those indicated for this 

Project.

I. Factory-Authorized Service Representative Qualifications: An authorized representative of 

manufacturer who is trained and approved by manufacturer to inspect, demonstrate, repair, and 

perform service on installations of manufacturer's products that are similar in material, design, and 

extent to those indicated for this Project.

J. Preconstruction Testing: Where testing agency is indicated to perform preconstruction testing for 

compliance with specified requirements for performance and test methods, comply with the 

following:

1. Contractor's Responsibilities:

a. Provide test specimens representative of proposed products and construction.

b. Submit specimens in a timely manner with sufficient time for testing and analyzing 

results to prevent delaying the Work.

c. Provide sizes and configurations of test assemblies, mockups, and laboratory mockups 

to adequately demonstrate capability of products to comply with performance 

requirements.

d. Build site-assembled test assemblies and mockups, using installers who will perform 

same tasks for Project.

2. Testing Agency Responsibilities: Submit a certified written report of each test, inspection, and 

similar quality-assurance service to Architect and Commissioning Authority, with copy to 

Contractor. Interpret tests and inspections, and state in each report whether tested and 

inspected Work complies with or deviates from the Contract Documents.

1.9 QUALITY CONTROL

A. Contractor Responsibilities: Tests and inspections not explicitly assigned to Owner are Contractor's 

responsibility. Perform additional quality-control activities, whether specified or not, to verify and 

document that the Work complies with requirements.

1. Unless otherwise indicated, provide quality-control services specified and those required by 

authorities having jurisdiction. Perform quality-control services required of Contractor by 

authorities having jurisdiction, whether specified or not.

2. Engage a qualified testing agency to perform quality-control services.
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3. Notify testing agencies at least 24 hours in advance of time when Work that requires testing or 

inspection will be performed.

4. Where quality-control services are indicated as Contractor's responsibility, submit a certified 

written report, in duplicate, of each quality-control service.

5. Testing and inspection requested by Contractor and not required by the Contract Documents 

are Contractor's responsibility.

6. Submit additional copies of each written report directly to authorities having jurisdiction, 

when they so direct.

B. Retesting/Reinspecting: Regardless of whether original tests or inspections were Contractor's 

responsibility, provide quality-control services, including retesting and reinspecting, for construction 

that replaced Work that failed to comply with the Contract Documents.

C. Testing Agency Responsibilities: Cooperate with Architect, Commissioning Authority and 

Contractor in performance of duties. Provide qualified personnel to perform required tests and 

inspections.

1. Notify Architect, Commissioning Authority, and Contractor promptly of irregularities or 

deficiencies observed in the Work during performance of its services.

2. Determine the locations from which test samples will be taken and in which in-situ tests are 

conducted.

3. Conduct and interpret tests and inspections, and state in each report whether tested and 

inspected Work complies with or deviates from requirements.

4. Submit a certified written report, in duplicate, of each test, inspection, and similar quality-

control service through Contractor.

5. Do not release, revoke, alter, or increase the Contract Document requirements or approve or 

accept any portion of the Work.

6. Do not perform duties of Contractor.

D. Manufacturer's Field Services: Where indicated, engage a factory-authorized service representative 

to inspect field-assembled components and equipment installation, including service connections. 

Report results in writing as specified in Section 013300 "Submittal Procedures."

E. Manufacturer's Technical Services: Where indicated, engage a manufacturer's technical 

representative to observe and inspect the Work. Manufacturer's technical representative's services 

include participation in preinstallation conferences, examination of substrates and conditions, 

verification of materials, observation of Installer activities, inspection of completed portions of the 

Work, and submittal of written reports.

F. Contractor's Associated Requirements and Services: Cooperate with agencies and representatives 

performing required tests, inspections, and similar quality-control services, and provide reasonable 

auxiliary services as requested. Notify agency sufficiently in advance of operations to permit 

assignment of personnel. Provide the following:

1. Access to the Work.

2. Incidental labor and facilities necessary to facilitate tests and inspections.

3. Adequate quantities of representative samples of materials that require testing and inspection. 

Assist agency in obtaining samples.

4. Facilities for storage and field curing of test samples.
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5. Security and protection for samples and for testing and inspection equipment at Project site.

G. Coordination: Coordinate sequence of activities to accommodate required quality-assurance and 

quality-control services with a minimum of delay and to avoid necessity of removing and replacing 

construction to accommodate testing and inspection.

1. Schedule times for tests, inspections, obtaining samples, and similar activities.

H. Schedule of Tests and Inspections: Prepare a schedule of tests, inspections, and similar quality-

control services required by the Contract Documents as a component of Contractor's quality-control 

plan. Coordinate and submit concurrently with Contractor's Construction Schedule. Update and 

submit with each Application for Payment.

1. Schedule Contents: Include tests, inspections, and quality-control services, including 

Contractor- and Owner-retained services, commissioning activities, and other Project-required 

services paid for by other entities.

2. Distribution: Distribute schedule to Owner, Architect, Commissioning Authority, testing 

agencies, and each party involved in performance of portions of the Work where tests and 

inspections are required.

1.10 SPECIAL TESTS AND INSPECTIONS

A. Special Tests and Inspections: Contractor will engage a qualified testing agency to conduct special 

tests and inspections required by authorities having, and as follows:

1. Verifying that manufacturer maintains detailed fabrication and quality-control procedures, and 

reviewing the completeness and adequacy of those procedures to perform the Work.

2. Notifying Architect, Commissioning Authority, and Contractor promptly of irregularities and 

deficiencies observed in the Work during performance of its services.

3. Submitting a certified written report of each test, inspection, and similar quality-control 

service to Architect and Commissioning Authorit with copy to Contractor and to authorities 

having jurisdiction.

4. Submitting a final report of special tests and inspections at Substantial Completion, which 

includes a list of unresolved deficiencies.

5. Interpreting tests and inspections, and stating in each report whether tested and inspected 

Work complies with or deviates from the Contract Documents.

6. Retesting and reinspecting corrected Work.

PART 2 - PRODUCTS (Not Used)

PART 3 - EXECUTION

3.1 TEST AND INSPECTION LOG

A. Test and Inspection Log: Prepare a record of tests and inspections. Include the following:
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1. Date test or inspection was conducted.

2. Description of the Work tested or inspected.

3. Date test or inspection results were transmitted to Architect.

4. Identification of testing agency or special inspector conducting test or inspection.

B. Provide access to test and inspection log for Architect's, Commissioning Authority, and authorities' 

having jurisdiction reference during normal working hours.

1. Submit log at Project closeout as part of Project Record Documents.

3.2 REPAIR AND PROTECTION

A. General: On completion of testing, inspection, sample-taking, and similar services, repair damaged 

construction and restore substrates and finishes.

1. Provide materials and comply with installation requirements specified in other Specification 

Sections or matching existing substrates and finishes. Restore patched areas and extend 

restoration into adjoining areas with durable seams that are as invisible as possible. Comply 

with the Contract Document requirements for cutting and patching in Section 017300 

"Execution."

B. Protect construction exposed by or for quality-control service activities.

C. Repair and protection are Contractor's responsibility, regardless of the assignment of responsibility 

for quality-control services.

END OF SECTION 014000
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SECTION 016000

PRODUCT REQUIREMENTS

PART 1 - GENERAL

1.1 SUMMARY

A. The Work of This Section Includes: Administrative and procedural requirements for selection of 

products for use in Project; product delivery, storage, and handling; manufacturers' standard 

warranties on products; special warranties; and comparable products.

B. Related Requirements:

1. Section 011000 "Summary" for Contractor requirements related to Owner-furnished 

products.

2. Section 012500 "Substitution Procedures" for requests for substitutions.

3. Section 017700 "Closeout Procedures" for submitting warranties.

1.2 DEFINITIONS

A. Products: Items obtained for incorporating into the Work, whether purchased for Project or taken 

from previously purchased stock. The term "product" includes the terms "material," "equipment," 

"system," and terms of similar intent.

1. Named Products: Items identified by manufacturer's product name, including make or model 

number or other designation shown or listed in manufacturer's published product literature 

that is current as of date of the Contract Documents.

2. New Products: Items that have not previously been incorporated into another project or 

facility. Salvaged items or items reused from other projects are not considered new products. 

Items that are manufactured or fabricated to include recycled content materials are 

considered new products unless otherwise indicated.

3. Comparable Product: Product by named manufacturer that is demonstrated and approved 

through the comparable product submittal process described in "Comparable Products" 

Article, to have the indicated qualities related to type, function, dimension, in-service 

performance, physical properties, appearance, and other characteristics that equal or exceed 

those of specified product.

B. Basis-of-Design Product Specification: A specification in which a single manufacturer's product is 

named and accompanied by the words "basis-of-design product," including make or model number 

or other designation. Published attributes and characteristics of basis-of-design product establish 

salient characteristics of products.

1. Evaluating Comparable Products: In addition to the basis-of-design product description, 

product attributes and characteristics may be listed to establish the significant qualities 

related to type, function, in-service performance and physical properties, weight, dimension, 

durability, visual characteristics, and other special features and requirements 
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for purposes of evaluating comparable products of additional manufacturers named in the 

specification. Manufacturer's published attributes and characteristics of basis-of-design 

product also establish salient characteristics of products for purposes of evaluating 

comparable products.

C. Subject to Compliance with Requirements: Where the phrase "Subject to compliance with 

requirements" introduces a product selection procedure in an individual Specification Section, 

provide products qualified under the specified product procedure. In the event that a named product 

or product by a named manufacturer does not meet the other requirements of the specifications, 

select another named product or product from another named manufacturer that does meet the 

requirements of the specifications; submit a comparable product request or substitution request, if 

applicable.

D. Comparable Product Request Submittal: An action submittal requesting consideration of a 

comparable product, including the following information:

1. Identification of basis-of-design product or fabrication or installation method to be replaced, 

including Specification Section number and title and Drawing numbers and titles.

2. Data indicating compliance with the requirements specified in "Comparable Products" 

Article.

E. Basis-of-Design Product Specification Submittal: An action submittal complying with requirements 

in Section 013300 "Submittal Procedures."

F. Substitution: Refer to Section 012500 "Substitution Procedures" for definition and limitations on 

substitutions.

1.3 QUALITY ASSURANCE

A. Compatibility of Options: If Contractor is given option of selecting between two or more products 

for use on Project, select product compatible with products previously selected, even if previously 

selected products were also options.

B. Identification of Products: Except for required labels and operating data, do not attach or imprint 

manufacturer or product names or trademarks on exposed surfaces of products or equipment that 

will be exposed to view in occupied spaces or on the exterior.

1. Labels: Locate required product labels and stamps on a concealed surface, or, where required 

for observation following installation, on a visually accessible surface that is inconspicuous.

2. Equipment Nameplates: Provide a permanent nameplate on each item of service- or power-

operated equipment. Locate on a visually accessible but inconspicuous surface. Include 

information essential for operation, including the following:

a. Name of product and manufacturer.

b. Model and serial number.

c. Capacity.

d. Speed.

e. Ratings.
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3. See individual identification Sections in Divisions 21, 22, 23, and 26 for additional 

equipment identification requirements.

1.4 COORDINATION

A. Modify or adjust affected work as necessary to integrate work of approved comparable products and 

approved substitutions.

1.5 PRODUCT DELIVERY, STORAGE, AND HANDLING

A. Deliver, store, and handle products, using means and methods that will prevent damage, 

deterioration, and loss, including theft and vandalism. Comply with manufacturer's written 

instructions.

B. Delivery and Handling:

1. Schedule delivery to minimize long-term storage at Project site and to prevent overcrowding 

of construction spaces.

2. Coordinate delivery with installation time to ensure minimum holding time for items that are 

flammable, hazardous, easily damaged, or sensitive to deterioration, theft, and other losses.

3. Deliver products to Project site in an undamaged condition in manufacturer's original sealed 

container or other packaging system, complete with labels and instructions for handling, 

storing, unpacking, protecting, and installing.

4. Inspect products on delivery to determine compliance with the Contract Documents and that 

products are undamaged and properly protected.

C. Storage:

1. Provide a secure location and enclosure at Project site for storage of materials and 

equipment.

2. Store products to allow for inspection and measurement of quantity or counting of units.

3. Store materials in a manner that will not endanger Project structure.

4. Store products that are subject to damage by the elements under cover in a weathertight 

enclosure above ground, with ventilation adequate to prevent condensation and with adequate 

protection from wind.

5. Protect foam plastic from exposure to sunlight, except to extent necessary for period of 

installation and concealment.

6. Comply with product manufacturer's written instructions for temperature, humidity, 

ventilation, and weather-protection requirements for storage.

7. Protect stored products from damage and liquids from freezing.

1.6 PRODUCT WARRANTIES

A. Warranties specified in other Sections are to be in addition to, and run concurrent with, other 

warranties required by the Contract Documents. Manufacturer's disclaimers and limitations on 

product warranties do not relieve Contractor of obligations under requirements of the Contract 

Documents.
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1. Manufacturer's Warranty: Written standard warranty form furnished by individual 

manufacturer for a particular product and issued in the name of Owner or endorsed by 

manufacturer to Owner.

2. Special Warranty: Written warranty required by the Contract Documents to provide specific 

rights for Owner and issued in the name of Owner or endorsed by manufacturer to Owner.

B. Special Warranties: Prepare a written document that contains appropriate terms and identification, 

ready for execution.

1. Manufacturer's Standard Form: Modified to include Project-specific information and 

properly executed.

2. Specified Form: When specified forms are included in the Project Manual, prepare a written 

document, using indicated form properly executed.

3. See other Sections for specific content requirements and particular requirements for 

submitting special warranties.

C. Submittal Time: Comply with requirements in Section 017700 "Closeout Procedures."

PART 2 - PRODUCTS

2.1 PRODUCT SELECTION PROCEDURES

A. General Product Requirements: Provide products that comply with the Contract Documents, are 

undamaged and, unless otherwise indicated, are new at time of installation.

1. Provide products complete with accessories, trim, finish, fasteners, and other items needed 

for a complete installation and indicated use and effect.

2. Standard Products: If available, and unless custom products or nonstandard options are 

specified, provide standard products of types that have been produced and used successfully 

in similar situations on other projects.

3. Owner reserves the right to limit selection to products with warranties meeting requirements 

of the Contract Documents.

4. Where products are accompanied by the term "as selected," Architect will make selection.

5. Descriptive, performance, and reference standard requirements in Specifications establish 

salient characteristics of products.

6. Or Equal: For products specified by name and accompanied by the term "or equal," "or 

approved equal," or "or approved," comply with requirements in "Comparable Products" 

Article to obtain approval for use of an unnamed product.

a. Submit additional documentation required by Architect in order to establish 

equivalency of proposed products. Unless otherwise indicated, evaluation of "or 

equal" product status is by Architect, whose determination is final.

B. Product Selection Procedures:
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1. Sole Product: Where Specifications name a single manufacturer and product, provide the 

named product that complies with requirements. Comparable products or substitutions for 

Contractor's convenience will not be considered.

a. Sole product may be indicated by the phrase "Subject to compliance with 

requirements, provide the following."

2. Sole Manufacturer/Source: Where Specifications name a single manufacturer or source, 

provide a product by the named manufacturer or source that complies with requirements. 

Comparable products or substitutions for Contractor's convenience will not be considered.

a. Sole manufacturer/source may be indicated by the phrase "Subject to compliance with 

requirements, provide products by the following."

3. Limited List of Products: Where Specifications include a list of names of both manufacturers 

and products, provide one of the products listed that complies with requirements. 

Comparable products or substitutions for Contractor's convenience will not be considered 

unless otherwise indicated.

a. Limited list of products may be indicated by the phrase "Subject to compliance with 

requirements, provide one of the following."

4. Non-Limited List of Products: Where Specifications include a list of names of both available 

manufacturers and products, provide one of the products listed or an unnamed product that 

complies with requirements.

a. Non-limited list of products is indicated by the phrase "Subject to compliance with 

requirements, available products that may be incorporated in the Work include, but are 

not limited to, the following."

b. Provision of an unnamed product is not considered a substitution, if the product 

complies with requirements.

5. Limited List of Manufacturers: Where Specifications include a list of manufacturers' names, 

provide a product by one of the manufacturers listed that complies with requirements. 

Comparable products or substitutions for Contractor's convenience will not be 

considered unless otherwise indicated.

a. Limited list of manufacturers is indicated by the phrase "Subject to compliance with 

requirements, provide products by one of the following."

6. Non-Limited List of Manufacturers: Where Specifications include a list of available 

manufacturers, provide a product by one of the manufacturers listed or a product by an 

unnamed manufacturer that complies with requirements.

a. Non-limited list of manufacturers is indicated by the phrase "Subject to compliance 

with requirements, available manufacturers whose products may be incorporated in 

the Work include, but are not limited to, the following."

b. Provision of products of an unnamed manufacturer is not considered a substitution, if 

the product complies with requirements.
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7. Basis-of-Design Product: Where Specifications name a product, or refer to a product 

indicated on Drawings, and include a list of manufacturers, provide the specified or indicated 

product or a comparable product by one of the other named manufacturers. Drawings and 

Specifications may additionally indicate sizes, profiles, dimensions, and other characteristics 

that are based on the product named. Comply with requirements in "Comparable Products" 

Article for consideration of an unnamed product by one of the other named manufacturers.

a. For approval of products by unnamed manufacturers, comply with requirements in 

Section 012500 "Substitution Procedures" for substitutions for convenience.

2.2 COMPARABLE PRODUCTS

A. Conditions for Consideration of Comparable Products: Architect will consider Contractor's request 

for comparable product when the following conditions are satisfied. If the following conditions are 

not satisfied, Architect may return requests without action, except to record noncompliance with the 

following requirements:

1. Evidence that proposed product does not require revisions to the Contract Documents, is 

consistent with the Contract Documents, will produce the indicated results, and is compatible 

with other portions of the Work.

2. Detailed comparison of significant qualities of proposed product with those of the named 

basis-of-design product. Significant product qualities include attributes such as type, 

function, in-service performance and physical properties, weight, dimension, durability, 

visual characteristics, and other specific features and requirements.

3. Evidence that proposed product provides specified warranty.

4. List of similar installations for completed projects, with project names and addresses and 

names and addresses of architects and owners, if requested.

5. Samples, if requested.

B. Architect's Action on Comparable Products Submittal: If necessary, Architect will request 

additional information or documentation for evaluation within seven days of receipt of a request for 

a comparable product. Architect will notify Contractor of approval or rejection of proposed 

comparable product within 15 days of receipt of request, or seven days of receipt of additional 

information or documentation, whichever is later.

1. Architect's Approval of Submittal: See Section 013300 "Submittal Procedures."

2. Use product specified if Architect does not issue a decision on use of a comparable product 

request within time allocated.

C. Submittal Requirements, Two-Step Process: Approval by Architect of Contractor's request for use 

of comparable product is not intended to satisfy other submittal requirements. Comply with 

specified submittal requirements.

D. Submittal Requirements, Single-Step Process: When acceptable to Architect, incorporate specified 

submittal requirements of individual Specification Section in combined submittal for comparable 

products. Approval by Architect of Contractor's request for use of comparable product and of 

individual submittal requirements will also satisfy other submittal requirements.
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PART 3 - EXECUTION (Not Used)

END OF SECTION 016000
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SECTION 017300

EXECUTION

PART 1 - GENERAL

1.1 SUMMARY

A. Section includes general administrative and procedural requirements governing execution of the 

Work, including, but not limited to, the following:

1. Installation.

2. Starting and adjusting.

3. Protection of installed construction.

4. Correction of the Work.

B. Related Requirements:

1. Section 011000 "Summary" for coordination of Owner's separate contracts, and limits on 

use of Project site.

2. Section 013300 "Submittal Procedures" for submitting surveys.

3. Section 017700 "Closeout Procedures" for submitting final property survey with Project 

Record Documents, recording of Owner-accepted deviations from indicated lines and 

levels, replacing defective work, and final cleaning.

1.2 QUALITY ASSURANCE

A. Professional Engineer Qualifications: Refer to Section 014000 "Quality Requirements."

B. Manufacturer's Installation Instructions: Obtain and maintain on-site manufacturer's written 

recommendations and instructions for installation of specified products and equipment.

PART 2 - PRODUCTS

2.1 MATERIALS

A. Comply with requirements specified in other Sections.

B. Cleaning Agents: Use cleaning materials and agents recommended by manufacturer or 

fabricator of the surface to be cleaned. Do not use cleaning agents that are potentially hazardous 

to health or property or that might damage finished surfaces.
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PART 3 - EXECUTION

3.1 EXAMINATION

A. Examination and Acceptance of Conditions: Before proceeding with each component of the 

Work, examine substrates, areas, and conditions, with Installer or Applicator present where 

indicated, for compliance with requirements for installation tolerances and other conditions 

affecting performance. Record observations.

1. Examine roughing-in for mechanical and electrical systems to verify actual locations of 

connections before equipment and fixture installation.

2. Examine walls, floors, and roofs for suitable conditions where products and systems are 

to be installed.

3. Verify compatibility with and suitability of substrates, including compatibility with 

existing finishes or primers.

3.2 PREPARATION

A. Field Measurements: Take field measurements as required to fit the Work properly. Recheck 

measurements before installing each product. Where portions of the Work are indicated to fit to 

other construction, verify dimensions of other construction by field measurements before 

fabrication. Coordinate fabrication schedule with construction progress to avoid delaying the 

Work.

B. Space Requirements: Verify space requirements and dimensions of items shown 

diagrammatically on Drawings.

C. Review of Contract Documents and Field Conditions: Immediately on discovery of the need for 

clarification of the Contract Documents, submit a request for information to Architect in 

accordance with requirements in Section 013100 "Project Management and Coordination."

3.3 INSTALLATION

A. Locate the Work and components of the Work accurately, in correct alignment and elevation, as 

indicated.

1. Make vertical work plumb, and make horizontal work level.

2. Where space is limited, install components to maximize space available for maintenance 

and ease of removal for replacement.

B. Comply with manufacturer's written instructions and recommendations for installing products in 

applications indicated.

C. Install products at the time and under conditions that will ensure satisfactory results as judged 

by Architect. Maintain conditions required for product performance until Substantial 

Completion.



Town of Milton                                                       Rowland Street Highway Facility – Cold Storage PEMB

017300-3
Delaware Engineering, D.P.C. 

D. Conduct construction operations, so no part of the Work is subjected to damaging operations or 

loading in excess of that expected during normal conditions of occupancy of type expected for 

Project.

E. Sequence the Work and allow adequate clearances to accommodate movement of construction 

items on-site and placement in permanent locations.

F. Tools and Equipment: Select tools or equipment that minimize production of excessive noise 

levels.

G. Templates: Obtain and distribute to the parties involved templates for Work specified to be 

factory prepared and field installed. Check Shop Drawings of other portions of the Work to 

confirm that adequate provisions are made for locating and installing products to comply with 

indicated requirements.

H. Attachment: Provide blocking and attachment plates and anchors and fasteners of adequate size 

and number to securely anchor each component in place, accurately located and aligned with 

other portions of the Work. Where size and type of attachments are not indicated, verify size 

and type required for load conditions with manufacturer.

1. Mounting Heights: Where mounting heights are not indicated, mount components at 

heights directed by Architect.

2. Allow for building movement, including thermal expansion and contraction.

3. Coordinate installation of anchorages. Furnish setting drawings, templates, and directions 

for installing anchorages, including sleeves, concrete inserts, anchor bolts, and items with 

integral anchors, that are to be embedded in concrete or masonry. Deliver such items to 

Project site in time for installation.

I. Joints: Make joints of uniform width. Where joint locations in exposed Work are not indicated, 

arrange joints for the best visual effect, as judged by Architect. Fit exposed connections together 

to form hairline joints.

3.4 STARTING AND ADJUSTING

A. Coordinate startup and adjusting of equipment and operating components with requirements in 

Section 019113 "General Commissioning Requirements."

B. Start equipment and operating components to confirm proper operation. Remove 

malfunctioning units, replace with new units, and retest.

C. Adjust equipment for proper operation. Adjust operating components for proper operation 

without binding.

D. Test each piece of equipment to verify proper operation. Test and adjust controls and safeties. 

Replace damaged and malfunctioning controls and equipment.

E. Manufacturer's Field Service: Comply with qualification requirements in Section 014000 

"Quality Requirements."
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3.5 PROTECTION OF INSTALLED CONSTRUCTION

A. Provide final protection and maintain conditions that ensure installed Work is without damage 

or deterioration at time of Substantial Completion.

B. Comply with manufacturer's written instructions for temperature and relative humidity.

3.6 CORRECTION OF THE WORK

A. Repair or remove and replace damaged, defective, or nonconforming Work. Restore damaged 

substrates and finishes.

1. Repairing includes replacing defective parts, refinishing damaged surfaces, touching up 

with matching materials, and properly adjusting operating equipment.

B. Repair Work previously completed and subsequently damaged during construction period. 

Repair to like-new condition.

C. Restore permanent facilities used during construction to their specified condition.

D. Remove and replace damaged surfaces that are exposed to view if surfaces cannot be repaired 

without visible evidence of repair.

E. Repair components that do not operate properly. Remove and replace operating components 

that cannot be repaired.

F. Remove and replace chipped, scratched, and broken glass or reflective surfaces.

END OF SECTION 017300
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SECTION 017700

CLOSEOUT PROCEDURES

PART 1 - GENERAL

1.1 SUMMARY

A. Section includes administrative and procedural requirements for Contract closeout, including, 

but not limited to, the following:

1. Substantial Completion procedures.

2. Final Completion procedures.

3. List of incomplete items.

4. Submittal of Project warranties.

5. Final cleaning.

B. Related Requirements:

1. Section 012900 "Payment Procedures" for requirements for Applications for Payment for 

Substantial Completion and Final Completion.

2. Section 017823 "Operation and Maintenance Data" for additional operation and 

maintenance manual requirements.

3. Section 017839 "Project Record Documents" for submitting Record Drawings, Record 

Specifications, and Record Product Data.

1.2 DEFINITIONS

A. List of Incomplete Items: Contractor-prepared list of items to be completed or corrected, 

prepared for the Architect's use prior to Architect's inspection, to determine if the Work is 

substantially complete.

1.3 ACTION SUBMITTALS

A. Product Data: For each type of cleaning agent.

B. Contractor's List of Incomplete Items: Initial submittal at Substantial Completion.

C. Certified List of Incomplete Items: Final submittal at Final Completion.

1.4 CLOSEOUT SUBMITTALS

A. Certificates of Release: From authorities having jurisdiction.

B. Certificate of Insurance: For continuing coverage.
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C. Field Report: For pest-control inspection.

1.5 MAINTENANCE MATERIAL SUBMITTALS

A. Schedule of Maintenance Material Items: For maintenance material submittal items required by 

other Sections.

1.6 SUBSTANTIAL COMPLETION PROCEDURES

A. Contractor's List of Incomplete Items: Prepare and submit a list of items to be completed and 

corrected (Contractor's "punch list"), indicating the value of each item on the list and reasons 

why the Work is incomplete.

B. Submittals Prior to Substantial Completion: Complete the following a minimum of 10 days 

prior to requesting inspection for determining date of Substantial Completion. List items below 

that are incomplete at time of request.

1. Certificates of Release: Obtain and submit releases from authorities having jurisdiction, 

permitting Owner unrestricted use of the Work and access to services and utilities. 

Include occupancy permits, operating certificates, and similar releases.

2. Submit closeout submittals specified in other Division 01 Sections, including Project 

Record Documents, operation and maintenance manuals, damage or settlement surveys, 

property surveys, and similar final record information.

3. Submit closeout submittals specified in individual Sections, including specific warranties, 

workmanship bonds, maintenance service agreements, final certifications, and similar 

documents.

4. Submit maintenance material submittals specified in individual Sections, including tools, 

spare parts, extra materials, and similar items, and deliver to location designated by 

Architect. Label with manufacturer's name and model number.

a. Schedule of Maintenance Material Items: Prepare and submit schedule of 

maintenance material submittal items, including name and quantity of each item 

and name and number of related Specification Section. Obtain Owner's signature 

for receipt of submittals.

5. Submit testing, adjusting, and balancing records.

6. Submit changeover information related to Owner's occupancy, use, operation, and 

maintenance.

C. Procedures Prior to Substantial Completion: Complete the following a minimum of 10 days 

prior to requesting inspection for determining date of Substantial Completion. List items below 

that are incomplete at time of request.

1. Advise Owner of pending insurance changeover requirements.

2. Make final changeover of permanent locks and deliver keys to Owner. Advise Owner's 

personnel of changeover in security provisions.

3. Complete startup and testing of systems and equipment.

4. Perform preventive maintenance on equipment used prior to Substantial Completion.
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5. Instruct Owner's personnel in operation, adjustment, and maintenance of products, 

equipment, and systems. Submit demonstration and training video recordings specified in 

Section 017900 "Demonstration and Training."

6. Advise Owner of changeover in utility services.

7. Participate with Owner in conducting inspection and walkthrough with local emergency 

responders.

8. Terminate and remove temporary facilities from Project site, along with mockups, 

construction tools, and similar elements.

9. Complete final cleaning requirements.

10. Touch up paint and otherwise repair and restore marred exposed finishes to eliminate 

visual defects.

D. Inspection: Submit a written request for inspection to determine Substantial Completion a 

minimum of 10 days prior to date the Work will be completed and ready for final inspection and 

tests. On receipt of request, Architect will either proceed with inspection or notify Contractor of 

unfulfilled requirements. Architect will prepare the Certificate of Substantial Completion after 

inspection or will notify Contractor of items, either on Contractor's list or additional items 

identified by Architect, that must be completed or corrected before certificate will be issued.

1. Request reinspection when the Work identified in previous inspections as incomplete is 

completed or corrected.

2. Results of completed inspection will form the basis of requirements for Final 

Completion.

1.7 FINAL COMPLETION PROCEDURES

A. Submittals Prior to Final Completion: Before requesting final inspection for determining Final 

Completion, complete the following:

1. Submit a final Application for Payment in accordance with Section 012900 "Payment 

Procedures."

2. Certified List of Incomplete Items: Submit certified copy of Architect's Substantial 

Completion inspection list of items to be completed or corrected (punch list), endorsed 

and dated by Architect. Certified copy of the list will state that each item has been 

completed or otherwise resolved for acceptance.

3. Certificate of Insurance: Submit evidence of final, continuing insurance coverage 

complying with insurance requirements.

4. Submit pest-control final inspection report.

5. Submit Final Completion photographic documentation.

B. Inspection: Submit a written request for final inspection to determine acceptance a minimum of 

10 days prior to date the Work will be completed and ready for final inspection and tests. On 

receipt of request, Architect will either proceed with inspection or notify Contractor of 

unfulfilled requirements. Architect will prepare a final Certificate for Payment after inspection 

or will notify Contractor of construction that must be completed or corrected before certificate 

will be issued.

1. Request reinspection when the Work identified in previous inspections as incomplete is 

completed or corrected.
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1.8 LIST OF INCOMPLETE ITEMS

A. Organization of List: Include name and identification of each space and area affected by 

construction operations for incomplete items and items needing correction including, if 

necessary, areas disturbed by Contractor that are outside the limits of construction.

1. Organize list of spaces in sequential order, listed by room or space number.

2. Organize items applying to each space by major element, including categories for 

ceilings, individual walls, floors, equipment, and building systems.

3. Include the following information at the top of each page:

a. Project name.

b. Date.

c. Name of Architect.

d. Name of Contractor.

e. Page number.

4. Submit list of incomplete items in the following format:

a. PDF Electronic File: Architect, will return annotated file.

1.9 SUBMITTAL OF PROJECT WARRANTIES

A. Time of Submittal: Submit written warranties on request of Architect for designated portions of 

the Work where warranties are indicated to commence on dates other than date of Substantial 

Completion, or when delay in submittal of warranties might limit Owner's rights under 

warranty.

B. Organize warranty documents into an orderly sequence based on the table of contents of Project 

Manual.

C. Warranty Electronic File: Provide warranties and bonds in PDF format. Assemble complete 

warranty and bond submittal package into a single electronic PDF file with bookmarks enabling 

navigation to each item. Provide bookmarked table of contents at beginning of document.

1. Submit on digital media acceptable to Architect.

D. Provide additional copies of each warranty to include in operation and maintenance manuals.

PART 2 - PRODUCTS

2.1 MATERIALS

A. Cleaning Agents: Use cleaning materials and agents recommended by manufacturer or 

fabricator of the surface to be cleaned. Do not use cleaning agents that are potentially hazardous 

to health or property or that might damage finished surfaces.
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PART 3 - EXECUTION

3.1 FINAL CLEANING

A. General: Perform final cleaning. Conduct cleaning and waste-removal operations to comply 

with local laws and ordinances and Federal and local environmental and antipollution 

regulations.

B. Cleaning: Employ experienced workers or professional cleaners for final cleaning. Clean each 

surface or unit to condition expected in an average commercial building cleaning and 

maintenance program. Comply with manufacturer's written instructions.

1. Complete the following cleaning operations before requesting inspection for certification 

of Substantial Completion for entire Project or for a designated portion of Project:

a. Clean Project site of rubbish, waste material, litter, and other foreign substances.

b. Sweep paved areas broom clean. Remove petrochemical spills, stains, and other 

foreign deposits.

c. Remove tools, construction equipment, machinery, and surplus material from 

Project site.

d. Clean exposed exterior and interior hard-surfaced finishes to a dirt-free condition, 

free of stains, films, and similar foreign substances. Avoid disturbing natural 

weathering of exterior surfaces. Restore reflective surfaces to their original 

condition.

e. Clean transparent materials, including mirrors and glass in doors and windows. 

Remove glazing compounds and other noticeable, vision-obscuring materials. 

Polish mirrors and glass, taking care not to scratch surfaces.

f. Remove labels that are not permanent.

g. Wipe surfaces of equipment. Remove excess lubrication, paint and mortar 

droppings, and other foreign substances.

3.2 CORRECTION OF THE WORK

A. Complete repair and restoration operations required by "Correction of the Work" Article in 

Section 017300 "Execution" before requesting inspection for determination of Substantial 

Completion.

END OF SECTION 017700
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SECTION 017823

OPERATION AND MAINTENANCE DATA

PART 1 - GENERAL

1.1 RELATED DOCUMENTS

A. Drawings and general provisions of the Contract, including General and Supplementary Conditions and 

other Division 01 Specification Sections, apply to this Section.

1.2 SUMMARY

A. Section includes administrative and procedural requirements for preparing operation and maintenance 

manuals, including the following:

1. Operation and maintenance documentation directory manuals.

2. Emergency manuals.

3. Systems and equipment operation manuals.

4. Systems and equipment maintenance manuals.

5. Product maintenance manuals.

B. Related Requirements:

1. Section 013300 "Submittal Procedures" for submitting copies of submittals for operation and 

maintenance manuals.

1.3 DEFINITIONS

A. System: An organized collection of parts, equipment, or subsystems united by regular interaction.

B. Subsystem: A portion of a system with characteristics similar to a system.

1.4 CLOSEOUT SUBMITTALS

A. Submit operation and maintenance manuals indicated. Provide content for each manual as specified in 

individual Specification Sections, and as reviewed and approved at the time of Section submittals. Submit 

reviewed manual content formatted and organized as required by this Section.

1. Architect will comment on whether content of operation and maintenance submittals is acceptable.

2. Where applicable, clarify and update reviewed manual content to correspond to revisions and field 

conditions.

B. Format: Submit operation and maintenance manuals in the following format:
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1. Submit by email to Architect Enable reviewer comments on draft submittals.

C. Final Manual Submittal: Submit each manual in final form prior to requesting inspection for Substantial 

Completion and at least 15 days before commencing demonstration and training. Architect will return copy 

with comments.

1. Correct or revise each manual to comply with Architect's comments. Submit copies of each 

corrected manual within 15 days of receipt of Architect's comments and prior to commencing 

demonstration and training.

D. Comply with Section 017700 "Closeout Procedures" for schedule for submitting operation and 

maintenance documentation.

1.5 FORMAT OF OPERATION AND MAINTENANCE MANUALS

A. Manuals, Electronic Files: Submit manuals in the form of a multiple file composite electronic PDF file for 

each manual type required.

1. Electronic Files: Use electronic files prepared by manufacturer where available. Where scanning of 

paper documents is required, configure scanned file for minimum readable file size.

2. File Names and Bookmarks: Bookmark individual documents based on file names. Name 

document files to correspond to system, subsystem, and equipment names used in manual directory 

and table of contents. Group documents for each system and subsystem into individual composite 

bookmarked files, then create composite manual, so that resulting bookmarks reflect the system, 

subsystem, and equipment names in a readily navigated file tree. Configure electronic manual to 

display bookmark panel on opening file.

1.6 REQUIREMENTS FOR EMERGENCY, OPERATION, AND MAINTENANCE MANUALS

A. Organization of Manuals: Unless otherwise indicated, organize each manual into a separate section for 

each system and subsystem, and a separate section for each piece of equipment not part of a system. Each 

manual shall contain the following materials, in the order listed:

1. Title page.

2. Table of contents.

3. Manual contents.

B. Title Page: Include the following information:

1. Subject matter included in manual.

2. Name and address of Project.

3. Name and address of Owner.

4. Date of submittal.

5. Name and contact information for Contractor.

6. Name and contact information for Construction Manager.

7. Name and contact information for Architect.

8. Name and contact information for Commissioning Authority.



Town of Milton                                                       Rowland Street Highway Facility – Cold Storage PEMB

017823-3
Delaware Engineering, D.P.C. 

9. Names and contact information for major consultants to the Architect that designed the systems 

contained in the manuals.

10. Cross-reference to related systems in other operation and maintenance manuals.

C. Table of Contents: List each product included in manual, identified by product name, indexed to the 

content of the volume, and cross-referenced to Specification Section number in Project Manual.

D. Manual Contents: Organize into sets of manageable size. Arrange contents alphabetically by system, 

subsystem, and equipment. If possible, assemble instructions for subsystems, equipment, and components 

of one system into a single binder.

E. Identification: In the documentation directory and in each operation and maintenance manual, identify 

each system, subsystem, and piece of equipment with same designation used in the Contract Documents. If 

no designation exists, assign a designation according to ASHRAE Guideline 4, "Preparation of Operating 

and Maintenance Documentation for Building Systems."

1.7 EMERGENCY MANUALS

A. Emergency Manual: Assemble a complete set of emergency information indicating procedures for use by 

emergency personnel and by Owner's operating personnel for types of emergencies indicated.

B. Content: Organize manual into a separate section for each of the following:

1. Type of emergency.

2. Emergency instructions.

3. Emergency procedures.

C. Type of Emergency: Where applicable for each type of emergency indicated below, include instructions 

and procedures for each system, subsystem, piece of equipment, and component:

1. Fire.

2. Gas leak.

3. Power failure.

4. System, subsystem, or equipment failure.

5. Chemical release or spill.

D. Emergency Instructions: Describe and explain warnings, trouble indications, error messages, and similar 

codes and signals. Include responsibilities of Owner's operating personnel for notification of Installer, 

supplier, and manufacturer to maintain warranties.

E. Emergency Procedures: Include the following, as applicable:

1. Instructions on stopping.

2. Shutdown instructions for each type of emergency.

3. Operating instructions for conditions outside normal operating limits.

4. Required sequences for electric or electronic systems.

5. Special operating instructions and procedures.
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1.8 SYSTEMS AND EQUIPMENT OPERATION MANUALS

A. Systems and Equipment Operation Manual: Assemble a complete set of data indicating operation of each 

system, subsystem, and piece of equipment not part of a system. Include information required for daily 

operation and management, operating standards, and routine and special operating procedures.

1. Engage a factory-authorized service representative to assemble and prepare information for each 

system, subsystem, and piece of equipment not part of a system.

2. Prepare a separate manual for each system and subsystem, in the form of an instructional manual 

for use by Owner's operating personnel.

B. Content: In addition to requirements in this Section, include operation data required in individual 

Specification Sections and the following information:

1. System, subsystem, and equipment descriptions. Use designations for systems and equipment 

indicated on Contract Documents.

2. Performance and design criteria if Contractor has delegated design responsibility.

3. Operating standards.

4. Operating procedures.

5. Operating logs.

6. Wiring diagrams.

7. Control diagrams.

8. Piped system diagrams.

9. Precautions against improper use.

10. License requirements including inspection and renewal dates.

C. Descriptions: Include the following:

1. Product name and model number. Use designations for products indicated on Contract Documents.

2. Manufacturer's name.

3. Equipment identification with serial number of each component.

4. Equipment function.

5. Operating characteristics.

6. Limiting conditions.

7. Performance curves.

8. Engineering data and tests.

9. Complete nomenclature and number of replacement parts.

D. Operating Procedures: Include the following, as applicable:

1. Startup procedures.

2. Equipment or system break-in procedures.

3. Routine and normal operating instructions.

4. Regulation and control procedures.

5. Instructions on stopping.

6. Normal shutdown instructions.

7. Seasonal and weekend operating instructions.

8. Required sequences for electric or electronic systems.

9. Special operating instructions and procedures.
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E. Systems and Equipment Controls: Describe the sequence of operation, and diagram controls as installed.

F. Piped Systems: Diagram piping as installed, and identify color coding where required for identification.

1.9 SYSTEMS AND EQUIPMENT MAINTENANCE MANUALS

A. Systems and Equipment Maintenance Manuals: Assemble a complete set of data indicating maintenance of 

each system, subsystem, and piece of equipment not part of a system. Include manufacturers' maintenance 

documentation, preventive maintenance procedures and frequency, repair procedures, wiring and systems 

diagrams, lists of spare parts, and warranty information.

1. Engage a factory-authorized service representative to assemble and prepare information for each 

system, subsystem, and piece of equipment not part of a system.

2. Prepare a separate manual for each system and subsystem, in the form of an instructional manual 

for use by Owner's operating personnel.

B. Content: For each system, subsystem, and piece of equipment not part of a system, include source 

information, manufacturers' maintenance documentation, maintenance procedures, maintenance and 

service schedules, spare parts list and source information, maintenance service contracts, and warranties 

and bonds as described below.

C. Source Information: List each system, subsystem, and piece of equipment included in manual, identified 

by product name and arranged to match manual's table of contents. For each product, list name, address, 

and telephone number of Installer or supplier and maintenance service agent, and cross-reference 

Specification Section number and title in Project Manual and drawing or schedule designation or identifier 

where applicable.

D. Manufacturers' Maintenance Documentation: Include the following information for each component part 

or piece of equipment:

1. Standard maintenance instructions and bulletins; include only sheets pertinent to product or 

component installed. Mark each sheet to identify each product or component incorporated into the 

Work. If data include more than one item in a tabular format, identify each item using appropriate 

references from the Contract Documents. Identify data applicable to the Work and delete references 

to information not applicable.

a. Prepare supplementary text if manufacturers' standard printed data are not available and 

where the information is necessary for proper operation and maintenance of equipment or 

systems.

2. Drawings, diagrams, and instructions required for maintenance, including disassembly and 

component removal, replacement, and assembly.

3. Identification and nomenclature of parts and components.

4. List of items recommended to be stocked as spare parts.

E. Maintenance Procedures: Include the following information and items that detail essential maintenance 

procedures:
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1. Test and inspection instructions.

2. Troubleshooting guide.

3. Precautions against improper maintenance.

4. Disassembly; component removal, repair, and replacement; and reassembly instructions.

5. Aligning, adjusting, and checking instructions.

6. Demonstration and training video recording, if available.

F. Maintenance and Service Schedules: Include service and lubrication requirements, list of required 

lubricants for equipment, and separate schedules for preventive and routine maintenance and service with 

standard time allotment.

1. Scheduled Maintenance and Service: Tabulate actions for daily, weekly, monthly, quarterly, 

semiannual, and annual frequencies.

2. Maintenance and Service Record: Include manufacturers' forms for recording maintenance.

G. Spare Parts List and Source Information: Include lists of replacement and repair parts, with parts identified 

and cross-referenced to manufacturers' maintenance documentation and local sources of maintenance 

materials and related services.

H. Maintenance Service Contracts: Include copies of maintenance agreements with name and telephone 

number of service agent.

I. Warranties and Bonds: Include copies of warranties and bonds and lists of circumstances and conditions 

that would affect validity of warranties or bonds.

1. Include procedures to follow and required notifications for warranty claims.

J. Drawings: Prepare drawings supplementing manufacturers' printed data to illustrate the relationship of 

component parts of equipment and systems and to illustrate control sequence and flow diagrams. 

Coordinate these drawings with information contained in record Drawings to ensure correct illustration of 

completed installation.

1. Do not use original project record documents as part of maintenance manuals.

1.10 PRODUCT MAINTENANCE MANUALS

A. Product Maintenance Manual: Assemble a complete set of maintenance data indicating care and 

maintenance of each product, material, and finish incorporated into the Work.

B. Content: Organize manual into a separate section for each product, material, and finish. Include source 

information, product information, maintenance procedures, repair materials and sources, and warranties 

and bonds, as described below.

C. Source Information: List each product included in manual, identified by product name and arranged to 

match manual's table of contents. For each product, list name, address, and telephone number of Installer 

or supplier and maintenance service agent, and cross-reference Specification Section number and title in 

Project Manual and drawing or schedule designation or identifier where applicable.
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D. Product Information: Include the following, as applicable:

1. Product name and model number.

2. Manufacturer's name.

3. Color, pattern, and texture.

4. Material and chemical composition.

5. Reordering information for specially manufactured products.

E. Maintenance Procedures: Include manufacturer's written recommendations and the following:

1. Inspection procedures.

2. Types of cleaning agents to be used and methods of cleaning.

3. List of cleaning agents and methods of cleaning detrimental to product.

4. Schedule for routine cleaning and maintenance.

5. Repair instructions.

F. Repair Materials and Sources: Include lists of materials and local sources of materials and related services.

G. Warranties and Bonds: Include copies of warranties and bonds and lists of circumstances and conditions 

that would affect validity of warranties or bonds.

1. Include procedures to follow and required notifications for warranty claims.

PART 2 - PRODUCTS (Not Used)

PART 3 - EXECUTION (Not Used)

END OF SECTION 017823
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SECTION 017839

PROJECT RECORD DOCUMENTS

PART 1 - GENERAL

1.1 RELATED DOCUMENTS

A. Drawings and general provisions of the Contract, including General and Supplementary 

Conditions and other Division 01 Specification Sections, apply to this Section.

1.2 SUMMARY

A. Section includes administrative and procedural requirements for Project Record Documents, 

including the following:

1. Record Drawings.

2. Record specifications.

3. Record Product Data.

4. Miscellaneous record submittals.

B. Related Requirements:

1. Section 017700 "Closeout Procedures" for general closeout procedures.

2. Section 017823 "Operation and Maintenance Data" for operation and maintenance manual 

requirements.

1.3 CLOSEOUT SUBMITTALS

A. Record Drawings: Comply with the following:

1. Number of Copies: Submit one set(s) of marked-up record prints.

2. Number of Copies: Submit copies of Record Drawings as follows:

a. Initial Submittal:

1) Submit PDF electronic files of scanned record prints and one set(s) of file 

prints.

b. Final Submittal:

1) Submit PDF electronic files of scanned Record Prints and three set(s) of file 

prints.

2) Print each drawing, whether or not changes and additional information were 

recorded.

B. Record Specifications: Submit annotated PDF electronic files of Project's Specifications, 

including addenda and Contract modifications.

C. Record Product Data: Submit annotated PDF electronic files and directories of each submittal.



Town of Milton                                                       Rowland Street Highway Facility – Cold Storage PEMB

017839-2
Delaware Engineering, D.P.C. 

1. Where record Product Data are required as part of operation and maintenance manuals, 

submit duplicate marked-up Product Data as a component of manual.

D. Miscellaneous Record Submittals: See other Specification Sections for miscellaneous record-

keeping requirements and submittals in connection with various construction activities. Submit 

annotated PDF electronic files and directories of each submittal.

1.4 RECORD DRAWINGS

A. Record Prints: Maintain one set of marked-up paper copies of the Contract Drawings and Shop 

Drawings, incorporating new and revised drawings as modifications are issued.

1. Preparation: Mark record prints to show the actual installation, where installation varies 

from that shown originally. Require individual or entity who obtained record data, whether 

individual or entity is Installer, subcontractor, or similar entity, to provide information for 

preparation of corresponding marked-up record prints.

a. Give particular attention to information on concealed elements that would be 

difficult to identify or measure and record later.

b. Accurately record information in an acceptable drawing technique.

c. Record data as soon as possible after obtaining it.

d. Record and check the markup before enclosing concealed installations.

e. Cross-reference record prints to corresponding photographic documentation.

2. Content: Types of items requiring marking include, but are not limited to, the following:

a. Dimensional changes to Drawings.

b. Revisions to details shown on Drawings.

c. Depths of foundations.

d. Locations and depths of underground utilities.

e. Revisions to routing of piping and conduits.

f. Revisions to electrical circuitry.

g. Actual equipment locations.

h. Duct size and routing.

i. Locations of concealed internal utilities.

j. Changes made by Change Order or Construction Change Directive.

k. Changes made following Architect's written orders.

l. Details not on the original Contract Drawings.

m. Field records for variable and concealed conditions.

n. Record information on the Work that is shown only schematically.

3. Mark the Contract Drawings and Shop Drawings completely and accurately. Use personnel 

proficient at recording graphic information in production of marked-up record prints.

4. Mark record prints with erasable, red-colored pencil. Use other colors to distinguish 

between changes for different categories of the Work at same location.

5. Mark important additional information that was either shown schematically or omitted 

from original Drawings.

6. Note Construction Change Directive numbers, alternate numbers, Change Order numbers, 

and similar identification, where applicable.
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B. Record Digital Data Files: Immediately before inspection for Certificate of Substantial 

Completion, review marked-up record prints with Architect. When authorized, prepare a full set 

of corrected digital data files of the Contract Drawings, as follows:

1. Format: Annotated PDF electronic file.

2. Incorporate changes and additional information previously marked on record prints. Delete, 

redraw, and add details and notations where applicable.

3. Refer instances of uncertainty to Architect for resolution.

4. Architect will furnish Contractor with one set of digital data files of the Contract Drawings 

for use in recording information.

a. See Section 013100 "Project Management and Coordination" for requirements 

related to use of Architect's digital data files.

b. Architect will provide data file layer information. Record markups in separate 

layers.

C. Format: Identify and date each Record Drawing; include the designation "PROJECT RECORD 

DRAWING" in a prominent location.

1. Record Prints: Organize record prints into manageable sets. Bind each set with durable 

paper cover sheets. Include identification on cover sheets.

2. Format: Annotated PDF electronic file.

3. Record Digital Data Files: Organize digital data information into separate electronic files 

that correspond to each sheet of the Contract Drawings. Name each file with the sheet 

identification. Include identification in each digital data file.

4. Identification: As follows:

a. Project name.

b. Date.

c. Designation "PROJECT RECORD DRAWINGS."

d. Name of Architect.

e. Name of Contractor.

1.5 RECORD SPECIFICATIONS

A. Preparation: Mark Specifications to indicate the actual product installation, where installation 

varies from that indicated in Specifications, addenda, and Contract modifications.

1. Give particular attention to information on concealed products and installations that cannot 

be readily identified and recorded later.

2. Mark copy with the proprietary name and model number of products, materials, and 

equipment furnished, including substitutions and product options selected.

3. Record the name of manufacturer, supplier, Installer, and other information necessary to 

provide a record of selections made.

4. For each principal product, indicate whether Record Product Data has been submitted in 

operation and maintenance manuals instead of submitted as Record Product Data.

5. Note related Change Orders, Record Product Data, and Record Drawings where applicable.

B. Format: Submit record specifications as annotated PDF electronic file.
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1.6 RECORD PRODUCT DATA

A. Recording: Maintain one copy of each submittal during the construction period for Project Record 

Document purposes. Post changes and revisions to Project Record Documents as they occur; do 

not wait until end of Project.

B. Preparation: Mark Product Data to indicate the actual product installation where installation varies 

substantially from that indicated in Product Data submittal.

1. Give particular attention to information on concealed products and installations that cannot 

be readily identified and recorded later.

2. Include significant changes in the product delivered to Project site and changes in 

manufacturer's written instructions for installation.

3. Note related Change Orders, Record Specifications, and Record Drawings where 

applicable.

C. Format: Submit Record Product Data as annotated PDF electronic file.

1. Include Record Product Data directory organized by Specification Section number and 

title, electronically linked to each item of Record Product Data.

1.7 MISCELLANEOUS RECORD SUBMITTALS

A. Assemble miscellaneous records required by other Specification Sections for miscellaneous 

record keeping and submittal in connection with actual performance of the Work. Bind or file 

miscellaneous records and identify each, ready for continued use and reference.

B. Format: Submit miscellaneous record submittals as PDF electronic file.

1. Include miscellaneous record submittals directory organized by Specification Section 

number and title, electronically linked to each item of miscellaneous record submittals.

1.8 MAINTENANCE OF RECORD DOCUMENTS

A. Maintenance of Record Documents: Store Record Documents in the field office apart from the 

Contract Documents used for construction. Do not use Project Record Documents for 

construction purposes. Maintain Record Documents in good order and in a clean, dry, legible 

condition, protected from deterioration and loss. Provide access to Project Record Documents for 

Architect's reference during normal working hours.

PART 2 - PRODUCTS (Not Used)

PART 3 - EXECUTION (Not Used)

END OF SECTION 017839
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SECTION 074113

INSULATED METAL ROOF PANELS

PART 1 - GENERAL

1.1 SECTION INCLUDES

A. Foamed-insulation-core standing seam metal roof panels, with related metal trim and accessories.

1.2 RELATED REQUIREMENTS

A. Division 07 Section "Joint Sealants" for field-applied Joint Sealants.

B. Division 13 Section "Metal Building Systems" for steel framing supporting metal panels.

1.3 REFERENCES

A. American Society of Civil Engineers (ASCE):  www.asce.org/codes-standards: 

1. ASCE 7 - Minimum Design Loads for Buildings and Other Structures.

B. ASTM International (ASTM):  www.astm.org: 

1. ASTM A 653 - Specification for Steel Sheet, Zinc-Coated (Galvanized) or Zinc-Iron 

Alloy-Coated (Galvannealed) by the Hot-Dip Process.

2. ASTM A 755 - Specification for Steel Sheet, Metallic Coated by the Hot-Dip Process and 

Prepainted by the Coil-Coating Process for Exterior Exposed Building Products.

3. ASTM A 792 - Standard Specification for Steel Sheet, 55% Aluminum-Zinc Alloy-Coated 

by the Hot-Dip Process. 

4. ASTM A 924 – General Requirements for Steel Sheet, Metallic-Coated by the Hot-Dip 

Process.

5. ASTM C 1363 - Standard Test Method for Thermal Performance of Building Materials 

and Envelope Assemblies by Means of a Hot Box Apparatus

6. ASTM D 1621 – Compressive Properties of Rigid Cellular Plastics.

7. ASTM D 1622 – Apparent Density of Rigid Cellular Plastics.

8. ASTM D 6226 - Standard Test Method for Open Cell Content of Rigid Cellular Plastics

9. ASTM C 518 - Standard Test Method for Steady-State Heat Flux Measurements and 

Thermal Transmission Properties by Means of the Heat Flow Meter Apparatus.

10. ASTM D 2244 - Test Method for Calculation of Color Differences from Instrumentally 

Measured Color Coordinates.

11. ASTM D 4214 - Test Methods for Evaluating Degree of Chalking of Exterior Paint Films.

12. ASTM E 72 - Standard Test Methods of Conducting Strength Tests of Panels for Building 

Construction.

13. ASTM E 84 - Test Methods for Surface Burning Characteristics of Building Materials.

14. ASTM E 1592 - Standard Test Method for Structural Performance of Sheet Metal Roof 

and Siding Systems by Uniform Static Air Pressure Difference.

15. ASTM E 1646 - Standard Test Method for Water Penetration of Exterior Metal Roof Panel 

Systems by Uniform Static Air Pressure Difference.

http://www.mbci.com/pdf/specsheet/Joint%20Sealant%20Specifications.pdf
http://www.mbci.com/pdf/specsheet/Joint%20Sealant%20Specifications.pdf
http://www.asce.org/codes-standards
http://www.astm.org/


Town of Milton                                                       Rowland Street Highway Facility – Cold Storage PEMB

074113-2
Delaware Engineering, D.P.C. 

16. ASTM E 1680 - Standard Test Method for Rate of Air Leakage through Exterior Metal 

Roof Panel Systems.

17. ASTM E 1980 - Practice for Calculating Solar Reflectance Index of Horizontal and Low-

Sloped Opaque Surfaces.

C. Cool Roof Rating Council (CRRC):  www.coolroofs.org/productratingprogram.html: 

1. CRRC-1-2016 – CRRC Product Rating Program.

D. Green Seal (GS) www.greenseal.org

1. GS-11 – Green Seal Standard for Paints and Coatings, Edition 3.2, October 26, 2015.

US Green Building Council (USGBC):  www.usgbc.org: 

1.4 QUALITY ASSURANCE

 

A. Manufacturer/Source:  Provide metal panel assemblies and accessories from a single 

manufacturer approved under an accredited third-party quality control program

B. Manufacturer Qualifications: Approved manufacturer listed in this Section with minimum ten 

years’ experience in the manufacturing of similar products and successful use in similar 

applications.

1. Approval of Comparable Products:  Submit the following in accordance with project 

substitution requirements, within time allowed for substitution review:

a. Product data, including certified independent test data indicating compliance with 

requirements.

b. Samples of each component.

c. Sample submittal from similar project.

d. Project references:  Minimum of five installations not less than five years old, with 

Owner and Architect contact information.

e. Sample warranty.

f. Certificate from an accredited third-party Quality Control Program.

1.5 Substitutions following award of contract are not allowed except as stipulated in Division 01 

General Requirements

1.6 Approved manufacturers must meet separate requirements of Submittals Article.

A. Installer Qualifications: Experienced Installer with minimum of five years’ experience with 

successfully completed projects of a similar nature and scope.

1. Installer's Field Supervisor: Experienced mechanic [certified by metal panel manufacturer] 

supervising work on site whenever work is underway.

B. Buy American Compliance:  Materials provided under work of this Section shall comply with the 

following requirements:

1. Buy American Act of 1933 BAA-41 U.S.C §§ 10a – 10d.

2. Buy American provisions of Section 1605 of the American Recovery and Reinvestment 

Act of 2009 (ARRA).

http://www.coolroofs.org/productratingprogram.html
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1.7 ADMINISTRATIVE REQUIREMENTS

A. Preinstallation Meeting:  Prior to erection of framing, conduct preinstallation meeting at site 

attended by Owner, Architect, metal panel installer, metal panel manufacturer's technical 

representative, inspection agency, and related trade contractors.

1. Coordinate building framing in relation to metal panel system. 

2. Coordinate openings and penetrations of metal panel system.

1.8 ACTION SUBMITTALS

A. Product Data:  Manufacturer’s data sheets for specified products.

B. Shop Drawings:  Show layouts of metal panels. Include details of each condition of installation, 

panel profiles, and attachment to building. Provide details at a minimum scale 1-1/2-inch per foot 

of edge conditions, joints, fastener and sealant placement, flashings, openings, penetrations, curbs, 

vents, snow guards, lightning arresting equipment, and special details. Make distinctions between 

factory and field assembled work.

1. Include data indicating compliance with performance requirements.

2. Indicate points of supporting structure that must coordinate with metal panel system 

installation.

3. Include structural data indicating compliance with performance requirements and 

requirements of local authorities having jurisdiction.

C. Samples for Initial Selection:  For each exposed product specified including sealants. Provide 

representative color charts of manufacturer's full range of colors.

D. Samples for Verification:

1. Provide 12-inch- (305 mm-) long section of each metal panel profile. 

2. Provide color chip verifying color selection.

1.9 INFORMATIONAL SUBMITTALS

A. Product Test Results:  Indicating compliance of products with requirements.

B. Qualification Information:  For Installer firm and Installer’s field supervisor.

C. Accreditation Certificate: Indicating that manufacturer is accredited under an accredited third-

party quality control program, including IAS AC472 and based upon chapter 17 of the 

International Building Code (IBC). 

D. Buy American Certification: Manufacturers' letters of compliance acceptable to authorities having 

jurisdiction, indicating that products comply with requirements. 

E. Warranty:  

1. Submit manufacturer’s written two (2) year limited warranty providing panels to be free 

from defects in materials and workmanship, beginning from the date of substantial 

completion excluding coil coatings (paint finishes) that are covered under a separate 

warranty.

2. The installation contractor shall issue a separate warranty against defects in installed 

materials and workmanship, beginning from the date of substantial completion of the 

installation.
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1.10 CLOSEOUT SUBMITTALS

A. Maintenance data.

B. Manufacturer's Warranty:  Executed copy of manufacturer's warranty.

1.11 DELIVERY, STORAGE, AND HANDLING

A. Protect products of metal panel system during shipping, handling, and storage to prevent staining, 

denting, deterioration of components, or other damage.  Protect panels and trim bundles during 

shipping.  Protect painted surfaces with a protective covering before shipping. 

1. Deliver, unload, store, and erect metal panels and accessory items without misshaping 

panels or exposing panels to surface damage from weather or construction operations.

2. Store in accordance with Manufacturer's written instructions.  Provide wood collars for 

stacking and handling in the field.

3. Shield foam insulated metal panels from direct sunlight until installation.

1.12 WARRANTY

A. Special Manufacturer’s Warranty: Submit Manufacturer’s two (2) year limited warranty providing 

panels to be free from defects in materials and workmanship, beginning from the date of substantial 

completion excluding coil coatings (paint finishes) that are covered under a separate warranty.

B. The installation contractor shall issue a separate warranty against defects in installed materials and 

workmanship, beginning from the date of substantial completion of the installation.

C. Special Panel Finish Warranty:  Submit Manufacturer’s limited warranty on the exterior paint 

finish for adhesion to the metal substrate and limited warranty on the exterior paint finish for 

chalk and fade.

1. Fluoropolymer Two-Coat System:

a. Color fading in excess of 5 or 10 for copper, silver metallic and bright red; Hunter 

units per ASTM D 2244.

b. Chalking in excess of 6 for copper, silver metallic and bright red or 8 rating per 

ASTM D 4214.

c. Failure of adhesion, peeling, checking, or cracking.

2. Modified Silicone-Polyester Two-Coat System:

a. Color fading in excess of [5] or [7] for crimson red; Hunter units per ASTM D 2244.

b. Chalking in excess of [7] for crimson red or [8] rating per ASTM D 4214.

c. Failure of adhesion, peeling, checking, or cracking.

PART 2 - PRODUCTS

2.1 MANUFACTURER

A. Basis of Design Manufacturer: Metl-Span, a Nucor company; Lewisville, Texas Tel: 

972.221.6656; Email: info@metlspan.com; Web: metlspan.com 

1. Provide basis of design product , or comparable product approved by Architect prior to bid.
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2.2 PERFORMANCE REQUIREMENTS

A. General:  Provide metal panel system meeting performance requirements as determined by 

application of specified tests by a qualified testing facility on manufacturer's standard assemblies.

B. Structural Performance:  Provide metal panel assemblies capable of withstanding the effects of 

indicated loads and stresses within limits and under conditions indicated, as determined by 

ASTM E 72 or ASTM E 1592 applied in accordance with ICC AC 04, Section 4, Panel Load Test 

Option or Section 5, Panel Analysis Option:

1. Wind Loads: Determine loads based on uniform pressure, importance factor, exposure 

category, and basic wind speed indicated on drawings.

a. Roof Panel Wind Uplift Testing: Certify capacity of metal panels by testing of 

proposed assembly per ASTM E 72 or ASTM E 1592.

2. Roof Panel Snow Loads: As indicated on drawings.

3. Deflection Limits: Withstand inward and outward wind-load design pressures in 

accordance with applicable building code with maximum deflection of 1/240 of the span 

with no evidence of failure.

C. Fire Performance Characteristics: Provide metal panel systems with the following fire-test 

characteristics determined by indicated test standard as applied by UL or other testing and 

inspection agency acceptable to authorities having jurisdiction.

1. Surface-Burning Characteristics: Provide metal panel systems with the following 

characteristics when tested per ASTM E 84. The core shall have:

a. Flame spread index:  25 or less.

b. Smoke developed index: 450 or less.

2. Fire Performance of Insulated Roof: Class 1 roof and wall panel per ANSI/FM 4880.

D. Roof Panel Air Infiltration, ASTM E 1680: Maximum 0.023 cfm/sq. ft. (0.115 L/s per sq. m) at 

static-air-pressure difference of 12 lbf/sq. ft. (575 Pa).

E. Roof Panel Water Penetration Static Pressure, ASTM E 1646: No uncontrolled water penetration 

at a static pressure of 20 lbf/sq. ft. (958 Pa).

F. Test procedure for susceptibility to leakage of discontinuous roof systems protocol TAS 114: 

Water applied to a depth of 6” above the lowest section of roof profile. No water infiltration 

observed during the seven-day test period.    

G. Thermal Movements: Allow for thermal movements from variations in both ambient and internal 

temperatures. Accommodate movement of support structure caused by thermal expansion and 

contraction. Allow for deflection and design for thermal stresses caused by temperature 

differences from one side of the panel to the other.

H. Thermal Performance:  When tested in accordance with ASTM C 518, Measurement of Steady 

State thermal Transmission, the panels shall provide a k factor of 0.114 btu/sf/hr/deg F at a 35° F 

(1.67° C) mean temperature. 
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2.3 INSULATED METAL ROOF PANELS

A. Standing Seam, Foamed-Insulation-Core Metal Roof Panels: Structural metal panels consisting 

of an exterior standing seam with an interior tongue and groove joint, coupled with a vapor seal 

in the standing seam, and provides superior resistance to air and moisture intrusion. Attached with 

concealed fasteners to the structure. 

1. Basis of Design:  Metl-Span, CFR Insulated Metal Panel.

2. G-90 Galvanized Coated Steel: ASTM A 653 or Aluminum-Zinc Alloy-Coated Steel:  

ASTM A 792/A 792M, structural quality, Grade 50, Coating Class AZ50 (Grade 340, 

Coating Class AZM150), prepainted by the coil-coating process per 

ASTM A 755/A 755M.

3. Exterior Face Sheet: Gauge thickness required to meet loads indicated on drawings, with 

stucco embossed surface.

1) Finish: Fluoropolymer two-coat metallic color system.

2) Color: As selected by Architect from manufacturer's standard colors.

4. Interior Face Sheet: Gauge thickness required to meet loads indicated on drawings, with 

stucco embossed surface Mesa profile.

1) Finish: Fluoropolymer two-coat system.

2) Color: As selected by Architect from manufacturer's standard colors.

5. Endlaps: Provide panels with factory endlaps, notching, swedging and backer plates; where 

panel lengths permit.

6. Low Eave Treatment: Provide cutback for trim/gutter installation; where panel lengths 

permit. 

7. Panel Width: 42 inches (1067 mm).

6. Panel Thickness: 6 inch (152 mm).

7. Insulating Core: Polyurethane with zero ozone depletion potential blowing agent

a. Closed Cell Content: 90% or more as determined by ASTM D 6226

b. Compressive Strength: As required to meet structural performance requirements 

and with a minimum of 22 psi as determined by ASTM D 1621

c. Shear Strength: As required to meet structural performance requirements and with 

a minimum of 36 psi as determined by ASTM C 273

d. Tensile Strength: As required to meet structural performance requirements and 

with a minimum of 41 psi ASTM D 1623

e. Minimum Density: 2.0 pcf (32 kg/m3) as determined by ASTM D 1622

d. Thermal Resistance (R-Value): 52.5 deg. F * hr * sq. ft./Btu as determined by ASTM 

C 518 at 35 degrees Fahrenheit mean temperature.

8. Heat Transfer Coefficient (U-factor): 0.022 Btu/hr * sq. ft. * deg. F as determined by 

ASTM C 1363 at 35 degrees Fahrenheit mean temperature. Tested specimen must include 

at least two engaged side joints.
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2.4 METAL ROOF PANEL ACCESSORIES

A. General: Provide complete metal panel assemblies incorporating trim, copings, fasciae, gutters 

and downspouts, and miscellaneous flashings. Provide required fasteners, closure strips, and 

sealants as indicated in manufacturer's written instructions.

B. Flashing and Trim: Match material, thickness, and finish of metal panel face sheet.

C. Panel Fasteners: Self-tapping screws and other acceptable fasteners recommended by metal panel 

manufacturer. Provide corrosion-resistant fasteners with heads matching color of metal panels by 

means of factory-applied coating, with weathertight resilient washers.

D. Joint Sealers: Provide Tape Mastic Sealants and Concealed Joint Sealants per Section 07 92 00, 

“Joint Sealants”.

E. Roof Accessories: Approved by metal panel manufacturer. Refer to Section 07 72 00 "Roof 

Accessories" for requirements for curbs, equipment supports, roof hatches, heat and smoke vents, 

ventilators, and preformed flashing sleeves.

F. Snow Guards: Compatible with standing seam roof and approved by metal panel manufacturer. 

Refer to Section 07 72 53 "Snow Guards" for requirements for snow guards attached to metal roof 

panels.

G. Roof Curbs: Compatible with standing seam roof and approved by metal panel manufacture. Refer 

to Section 07 72 10 “Roof Curbs” for requirements for roof curbs attached to metal roof panels.  

2.5 FABRICATION

A. General: Provide factory fabricated and finished metal panels, trim, and accessories meeting 

performance requirements, indicated profiles, and structural requirements.

B. Fabricate metal panel joints configured to accept sealant tape providing weathertight seal and 

preventing metal-to-metal contact and minimizing noise resulting from thermal movement.

C. Sheet Metal Flashing and Trim: Fabricate flashing and trim to comply with manufacturer's written 

instructions, approved shop drawings, and project drawings.

2.6 FINISHES

A. Finishes, General:  Prepare, pretreat, and apply coating to exposed metal surfaces to comply with 

coating and resin manufacturers' written instructions.

B. Exterior Face Sheet Coil-Coated Finish System

1. Silicone-Polyester Two-Coat System:  0.20 – 0.25 mil primer with 0.7 – 0.8 mil color coat.

a. Basis of Design:  Metl-Span, Silicone Polyester.

2. Fluoropolymer Two-Coat System:  0.2 – 0.3 mil primer with 0.7 - 0.8 mil 70 percent PVDF 

fluoropolymer color coat.

a. Basis of Design:  Metl-Span, Fluoropolymer.

C. Interior Face Sheet Coil-Coated Finish System:  

1. Fluoropolymer Two-Coat System:  0.2-mil primer with 0.7 - 0.8 mil 70 percent PVDF 

fluoropolymer color coat

a. Basis of Design:  Metl-Span, Fluoropolymer

http://www.mbci.com/pdf/specsheet/Joint%20Sealant%20Specifications.pdf
http://www.mbci.com/pdf/specsheet/Joint%20Sealant%20Specifications.pdf
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PART 3 - EXECUTION

3.1 EXAMINATION

A. Examine metal panel system substrate with Installer present.  Inspect for erection tolerances and 

other conditions that would adversely affect installation of metal panels. 

1. Inspect framing that will support insulated metal panels to determine if support components 

are installed as indicated on approved shop drawings and are within tolerances acceptable 

to metal panel manufacturer and installer.  Confirm presence of acceptable framing 

members at recommended spacing to match installation requirements of metal panels.

2. Panel Support Tolerances: Confirm that metal panel supports are within tolerances 

acceptable to metal panel manufacturer but not greater than the following:

a. 1/4 inch (6 mm) in 20 foot (6100 mm) in any direction.

b. 3/8 inch (9 mm) over any single roof plane.

c. At Purlin Spacing 7 feet (2133 mm) or less: 1/8 inches (3 mm), out only.

B. Correct out-of-tolerance work and other deficient conditions prior to proceeding with insulated 

metal panel installation.

3.2 METAL PANEL INSTALLATION

A. Standing Seamed, Concealed-Fastener Insulated Metal Panels: Install metal panel system in 

accordance with manufacturer's written instructions, approved shop drawings, and project 

drawings. Install metal panels in orientation, sizes, and locations indicated. Anchor panels and 

other components securely in place. Provide for thermal and structural movement.

B. Attach panels to metal framing using clips, fasteners, and sealants recommended for application 

by metal panel manufacturer.

1. Fasten metal panels to supports with fasteners at each location indicated on approved shop 

drawings, at spacing and with fasteners recommended by manufacturer.

2. Cut panels in field where required using manufacturer's recommended methods.

3. Provide weatherproof jacks for pipe and conduit penetrating metal panels.

4. Dissimilar Materials: Where elements of metal panel system will come into contact with 

dissimilar materials, treat faces and edges in contact with dissimilar materials as 

recommended by metal panel manufacturer.

C. Attach panel flashing trim pieces to supports using recommended fasteners and joint sealers.

D. Joint Sealers: Install tape sealers and liquid sealants where indicated and where required for 

weatherproof performance of metal panel assemblies.

1. Seal panel side and perimeter joints using joint sealers indicated in manufacturer's 

instructions.

2. Seal roof panel joints utilizing tape sealer and vapor seal bead of non-curing butyl.

3. Prepare joints and apply sealants per requirements of Division 07 Section "Joint Sealants."

3.3 ACCESSORY INSTALLATION

A. General: Install metal panel accessories with positive anchorage to building and weathertight 

mounting; provide for thermal expansion. Coordinate installation with flashings and other 

components.

http://www.mbci.com/pdf/specsheet/Joint%20Sealant%20Specifications.pdf
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1. Install components required for a complete metal panel assembly, including trim, copings, 

flashings, sealants, closure strips, and similar items.

2. Comply with details of assemblies utilized to establish compliance with performance 

requirements and manufacturer's written installation instructions.

3. Set units true to line and level as indicated. Install work with laps, joints, and seams that 

will be permanently weather resistant.

3.4 CLEANING AND PROTECTION

A. Remove temporary protective films immediately in accordance with metal panel manufacturer's 

instructions. Clean finished surfaces as recommended by metal panel manufacturer.  

B. Replace damaged panels and accessories that cannot be repaired to the satisfaction of the 

Architect.

END OF SECTION 074113
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SECTION 074213

 INSULATED METAL WALL PANELS

PART 1 - GENERAL

1.1 SECTION INCLUDES

A. Foamed-insulation-core concealed fastener metal wall panels, with related metal trim and 

accessories.

1.2 RELATED REQUIREMENTS

A. Division 13 Section "Metal Building Systems" for steel framing supporting metal panels.

B. REFERENCES

C. American Architectural Manufacturer's Association (AAMA):  www.aamanet.org: 

1. AAMA 501.2 - Quality Assurance and Diagnostic Water Leakage Field Check of Installed 

Storefronts, Curtain Walls, and Sloped Glazing Systems.

D. American Society of Civil Engineers (ASCE):  www.asce.org/codes-standards: 

1. ASCE 7 - Minimum Design Loads for Buildings and Other Structures.

E. ASTM International (ASTM):  www.astm.org: 

1. ASTM A 653 - Specification for Steel Sheet, Zinc-Coated (Galvanized) or Zinc-Iron Alloy-

Coated (Galvannealed) by the Hot-Dip Process.

2. ASTM A 755 - Specification for Steel Sheet, Metallic Coated by the Hot-Dip Process and 

Prepainted by the Coil-Coating Process for Exterior Exposed Building Products.

3. ASTM A 792 - Standard Specification for Steel Sheet, 55% Aluminum-Zinc Alloy-Coated 

by the Hot-Dip Process.

4. ASTM A 240 – Chromium and Chromium-Nickel Stainless Steel Plate, Sheet, and Strip 

for Pressure Vessels and for General Applications

5. ASTM C 518 - Standard Test Method for Steady State Heat Flux Measurements and 

Thermal Transmission Properties by Means of the Heat Flow Meter Apparatus.

6. ASTM C 1363 - Standard Test Method for Thermal Performance of Building Materials 

and Envelope Assemblies by Means of a Hot Box Apparatus

7. ASTM D 1621 - Compressive Properties of Rigid Cellular Plastics.
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8. ASTM D 1622 - Apparent Density of Rigid Cellular Plastics.

9. ASTM D 2244 - Test Method for Calculation of Color Differences from Instrumentally 

Measured Color Coordinates.

10. ASTM D 4214 - Test Methods for Evaluating Degree of Chalking of Exterior Paint Films.

11. ASTM D 6226 - Standard Test Method for Open Cell Content of Rigid Cellular Plastics

12. ASTM E 72 - Standard Test Methods of Conducting Strength Tests of Panels for Building 

Construction.

13. ASTM E 84 - Test Methods for Surface Burning Characteristics of Building Materials.

14. ASTM E 283 - Standard Test Method for Determining Rate of Air Leakage Through 

Exterior Windows, Curtain Walls, and Doors Under Specified Pressure Differences Across 

the Specimen.

15. ASTM E 331 - Standard Test Method for Water Penetration of Exterior Windows, 

Skylights, Doors, and Curtain Walls by Uniform Static Air Pressure Difference.

16. ASTM E 1592 - Standard Test Method for Structural Performance of Sheet Metal Roof 

and Siding Systems by Uniform Static Air Pressure Difference.

F. National Fire Protection Association (NFPA)

1. NFPA 259 – Test Method for Potential Heat of Building Materials.

2. NFPA 285 – Evaluation of Fire Propagation Characteristics of Exterior Non-Load Bearing 

Wall Assemblies.

3. NFPA 286 – Fire Test of Evaluating Conditions of Wall and Ceiling Finish to Roof Fire 

Growth.

G. Green Seal (GS) www.greenseal.org

1. GS-11 – Green Seal Standard for Paints and Coatings, Edition 3.2, October 26, 2015.

1.3 QUALITY ASSURANCE

A. Manufacturer/Source:  Provide metal panel assemblies and accessories from a single 

manufacturer approved under an accredited third-party quality control program

B. Manufacturer Qualifications:  Approved manufacturer listed in this Section with minimum ten 

years’ experience in the manufacturing of similar products and successful use in similar 

applications.

1. Approval of Comparable Products:  Submit the following in accordance with project 

substitution requirements, within time allowed for substitution review:
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a. Product data, including certified independent test data indicating compliance with 

requirements.

b. Samples of each component.

c. Sample submittal from similar project.

d. Project references:  Minimum of five installations not less than five years old, with 

Owner and Architect contact information.

e. Sample warranty.

f. Certificate from an accredited third-party Quality Control Program.

2. Substitutions following award of contract are not allowed except as stipulated in Division 

01 General Requirements

3. Approved manufacturers must meet separate requirements of Submittals Article.

C. Installer Qualifications:  Experienced Installer [certified by metal panel manufacturer] with 

minimum of five years’ experience with successfully completed projects of a similar nature and 

scope.

1. Installer's Field Supervisor:  Experienced mechanic certified by metal panel manufacturer 

supervising work on site whenever work is underway.

D. Buy American Compliance:  Materials provided under work of this Section shall comply with the 

following requirements:

1. Buy American Act of 1933 BAA-41 U.S.C §§ 10a – 10d.

2. Buy American provisions of Section 1605 of the American Recovery and Reinvestment 

Act of 2009 (ARRA)

1.4 ADMINISTRATIVE REQUIREMENTS

A. Preinstallation Meeting:  Prior to erection of framing, conduct preinstallation meeting at site 

attended by Owner, Architect, metal panel installer, metal panel manufacturer's technical 

representative, inspection agency and related trade contractors.

1. Coordinate building framing in relation to metal panel system. 

2. Coordinate openings and penetrations of metal panel system.

1.5 ACTION SUBMITTALS

A. Product Data:  Manufacturer’s data sheets for specified products.

B. Shop Drawings:  Show layouts of metal panels. Include details of each condition of installation, 

panel profiles, and attachment to building. Provide details at a minimum scale 1-1/2-inch per foot 
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of edge conditions, joints, fastener and sealant placement, flashings, openings, penetrations, and 

special details. Make distinctions between factory and field assembled work.

1. Include data indicating compliance with performance requirements.

2. Indicate points of supporting structure that must coordinate with metal panel system 

installation.

3. Include structural data indicating compliance with performance requirements and 

requirements of local authorities having jurisdiction.

C. Samples for Initial Selection:  For each exposed product specified including sealants. Provide 

representative color charts of manufacturer's full range of colors.

D. Samples for Verification:  

1. Provide 12-inch- (305 mm) long section of each metal panel profile. 

2. Provide color chip verifying color selection.

1.6 INFORMATIONAL SUBMITTALS

A. Product Test Results:  Indicating compliance of products with requirements.

B. Qualification Information:  For Installer 

C. Accreditation Certificate:  Indicating that manufacturer is accredited under an accredited third-

party Quality Control Program, including IAS AC472 and based upon chapter 17 of the 

International Building Code (IBC).

D. Buy American Certification:  Manufacturers' letters of compliance acceptable to authorities 

having jurisdiction, indicating products comply with requirements.

E. Warranty:  

1. Submit manufacturer’s written two (2) year limited warranty providing panels to be free 

from defects in materials and workmanship, beginning from the date of substantial 

completion excluding coil coatings (paint finishes) that are covered under a separate 

warranty.

2. The installation contractor shall issue a separate warranty against defects in installed 

materials and workmanship, beginning from the date of substantial completion of the 

installation.

1.7 CLOSEOUT SUBMITTALS

A. Maintenance data.

B. Manufacturer's Warranty:  Executed copy of manufacturer's warranty.
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1.8 DELIVERY, STORAGE, AND HANDLING

A. Protect products of metal panel system during shipping, handling, and storage to prevent staining, 

denting, deterioration of components or other damage.  Protect panels and trim bundles during 

shipping.  Protect painted surfaces with a protective covering before shipping.

1. Deliver, unload, store, and erect metal panels and accessory items without deforming 

panels or exposing panels to surface damage from weather or construction operations.

2. Store in accordance with Manufacturer's written instructions.  

3. Shield foam insulated metal panels from direct sunlight until all components are installed.

1.9 WARRANTY

A. Special Manufacturer’s Warranty:  Submit Manufacturer’s two (2) year limited warranty 

providing panels to be free from defects in materials and workmanship, beginning from the date 

of substantial completion excluding coil coatings (paint finishes) that are covered under a separate 

warranty.

B. The installation contractor shall issue a separate warranty against defects in installed materials 

and workmanship, beginning from the date of substantial completion of the installation.

C. Special Panel Finish Warranty:  Submit Manufacturer’s limited warranty on the exterior paint 

finish for adhesion to the metal substrate and limited warranty on the exterior paint finish for 

chalk and fade.

1. Fluoropolymer Two-Coat System:

a. Color fading in excess of 5 or 10 for copper, silver metallic and bright red; 

Hunter units per ASTM D 2244.

b. Chalking in excess of 6 for copper, silver metallic and bright red or 8 rating per 

ASTM D 4214.

c. Failure of adhesion, peeling, checking, or cracking.

2. Modified Silicone-Polyester Two-Coat System:

a. Color fading in excess of 5 or 7 for crimson red; Hunter units per ASTM D 

2244.

b. Chalking in excess of 7 for crimson red.

c. Failure of adhesion, peeling, checking, or cracking.

1.10 PRODUCTS

1.11 MANUFACTURER

A. Basis of Design Manufacturer:  Metl-Span, a Nucor company; Lewisville, Texas Tel: 

972.221.6656; Email: info@metlspan.com; Web: metlspan.com.

B. Provide basis of design product , or comparable product approved by Architect prior to bid.
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1.12 PERFORMANCE REQUIREMENTS

A. General:  Provide metal panel system meeting performance requirements as determined by 

application of specified tests by a qualified testing facility on manufacturer's standard assemblies.

B. Structural Performance:  Provide metal panel assemblies capable of withstanding the effects of 

indicated loads and stresses within limits and under conditions indicated, as determined by ASTM 

E 72 or ASTM E 1592 applied in accordance with ICC AC 04, Section 4, Panel Load Test Option 

or Section 5, Panel Analysis Option:

1. Wind Loads:  Determine loads based on applicable building code, wind speed, importance 

factor, exposure category, and internal pressure coefficient indicated on drawings.

a. Wind Negative Pressure:  Certify capacity of metal panels by testing of proposed 

assembly.

2. Deflection Limits:  Withstand inward and outward wind-load design pressures in 

accordance with applicable building code with maximum deflection of 1/240 of the span 

with no evidence of failure.

C. Fire Performance Characteristics:  Provide metal panel systems with the following fire-test 

characteristics determined by indicated test standard as applied by testing and inspection agency 

acceptable to authorities having jurisdiction.

1. Surface-Burning Characteristics:  The insulating core shall have been tested per ASTM E 

84.  The core shall have:

a. Flame spread index:  25 or less.

b. Smoke developed index:  450 or less.

2. Room Test Performance: FM Global 4880:  The panel assembly shall not support a self-

propagating fire which reaches any limits of the 50’ (15.24m) high corner test structure as 

evidenced by flaming or material damage of the ceiling of the assembly.

3. Fire Propagation:  The fire assembly shall meet the requirements of the standard for NFPA 

285 

4. Fire Growth:  The fire assembly shall meet the requirements of the standard for NFPA 286 

5. Potential Heat: Determined in accordance with NFPA 259

6. IBC Chapter 26:  Panel Performance under the above test methods, shall meet the 

requirements of IBC, Chapter on foam plastics.

D. Air Infiltration, ASTM E 283:

1. Maximum 0.0002 cfm/sq. ft. (0.001 L/s per sq. m) at static air pressure difference of 1.57 

lbf/sq. ft. (75 Pa).

2. Maximum 0.0009 cfm/sq. ft. (0.005 L/s per sq. m) at static-air-pressure difference of 6.24 

lbf/sq. ft. (300 Pa).
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3. Maximum 0.01 cfm/sq. ft. (0.050 L/s per sq. m) at static-air-pressure difference of 20 

lbf/sq. ft. (958 Pa).

E. Water Penetration Static Pressure: 

1. ASTM E 331:  No uncontrolled water penetration at a static pressure of 20 lbf/sq. ft. (958 

Pa).

2. ASTM E 331 Modified (2-hour duration):  No uncontrolled water penetration at a static 

pressure of 6.24 lbf/sq. ft. (300 Pa).

F. Thermal Movements:  Allow for thermal movements from variations in both ambient and internal 

temperatures.  Accommodate movement of support structure caused by thermal expansion and 

contraction.  Allow for deflection and design for thermal stresses caused by temperature 

differences from one side of the panel to the other.

G. Thermal Performance:  When tested in accordance with ASTM C 518, Measurement of Steady 

State thermal Transmission, the panels shall provide a k factor of 0.114 btu/sf/hr/deg F at a 35° F 

(1.67° C) mean temperature.

1.13 INSULATED METAL WALL PANELS

A. Concealed Fastener, Insulated Metal Wall Panels with foam core: Structural metal panels 

consisting of exterior metal sheet with five major tapered inverted ribs 1 by 1/4 inches (25.4 by 

6.4 mm) with a mesa profile between the inverted ribs, and interior metal sheet with a Mesa or 

Light Mesa profile, with factory foamed-in-place polyurethane core in thermally-separated 

profile, with tongue-and-groove panel edges, attached to supports using concealed fasteners.

1. Basis of Design:  Metl-Span, CF Flute

2. G-90 galvanized coated steel conforming to ASTM A 653 or AZ-50 aluminum-zinc alloy 

coated steel, conforming to ASTM A 792/A 792M, minimum grade 33, pre-painted by the 

coil-coating process per ASTM A 755/A 755M.

a. Exterior Face Sheet: gauge thickness as required to meet loads indicated on 

drawings, with stucco embossed surface.

1. Finish: Fluoropolymer two-coat system.

2. Color: As selected by Architect from manufacturer's standard colors. 

b. Interior Face Sheet: gauge thickness as required to meet loads indicated on drawings, 

with stucco embossed surface and Mesa or Light Mesa profile.

1. Finish: Fluoropolymer two-coat system.

2. Color:  As selected by Architect from manufacturer's standard colors.

3. Panel Width:  42 inches (1067 mm)

4. Panel Thickness: 3 inch (76 mm)

5. Insulating Core: Polyurethane with zero ozone depletion potential blowing agent

a. Closed Cell Content: 90% or more as determined by ASTM D 6226
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b. Compressive Strength: As required to meet structural performance requirements and 

with a minimum of 22 psi as determined by ASTM D 1621

c. Shear Strength: As required to meet structural performance requirements and with a 

minimum of 36 psi as determined by ASTM C 273

d. Tensile Strength: As required to meet structural performance requirements and with 

a minimum of 41 psi ASTM D 1623

e. Minimum Density: 2.0 pcf (32 kg/m3) as determined by ASTM D 1622

f. Thermal Resistance R-Value: 26.2.

6. Heat Transfer Coefficient (U-factor): 0.039 Btu/hr * sq. ft. * deg. F as determined by 

ASTM C 1363 at 35 degrees Fahrenheit mean temperature. Tested specimen must include 

at least two engaged side joints.

1.14 METAL WALL PANEL ACCESSORIES

A. General:  Provide complete metal panel assemblies incorporating trim, copings, fasciae, gutters 

and downspouts, and miscellaneous flashings. Provide required fasteners, closure strips, and 

sealants as indicated in manufacturer's written instructions.

B. Flashing and Trim: Match material, thickness, and finish of metal panels.

C. Panel Clips: ASTM A 653/A 653M, G90 (Z180) hot-dip galvanized zinc coating, one-piece, 

configured for concealment in panel joints, and identical to clips utilized in tests demonstrating 

compliance with performance requirements.

D. Panel Fasteners: Self-drilling or Self-tapping screws and other acceptable fasteners recommended 

by metal panel manufacturer.  Where exposed fasteners cannot be avoided, supply corrosion-

resistant fasteners with heads matching color of metal panels by means of factory-applied coating, 

with weathertight resilient washers.

E. Joint Sealers:

1. Sealants: Provide Tape Mastic Sealants, Non-skinning sealants, and Urethane Sealants in 

accordance with manufacturers standards

2. Vertical Joint Gasket:  Manufacturers standard EPDM gasket. Color: Black Or custom 

color.

1.15 FABRICATION

A. General:  Provide factory fabricated and finished metal panels, trim, and accessories meeting 

performance requirements, indicated profiles, and structural requirements.

B. Fabricate metal panel joints configured to accept sealant providing weathertight seal.
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C. Sheet Metal Flashing and Trim:  Fabricate flashing and trim to comply with manufacturer's 

written instructions, approved shop drawings, and project drawings.

1.16 FINISHES

A. Finishes, General:  Prepare, pretreat, and apply coating to exposed metal surfaces to comply with 

coating and resin manufacturer’s written instructions.

B. Exterior Face Sheet Coil-Coated Finish System

1. Silicone-Polyester Two-Coat System:  0.20 – 0.25 mil primer with 0.7 – 0.8 mil color coat.

a. Basis of Design:  Metl-Span, Silicone Polyester.

2. Fluoropolymer Two-Coat System:  0.2 – 0.3 mil primer with 0.7 - 0.8 mil 70 percent PVDF 

fluoropolymer color coat, meeting solar reflectance index requirements.

a. Basis of Design:  Metl-Span, Fluoropolymer.

C. Interior Face Sheet Coil-Coated Finish System

1. Fluoropolymer Two-Coat System:  0.2-mil primer with 0.7 - 0.8 mil 70 percent PVDF 

fluoropolymer color coat

a. Basis of Design:  Metl-Span, Fluoropolymer

PART 2 - EXECUTION

2.1 EXAMINATION

A. Examine metal panel system substrate with Installer present. Inspect for erection tolerances and 

other conditions that would adversely affect installation of metal panels. 

1. Inspect framing that will support insulated metal panels to determine if support components 

are installed as indicated on approved shop drawings and are within tolerances acceptable 

to metal panel manufacturer and installer.  Confirm presence of acceptable framing 

members at recommended spacing to match installation requirements of metal panels.

2. Panel Support Tolerances:  Confirm that metal panel supports are within tolerances 

acceptable to metal panel manufacturer but not greater than the following:

a. 1/4 inch (6 mm) in 20 foot (6100 mm) in any direction.

b. 3/8 inch (9 mm) over any single wall plane.

c. Girt Spacing 8 feet (2438 mm) or more: 1/4 inch (6 mm) out only.

d. Girt Spacing Less Than 8 feet (2438 mm): 1/8 inch (3 mm) out only.
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e. CF Architectural girt spacing less than 4 feet (1219 mm): 1/16 inch (1.5 mm) inch 

out only.

B. Correct out-of-tolerance work and other deficient conditions prior to proceeding with insulated 

metal panel installation.

2.2 METAL PANEL INSTALLATION

A. Concealed-Fastener Insulated Metal Panels with foam core:  Install metal panel system in 

accordance with manufacturer's written instructions, approved shop drawings, and project 

drawings.  Install metal panels in orientation, sizes, and locations indicated.  Anchor panels and 

other components securely in place. Provide for thermal and structural movement.

B. Attach panels to metal framing using screws, fasteners, sealants, and adhesives recommended for 

application by metal panel manufacturer.

1. Fasten metal panels to supports with fasteners at each location indicated on approved shop 

drawings, at spacing and with fasteners recommended by manufacturer.

2. Cut panels in field where required using manufacturer's recommended methods.

3. Provide weatherproof jacks for pipe and conduit penetrating metal panels.

4. Dissimilar Materials:  Where elements of metal panel system will come into contact with 

dissimilar materials, treat faces and edges in contact with dissimilar materials as 

recommended by metal panel manufacturer

C. Attach panel flashing trim pieces to supports using recommended fasteners and joint sealers

D. Joint Sealers:  Install sealants where indicated and where required for weatherproof performance 

of metal panel assemblies

1. Seal panel base assembly, openings, panel head joints, and perimeter joints using sealants 

indicated in manufacturer's instructions

2. Seal wall panel joints; apply continuously without gaps in accordance with manufacturer's 

written instructions, approved shop drawings, and project drawings

3. Prepare joints and apply sealants per requirements of Division 07 Section.

2.3 ACCESSORY INSTALLATION

A. General:  Install metal panel accessories with positive anchorage to building and weather tight 

mounting; provide for thermal expansion. Coordinate installation with flashings and other 

components.

1. Install components required for a complete metal panel assembly, including trim, copings, 

flashings, sealants, closure strips, and similar items.
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2. Comply with details of assemblies utilized to establish compliance with performance 

requirements and manufacturer's written installation instructions.

3. Set units true to line and level as indicated. Install work with laps, joints, and seams that 

will be permanently weather resistant.

2.4 FIELD QUALITY CONTROL

2.5 CLEANING AND PROTECTION

A. Remove temporary protective films immediately in accordance with metal panel manufacturer's 

instructions. Clean finished surfaces as recommended by metal panel manufacturer.  

B. Replace damaged panels and accessories that cannot be repaired to the satisfaction of the 

Architect.

END OF SECTION 074213
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SECTION 077253

SNOW GUARDS

PART 1 - GENERAL

1.1 RELATED DOCUMENTS

A. Drawings and general provisions of the Contract, including General and Supplementary Conditions and 

Division 01 Specification Sections, apply to this Section.

1.2 SUMMARY

A. Section Includes:

1. Rail-type, seam-mounted snow guards.

1.3 ACTION SUBMITTALS

A. Product Data: Include construction details, material descriptions, dimensions of individual components 

and profiles, and finishes for snow guards.

B. Shop Drawings: Include roof plans showing layouts and attachment details of snow guards.

1. Include details of rail-type snow guards.

2. Include calculation of number and location of snow guards based on snow load, roof slope, roof 

type, components, spacings, and finish.

1.4 INFORMATIONAL SUBMITTALS

A. Product Test Reports: For each type of snow guard, for tests performed by manufacturer and witnessed 

by a qualified testing agency.

PART 2 - PRODUCTS

2.1 PERFORMANCE REQUIREMENTS

A. Performance Requirements: Provide snow guards that withstand exposure to weather and resist 

thermally induced movement without failure, rattling, or fastener disengagement due to defective 

manufacture, fabrication, installation, or other defects in construction.

1. Temperature Change: 120 deg F.
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B. Structural Performance:

1. Snow Loads: As indicated on Drawings.

2.2 RAIL-TYPE SNOW GUARDS

A. Seam-Mounted, Rail-Type Snow Guards:

1. Acceptable manufactures:

a. Berger

b. Alpine

c. Or engineer approved equal.

2. Description: Snow guard rails fabricated from metal pipes, bars, or extrusions, anchored to 

brackets and equipped with one rail.

3. Material and Finish: Aluminum; mill.

4. Material and Finish: Stainless steel; mill.

PART 3 - EXECUTION

3.1 EXAMINATION

A. Examine substrates and conditions, with Installer present, for compliance with requirements for 

installation tolerances, snow guard attachment, and other conditions affecting performance of the Work.

1. Verify compatibility with and suitability of substrates including compatibility with existing 

finishes or primers.

B. Proceed with installation only after unsatisfactory conditions have been corrected.

3.2 PREPARATION

A. Clean and prepare substrates for bonding snow guards.

B. Prime substrates according to snow guard manufacturer's written instructions.

3.3 INSTALLATION

A. Install snow guards according to manufacturer's written instructions.

B. Attachment for Standing-Seam Metal Roofing:

1. Do not use fasteners that will penetrate metal roofing, or fastening methods that void metal 

roofing finish warranty.

2. Seam-Mounted, Rail-Type Snow Guards: Stainless-steel clamps attached to vertical ribs of 

standing-seam metal roof panels.
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END OF SECTION 077253
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SECTION 133419

METAL BUILDING SYSTEMS

PART 1 - GENERAL

1.1 SUMMARY

A. Section Includes:

1. Structural-steel framing.
2. Metal roof panels.
3. Metal wall panels.
4. Accessories.

B. Related Requirements:

1. Section 074116  "Insulated Metal Roof Panels" 
2. Section 074213.19  "Insulated Metal Wall Panels" 
3. Section 077253 "Snow Guards"

1.2 DEFINITIONS

A. Terminology Standard: See MBMA's "Metal Building Systems Manual" for definitions of terms for metal 
building system construction not otherwise defined in this Section or in standards referenced by this 
Section.

1.3 COORDINATION

A. Coordinate sizes and locations of concrete foundations and casting of anchor-rod inserts into foundation 
walls and footings. Anchor rod installation, concrete, reinforcement, and formwork requirements are 
specified in Section 033000 "Cast-in-Place Concrete."

B. Coordinate metal panel assemblies with rain drainage work, flashing, trim, and construction of supports 
and other adjoining work to provide a leakproof, secure, and noncorrosive installation.

1.4 PREINSTALLATION MEETINGS

A. Preinstallation Conference: Conduct conference at Project Site.

1. Review methods and procedures related to metal building systems including, but not limited to, the 
following:

a. Condition of foundations and other preparatory work performed by other trades.
b. Structural load limitations.
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c. Construction schedule. Verify availability of materials and erector's personnel, equipment, 
and facilities needed to make progress and avoid delays.

d. Required tests, inspections, and certifications.
e. Unfavorable weather and forecasted weather conditions and impact on construction 

schedule.

2. Review methods and procedures related to metal roof panel assemblies including, but not limited 
to, the following:

a. Compliance with requirements for purlin and rafter conditions, including flatness and 
attachment to structural members.

b. Structural limitations of purlins and rafters during and after roofing.
c. Flashings, special roof details, roof drainage, roof penetrations, equipment curbs, and 

condition of other construction that will affect metal roof panels.
d. Temporary protection requirements for metal roof panel assembly during and after 

installation.
e. Roof observation and repair after metal roof panel installation.

3. Review methods and procedures related to metal wall panel assemblies including, but not limited 
to, the following:

a. Compliance with requirements for support conditions, including alignment between and 
attachment to structural members.

b. Structural limitations of girts and columns during and after wall panel installation.
c. Flashings, special siding details, wall penetrations, openings, and condition of other 

construction that will affect metal wall panels.
d. Temporary protection requirements for metal wall panel assembly during and after 

installation.
e. Wall observation and repair after metal wall panel installation.

1.5 ACTION SUBMITTALS

A. Product Data: For each type of metal building system component.

1. Include construction details, material descriptions, dimensions of individual components and 
profiles, and finishes for the following:

a. Metal roof panels.
b. Metal wall panels.

B. Shop Drawings: Indicate components by others. Include full building plan, elevations, sections, details and 
the following:

1. Anchor-Rod Plans: Submit anchor-rod plans and templates before foundation work begins. Include 
location, diameter, and minimum required projection of anchor rods required to attach metal 
building to foundation. Indicate column reactions at each location.

2. Structural-Framing Drawings: Show complete fabrication of primary and secondary framing; 
include provisions for openings. Indicate welds and bolted connections, distinguishing between 
shop and field applications. Include transverse cross-sections.
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3. Metal Roof and Wall Panel Layout Drawings: Show layouts of panels including methods of 
support. Include details of edge conditions, joints, panel profiles, corners, anchorages, clip spacing, 
trim, flashings, closures, and special details. Distinguish between factory- and field-assembled 
work; show locations of exposed fasteners.

a. Show wall-mounted items including personnel doors, vehicular doors, windows, and 
louvers.

4. Accessory Drawings: Include details of the following items, at a scale of not less than 1-1/2 inches 
per 12 inches (1:8)

a. Flashing and trim.
b. Gutters.
c. Downspouts.

C. Door Schedule: For doors and frames. Use same designations indicated on Drawings. Include details of 
reinforcement.

D. Delegated Design Submittals: For metal building systems.

1. Include analysis data indicating compliance with performance requirements and design data signed 
and sealed by the qualified professional engineer responsible for their preparation, licensed in the 
State of New York. 

1.6 INFORMATIONAL SUBMITTALS

A. Qualification Data: For manufacturer.

B. Welding certificates.

C. Letter of Design Certification: Signed and sealed by a qualified professional engineer, licensed in the State 
of New York. Include the following:

1. Name and location of Project.
2. Order number.
3. Name of manufacturer.
4. Name of Contractor.
5. Building dimensions including width, length, height, and roof slope.
6. Indicate compliance with AISC standards for hot-rolled steel and AISI standards for cold-rolled 

steel, including edition dates of each standard.
7. Governing building code and year of edition.
8. Design Loads: Include dead load, roof live load, collateral loads, roof snow load, deflection, wind 

loads/speeds and exposure, seismic design category or effective peak velocity-related 
acceleration/peak acceleration, and auxiliary loads (cranes).

9. Load Combinations: Indicate that loads were applied acting simultaneously with concentrated 
loads, according to governing building code.

10. Building-Use Category: Indicate category of building use and its effect on load importance factors.

D. Material Test Reports: For each of the following products:
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1. Structural steel including chemical and physical properties.
2. Bolts, nuts, and washers including mechanical properties and chemical analysis.
3. Tension-control, high-strength, bolt-nut-washer assemblies.
4. Shop primers.
5. Nonshrink grout.

E. Source quality-control reports.

F. Sample Warranties: For special warranties.

1.7 CLOSEOUT SUBMITTALS

A. Maintenance Data: For metal panel finishes to include in maintenance manuals.

1.8 QUALITY ASSURANCE

A. Manufacturer Qualifications: A qualified manufacturer.

1. Accreditation: Manufacturer's facility accredited according to IAS AC472, "Accreditation Criteria 
for Inspection Programs for Manufacturers of Metal Building Systems."

2. Engineering Responsibility: Preparation of comprehensive engineering analysis and Shop 
Drawings by a professional engineer who is legally qualified to practice in jurisdiction where 
Project is located.

B. Welding Qualifications: Qualify procedures and personnel according to the following:

1. AWS D1.1/D1.1M, "Structural Welding Code - Steel."
2. AWS D1.3, "Structural Welding Code - Sheet Steel."

1.9 DELIVERY, STORAGE, AND HANDLING

A. Deliver components, sheets, panels, and other manufactured items so as not to be damaged or deformed. 
Package metal panels for protection during transportation and handling.

B. Unload and store metal panels in a manner to prevent bending, warping, twisting, and surface damage.

C. Stack metal panels horizontally on platforms or pallets, covered with suitable weathertight and ventilated 
covering. Store metal panels to ensure dryness, with positive slope for drainage of water. Do not store 
metal panels in contact with other materials that might cause staining, denting, or other surface damage.

1.10 WARRANTY

A. Special Warranty on Metal Panel Finishes: Manufacturer agrees to repair finish or replace metal panels 
that show evidence of deterioration of factory-applied finishes within specified warranty period.
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1. Exposed Panel Finish: Deterioration includes, but is not limited to, the following:

a. Color fading more than 5 Hunter units when tested according to ASTM D2244.
b. Chalking in excess of a No. 8 rating when tested according to ASTM D4214.
c. Cracking, checking, peeling, or failure of paint to adhere to bare metal.

2. Finish Warranty Period: 25 years from date of Substantial Completion.

B. Special Weathertightness Warranty for Standing-Seam Metal Roof Panels: Manufacturer agrees to repair 
or replace standing-seam metal roof panel assemblies that leak or otherwise fail to remain weathertight 
within specified warranty period.

1. Warranty Period: 20 years from date of Substantial Completion.

PART 2 - PRODUCTS

2.1 MANUFACTURERS

A. Source Limitations: Obtain metal building system components, including primary and secondary framing 
and metal panel assemblies, from single source from single manufacturer.

2.2 SYSTEM DESCRIPTION

A. Provide a complete, integrated set of mutually dependent components and assemblies that form a metal 
building system capable of withstanding structural and other loads, thermally induced movement, and 
exposure to weather without failure or infiltration of water into building interior.

B. Primary-Frame Type:

1. Rigid Modular: Solid-member, structural-framing system with interior columns.

C. End-Wall Framing:

1. Manufacturer's standard, for buildings not required to be expandable, consisting of primary frame, 
capable of supporting one-half of a bay design load, and end-wall columns or load-bearing end-
wall and corner columns and rafters.

D. Secondary-Frame Type: Manufacturer's standard purlins and joists and exterior-framed (bypass) girts at 
eave ends. Manufacturer’s standard purlins and joists flush framed girts at gable ends.

E. Eave Height: As indicated by nominal height on Drawings.

F. Bay Spacing: As indicated on Drawings.

G. Roof Slope: 2 inches per 12 inches (1:6)

H. Roof System: Manufacturer's standard standing-seam insulated metal panel.
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1. Liner Panels: None.

I. Exterior Wall System: Manufacturer's standard foamed-insulation-core metal wall panels.

1. Liner Panels: None.

2.3 PERFORMANCE REQUIREMENTS

A. Delegated Design: Engage a qualified professional engineer, as defined in Section 014000 "Quality 
Requirements," to design metal building system.

B. Structural Performance: Metal building systems to withstand the effects of gravity loads and the following 
loads and stresses within limits and under conditions indicated according to procedures in MBMA's "Metal 
Building Systems Manual."

1. Design Loads: As indicated on Drawings.
2. Deflection and Drift Limits:

a. No greater than the following:

1) Purlins and Rafters: Vertical deflection of 1/240 from imposed snow load and 1/180 
total of the span.

2) Girts: Horizontal deflection of 1/240 of the span.
3) Metal Roof Panels: Vertical deflection of 1/240 from imposed snow load and 1/180 

total of the span.
4) Metal Wall Panels: Horizontal deflection of 1/240 total of the span.
5) Design secondary-framing system to accommodate deflection of primary 
6) Lateral Drift: Maximum of 1/400 of the building height.

C. Seismic Performance: Metal building system to withstand the effects of earthquake motions determined 
according to 2020 New York Building Code.

D. Thermal Movements: Allow for thermal movements from ambient and surface temperature changes by 
preventing buckling, opening of joints, overstressing of components, failure of joint sealants, failure of 
connections, and other detrimental effects. Base calculations on surface temperatures of materials due to 
both solar heat gain and nighttime-sky heat loss.

1. Temperature Change: 120 deg F (67 deg C), ambient; 180 deg F (100 deg C), material surfaces.

E. Structural Performance for Metal Roof and Wall Panels: Provide metal panel systems capable of 
withstanding the effects of the following loads, based on testing according to ASTM E1592:

1. Wind Loads: As indicated on Drawings.

F. Air Infiltration for Metal Roof Panels: Air leakage of not more than 0.06 cfm/sq. ft. (0.3 L/s per sq. m) 
when tested according to ASTM E1680 at the following test-pressure difference:

1. Test-Pressure Difference: 6.24 lbf/sq. ft. (300 Pa).
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G. Water Penetration for Metal Roof Panels: No water penetration when tested according to ASTM E1646 at 
the following test-pressure difference:

1. Test-Pressure Difference: 6.24 lbf/sq. ft. (300 Pa).

H. Water Penetration for Metal Wall Panels: No water penetration when tested according to ASTM E331 at 
the following test-pressure difference:

1. Test-Pressure Difference: 6.24 lbf/sq. ft. (300 Pa).

I. Wind-Uplift Resistance: Provide metal roof panel assemblies that comply with UL 580 for wind-uplift-
resistance class indicated.

1. Uplift Rating: UL 90.

J. Thermal Performance for Opaque Elements: Provide the following maximum U-factors and minimum R-
values when tested according to ASTM C1363 or ASTM C518:

1. Roof:

a. U-Factor: 0.035.
b. R-Value: 52.5

2. Walls:

a. U-Factor: 0.052.
b. R-Value: 26.2

2.4 STRUCTURAL-STEEL FRAMING

A. Structural Steel: Comply with AISC 360, "Specification for Structural Steel Buildings."

B. Bolted Connections: Comply with RCSC's "Specification for Structural Joints Using High-Strength Bolts."

C. Cold-Formed Steel: Comply with AISI's "North American Specification for the Design of Cold-Formed 
Steel Structural Members" for design requirements and allowable stresses.

D. Primary Framing: Manufacturer's standard primary-framing system, designed to withstand required loads 
and specified requirements. Primary framing includes transverse and lean-to frames; rafters, rake, and 
canopy beams; sidewall, intermediate, end-wall, and corner columns; and wind bracing.

1. General: Provide frames with attachment plates, bearing plates, and splice members. Factory drill 
for field-bolted assembly. Provide frame span and spacing indicated.

2. Rigid Modular Frames: I-shaped frame sections fabricated from shop-welded, built-up steel plates 
or structural-steel shapes. Provide interior columns fabricated from round steel pipes or tubes, or 
shop-welded, built-up steel plates.

3. Frame Configuration: Single gable.
4. Exterior Column: Tapered.
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5. Rafter: Tapered.

E. End-Wall Framing: Manufacturer's standard primary end-wall framing fabricated for field-bolted assembly 
to comply with the following:

1. End-Wall Rafters: C-shaped, cold-formed, structural-steel sheet; or I-shaped sections fabricated 
from shop-welded, built-up steel plates or structural-steel shapes.

F. Secondary Framing: Manufacturer's standard secondary framing, including purlins, girts, eave struts, 
flange bracing, base members, gable angles, clips, headers, jambs, and other miscellaneous structural 
members. Unless otherwise indicated, fabricate framing from either cold-formed, structural-steel sheet or 
roll-formed, metallic-coated steel sheet, prepainted with coil coating, to comply with the following:

1. Purlins:

a. C- or Z-shaped sections; fabricated from built-up steel plates, steel sheet, or structural-steel 
shapes; minimum 2-1/2-inch- (64-mm-) wide flanges.

1) Depth: As needed to comply with system performance requirements. 12 gauge 
minimum.

2. Girts: C- or Z-shaped sections; fabricated from built-up steel plates, steel sheet, or structural-steel 
shapes. Form ends of Z-sections with stiffening lips angled 40 to 50 degrees from flange, with 
minimum 2-1/2-inch- (64-mm-) wide flanges.

a. Depth: 8 Inches. 14 gauge minimum.

3. Eave Struts: Unequal-flange, C-shaped sections; fabricated from built-up steel plates, steel sheet, or 
structural-steel shapes; to provide adequate backup for metal panels.

4. Flange Bracing: Minimum 2-by-2-by-1/8-inch (51-by-51-by-3-mm) structural-steel angles or 1-
inch- (25-mm-) diameter, cold-formed structural tubing to stiffen primary-frame flanges.

5. Sag Bracing: Minimum 1-by-1-by-1/8-inch (25-by-25-by-3-mm) structural-steel angles.
6. Base or Sill Angles: Manufacturer's standard base angle, minimum 3-by-2-inch (76-by-51-mm), 

fabricated from zinc-coated (galvanized) steel sheet.
7. Purlin and Girt Clips: Manufacturer's standard clips fabricated from steel sheet. Provide galvanized 

clips where clips are connected to galvanized framing members.
8. Framing for Openings: Channel shapes; fabricated from cold-formed, structural-steel sheet or 

structural-steel shapes. Frame head and jamb of door openings and head, jamb, and sill of other 
openings.

9. Miscellaneous Structural Members: Manufacturer's standard sections fabricated from cold-formed, 
structural-steel sheet; built-up steel plates; or zinc-coated (galvanized) steel sheet; designed to 
withstand required loads.

G. Bracing: Provide adjustable wind bracing as follows:

1. Rigid Portal Frames: Fabricated from shop-welded, built-up steel plates or structural-steel shapes to 
match primary framing; of size required to withstand design loads.
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H. Anchor Rods: Headed anchor rods as indicated in Anchor Rod Plan for attachment of metal building to 
foundation.

I. Materials:

1. W-Shapes: ASTM A992/A992M; ASTM A572/A572M, Grade 50 or 55 (345 or 380); or 
ASTM A529/A529M, Grade 50 or 55 (345 or 380).

2. Channels, Angles, M-Shapes, and S-Shapes: ASTM A36/A36M; ASTM A572/A572M, Grade 50 
or 55 (345 or 380); or ASTM A529/A529M, Grade 50 or 55 (345 or 380).

3. Plate and Bar: ASTM A36/A36M; ASTM A572/A572M, Grade 50 or 55 (345 or 380); or 
ASTM A529/A529M, Grade 50 or 55 (345 or 380).

4. Steel Pipe: ASTM A53/A53M, Type E or S, Grade B.
5. Cold-Formed Hollow Structural Sections: ASTM A500, Grade B or C, structural tubing.
6. Structural-Steel Sheet: Hot-rolled, ASTM A1011/A1011M, Structural Steel (SS), Grades 30 

through 55 (205 through 380), or High-Strength Low-Alloy Steel (HSLAS) or High-Strength Low-
Alloy Steel with Improved Formability (HSLAS-F), Grades 45 through 70 (310 through 480); or 
cold-rolled, ASTM A1008/A1008M, Structural Steel (SS), Grades 25 through 80 (170 through 
550), or HSLAS, Grades 45 through 70 (310 through 480).

7. Metallic-Coated Steel Sheet: ASTM A653/A653M, SS, Grades 33 through 80 (230 through 550), 
or HSLAS or HSLAS-F, Grades 50 through 80 (340 through 550); with G60 (Z180) coating 
designation; mill phosphatized.

8. Metallic-Coated Steel Sheet Prepainted with Coil Coating: Steel sheet, metallic coated by the hot-
dip process and prepainted by the coil-coating process to comply with ASTM A755/A755M.

a. Zinc-Coated (Galvanized) Steel Sheet: ASTM A653/A653M, SS, Grades 33 through 80 
(230 through 550), or HSLAS or HSLAS-F, Grades 50 through 80 (340 through 550); with 
G90 (Z275) coating designation.

b. Aluminum-Zinc Alloy-Coated Steel Sheet: ASTM A792/A792M, SS, Grade 50 or 80 (340 
or 550); with Class AZ50 (AZM150) coating.

9. Non-High-Strength Bolts, Nuts, and Washers: ASTM A307, Grade A, carbon-steel, hex-head bolts; 
ASTM A563 (ASTM A563M) carbon-steel hex nuts; and ASTM F844 plain (flat) steel washers.

a. Finish: Plain.

10. High-Strength Bolts, Nuts, and Washers, Grade A325 (Grade A325M): ASTM F3125/F3125M, 
Type 1, heavy-hex steel structural bolts; ASTM A563, Grade DH, (ASTM A563M, Class 10S) 
heavy-hex carbon-steel nuts; and ASTM F436/F436M, Type 1, hardened carbon-steel washers.

a. Finish: Plain.

11. High-Strength Bolts, Nuts, and Washers, Grade A490 (Grade A490M): ASTM F3125/F3125M, 
Type 1, heavy-hex steel structural bolts or Grade F2280 tension-control, bolt-nut-washer 
assemblies with splined ends; ASTM A563, Grade DH, (ASTM A563M, Class 10S) heavy-hex 
carbon-steel nuts; and ASTM F436/F436M, Type 1, hardened carbon-steel washers; all with plain 
finish.
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12. Tension-Control, High-Strength Bolt-Nut-Washer Assemblies: ASTM F3125/F3125M, 
Grade F1852, Type 1, heavy-hex or round head assemblies consisting of steel structural bolts with 
splined ends; ASTM A563, Grade DH, (ASTM A563M, Class 10S) heavy-hex carbon-steel nuts; 
and ASTM F436/F436M, Type 1 hardened carbon-steel washers.

a. Finish: Plain

13. Headed Anchor Rods: ASTM F1554, Grade 36.

a. Configuration: Straight.
b. Nuts: ASTM A563 (ASTM A563M) heavy-hex carbon steel.
c. Plate Washers: ASTM A36/A36M carbon steel.
d. Washers: ASTM F436 (ASTM F436M) hardened carbon steel.
e. Finish: Hot-dip zinc coating, ASTM F2329, Class C.

J. Finish: Factory primed. Apply specified primer immediately after cleaning and pretreating.

1. Clean and prepare in accordance with SSPC-SP2.
2. Coat with manufacturer's standard primer. Apply primer to primary and secondary framing to a 

minimum dry film thickness of 1 mil (0.025 mm).

a. Prime secondary framing formed from uncoated steel sheet to a minimum dry film thickness 
of 0.5 mil (0.013 mm) on each side.

2.5 METAL ROOF PANELS

A. Refer to Section 074116  “Insulated Metal Roof Panels”

2.6 METAL WALL PANELS

A. Refer to Section 074213.19   “Insulated Metal Wall Panels” 

2.7 METAL SOFFIT PANELS

A. General: Provide factory-formed metal soffit panels designed to be installed by lapping and 
interconnecting side edges of adjacent panels and mechanically attaching through panel to supports using 
concealed fasteners and factory-applied sealant in side laps. Include accessories required for weathertight 
installation.

B. Metal Soffit Panels: Match material of metal wall panels.

1. Finish: Match finish and color of metal wall panels.

2.8 ACCESSORIES

A. General: Provide accessories as standard with metal building system manufacturer and as specified. 
Fabricate and finish accessories at the factory to greatest extent possible, by 
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manufacturer's standard procedures and processes. Comply with indicated profiles and with dimensional 
and structural requirements.

1. Form exposed sheet metal accessories that are without excessive oil-canning, buckling, and tool 
marks and that are true to line and levels indicated, with exposed edges folded back to form hems.

B. Roof Panel Accessories: Provide components required for a complete metal roof panel assembly including 
copings, fasciae, corner units, ridge closures, clips, sealants, gaskets, fillers, closure strips, and similar 
items. Match material and finish of metal roof panels unless otherwise indicated.

1. Closures: Provide closures at eaves and ridges, fabricated of same material as metal roof panels.
2. Clips: Manufacturer's standard, formed from stainless steel sheet, designed to withstand negative-

load requirements.
3. Backing Plates: Provide metal backing plates at panel end splices, fabricated from material 

recommended by manufacturer.
4. Closure Strips: Closed-cell, expanded, cellular, rubber or crosslinked, polyolefin-foam or closed-

cell laminated polyethylene; minimum 1-inch- (25-mm-) thick, flexible closure strips; cut or 
premolded to match metal roof panel profile. Provide closure strips where indicated or necessary to 
ensure weathertight construction.

C. Wall Panel Accessories: Provide components required for a complete metal wall panel assembly including 
copings, fasciae, mullions, sills, corner units, clips, sealants, gaskets, fillers, closure strips, and similar 
items. Match material and finish of metal wall panels unless otherwise indicated.

1. Closures: Provide closures at eaves and rakes, fabricated of same material as metal wall panels.
2. Backing Plates: Provide metal backing plates at panel end splices, fabricated from material 

recommended by manufacturer.
3. Closure Strips: Closed-cell, expanded, cellular, rubber or crosslinked, polyolefin-foam or closed-

cell laminated polyethylene; minimum 1-inch- (25-mm-) thick, flexible closure strips; cut or 
premolded to match metal wall panel profile. Provide closure strips where indicated or necessary to 
ensure weathertight construction.

D. Flashing and Trim: Zinc-coated (galvanized) or aluminum-zinc alloy-coated steel sheet, 0.018-inch (0.46-
mm) nominal uncoated steel thickness, prepainted with coil coating; finished to match adjacent metal 
panels.

1. Provide flashing and trim as required to seal against weather and to provide finished appearance. 
Locations include, but are not limited to, eaves, rakes, corners, bases, framed openings, ridges, 
fasciae, and fillers.

E. Gutters: Metl Span or approved equal and rack trim, end caps, corners, etc. Detailed in accordance with 
manufacturer’s specifications and installation guidelines.

F. Downspouts: Zinc-coated (galvanized) or aluminum-zinc alloy-coated steel sheet, 0.018-inch (0.46-mm) 
nominal uncoated steel thickness, prepainted with coil coating; finished to match 
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metal wall panels. Fabricate in minimum 10-foot- (3-m-) long sections, complete with formed elbows and 
offsets.

1. Mounting Straps: Fabricated from same material and finish as gutters.

G. Pipe Flashing: Premolded, EPDM pipe collar with flexible aluminum ring bonded to base.

H. Materials:

1. Fasteners: Self-tapping screws, bolts, nuts, self-locking rivets and bolts, end-welded studs, and 
other suitable fasteners designed to withstand design loads. Provide fasteners with heads matching 
color of materials being fastened by means of plastic caps or factory-applied coating.

2. Fasteners for Metal Roof Panels:

a. Refer to Secion 074116 “Insulated Metal Roof Panels”

3. Fasteners for Metal Wall Panels:

a. Refer to Section 074213.19  “Insulated Metal Wall Panels”

4. Fasteners for Flashing and Trim: Blind fasteners or self-drilling screws with hex washer head.
5. Blind Fasteners: High-strength aluminum or stainless steel rivets.
6. Corrosion-Resistant Coating: Cold-applied asphalt mastic, compounded for 15-mil (0.4-mm) dry 

film thickness per coat. Provide inert-type noncorrosive compound free of asbestos fibers, sulfur 
components, and other deleterious impurities.

7. Nonmetallic, Shrinkage-Resistant Grout: ASTM C1107/C1107M, factory-packaged, nonmetallic 
aggregate grout, noncorrosive, nonstaining, mixed with water to consistency suitable for 
application and a 30-minute working time.

8. Metal Panel Sealants:

a. Sealant Tape: Pressure-sensitive, 100 percent solids, gray polyisobutylene-compound 
sealant tape with release-paper backing. Provide permanently elastic, nonsag, nontoxic, 
nonstaining tape of manufacturer's standard size.

b. Joint Sealant: ASTM C920; one part elastomeric polyurethane or polysulfide; of type, 
grade, class, and use classifications required to seal joints in metal panels and remain 
weathertight; and as recommended by metal building system manufacturer.

2.9 FABRICATION

A. General: Design components and field connections required for erection to permit easy assembly.

1. Mark each piece and part of the assembly to correspond with previously prepared erection 
drawings, diagrams, and instruction manuals.

2. Fabricate structural framing to produce clean, smooth cuts and bends. Punch holes of proper size, 
shape, and location. Members to be free of cracks, tears, and ruptures.
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B. Tolerances: Comply with MBMA's "Metal Building Systems Manual" for fabrication and erection 
tolerances.

C. Primary Framing: Shop fabricate framing components to indicated size and section, with baseplates, 
bearing plates, stiffeners, and other items required for erection welded into place. Cut, form, punch, drill, 
and weld framing for bolted field assembly.

1. Make shop connections by welding or by using high-strength bolts.
2. Join flanges to webs of built-up members by a continuous, submerged arc-welding process.
3. Brace compression flange of primary framing with steel angles or cold-formed structural tubing 

between frame web and purlin web or girt web, so flange compressive strength is within allowable 
limits for any combination of loadings.

4. Weld clips to frames for attaching secondary framing if applicable, or punch for bolts.
5. Shop Priming: Prepare surfaces for shop priming according to SSPC-SP 2. Shop prime primary 

framing with specified primer after fabrication.

D. Secondary Framing: Shop fabricate framing components to indicated size and section by roll forming or 
break forming, with baseplates, bearing plates, stiffeners, and other plates required for erection welded into 
place. Cut, form, punch, drill, and weld secondary framing for bolted field connections to primary framing.

1. Make shop connections by welding or by using non-high-strength bolts.
2. Shop Priming: Prepare uncoated surfaces for shop priming according to SSPC-SP 2. Shop prime 

uncoated secondary framing with specified primer after fabrication.

E. Metal Panels: Fabricate and finish metal panels at the factory to greatest extent possible, by manufacturer's 
standard procedures and processes, as necessary to fulfill indicated performance requirements. Comply 
with indicated profiles and with dimensional and structural requirements.

1. Provide panel profile, including major ribs and intermediate stiffening ribs, if any, for full length of 
metal panel.

2.10 SOURCE QUALITY CONTROL

A. Special Inspection: Owner will engage a qualified special inspector to perform source quality control 
inspections and to submit reports.

1. Accredited Manufacturers: Special inspections will not be required if fabrication is performed by 
an IAS AC472-accredited manufacturer approved by authorities having jurisdiction to perform 
such Work without special inspection.

a. After fabrication, submit copy of certificate of compliance to authorities having jurisdiction, 
certifying that Work was performed according to Contract requirements.
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PART 3 - EXECUTION (Not Used)

END OF SECTION 133419
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	1.1 PREBID MEETING
	A. Architect will conduct a Prebid meeting as indicated below:
	B. Attendance:
	C. Bidder Questions: Submit written questions to be addressed at Prebid meeting minimum of two business days prior to meeting.
	D. Agenda: Prebid meeting agenda will include review of topics that may affect proper preparation and submittal of bids, including the following:
	E. Minutes: Entity responsible for conducting meeting will record and distribute meeting minutes to attendees. Minutes of meeting are issued as Available Information and do not constitute a modification to the Procurement and Contracting Documents. Modifications to the Procurement and Contracting Documents are issued by written Addendum only.
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	13_002600 FL - Procurement Substitution Procedures
	1.1 DEFINITIONS
	A. Procurement Substitution Requests: Requests for changes in products, materials, equipment, and methods of construction from those indicated in the Procurement and Contracting Documents, submitted prior to receipt of bids.
	B. Substitution Requests: Requests for changes in products, materials, equipment, and methods of construction from those indicated in the Contract Documents, submitted following Contract award. See Section 012500 "Substitution Procedures" for conditions under which Substitution requests will be considered following Contract award.

	1.2 QUALITY ASSURANCE
	A. Compatibility of Substitutions: Investigate and document compatibility of proposed substitution with related products and materials. Engage a qualified testing agency to perform compatibility tests recommended by manufacturers.

	1.3 PROCUREMENT SUBSTITUTIONS
	A. Procurement Substitutions, General: By submitting a bid, the Bidder represents that its bid is based on materials and equipment described in the Procurement and Contracting Documents, including Addenda. Bidders are encouraged to request approval of qualifying substitute materials and equipment when the Specifications Sections list materials and equipment by product or manufacturer name.
	B. Procurement Substitution Requests will be received and considered by Owner when the following conditions are satisfied, as determined by Architect; otherwise requests will be returned without action:

	1.4 SUBMITTALS
	A. Procurement Substitution Request: Submit to Architect. Procurement Substitution Request must be made in writing in compliance with the following requirements:
	B. Architect's Action:
	C. Architect's approval of a substitute during bidding does not relieve Contractor of the responsibility to submit required shop drawings and to comply with all other requirements of the Contract Documents.
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	1.1 PROJECT SCHEDULE
	A. This Document with its referenced attachments is part of the Procurement and Contracting Requirements for Project. They provide Owner's information for Bidders' convenience and are intended to supplement rather than serve in lieu of Bidders' own investigations. They are made available for Bidders' convenience and information, but do not affect Contract Time requirements. This Document and its attachments are not part of the Contract Documents.
	B. Available Project information includes the following:
	C. Related Requirements:
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	16_004113 FL - Bid Form - Stipulated Sum (Single-Prime Contract)
	1.1 BID INFORMATION
	A. Bidder: ____________________________________________________.
	B. Project Name: Rowland Street Highway Facility – Cold Storage PEMB
	C. Project Location: Milton, NY. Latitude: 43.056274; Longitude: -73.850838
	D. Owner: Town of Milton
	E. Owner Project Number: None.
	F. Architect: Delaware Engineering, DPC
	G. Architect Project Number: 23-2654.

	1.2 CERTIFICATIONS AND BASE BID
	A. Base Bid, Single-Prime (All Trades) Contract: The undersigned Bidder, having carefully examined the Procurement and Contracting Requirements, Conditions of the Contract, Drawings, Specifications, and all subsequent Addenda, as prepared by Delaware Engineering, DPC, and Architect's consultants, having visited the site, and being familiar with all conditions and requirements of the Work, hereby agrees to furnish all material, labor, equipment and services, including all scheduled allowances, necessary to complete the construction of the above-named project, according to the requirements of the Procurement and Contracting Documents, for the stipulated sum of:

	1.3 BID GUARANTEE
	A. The undersigned Bidder agrees to execute a contract for this Work in the above amount and to furnish surety as specified within 10 days after a written Notice of Award, if offered within 45 days after receipt of bids, and on failure to do so agrees to forfeit to Owner the attached cash, cashier's check, certified check, U.S. money order, or bid bond, as liquidated damages for such failure, in the following amount constituting five percent (5%) of the Base Bid amount above:
	B. In the event Owner does not offer Notice of Award within the time limits stated above, Owner will return to the undersigned the cash, cashier's check, certified check, U.S. money order, or bid bond.

	1.4 ACCEPTANCE
	A. This offer shall be open to acceptance and is irrevocable for forty-five (45) calendar days from the Bid closing date. Contract Award shall be determined by the Lowest Responsible Base Bid plus any combination of Alternates, and consideration of any Unit Prices, at the discretion of the Owner.
	B. If this Bid is accepted by the Owner within the time period stated above, we will:
	C. If this Bid is accepted within the time stated, and we fail to commence the Work or we fail to provide the required bonds, the Bid security shall be forfeited as damages to the Owner by reason of our failure, limited in amount to the lesser of the face value of the Bid security or the difference between this Bid and the Bid upon which a Contract is signed. In the event our Bid is not accepted within the time stated above, the required Bid security will be returned to the undersigned, according to the provisions of the Instructions to Bidders, unless a mutually satisfactory arrangement is made for its retention and validity for an extended period of time.
	D. The sum given in the Base Bid represents the entire cost of the Project. The sum given shall include any and all cost for insurance, including all insurance required by the Agreement, any and all fees for licenses and permits. The Undersigned agrees that no claim will be made for any additional costs regardless of any increases in costs such as higher wage scales or material prices. No amount is included in the Base Bid for sales or use taxes on materials and supplies to be incorporated in the work, except as specified.
	E. The Undersigned has carefully checked all the figures used in compiling the sum given in the Base Bid and understands that the Owner will not be responsible for any errors or omissions incurred by the Undersigned in making up of this Bid. The Undersigned further understands that no modification or withdrawal of this proposal will be permitted after the time specified for the receipt of Bids.
	F. The Undersigned has examined the location of the proposed Work, Drawings, Specifications and other Contract Documents and is familiar with local conditions at the place where Work is to be performed.
	G. The Undersigned agrees to provide to the Owner with a detailed cost (material and labor) breakdown of each item per site, prior to award of Contract.

	1.5 TIME OF COMPLETION
	A. The undersigned Bidder proposes and agrees hereby to commence the Work of the Contract Documents on a date specified in a written Notice to Proceed to be issued by Architect, and shall fully complete the Work within 180 calendar days.

	1.6 ACKNOWLEDGEMENT OF ADDENDA
	A. The undersigned Bidder acknowledges receipt of and use of the following Addenda in the preparation of this Bid:

	1.7 BID SUPPLEMENTS
	A. The following supplements are a part of this Bid Form and are attached hereto.

	1.8 CONTRACTOR'S LICENSE
	A. The undersigned further states that it is a duly licensed contractor, for the type of work proposed, in The State of New York, and that all fees, permits, etc., pursuant to submitting this proposal have been paid in full.

	1.9 SUBMISSION OF BID
	A. Respectfully submitted this ____ day of ____________, 20_________.
	B. Submitted By:_______________________________________(Name of bidding firm or corporation).
	C. Authorized Signature:___________________________________(Handwritten signature).
	D. Signed By:______________________________________________(Type or print name).
	E. Title:__________________________________(Owner/Partner/President/Vice President).
	F. Witnessed By:___________________________________________(Handwritten signature).
	G. Attest:_______________________________________________(Handwritten signature).
	H. By:___________________________________________________(Type or print name).
	I. Title:________________________________(Corporate Secretary or Assistant Secretary).
	J. Street Address:___________________________________________________________.
	K. City, State, Zip:__________________________________________________________.
	L. Phone:_________________________________________________________________.
	M. License No.:____________________________________________________________.
	N. Federal ID No.:____________________________________(Affix Corporate Seal Here).


	17_004313 FL - Bid Security Forms
	1.1 BID FORM SUPPLEMENT
	A. A completed bid bond form is required to be attached to the Bid Form.

	1.2 BID BOND FORM
	A. AIA Document A310-2010 "Bid Bond" is the recommended form for a bid bond. A bid bond acceptable to Owner, or other bid security as described in the Instructions to Bidders, is required to be attached to the Bid Form as a supplement.
	B. Copies of AIA standard forms may be obtained from The American Institute of Architects; https://www.aiacontracts.org/; email: docspurchases@aia.org; (800) 942-7732.
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	24_006000 FL - Project Forms
	1.1 FORM OF AGREEMENT AND GENERAL CONDITIONS
	A. The following form of Owner/Contractor Agreement and form of the General Conditions shall be used for Project:

	1.2 ADMINISTRATIVE FORMS
	A. Administrative Forms: Additional administrative forms are specified in Division 01 General Requirements.
	B. Copies of AIA standard forms may be obtained from the American Institute of Architects; www.aiacontractdocsaiacontracts.org; (800) 942-7732.
	C. Preconstruction Forms:
	D. Information and Modification Forms:
	E. Payment Forms:
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	011000 FL - Summary
	PART 1 -  GENERAL
	1.1 RELATED DOCUMENTS
	A. Drawings and general provisions of the Contract, including General and Supplementary Conditions and other Division 01 Specification Sections, apply to this Section.

	1.2 SUMMARY
	A. Section Includes:
	B. Related Requirements:

	1.3 PROJECT INFORMATION
	A. Project Identification: Rowland Street Highway Facility – Cold Storage PEMB
	B. Owner: Town of Milton
	C. Architect/Engineer: Delaware Engineering, D.P.C
	D. Project Coordinator for Multiple Contracts: Delaware Engineering has been engaged by Owner to serve as Project coordinator.

	1.4 WORK COVERED BY CONTRACT DOCUMENTS
	A. The Work of Project is defined by the Contract Documents and includes, but is not limited to, the following:
	B. Type of Contract:

	1.5 PHASED CONSTRUCTION
	A. Construction of the Work will be in phases, with each phase substantially complete as indicated  below.

	1.6 WORK UNDER OWNER'S SEPARATE CONTRACTS
	A. Work with Separate Contractors: Cooperate fully with Owner's separate contractors, so work on those contracts may be carried out smoothly, without interfering with or delaying Work under this Contract or other contracts. Coordinate the Work of this Contract with work performed under Owner's separate contracts.
	B. Concurrent Work: Owner will award separate contract(s) for the following construction operations at Project site. Those operations will be conducted simultaneously with Work under this Contract.

	1.7 CONTRACTOR'S USE OF SITE AND PREMISES
	A. Unrestricted Use of Site: Each Contractor shall have full use of Project site for construction operations during construction period. Contractor's use of Project site is limited only by Owner's right to perform work or to retain other contractors on portions of Project.
	B. Limits on Use of Site: Limit use of Project site to Work in areas indicated. Do not disturb portions of Project site beyond areas in which the Work is indicated.

	1.8 COORDINATION WITH OCCUPANTS
	A. Full Owner Occupancy: Owner will occupy Project site and existing adjacent building(s) during entire construction period. Cooperate with Owner during construction operations to minimize conflicts and facilitate Owner usage. Perform the Work so as not to interfere with Owner's day-to-day operations. Maintain existing exits unless otherwise indicated.

	1.9 WORK RESTRICTIONS
	A. Comply with restrictions on construction operations.
	B. Smoking and Controlled Substance Restrictions: Use of tobacco products, alcoholic beverages, and other controlled substances on Owner's property is not permitted.
	C. Employee Identification: Provide identification tags for Contractor personnel working on Project site. Require personnel to use identification tags at all times.


	PART 2 -  PRODUCTS (Not Used)
	PART 3 -  EXECUTION (Not Used)

	012500 FL - Substitution Procedures
	PART 1 -  GENERAL
	1.1 RELATED DOCUMENTS
	A. Drawings and general provisions of the Contract, including General and Supplementary Conditions and other Division 01 Specification Sections, apply to this Section.

	1.2 SUMMARY
	A. Section includes administrative and procedural requirements for substitutions.
	B. Related Requirements:

	1.3 DEFINITIONS
	A. Substitutions: Changes in products, materials, equipment, and methods of construction from those required by the Contract Documents.

	1.4 ACTION SUBMITTALS
	A. Substitution Requests: Submit documentation identifying product or fabrication or installation method to be replaced. Include Specification Section number and title and Drawing numbers and titles.

	1.5 QUALITY ASSURANCE
	A. Compatibility of Substitutions: Investigate and document compatibility of proposed substitution with related products and materials. Engage a qualified testing agency to perform compatibility tests recommended by manufacturers.

	1.6 PROCEDURES
	A. Coordination: Revise or adjust affected work as necessary to integrate work of the approved substitutions.

	1.7 SUBSTITUTIONS
	A. Substitutions for Cause: Submit requests for substitution immediately on discovery of need for change, but not later than 15 days prior to time required for preparation and review of related submittals.
	B. Substitutions for Convenience: Not allowed.


	PART 2 -  PRODUCTS (Not Used)
	PART 3 -  EXECUTION (Not Used)

	012600 FL - Contract Modification Procedures
	PART 1 -  GENERAL
	1.1 RELATED DOCUMENTS
	A. Drawings and general provisions of the Contract, including General and Supplementary Conditions and other Division 01 Specification Sections, apply to this Section.

	1.2 SUMMARY
	A. Section includes administrative and procedural requirements for handling and processing Contract modifications.
	B. Related Requirements:

	1.3 MINOR CHANGES IN THE WORK
	A. Architect will issue supplemental instructions authorizing minor changes in the Work, not involving adjustment to the Contract Sum or the Contract Time, on AIA Document G710.

	1.4 PROPOSAL REQUESTS
	A. Owner-Initiated Proposal Requests: Architect will issue a detailed description of proposed changes in the Work that may require adjustment to the Contract Sum or the Contract Time. If necessary, the description will include supplemental or revised Drawings and Specifications.
	B. Contractor-Initiated Proposals: If latent or changed conditions require modifications to the Contract, Contractor may initiate a claim by submitting a request for a change to Architect.

	1.5 CHANGE ORDER PROCEDURES
	A. On Owner's approval of a Work Change Proposal Request, Architect will issue a Change Order for signatures of Owner and Contractor on AIA Document G701.

	1.6 CONSTRUCTION CHANGE DIRECTIVE
	A. Construction Change Directive: Architect may issue a Construction Change Directive on AIA Document G714. Construction Change Directive instructs Contractor to proceed with a change in the Work, for subsequent inclusion in a Change Order.
	B. Documentation: Maintain detailed records on a time and material basis of work required by the Construction Change Directive.
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	012900 FL - Payment Procedures
	PART 1 -  GENERAL
	1.1 RELATED DOCUMENTS
	A. Drawings and general provisions of the Contract, including General and Supplementary Conditions and other Division 01 Specification Sections, apply to this Section.

	1.2 SUMMARY
	A. Section includes administrative and procedural requirements necessary to prepare and process Applications for Payment.
	B. Related Requirements:

	1.3 DEFINITIONS
	A. Schedule of Values: A statement furnished by Contractor allocating portions of the Contract Sum to various portions of the Work and used as the basis for reviewing Contractor's Applications for Payment.

	1.4 SCHEDULE OF VALUES
	A. Coordination: Coordinate preparation of the schedule of values with preparation of Contractor's construction schedule.
	B. Format and Content: Use Project Manual table of contents as a guide to establish line items for the schedule of values. Provide at least one line item for each Specification Section.

	1.5 APPLICATIONS FOR PAYMENT
	A. Each Application for Payment following the initial Application for Payment shall be consistent with previous applications and payments, as certified by Architect and paid for by Owner.
	B. Payment Application Times: The date for each progress payment is indicated in the Owner/Contractor Agreement. The period of construction work covered by each Application for Payment is the period indicated in the Agreement.
	C. Application for Payment Forms: Use AIA Document G702 and AIA Document G703 as form for Applications for Payment.
	D. Application Preparation: Complete every entry on form. Notarize and execute by a person authorized to sign legal documents on behalf of Contractor. Architect will return incomplete applications without action.
	E. Stored Materials: Include in Application for Payment amounts applied for materials or equipment purchased or fabricated and stored, but not yet installed. Differentiate between items stored on-site and items stored off-site.
	F. Transmittal: Submit three signed and notarized original copies of each Application for Payment to Architect] by a method ensuring receipt within 24 hours. One copy shall include waivers of lien and similar attachments if required.
	G. Waivers of Mechanic's Lien: With each Application for Payment, submit waivers of mechanic's lien from entities lawfully entitled to file a mechanic's lien arising out of the Contract and related to the Work covered by the payment.
	H. Initial Application for Payment: Administrative actions and submittals that must precede or coincide with submittal of first Application for Payment include the following:
	I. Application for Payment at Substantial Completion: After Architect issues the Certificate of Substantial Completion, submit an Application for Payment showing 100 percent completion for portion of the Work claimed as substantially complete.
	J. Final Payment Application: After completing Project closeout requirements, submit final Application for Payment with releases and supporting documentation not previously submitted and accepted, including, but not limited, to the following:


	PART 2 -  PRODUCTS (Not Used)
	PART 3 -  EXECUTION (Not Used)

	013100 FL - Project Management and Coordination
	PART 1 -  GENERAL
	1.1 RELATED DOCUMENTS
	A. Drawings and general provisions of the Contract, including General and Supplementary Conditions and other Division 01 Specification Sections, apply to this Section.

	1.2 SUMMARY
	A. Section includes administrative provisions for coordinating construction operations on Project, including, but not limited to, the following:
	B. Related Requirements:

	1.3 DEFINITIONS
	A. RFI: Request for Information. Request from Owner, Architect, or Contractor seeking information required by or clarifications of the Contract Documents.

	1.4 INFORMATIONAL SUBMITTALS
	A. Subcontract List: Prepare a written summary identifying individuals or firms proposed for each portion of the Work, including those who are to furnish products or equipment fabricated to a special design. Include the following information in tabular form:
	B. Key Personnel Names: Within 15 days of starting construction operations, submit a list of key personnel assignments, including superintendent and other personnel in attendance at Project site. Identify individuals and their duties and responsibilities; list addresses, cellular telephone numbers, and e-mail addresses. Provide names, addresses, and telephone numbers of individuals assigned as alternates in the absence of individuals assigned to Project.

	1.5 GENERAL COORDINATION PROCEDURES
	A. Coordination: Coordinate construction operations included in different Sections of the Specifications to ensure efficient and orderly installation of each part of the Work. Coordinate construction operations included in different Sections that depend on each other for proper installation, connection, and operation.
	B. Prepare memoranda for distribution to each party involved, outlining special procedures required for coordination. Include such items as required notices, reports, and list of attendees at meetings.
	C. Administrative Procedures: Coordinate scheduling and timing of required administrative procedures with other construction activities and direction of Project coordinator to avoid conflicts and to ensure orderly progress of the Work. Such administrative activities include, but are not limited to, the following:

	1.6 REQUEST FOR INFORMATION (RFI)
	A. General: Immediately on discovery of the need for additional information, clarification, or interpretation of the Contract Documents, Contractor shall prepare and submit an RFI in the form specified.
	B. Content of the RFI: Include a detailed, legible description of item needing information or interpretation and the following:
	C. RFI Forms: AIA Document G716.
	D. Architect's Action: Architect will review each RFI, determine action required, and respond. Allow five days for Architect's response for each RFI. RFIs received by Architect 1:00 p.m. will be considered as received the following working day.
	E. RFI Log: Prepare, maintain, and submit a tabular log of RFIs organized by the RFI number. Submit log weekly and include the following:
	F. On receipt of Architect's action, update the RFI log and immediately distribute the RFI response to affected parties. Review response and notify Architect within three days if Contractor disagrees with response.


	PART 2 -  PRODUCTS (Not Used)
	PART 3 -  EXECUTION (Not Used)

	013200 FL - Construction Progress Documentation
	PART 1 -  GENERAL
	1.1 SUMMARY
	A. Section includes administrative and procedural requirements for documenting the progress of construction during performance of the Work, including the following:
	B. Related Requirements:

	1.2 DEFINITIONS
	A. Activity: A discrete part of a project that can be identified for planning, scheduling, monitoring, and controlling the construction Project. Activities included in a construction schedule consume time and resources.
	B. Critical Path: The longest connected chain of interdependent activities through the network schedule that establishes the minimum overall Project duration and contains no float.
	C. Event: The starting or ending point of an activity.

	1.3 INFORMATIONAL SUBMITTALS
	A. Format for Submittals: Submit required submittals in the following format:
	B. Contractor's Construction Schedule: Initial schedule, of size required to display entire schedule for entire construction period.

	1.4 CONTRACTOR'S CONSTRUCTION SCHEDULE
	A. Computer Scheduling Software: Prepare schedules using current version of a program that has been developed specifically to manage construction schedules.
	B. Time Frame: Extend schedule from date established for the Notice of Award to date of Substantial Completion.
	C. Activities: Treat each floor or separate area as a separate numbered activity for each main element of the Work. Comply with the following:
	D. Constraints: Include constraints and work restrictions indicated in the Contract Documents and as follows in schedule, and show how the sequence of the Work is affected.
	E. Milestones: Include milestones indicated in the Contract Documents in schedule, including, but not limited to, the Notice to Proceed, Substantial Completion, and Final Completion.
	F. Upcoming Work Summary: Prepare summary report indicating activities scheduled to occur or commence prior to submittal of next schedule update. Summarize the following issues:
	G. Contractor's Construction Schedule Updating: At monthly intervals, update schedule to reflect actual construction progress and activities.
	H. Distribution: Distribute copies of approved schedule to Architect, Owner, separate contractors, testing and inspecting agencies, and other parties identified by Contractor with a need-to-know schedule responsibility.

	1.5 GANTT-CHART SCHEDULE REQUIREMENTS
	A. Gantt-Chart Schedule: Submit a comprehensive, fully developed, horizontal, Gantt-chart-type, Contractor's Construction Schedule within 30 days of date established for Notice of Award.
	B. Preparation: Indicate each significant construction activity separately. Identify first workday of each week with a continuous vertical line.

	1.6 REPORTS
	A. Material Location Reports: At monthly intervals, prepare and submit a comprehensive list of materials delivered to and stored at Project site. List to be cumulative, showing materials previously reported plus items recently delivered. Include with list a statement of progress on and delivery dates for materials or items of equipment fabricated or stored away from Project site. Indicate the following categories for stored materials:


	PART 2 -  PRODUCTS (Not Used)
	PART 3 -  EXECUTION (Not Used)

	013300 FL - Submittal Procedures
	PART 1 -  GENERAL
	1.1 SUMMARY
	A. Section Includes:
	B. Related Requirements:

	1.2 DEFINITIONS
	A. Action Submittals: Written and graphic information and physical samples that require Architect's responsive action. Action submittals are those submittals indicated in individual Specification Sections as "action submittals."
	B. Informational Submittals: Written and graphic information and physical samples that do not require Architect's responsive action. Submittals may be rejected for not complying with requirements. Informational submittals are those submittals indicated in individual Specification Sections as "informational submittals."

	1.3 SUBMITTAL SCHEDULE
	A. Submittal Schedule: Submit, as an action submittal, a list of submittals, arranged in chronological order by dates required by construction schedule. Include time required for review, ordering, manufacturing, fabrication, and delivery when establishing dates. Include additional time required for making corrections or revisions to submittals noted by Architect and additional time for handling and reviewing submittals required by those corrections.

	1.4 SUBMITTAL FORMATS
	A. Submittal Information: Include the following information in each submittal:
	B. Options: Identify options requiring selection by Architect.
	C. Deviations and Additional Information: On each submittal, clearly indicate deviations from requirements in the Contract Documents, including minor variations and limitations; include relevant additional information and revisions, other than those requested by Architect on previous submittals. Indicate by highlighting on each submittal or noting on attached separate sheet.
	D. Electronic Submittals: Prepare submittals as PDF package, incorporating complete information into each PDF file. Name PDF file with submittal number.

	1.5 SUBMITTAL PROCEDURES
	A. Prepare and submit submittals required by individual Specification Sections. Types of submittals are indicated in individual Specification Sections.
	B. Coordination: Coordinate preparation and processing of submittals with performance of construction activities.
	C. Processing Time: Allow time for submittal review, including time for resubmittals, as follows. Time for review shall commence on Architect's receipt of submittal. No extension of the Contract Time will be authorized because of failure to transmit submittals enough in advance of the Work to permit processing, including resubmittals.
	D. Resubmittals: Make resubmittals in same form and number of copies as initial submittal.
	E. Distribution: Furnish copies of final submittals to manufacturers, subcontractors, suppliers, fabricators, installers, authorities having jurisdiction, and others as necessary for performance of construction activities. Show distribution on transmittal forms.
	F. Use for Construction: Retain complete copies of submittals on Project site. Use only final action submittals that are marked with approval notation from Architect's action stamp.

	1.6 SUBMITTAL REQUIREMENTS
	A. Product Data: Collect information into a single submittal for each element of construction and type of product or equipment.
	B. Shop Drawings: Prepare Project-specific information, drawn accurately to scale. Do not base Shop Drawings on reproductions of the Contract Documents or standard printed data.
	C. Samples: Submit Samples for review of type, color, pattern, and texture for a check of these characteristics with other materials.
	D. Product Schedule: As required in individual Specification Sections, prepare a written summary indicating types of products required for the Work and their intended location. Include the following information in tabular form:
	E. Qualification Data: Prepare written information that demonstrates capabilities and experience of firm or person. Include lists of completed projects with project names and addresses, contact information of architects and owners, and other information specified.
	F. Design Data: Prepare and submit written and graphic information indicating compliance with indicated performance and design criteria in individual Specification Sections. Include list of assumptions and summary of loads. Include load diagrams if applicable. Provide name and version of software, if any, used for calculations. Number each page of submittal.
	G. Certificates:
	H. Test and Research Reports:

	1.7 DELEGATED DESIGN SERVICES
	A. Performance and Design Criteria: Where professional design services or certifications by a design professional are specifically required of Contractor by the Contract Documents, provide products and systems complying with specific performance and design criteria indicated.
	B. Delegated Design Services Certification: In addition to Shop Drawings, Product Data, and other required submittals, submit digitally signed PDF file, signed and sealed by the responsible design professional, for each product and system specifically assigned to Contractor to be designed or certified by a design professional.

	1.8 ARCHITECT'S REVIEW
	A. Action Submittals: Architect will review each submittal, indicate corrections or revisions required, and return.
	B. Informational Submittals: Architect will review each submittal and will not return it, or will return it if it does not comply with requirements. Architect will forward each submittal to appropriate party.
	C. Partial submittals prepared for a portion of the Work will be reviewed when use of partial submittals has received prior approval from Architect.
	D. Incomplete submittals are unacceptable, will be considered nonresponsive, and will be returned for resubmittal without review.
	E. Architect will return without review submittals received from sources other than Contractor.
	F. Submittals not required by the Contract Documents will be returned by Architect without action.


	PART 2 -  PRODUCTS (Not Used)
	PART 3 -  EXECUTION (Not Used)

	014000 FL - Quality Requirements
	PART 1 -  GENERAL
	1.1 SUMMARY
	A. Section includes administrative and procedural requirements for quality assurance and quality control.
	B. Testing and inspection services are required to verify compliance with requirements specified or indicated. These services do not relieve Contractor of responsibility for compliance with the Contract Document requirements.

	1.2 DEFINITIONS
	A. Experienced: When used with an entity or individual, "experienced," unless otherwise further described, means having successfully completed a minimum of five previous projects similar in nature, size, and extent to this Project; being familiar with special requirements indicated; and having complied with requirements of authorities having jurisdiction.
	B. Field Quality-Control Tests and Inspections: Tests and inspections that are performed on-site for installation of the Work and for completed Work.
	C. Installer/Applicator/Erector: Contractor or another entity engaged by Contractor as an employee, subcontractor, or sub-subcontractor, to perform a particular construction operation, including installation, erection, application, assembly, and similar operations.
	D. Preconstruction Testing: Tests and inspections performed specifically for Project before products and materials are incorporated into the Work, to verify performance or compliance with specified criteria. Unless otherwise indicated, copies of reports of tests or inspections performed for other than the Project do not meet this definition.
	E. Product Tests: Tests and inspections that are performed by a nationally recognized testing laboratory (NRTL) in accordance with 29 CFR 1910.7, by a testing agency accredited in accordance with NIST's National Voluntary Laboratory Accreditation Program (NVLAP), or by a testing agency qualified to conduct product testing and acceptable to authorities having jurisdiction, to establish product performance and compliance with specified requirements.
	F. Source Quality-Control Tests and Inspections: Tests and inspections that are performed at the source (e.g., plant, mill, factory, or shop).
	G. Testing Agency: An entity engaged to perform specific tests, inspections, or both. The term "testing laboratory" has the same meaning as the term "testing agency."
	H. Quality-Assurance Services: Activities, actions, and procedures performed before and during execution of the Work, to guard against defects and deficiencies and substantiate that proposed construction will comply with requirements.
	I. Quality-Control Services: Tests, inspections, procedures, and related actions during and after execution of the Work, to evaluate that actual products incorporated into the Work and completed construction comply with requirements. Contractor's quality-control services do not include contract administration activities performed by Architect or Construction Manager.

	1.3 DELEGATED DESIGN SERVICES
	A. Performance and Design Criteria: Where professional design services or certifications by a design professional are specifically required of Contractor by the Contract Documents, provide products and systems complying with specific performance and design criteria indicated.
	B. Delegated Design Services Statement: Submit a statement signed and sealed by the responsible design professional, for each product and system specifically assigned to Contractor to be designed or certified by a design professional, indicating that the products and systems are in compliance with performance and design criteria indicated. Include list of codes, loads, and other factors used in performing these services.

	1.4 CONFLICTING REQUIREMENTS
	A. Conflicting Standards and Other Requirements: If compliance with two or more standards or requirements is specified and the standards or requirements establish different or conflicting requirements for minimum quantities or quality levels, inform the Architect regarding the conflict and obtain clarification prior to proceeding with the Work. Refer conflicting requirements that are different, but apparently equal, to Architect for clarification before proceeding.
	B. Minimum Quantity or Quality Levels: The quantity or quality level shown or specified is the minimum provided or performed. The actual installation may comply exactly with the minimum quantity or quality specified, or it may exceed the minimum within reasonable limits. To comply with these requirements, indicated numeric values are minimum or maximum, as appropriate, for the context of requirements. Refer uncertainties to Architect for a decision before proceeding.

	1.5 INFORMATIONAL SUBMITTALS
	A. Contractor's Quality-Control Plan: For quality-assurance and quality-control activities and responsibilities.
	B. Qualification Data: For Contractor's quality-control personnel.
	C. Testing Agency Qualifications: For testing agencies specified in "Quality Assurance" Article to demonstrate their capabilities and experience. Include proof of qualifications in the form of a recent report on the inspection of the testing agency by a recognized authority.
	D. Schedule of Tests and Inspections: Prepare in tabular form and include the following:
	E. Reports: Prepare and submit certified written reports and documents as specified.
	F. Permits, Licenses, and Certificates: For Owner's record, submit copies of permits, licenses, certifications, inspection reports, releases, jurisdictional settlements, notices, receipts for fee payments, judgments, correspondence, records, and similar documents established for compliance with standards and regulations bearing on performance of the Work.

	1.6 CONTRACTOR'S QUALITY-CONTROL PLAN
	A. Quality-Control Plan, General: Submit quality-control plan within 10 days of Notice to Proceed. Submit in format acceptable to Architect. Identify personnel, procedures, controls, instructions, tests, records, and forms to be used to carry out Contractor's quality-assurance and quality-control responsibilities and to coordinate Owner's quality-assurance and quality-control activities. Coordinate with Contractor's Construction Schedule.
	B. Quality-Control Personnel Qualifications: Engage qualified personnel trained and experienced in managing and executing quality-assurance and quality-control procedures similar in nature and extent to those required for Project.
	C. Submittal Procedure: Describe procedures for ensuring compliance with requirements through review and management of submittal process. Indicate qualifications of personnel responsible for submittal review.
	D. Testing and Inspection: In quality-control plan, include a comprehensive schedule of Work requiring testing or inspection, including the following:
	E. Continuous Inspection of Workmanship: Describe process for continuous inspection during construction to identify and correct deficiencies in workmanship in addition to testing and inspection specified. Indicate types of corrective actions to be required to bring the Work into compliance with standards of workmanship established by Contract requirements and approved mockups.
	F. Monitoring and Documentation: Maintain testing and inspection reports, including log of approved and rejected results. Include Work Architect has indicated as nonconforming or defective. Indicate corrective actions taken to bring nonconforming Work into compliance with requirements. Comply with requirements of authorities having jurisdiction.

	1.7 REPORTS AND DOCUMENTS
	A. Test and Inspection Reports: Prepare and submit certified written reports specified in other Sections. Include the following:
	B. Manufacturer's Technical Representative's Field Reports: Prepare written information documenting manufacturer's technical representative's tests and inspections specified in other Sections. Include the following:
	C. Factory-Authorized Service Representative's Reports: Prepare written information documenting manufacturer's factory-authorized service representative's tests and inspections specified in other Sections. Include the following:

	1.8 QUALITY ASSURANCE
	A. Qualifications paragraphs in this article establish the minimum qualification levels required; individual Specification Sections specify additional requirements.
	B. Manufacturer Qualifications: A firm experienced in manufacturing products or systems similar to those indicated for this Project and with a record of successful in-service performance, as well as sufficient production capacity to produce required units. As applicable, procure products from manufacturers able to meet qualification requirements, warranty requirements, and technical or factory-authorized service representative requirements.
	C. Fabricator Qualifications: A firm experienced in producing products similar to those indicated for this Project and with a record of successful in-service performance, as well as sufficient production capacity to produce required units.
	D. Installer Qualifications: A firm or individual experienced in installing, erecting, applying, or assembling work similar in material, design, and extent to that indicated for this Project, whose work has resulted in construction with a record of successful in-service performance.
	E. Professional Engineer Qualifications: A professional engineer who is legally qualified to practice in jurisdiction where Project is located and who is experienced in providing engineering services of the kind indicated. Engineering services are defined as those performed for installations of the system, assembly, or product that is similar in material, design, and extent to those indicated for this Project.
	F. Specialists: Certain Specification Sections require that specific construction activities be performed by entities who are recognized experts in those operations. Specialists will satisfy qualification requirements indicated and engage in the activities indicated.
	G. Testing and Inspecting Agency Qualifications: An NRTL, an NVLAP, or an independent agency with the experience and capability to conduct testing and inspection indicated, as documented in accordance with ASTM E329, and with additional qualifications specified in individual Sections; and, where required by authorities having jurisdiction, that is acceptable to authorities.
	H. Manufacturer's Technical Representative Qualifications: An authorized representative of manufacturer who is trained and approved by manufacturer to observe and inspect installation of manufacturer's products that are similar in material, design, and extent to those indicated for this Project.
	I. Factory-Authorized Service Representative Qualifications: An authorized representative of manufacturer who is trained and approved by manufacturer to inspect, demonstrate, repair, and perform service on installations of manufacturer's products that are similar in material, design, and extent to those indicated for this Project.
	J. Preconstruction Testing: Where testing agency is indicated to perform preconstruction testing for compliance with specified requirements for performance and test methods, comply with the following:

	1.9 QUALITY CONTROL
	A. Contractor Responsibilities: Tests and inspections not explicitly assigned to Owner are Contractor's responsibility. Perform additional quality-control activities, whether specified or not, to verify and document that the Work complies with requirements.
	B. Retesting/Reinspecting: Regardless of whether original tests or inspections were Contractor's responsibility, provide quality-control services, including retesting and reinspecting, for construction that replaced Work that failed to comply with the Contract Documents.
	C. Testing Agency Responsibilities: Cooperate with Architect, Commissioning Authority and Contractor in performance of duties. Provide qualified personnel to perform required tests and inspections.
	D. Manufacturer's Field Services: Where indicated, engage a factory-authorized service representative to inspect field-assembled components and equipment installation, including service connections. Report results in writing as specified in Section 013300 "Submittal Procedures."
	E. Manufacturer's Technical Services: Where indicated, engage a manufacturer's technical representative to observe and inspect the Work. Manufacturer's technical representative's services include participation in preinstallation conferences, examination of substrates and conditions, verification of materials, observation of Installer activities, inspection of completed portions of the Work, and submittal of written reports.
	F. Contractor's Associated Requirements and Services: Cooperate with agencies and representatives performing required tests, inspections, and similar quality-control services, and provide reasonable auxiliary services as requested. Notify agency sufficiently in advance of operations to permit assignment of personnel. Provide the following:
	G. Coordination: Coordinate sequence of activities to accommodate required quality-assurance and quality-control services with a minimum of delay and to avoid necessity of removing and replacing construction to accommodate testing and inspection.
	H. Schedule of Tests and Inspections: Prepare a schedule of tests, inspections, and similar quality-control services required by the Contract Documents as a component of Contractor's quality-control plan. Coordinate and submit concurrently with Contractor's Construction Schedule. Update and submit with each Application for Payment.

	1.10 SPECIAL TESTS AND INSPECTIONS
	A. Special Tests and Inspections: Contractor will engage a qualified testing agency to conduct special tests and inspections required by authorities having, and as follows:


	PART 2 -  PRODUCTS (Not Used)
	PART 3 -  EXECUTION
	3.1 TEST AND INSPECTION LOG
	A. Test and Inspection Log: Prepare a record of tests and inspections. Include the following:
	B. Provide access to test and inspection log for Architect's, Commissioning Authority, and authorities' having jurisdiction reference during normal working hours.

	3.2 REPAIR AND PROTECTION
	A. General: On completion of testing, inspection, sample-taking, and similar services, repair damaged construction and restore substrates and finishes.
	B. Protect construction exposed by or for quality-control service activities.
	C. Repair and protection are Contractor's responsibility, regardless of the assignment of responsibility for quality-control services.



	016000 FL - Product Requirements
	PART 1 -  GENERAL
	1.1 SUMMARY
	A. The Work of This Section Includes: Administrative and procedural requirements for selection of products for use in Project; product delivery, storage, and handling; manufacturers' standard warranties on products; special warranties; and comparable products.
	B. Related Requirements:

	1.2 DEFINITIONS
	A. Products: Items obtained for incorporating into the Work, whether purchased for Project or taken from previously purchased stock. The term "product" includes the terms "material," "equipment," "system," and terms of similar intent.
	B. Basis-of-Design Product Specification: A specification in which a single manufacturer's product is named and accompanied by the words "basis-of-design product," including make or model number or other designation. Published attributes and characteristics of basis-of-design product establish salient characteristics of products.
	C. Subject to Compliance with Requirements: Where the phrase "Subject to compliance with requirements" introduces a product selection procedure in an individual Specification Section, provide products qualified under the specified product procedure. In the event that a named product or product by a named manufacturer does not meet the other requirements of the specifications, select another named product or product from another named manufacturer that does meet the requirements of the specifications; submit a comparable product request or substitution request, if applicable.
	D. Comparable Product Request Submittal: An action submittal requesting consideration of a comparable product, including the following information:
	E. Basis-of-Design Product Specification Submittal: An action submittal complying with requirements in Section 013300 "Submittal Procedures."
	F. Substitution: Refer to Section 012500 "Substitution Procedures" for definition and limitations on substitutions.

	1.3 QUALITY ASSURANCE
	A. Compatibility of Options: If Contractor is given option of selecting between two or more products for use on Project, select product compatible with products previously selected, even if previously selected products were also options.
	B. Identification of Products: Except for required labels and operating data, do not attach or imprint manufacturer or product names or trademarks on exposed surfaces of products or equipment that will be exposed to view in occupied spaces or on the exterior.

	1.4 COORDINATION
	A. Modify or adjust affected work as necessary to integrate work of approved comparable products and approved substitutions.

	1.5 PRODUCT DELIVERY, STORAGE, AND HANDLING
	A. Deliver, store, and handle products, using means and methods that will prevent damage, deterioration, and loss, including theft and vandalism. Comply with manufacturer's written instructions.
	B. Delivery and Handling:
	C. Storage:

	1.6 PRODUCT WARRANTIES
	A. Warranties specified in other Sections are to be in addition to, and run concurrent with, other warranties required by the Contract Documents. Manufacturer's disclaimers and limitations on product warranties do not relieve Contractor of obligations under requirements of the Contract Documents.
	B. Special Warranties: Prepare a written document that contains appropriate terms and identification, ready for execution.
	C. Submittal Time: Comply with requirements in Section 017700 "Closeout Procedures."


	PART 2 -  PRODUCTS
	2.1 PRODUCT SELECTION PROCEDURES
	A. General Product Requirements: Provide products that comply with the Contract Documents, are undamaged and, unless otherwise indicated, are new at time of installation.
	B. Product Selection Procedures:

	2.2 COMPARABLE PRODUCTS
	A. Conditions for Consideration of Comparable Products: Architect will consider Contractor's request for comparable product when the following conditions are satisfied. If the following conditions are not satisfied, Architect may return requests without action, except to record noncompliance with the following requirements:
	B. Architect's Action on Comparable Products Submittal: If necessary, Architect will request additional information or documentation for evaluation within seven days of receipt of a request for a comparable product. Architect will notify Contractor of approval or rejection of proposed comparable product within 15 days of receipt of request, or seven days of receipt of additional information or documentation, whichever is later.
	C. Submittal Requirements, Two-Step Process: Approval by Architect of Contractor's request for use of comparable product is not intended to satisfy other submittal requirements. Comply with specified submittal requirements.
	D. Submittal Requirements, Single-Step Process: When acceptable to Architect, incorporate specified submittal requirements of individual Specification Section in combined submittal for comparable products. Approval by Architect of Contractor's request for use of comparable product and of individual submittal requirements will also satisfy other submittal requirements.


	PART 3 -  EXECUTION (Not Used)

	017300 FL - Execution
	PART 1 -  GENERAL
	1.1 SUMMARY
	A. Section includes general administrative and procedural requirements governing execution of the Work, including, but not limited to, the following:
	B. Related Requirements:

	1.2 QUALITY ASSURANCE
	A. Professional Engineer Qualifications: Refer to Section 014000 "Quality Requirements."
	B. Manufacturer's Installation Instructions: Obtain and maintain on-site manufacturer's written recommendations and instructions for installation of specified products and equipment.


	PART 2 -  PRODUCTS
	2.1 MATERIALS
	A. Comply with requirements specified in other Sections.
	B. Cleaning Agents: Use cleaning materials and agents recommended by manufacturer or fabricator of the surface to be cleaned. Do not use cleaning agents that are potentially hazardous to health or property or that might damage finished surfaces.


	PART 3 -  EXECUTION
	3.1 EXAMINATION
	A. Examination and Acceptance of Conditions: Before proceeding with each component of the Work, examine substrates, areas, and conditions, with Installer or Applicator present where indicated, for compliance with requirements for installation tolerances and other conditions affecting performance. Record observations.

	3.2 PREPARATION
	A. Field Measurements: Take field measurements as required to fit the Work properly. Recheck measurements before installing each product. Where portions of the Work are indicated to fit to other construction, verify dimensions of other construction by field measurements before fabrication. Coordinate fabrication schedule with construction progress to avoid delaying the Work.
	B. Space Requirements: Verify space requirements and dimensions of items shown diagrammatically on Drawings.
	C. Review of Contract Documents and Field Conditions: Immediately on discovery of the need for clarification of the Contract Documents, submit a request for information to Architect in accordance with requirements in Section 013100 "Project Management and Coordination."

	3.3 INSTALLATION
	A. Locate the Work and components of the Work accurately, in correct alignment and elevation, as indicated.
	B. Comply with manufacturer's written instructions and recommendations for installing products in applications indicated.
	C. Install products at the time and under conditions that will ensure satisfactory results as judged by Architect. Maintain conditions required for product performance until Substantial Completion.
	D. Conduct construction operations, so no part of the Work is subjected to damaging operations or loading in excess of that expected during normal conditions of occupancy of type expected for Project.
	E. Sequence the Work and allow adequate clearances to accommodate movement of construction items on-site and placement in permanent locations.
	F. Tools and Equipment: Select tools or equipment that minimize production of excessive noise levels.
	G. Templates: Obtain and distribute to the parties involved templates for Work specified to be factory prepared and field installed. Check Shop Drawings of other portions of the Work to confirm that adequate provisions are made for locating and installing products to comply with indicated requirements.
	H. Attachment: Provide blocking and attachment plates and anchors and fasteners of adequate size and number to securely anchor each component in place, accurately located and aligned with other portions of the Work. Where size and type of attachments are not indicated, verify size and type required for load conditions with manufacturer.
	I. Joints: Make joints of uniform width. Where joint locations in exposed Work are not indicated, arrange joints for the best visual effect, as judged by Architect. Fit exposed connections together to form hairline joints.

	3.4 STARTING AND ADJUSTING
	A. Coordinate startup and adjusting of equipment and operating components with requirements in Section 019113 "General Commissioning Requirements."
	B. Start equipment and operating components to confirm proper operation. Remove malfunctioning units, replace with new units, and retest.
	C. Adjust equipment for proper operation. Adjust operating components for proper operation without binding.
	D. Test each piece of equipment to verify proper operation. Test and adjust controls and safeties. Replace damaged and malfunctioning controls and equipment.
	E. Manufacturer's Field Service: Comply with qualification requirements in Section 014000 "Quality Requirements."

	3.5 PROTECTION OF INSTALLED CONSTRUCTION
	A. Provide final protection and maintain conditions that ensure installed Work is without damage or deterioration at time of Substantial Completion.
	B. Comply with manufacturer's written instructions for temperature and relative humidity.

	3.6 CORRECTION OF THE WORK
	A. Repair or remove and replace damaged, defective, or nonconforming Work. Restore damaged substrates and finishes.
	B. Repair Work previously completed and subsequently damaged during construction period. Repair to like-new condition.
	C. Restore permanent facilities used during construction to their specified condition.
	D. Remove and replace damaged surfaces that are exposed to view if surfaces cannot be repaired without visible evidence of repair.
	E. Repair components that do not operate properly. Remove and replace operating components that cannot be repaired.
	F. Remove and replace chipped, scratched, and broken glass or reflective surfaces.



	017700 FL - Closeout Procedures
	PART 1 -  GENERAL
	1.1 SUMMARY
	A. Section includes administrative and procedural requirements for Contract closeout, including, but not limited to, the following:
	B. Related Requirements:

	1.2 DEFINITIONS
	A. List of Incomplete Items: Contractor-prepared list of items to be completed or corrected, prepared for the Architect's use prior to Architect's inspection, to determine if the Work is substantially complete.

	1.3 ACTION SUBMITTALS
	A. Product Data: For each type of cleaning agent.
	B. Contractor's List of Incomplete Items: Initial submittal at Substantial Completion.
	C. Certified List of Incomplete Items: Final submittal at Final Completion.

	1.4 CLOSEOUT SUBMITTALS
	A. Certificates of Release: From authorities having jurisdiction.
	B. Certificate of Insurance: For continuing coverage.
	C. Field Report: For pest-control inspection.

	1.5 MAINTENANCE MATERIAL SUBMITTALS
	A. Schedule of Maintenance Material Items: For maintenance material submittal items required by other Sections.

	1.6 SUBSTANTIAL COMPLETION PROCEDURES
	A. Contractor's List of Incomplete Items: Prepare and submit a list of items to be completed and corrected (Contractor's "punch list"), indicating the value of each item on the list and reasons why the Work is incomplete.
	B. Submittals Prior to Substantial Completion: Complete the following a minimum of 10 days prior to requesting inspection for determining date of Substantial Completion. List items below that are incomplete at time of request.
	C. Procedures Prior to Substantial Completion: Complete the following a minimum of 10 days prior to requesting inspection for determining date of Substantial Completion. List items below that are incomplete at time of request.
	D. Inspection: Submit a written request for inspection to determine Substantial Completion a minimum of 10 days prior to date the Work will be completed and ready for final inspection and tests. On receipt of request, Architect will either proceed with inspection or notify Contractor of unfulfilled requirements. Architect will prepare the Certificate of Substantial Completion after inspection or will notify Contractor of items, either on Contractor's list or additional items identified by Architect, that must be completed or corrected before certificate will be issued.

	1.7 FINAL COMPLETION PROCEDURES
	A. Submittals Prior to Final Completion: Before requesting final inspection for determining Final Completion, complete the following:
	B. Inspection: Submit a written request for final inspection to determine acceptance a minimum of 10 days prior to date the Work will be completed and ready for final inspection and tests. On receipt of request, Architect will either proceed with inspection or notify Contractor of unfulfilled requirements. Architect will prepare a final Certificate for Payment after inspection or will notify Contractor of construction that must be completed or corrected before certificate will be issued.

	1.8 LIST OF INCOMPLETE ITEMS
	A. Organization of List: Include name and identification of each space and area affected by construction operations for incomplete items and items needing correction including, if necessary, areas disturbed by Contractor that are outside the limits of construction.

	1.9 SUBMITTAL OF PROJECT WARRANTIES
	A. Time of Submittal: Submit written warranties on request of Architect for designated portions of the Work where warranties are indicated to commence on dates other than date of Substantial Completion, or when delay in submittal of warranties might limit Owner's rights under warranty.
	B. Organize warranty documents into an orderly sequence based on the table of contents of Project Manual.
	C. Warranty Electronic File: Provide warranties and bonds in PDF format. Assemble complete warranty and bond submittal package into a single electronic PDF file with bookmarks enabling navigation to each item. Provide bookmarked table of contents at beginning of document.
	D. Provide additional copies of each warranty to include in operation and maintenance manuals.


	PART 2 -  PRODUCTS
	2.1 MATERIALS
	A. Cleaning Agents: Use cleaning materials and agents recommended by manufacturer or fabricator of the surface to be cleaned. Do not use cleaning agents that are potentially hazardous to health or property or that might damage finished surfaces.


	PART 3 -  EXECUTION
	3.1 FINAL CLEANING
	A. General: Perform final cleaning. Conduct cleaning and waste-removal operations to comply with local laws and ordinances and Federal and local environmental and antipollution regulations.
	B. Cleaning: Employ experienced workers or professional cleaners for final cleaning. Clean each surface or unit to condition expected in an average commercial building cleaning and maintenance program. Comply with manufacturer's written instructions.

	3.2 CORRECTION OF THE WORK
	A. Complete repair and restoration operations required by "Correction of the Work" Article in Section 017300 "Execution" before requesting inspection for determination of Substantial Completion.



	017823 FL - Operation and Maintenance Data
	PART 1 -  GENERAL
	1.1 RELATED DOCUMENTS
	A. Drawings and general provisions of the Contract, including General and Supplementary Conditions and other Division 01 Specification Sections, apply to this Section.

	1.2 SUMMARY
	A. Section includes administrative and procedural requirements for preparing operation and maintenance manuals, including the following:
	B. Related Requirements:

	1.3 DEFINITIONS
	A. System: An organized collection of parts, equipment, or subsystems united by regular interaction.
	B. Subsystem: A portion of a system with characteristics similar to a system.

	1.4 CLOSEOUT SUBMITTALS
	A. Submit operation and maintenance manuals indicated. Provide content for each manual as specified in individual Specification Sections, and as reviewed and approved at the time of Section submittals. Submit reviewed manual content formatted and organized as required by this Section.
	B. Format: Submit operation and maintenance manuals in the following format:
	C. Final Manual Submittal: Submit each manual in final form prior to requesting inspection for Substantial Completion and at least 15 days before commencing demonstration and training. Architect will return copy with comments.
	D. Comply with Section 017700 "Closeout Procedures" for schedule for submitting operation and maintenance documentation.

	1.5 FORMAT OF OPERATION AND MAINTENANCE MANUALS
	A. Manuals, Electronic Files: Submit manuals in the form of a multiple file composite electronic PDF file for each manual type required.

	1.6 REQUIREMENTS FOR EMERGENCY, OPERATION, AND MAINTENANCE MANUALS
	A. Organization of Manuals: Unless otherwise indicated, organize each manual into a separate section for each system and subsystem, and a separate section for each piece of equipment not part of a system. Each manual shall contain the following materials, in the order listed:
	B. Title Page: Include the following information:
	C. Table of Contents: List each product included in manual, identified by product name, indexed to the content of the volume, and cross-referenced to Specification Section number in Project Manual.
	D. Manual Contents: Organize into sets of manageable size. Arrange contents alphabetically by system, subsystem, and equipment. If possible, assemble instructions for subsystems, equipment, and components of one system into a single binder.
	E. Identification: In the documentation directory and in each operation and maintenance manual, identify each system, subsystem, and piece of equipment with same designation used in the Contract Documents. If no designation exists, assign a designation according to ASHRAE Guideline 4, "Preparation of Operating and Maintenance Documentation for Building Systems."

	1.7 EMERGENCY MANUALS
	A. Emergency Manual: Assemble a complete set of emergency information indicating procedures for use by emergency personnel and by Owner's operating personnel for types of emergencies indicated.
	B. Content: Organize manual into a separate section for each of the following:
	C. Type of Emergency: Where applicable for each type of emergency indicated below, include instructions and procedures for each system, subsystem, piece of equipment, and component:
	D. Emergency Instructions: Describe and explain warnings, trouble indications, error messages, and similar codes and signals. Include responsibilities of Owner's operating personnel for notification of Installer, supplier, and manufacturer to maintain warranties.
	E. Emergency Procedures: Include the following, as applicable:

	1.8 SYSTEMS AND EQUIPMENT OPERATION MANUALS
	A. Systems and Equipment Operation Manual: Assemble a complete set of data indicating operation of each system, subsystem, and piece of equipment not part of a system. Include information required for daily operation and management, operating standards, and routine and special operating procedures.
	B. Content: In addition to requirements in this Section, include operation data required in individual Specification Sections and the following information:
	C. Descriptions: Include the following:
	D. Operating Procedures: Include the following, as applicable:
	E. Systems and Equipment Controls: Describe the sequence of operation, and diagram controls as installed.
	F. Piped Systems: Diagram piping as installed, and identify color coding where required for identification.

	1.9 SYSTEMS AND EQUIPMENT MAINTENANCE MANUALS
	A. Systems and Equipment Maintenance Manuals: Assemble a complete set of data indicating maintenance of each system, subsystem, and piece of equipment not part of a system. Include manufacturers' maintenance documentation, preventive maintenance procedures and frequency, repair procedures, wiring and systems diagrams, lists of spare parts, and warranty information.
	B. Content: For each system, subsystem, and piece of equipment not part of a system, include source information, manufacturers' maintenance documentation, maintenance procedures, maintenance and service schedules, spare parts list and source information, maintenance service contracts, and warranties and bonds as described below.
	C. Source Information: List each system, subsystem, and piece of equipment included in manual, identified by product name and arranged to match manual's table of contents. For each product, list name, address, and telephone number of Installer or supplier and maintenance service agent, and cross-reference Specification Section number and title in Project Manual and drawing or schedule designation or identifier where applicable.
	D. Manufacturers' Maintenance Documentation: Include the following information for each component part or piece of equipment:
	E. Maintenance Procedures: Include the following information and items that detail essential maintenance procedures:
	F. Maintenance and Service Schedules: Include service and lubrication requirements, list of required lubricants for equipment, and separate schedules for preventive and routine maintenance and service with standard time allotment.
	G. Spare Parts List and Source Information: Include lists of replacement and repair parts, with parts identified and cross-referenced to manufacturers' maintenance documentation and local sources of maintenance materials and related services.
	H. Maintenance Service Contracts: Include copies of maintenance agreements with name and telephone number of service agent.
	I. Warranties and Bonds: Include copies of warranties and bonds and lists of circumstances and conditions that would affect validity of warranties or bonds.
	J. Drawings: Prepare drawings supplementing manufacturers' printed data to illustrate the relationship of component parts of equipment and systems and to illustrate control sequence and flow diagrams. Coordinate these drawings with information contained in record Drawings to ensure correct illustration of completed installation.

	1.10 PRODUCT MAINTENANCE MANUALS
	A. Product Maintenance Manual: Assemble a complete set of maintenance data indicating care and maintenance of each product, material, and finish incorporated into the Work.
	B. Content: Organize manual into a separate section for each product, material, and finish. Include source information, product information, maintenance procedures, repair materials and sources, and warranties and bonds, as described below.
	C. Source Information: List each product included in manual, identified by product name and arranged to match manual's table of contents. For each product, list name, address, and telephone number of Installer or supplier and maintenance service agent, and cross-reference Specification Section number and title in Project Manual and drawing or schedule designation or identifier where applicable.
	D. Product Information: Include the following, as applicable:
	E. Maintenance Procedures: Include manufacturer's written recommendations and the following:
	F. Repair Materials and Sources: Include lists of materials and local sources of materials and related services.
	G. Warranties and Bonds: Include copies of warranties and bonds and lists of circumstances and conditions that would affect validity of warranties or bonds.


	PART 2 -  PRODUCTS (Not Used)
	PART 3 -  EXECUTION (Not Used)

	017839 FL - Project Record Documents
	PART 1 -  GENERAL
	1.1 RELATED DOCUMENTS
	A. Drawings and general provisions of the Contract, including General and Supplementary Conditions and other Division 01 Specification Sections, apply to this Section.

	1.2 SUMMARY
	A. Section includes administrative and procedural requirements for Project Record Documents, including the following:
	B. Related Requirements:

	1.3 CLOSEOUT SUBMITTALS
	A. Record Drawings: Comply with the following:
	B. Record Specifications: Submit annotated PDF electronic files of Project's Specifications, including addenda and Contract modifications.
	C. Record Product Data: Submit annotated PDF electronic files and directories of each submittal.
	D. Miscellaneous Record Submittals: See other Specification Sections for miscellaneous record-keeping requirements and submittals in connection with various construction activities. Submit annotated PDF electronic files and directories of each submittal.

	1.4 RECORD DRAWINGS
	A. Record Prints: Maintain one set of marked-up paper copies of the Contract Drawings and Shop Drawings, incorporating new and revised drawings as modifications are issued.
	B. Record Digital Data Files: Immediately before inspection for Certificate of Substantial Completion, review marked-up record prints with Architect. When authorized, prepare a full set of corrected digital data files of the Contract Drawings, as follows:
	C. Format: Identify and date each Record Drawing; include the designation "PROJECT RECORD DRAWING" in a prominent location.

	1.5 RECORD SPECIFICATIONS
	A. Preparation: Mark Specifications to indicate the actual product installation, where installation varies from that indicated in Specifications, addenda, and Contract modifications.
	B. Format: Submit record specifications as annotated PDF electronic file.

	1.6 RECORD PRODUCT DATA
	A. Recording: Maintain one copy of each submittal during the construction period for Project Record Document purposes. Post changes and revisions to Project Record Documents as they occur; do not wait until end of Project.
	B. Preparation: Mark Product Data to indicate the actual product installation where installation varies substantially from that indicated in Product Data submittal.
	C. Format: Submit Record Product Data as annotated PDF electronic file.

	1.7 MISCELLANEOUS RECORD SUBMITTALS
	A. Assemble miscellaneous records required by other Specification Sections for miscellaneous record keeping and submittal in connection with actual performance of the Work. Bind or file miscellaneous records and identify each, ready for continued use and reference.
	B. Format: Submit miscellaneous record submittals as PDF electronic file.

	1.8 MAINTENANCE OF RECORD DOCUMENTS
	A. Maintenance of Record Documents: Store Record Documents in the field office apart from the Contract Documents used for construction. Do not use Project Record Documents for construction purposes. Maintain Record Documents in good order and in a clean, dry, legible condition, protected from deterioration and loss. Provide access to Project Record Documents for Architect's reference during normal working hours.


	PART 2 -  PRODUCTS (Not Used)
	PART 3 -  EXECUTION (Not Used)


	02_Technical Specs
	074116 FL - Insulated Metal Roof Panels
	PART 1 -  GENERAL
	1.1 SECTION INCLUDES
	A. Foamed-insulation-core standing seam metal roof panels, with related metal trim and accessories.

	1.2 RELATED REQUIREMENTS
	A. Division 07 Section "Joint Sealants" for field-applied Joint Sealants.
	B. Division 13 Section "Metal Building Systems" for steel framing supporting metal panels.

	1.3 REFERENCES
	A. American Society of Civil Engineers (ASCE):  www.asce.org/codes-standards:
	B. ASTM International (ASTM):  www.astm.org:
	C. Cool Roof Rating Council (CRRC):  www.coolroofs.org/productratingprogram.html:
	D. Green Seal (GS) www.greenseal.org

	1.4 QUALITY ASSURANCE
	A. Manufacturer/Source:  Provide metal panel assemblies and accessories from a single manufacturer approved under an accredited third-party quality control program
	B. Manufacturer Qualifications: Approved manufacturer listed in this Section with minimum ten years’ experience in the manufacturing of similar products and successful use in similar applications.

	1.5 Substitutions following award of contract are not allowed except as stipulated in Division 01 General Requirements
	1.6 Approved manufacturers must meet separate requirements of Submittals Article.
	A. Installer Qualifications: Experienced Installer with minimum of five years’ experience with successfully completed projects of a similar nature and scope.
	B. Buy American Compliance:  Materials provided under work of this Section shall comply with the following requirements:

	1.7 ADMINISTRATIVE REQUIREMENTS
	A. Preinstallation Meeting:  Prior to erection of framing, conduct preinstallation meeting at site attended by Owner, Architect, metal panel installer, metal panel manufacturer's technical representative, inspection agency, and related trade contractors.

	1.8 ACTION SUBMITTALS
	A. Product Data:  Manufacturer’s data sheets for specified products.
	B. Shop Drawings:  Show layouts of metal panels. Include details of each condition of installation, panel profiles, and attachment to building. Provide details at a minimum scale 1-1/2-inch per foot of edge conditions, joints, fastener and sealant placement, flashings, openings, penetrations, curbs, vents, snow guards, lightning arresting equipment, and special details. Make distinctions between factory and field assembled work.
	C. Samples for Initial Selection:  For each exposed product specified including sealants. Provide representative color charts of manufacturer's full range of colors.
	D. Samples for Verification:

	1.9 INFORMATIONAL SUBMITTALS
	A. Product Test Results:  Indicating compliance of products with requirements.
	B. Qualification Information:  For Installer firm and Installer’s field supervisor.
	C. Accreditation Certificate: Indicating that manufacturer is accredited under an accredited third-party quality control program, including IAS AC472 and based upon chapter 17 of the International Building Code (IBC).
	D. Buy American Certification: Manufacturers' letters of compliance acceptable to authorities having jurisdiction, indicating that products comply with requirements.
	E. Warranty:

	1.10 CLOSEOUT SUBMITTALS
	A. Maintenance data.
	B. Manufacturer's Warranty:  Executed copy of manufacturer's warranty.

	1.11 DELIVERY, STORAGE, AND HANDLING
	A. Protect products of metal panel system during shipping, handling, and storage to prevent staining, denting, deterioration of components, or other damage.  Protect panels and trim bundles during shipping.  Protect painted surfaces with a protective covering before shipping.

	1.12 WARRANTY
	A. Special Manufacturer’s Warranty: Submit Manufacturer’s two (2) year limited warranty providing panels to be free from defects in materials and workmanship, beginning from the date of substantial completion excluding coil coatings (paint finishes) that are covered under a separate warranty.
	B. The installation contractor shall issue a separate warranty against defects in installed materials and workmanship, beginning from the date of substantial completion of the installation.
	C. Special Panel Finish Warranty:  Submit Manufacturer’s limited warranty on the exterior paint finish for adhesion to the metal substrate and limited warranty on the exterior paint finish for chalk and fade.


	PART 2 -  PRODUCTS
	2.1 MANUFACTURER
	A. Basis of Design Manufacturer: Metl-Span, a Nucor company; Lewisville, Texas Tel: 972.221.6656; Email: info@metlspan.com; Web: metlspan.com

	2.2 PERFORMANCE REQUIREMENTS
	A. General:  Provide metal panel system meeting performance requirements as determined by application of specified tests by a qualified testing facility on manufacturer's standard assemblies.
	B. Structural Performance:  Provide metal panel assemblies capable of withstanding the effects of indicated loads and stresses within limits and under conditions indicated, as determined by ASTM E 72 or ASTM E 1592 applied in accordance with ICC AC 04, Section 4, Panel Load Test Option or Section 5, Panel Analysis Option:
	C. Fire Performance Characteristics: Provide metal panel systems with the following fire-test characteristics determined by indicated test standard as applied by UL or other testing and inspection agency acceptable to authorities having jurisdiction.
	D. Roof Panel Air Infiltration, ASTM E 1680: Maximum 0.023 cfm/sq. ft. (0.115 L/s per sq. m) at static-air-pressure difference of 12 lbf/sq. ft. (575 Pa).
	E. Roof Panel Water Penetration Static Pressure, ASTM E 1646: No uncontrolled water penetration at a static pressure of 20 lbf/sq. ft. (958 Pa).
	F. Test procedure for susceptibility to leakage of discontinuous roof systems protocol TAS 114: Water applied to a depth of 6” above the lowest section of roof profile. No water infiltration observed during the seven-day test period.
	G. Thermal Movements: Allow for thermal movements from variations in both ambient and internal temperatures. Accommodate movement of support structure caused by thermal expansion and contraction. Allow for deflection and design for thermal stresses caused by temperature differences from one side of the panel to the other.
	H. Thermal Performance:  When tested in accordance with ASTM C 518, Measurement of Steady State thermal Transmission, the panels shall provide a k factor of 0.114 btu/sf/hr/deg F at a 35° F (1.67° C) mean temperature.

	2.3 INSULATED METAL ROOF PANELS
	A. Standing Seam, Foamed-Insulation-Core Metal Roof Panels: Structural metal panels consisting of an exterior standing seam with an interior tongue and groove joint, coupled with a vapor seal in the standing seam, and provides superior resistance to air and moisture intrusion. Attached with concealed fasteners to the structure.

	2.4 METAL ROOF PANEL ACCESSORIES
	A. General: Provide complete metal panel assemblies incorporating trim, copings, fasciae, gutters and downspouts, and miscellaneous flashings. Provide required fasteners, closure strips, and sealants as indicated in manufacturer's written instructions.
	B. Flashing and Trim: Match material, thickness, and finish of metal panel face sheet.
	C. Panel Fasteners: Self-tapping screws and other acceptable fasteners recommended by metal panel manufacturer. Provide corrosion-resistant fasteners with heads matching color of metal panels by means of factory-applied coating, with weathertight resilient washers.
	D. Joint Sealers: Provide Tape Mastic Sealants and Concealed Joint Sealants per Section 07 92 00, “Joint Sealants”.
	E. Roof Accessories: Approved by metal panel manufacturer. Refer to Section 07 72 00 "Roof Accessories" for requirements for curbs, equipment supports, roof hatches, heat and smoke vents, ventilators, and preformed flashing sleeves.
	F. Snow Guards: Compatible with standing seam roof and approved by metal panel manufacturer. Refer to Section 07 72 53 "Snow Guards" for requirements for snow guards attached to metal roof panels.
	G. Roof Curbs: Compatible with standing seam roof and approved by metal panel manufacture. Refer to Section 07 72 10 “Roof Curbs” for requirements for roof curbs attached to metal roof panels.

	2.5 FABRICATION
	A. General: Provide factory fabricated and finished metal panels, trim, and accessories meeting performance requirements, indicated profiles, and structural requirements.
	B. Fabricate metal panel joints configured to accept sealant tape providing weathertight seal and preventing metal-to-metal contact and minimizing noise resulting from thermal movement.
	C. Sheet Metal Flashing and Trim: Fabricate flashing and trim to comply with manufacturer's written instructions, approved shop drawings, and project drawings.

	2.6 FINISHES
	A. Finishes, General:  Prepare, pretreat, and apply coating to exposed metal surfaces to comply with coating and resin manufacturers' written instructions.
	B. Exterior Face Sheet Coil-Coated Finish System
	C. Interior Face Sheet Coil-Coated Finish System:


	PART 3 -  EXECUTION
	3.1 EXAMINATION
	A. Examine metal panel system substrate with Installer present.  Inspect for erection tolerances and other conditions that would adversely affect installation of metal panels.
	B. Correct out-of-tolerance work and other deficient conditions prior to proceeding with insulated metal panel installation.

	3.2 METAL PANEL INSTALLATION
	A. Standing Seamed, Concealed-Fastener Insulated Metal Panels: Install metal panel system in accordance with manufacturer's written instructions, approved shop drawings, and project drawings. Install metal panels in orientation, sizes, and locations indicated. Anchor panels and other components securely in place. Provide for thermal and structural movement.
	B. Attach panels to metal framing using clips, fasteners, and sealants recommended for application by metal panel manufacturer.
	C. Attach panel flashing trim pieces to supports using recommended fasteners and joint sealers.
	D. Joint Sealers: Install tape sealers and liquid sealants where indicated and where required for weatherproof performance of metal panel assemblies.

	3.3 ACCESSORY INSTALLATION
	A. General: Install metal panel accessories with positive anchorage to building and weathertight mounting; provide for thermal expansion. Coordinate installation with flashings and other components.

	3.4 CLEANING AND PROTECTION
	A. Remove temporary protective films immediately in accordance with metal panel manufacturer's instructions. Clean finished surfaces as recommended by metal panel manufacturer.
	B. Replace damaged panels and accessories that cannot be repaired to the satisfaction of the Architect.



	074213.19 FL - Insulated Metal Wall Panels
	PART 1 - GENERAL
	1.1 SECTION INCLUDES
	A. Foamed-insulation-core concealed fastener metal wall panels, with related metal trim and accessories.

	1.2 RELATED REQUIREMENTS
	A. Division 13 Section "Metal Building Systems" for steel framing supporting metal panels.
	B. REFERENCES
	C. American Architectural Manufacturer's Association (AAMA):  www.aamanet.org:
	D. American Society of Civil Engineers (ASCE):  www.asce.org/codes-standards:
	E. ASTM International (ASTM):  www.astm.org:
	F. National Fire Protection Association (NFPA)
	G. Green Seal (GS) www.greenseal.org

	1.3 QUALITY ASSURANCE
	A. Manufacturer/Source:  Provide metal panel assemblies and accessories from a single manufacturer approved under an accredited third-party quality control program
	B. Manufacturer Qualifications:  Approved manufacturer listed in this Section with minimum ten years’ experience in the manufacturing of similar products and successful use in similar applications.
	C. Installer Qualifications:  Experienced Installer [certified by metal panel manufacturer] with minimum of five years’ experience with successfully completed projects of a similar nature and scope.
	D. Buy American Compliance:  Materials provided under work of this Section shall comply with the following requirements:

	1.4 ADMINISTRATIVE REQUIREMENTS
	A. Preinstallation Meeting:  Prior to erection of framing, conduct preinstallation meeting at site attended by Owner, Architect, metal panel installer, metal panel manufacturer's technical representative, inspection agency and related trade contractors.

	1.5 ACTION SUBMITTALS
	A. Product Data:  Manufacturer’s data sheets for specified products.
	B. Shop Drawings:  Show layouts of metal panels. Include details of each condition of installation, panel profiles, and attachment to building. Provide details at a minimum scale 1-1/2-inch per foot of edge conditions, joints, fastener and sealant placement, flashings, openings, penetrations, and special details. Make distinctions between factory and field assembled work.
	C. Samples for Initial Selection:  For each exposed product specified including sealants. Provide representative color charts of manufacturer's full range of colors.
	D. Samples for Verification:

	1.6 INFORMATIONAL SUBMITTALS
	A. Product Test Results:  Indicating compliance of products with requirements.
	B. Qualification Information:  For Installer
	C. Accreditation Certificate:  Indicating that manufacturer is accredited under an accredited third-party Quality Control Program, including IAS AC472 and based upon chapter 17 of the International Building Code (IBC).
	D. Buy American Certification:  Manufacturers' letters of compliance acceptable to authorities having jurisdiction, indicating products comply with requirements.
	E. Warranty:

	1.7 CLOSEOUT SUBMITTALS
	A. Maintenance data.
	B. Manufacturer's Warranty:  Executed copy of manufacturer's warranty.

	1.8 DELIVERY, STORAGE, AND HANDLING
	A. Protect products of metal panel system during shipping, handling, and storage to prevent staining, denting, deterioration of components or other damage.  Protect panels and trim bundles during shipping.  Protect painted surfaces with a protective covering before shipping.

	1.9 WARRANTY
	A. Special Manufacturer’s Warranty:  Submit Manufacturer’s two (2) year limited warranty providing panels to be free from defects in materials and workmanship, beginning from the date of substantial completion excluding coil coatings (paint finishes) that are covered under a separate warranty.
	B. The installation contractor shall issue a separate warranty against defects in installed materials and workmanship, beginning from the date of substantial completion of the installation.
	C. Special Panel Finish Warranty:  Submit Manufacturer’s limited warranty on the exterior paint finish for adhesion to the metal substrate and limited warranty on the exterior paint finish for chalk and fade.

	1.10 PRODUCTS
	1.11 MANUFACTURER
	A. Basis of Design Manufacturer:  Metl-Span, a Nucor company; Lewisville, Texas Tel: 972.221.6656; Email: info@metlspan.com; Web: metlspan.com.
	B. Provide basis of design product , or comparable product approved by Architect prior to bid.

	1.12 PERFORMANCE REQUIREMENTS
	A. General:  Provide metal panel system meeting performance requirements as determined by application of specified tests by a qualified testing facility on manufacturer's standard assemblies.
	B. Structural Performance:  Provide metal panel assemblies capable of withstanding the effects of indicated loads and stresses within limits and under conditions indicated, as determined by ASTM E 72 or ASTM E 1592 applied in accordance with ICC AC 04, Section 4, Panel Load Test Option or Section 5, Panel Analysis Option:
	C. Fire Performance Characteristics:  Provide metal panel systems with the following fire-test characteristics determined by indicated test standard as applied by testing and inspection agency acceptable to authorities having jurisdiction.
	D. Air Infiltration, ASTM E 283:
	E. Water Penetration Static Pressure:
	F. Thermal Movements:  Allow for thermal movements from variations in both ambient and internal temperatures.  Accommodate movement of support structure caused by thermal expansion and contraction.  Allow for deflection and design for thermal stresses caused by temperature differences from one side of the panel to the other.
	G. Thermal Performance:  When tested in accordance with ASTM C 518, Measurement of Steady State thermal Transmission, the panels shall provide a k factor of 0.114 btu/sf/hr/deg F at a 35° F (1.67° C) mean temperature.

	1.13 INSULATED METAL WALL PANELS
	A. Concealed Fastener, Insulated Metal Wall Panels with foam core: Structural metal panels consisting of exterior metal sheet with five major tapered inverted ribs 1 by 1/4 inches (25.4 by 6.4 mm) with a mesa profile between the inverted ribs, and interior metal sheet with a Mesa or Light Mesa profile, with factory foamed-in-place polyurethane core in thermally-separated profile, with tongue-and-groove panel edges, attached to supports using concealed fasteners.

	1.14 METAL WALL PANEL ACCESSORIES
	A. General:  Provide complete metal panel assemblies incorporating trim, copings, fasciae, gutters and downspouts, and miscellaneous flashings. Provide required fasteners, closure strips, and sealants as indicated in manufacturer's written instructions.
	B. Flashing and Trim: Match material, thickness, and finish of metal panels.
	C. Panel Clips: ASTM A 653/A 653M, G90 (Z180) hot-dip galvanized zinc coating, one-piece, configured for concealment in panel joints, and identical to clips utilized in tests demonstrating compliance with performance requirements.
	D. Panel Fasteners: Self-drilling or Self-tapping screws and other acceptable fasteners recommended by metal panel manufacturer.  Where exposed fasteners cannot be avoided, supply corrosion-resistant fasteners with heads matching color of metal panels by means of factory-applied coating, with weathertight resilient washers.
	E. Joint Sealers:

	1.15 FABRICATION
	A. General:  Provide factory fabricated and finished metal panels, trim, and accessories meeting performance requirements, indicated profiles, and structural requirements.
	B. Fabricate metal panel joints configured to accept sealant providing weathertight seal.
	C. Sheet Metal Flashing and Trim:  Fabricate flashing and trim to comply with manufacturer's written instructions, approved shop drawings, and project drawings.

	1.16 FINISHES
	A. Finishes, General:  Prepare, pretreat, and apply coating to exposed metal surfaces to comply with coating and resin manufacturer’s written instructions.
	B. Exterior Face Sheet Coil-Coated Finish System
	C. Interior Face Sheet Coil-Coated Finish System


	PART 2 - EXECUTION
	2.1 EXAMINATION
	A. Examine metal panel system substrate with Installer present. Inspect for erection tolerances and other conditions that would adversely affect installation of metal panels.
	B. Correct out-of-tolerance work and other deficient conditions prior to proceeding with insulated metal panel installation.

	2.2 METAL PANEL INSTALLATION
	A. Concealed-Fastener Insulated Metal Panels with foam core:  Install metal panel system in accordance with manufacturer's written instructions, approved shop drawings, and project drawings.  Install metal panels in orientation, sizes, and locations indicated.  Anchor panels and other components securely in place. Provide for thermal and structural movement.
	B. Attach panels to metal framing using screws, fasteners, sealants, and adhesives recommended for application by metal panel manufacturer.
	C. Attach panel flashing trim pieces to supports using recommended fasteners and joint sealers
	D. Joint Sealers:  Install sealants where indicated and where required for weatherproof performance of metal panel assemblies

	2.3 ACCESSORY INSTALLATION
	A. General:  Install metal panel accessories with positive anchorage to building and weather tight mounting; provide for thermal expansion. Coordinate installation with flashings and other components.

	2.4 FIELD QUALITY CONTROL
	2.5 CLEANING AND PROTECTION
	A. Remove temporary protective films immediately in accordance with metal panel manufacturer's instructions. Clean finished surfaces as recommended by metal panel manufacturer.
	B. Replace damaged panels and accessories that cannot be repaired to the satisfaction of the Architect.
	END OF SECTION 074213



	077253 FL - Snow Guards
	PART 1 -  GENERAL
	1.1 RELATED DOCUMENTS
	A. Drawings and general provisions of the Contract, including General and Supplementary Conditions and Division 01 Specification Sections, apply to this Section.

	1.2 SUMMARY
	A. Section Includes:

	1.3 ACTION SUBMITTALS
	A. Product Data: Include construction details, material descriptions, dimensions of individual components and profiles, and finishes for snow guards.
	B. Shop Drawings: Include roof plans showing layouts and attachment details of snow guards.

	1.4 INFORMATIONAL SUBMITTALS
	A. Product Test Reports: For each type of snow guard, for tests performed by manufacturer and witnessed by a qualified testing agency.


	PART 2 -  PRODUCTS
	2.1 PERFORMANCE REQUIREMENTS
	A. Performance Requirements: Provide snow guards that withstand exposure to weather and resist thermally induced movement without failure, rattling, or fastener disengagement due to defective manufacture, fabrication, installation, or other defects in construction.
	B. Structural Performance:

	2.2 RAIL-TYPE SNOW GUARDS
	A. Seam-Mounted, Rail-Type Snow Guards:


	PART 3 -  EXECUTION
	3.1 EXAMINATION
	A. Examine substrates and conditions, with Installer present, for compliance with requirements for installation tolerances, snow guard attachment, and other conditions affecting performance of the Work.
	B. Proceed with installation only after unsatisfactory conditions have been corrected.

	3.2 PREPARATION
	A. Clean and prepare substrates for bonding snow guards.
	B. Prime substrates according to snow guard manufacturer's written instructions.

	3.3 INSTALLATION
	A. Install snow guards according to manufacturer's written instructions.
	B. Attachment for Standing-Seam Metal Roofing:





